UrbanUtilities

DESCRIPTION 1: Safety Shower and Eyewash Station (where installed) FREQUENCY: Yearly
LOCATION: STD JOB ID:
SCOPE

Complete inspection and service of safety shower and eyewash station (where installed) in accordance with the
requirements of the annual verification outlined in section 6.8 of AS4775:2017

REQUIREMENTS

Inspector shall be suitably qualified to inspect safety showers in line with AS4775 requirements

Upon successful completion of inspection, stamp date of inspection on tag attached to safety shower unit

Inspection report detailing inspection tasks completed must be provided to Urban Utilities in line with AS4775

Report any non-conformances to Urban Utilities

Provide photo of safety shower in report showing location on site

REFERENCES

AS4775:2017 Emergency Eyewash and Shower Equipment
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