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DESCRIPTION: Electrical - UV System Minor Service - Kooralbyn FREQUENCY:  

LOCATION: ST060 Kooralbyn STP STANDARD JOB No.:  
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 Reference Material 

 TROJANUVFIT Owner’s Manual – Kooralbyn STP, AU Trojan Project No. 160120 

  

  

  

  

 Procedural Steps 

 Before isolating any equipment where possible observe in running condition. Check for correct operation. 

  

  

 Minor Service 

  

 UV Unit 1 

 Clean UV Sensor. 

 Replace the air filter/s located in UV electrical board. 

  

 UV Unit 2 

 Clean UV Sensor. 

 Replace the air filter/s located in UV electrical board. 

  

  

  

  

  

  

  

  

  

  

  

  

  

  

  

 
 
 
 
 
 


