
JOB PLANS 

DESCRIPTION: Fixed Gas Detector – Inspection and Calibration FREQUENCY: 

LOCATION: STANDARD JOB No.: 

Revision 1Doc Id: FOR461 
Owner Tyson Craig 

Active Date: 28/07/20 22 
Printed: Page 1 of 1 

Note: Printed copies of this document should be verified for currency against the published electronic copy. 

SCOPE 
Inspection and calibration of fixed gas detector to ensure ongoing functionality and equipment is safe for use. 

 Work to be issued with alignment (same day) to the Required Start Date (RSD) in the work order to ensure 
Inspection and Calibration completed by the Next Due Service Date. 

TASK 
Inspection and calibration to be completed by authorised personal as per manufacturer’s requirements.  

REQUIREMENTS 
Instrument calibrated and certified safe for continued use. 
Certificate of inspection and calibration shall be provided. 
An individual report is required for each fixed Gas detector serviced. 
Notify Urban Utilities if the fixed gas detector is deemed unserviceable or if further repair work is required to return 
to service. 


