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Revision: A /
Approved By: Tate Brammer

DOSING SKID INSTALLATION CHECK SHEET . %E METAL SALTS DOSING STATION

8542-009-MS gy very

8542-M-MS-101

Pipework, fittings and valves issued as per specification

Sandblasting and repainting of existing dosing skid frame

3.01]Pumps installed as per original location on skid frame S
Seoab’4
3.02|All pvc pipework completed by qualiﬁed welder— SM:M}‘
lPE Fl l b *VQ— X . N m
Ensure that all pipework, instruments, val d ancill fhilly WIS Cines/EimmTions PoRe
nsure that all pipework, instruments, valves and ancillary N Y AS Pen Svioies (oS TRCLATION
3.03 components are consistent with P&ID. 486/5/5-R7D193 PE o/ 5 ’

ROT PRRAS AL P Pr P |

3.04

Equipment lables are in place and consistent with P&ID.

486/5/5-R7D193

SV/PE(%Q [5/12

)

Pipework pressure test completed - record pressure test

K Ty

3.0/ sheet reference number and attach. Pressure test record SVIPE R3/3/12
Dosing pumps pre-start checks as per O&M manuals:
- All electrical connections are correct Alldos KM-255 O&M )
306 All connections are secure and tightened Manual sV Ob"z/"/ 2
““7]- Fixing screws on dosing head are tightened to the Alldos KM-257 O&M
specific torque as per O&M manual Manual
- Check all oil levels
o Ll
3.07 Check for damage and leave area tidy and clean for next PE %M
“"discipline. G A1
3.08|MECH INSTALLATION COMPLETE NA SV fé;/s,/?&
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GRUNDFOS 2\ Service Report AUD0268
*“ABN 90 007 920 765 o e
30 Blanck Street
ORMEAU QLD 4208 22.05.2012 171

Telephone: 0755406763

Facsimile: 0755406760
Customer N°. ;1000005152

Customer name : QUEENSLAND URBAN UTILITIES
Your Reference : gra-qid 08304/4 /
Entered for quote & repair

Material returned

96687390 DMH 575-10/2 B-PVC/V/G-X-E1B8BS
R quote 1092010743

“..“Service Report:
Report on dosing pumps: 2x km255 and 2x km257's serial numbers: 05/40041,05/40040,05/40044 and 05/40043 for Oxley Waste
Water Treatment Plant, as a result of flood damage to pumps. All wet ends were stripped down and drained completely of all oil and
new kits and oil was installed, one pump had a new piston flange installed. Motors were pulled down and dried out with a heater,
cleaned out of all mud and new bearings installed, motors were megga and ohms tested and readings were to spec and tested on the
test bench,

Regards,

Andrew Bate service technician.
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3. OPERATION & MAINTENANCE MANUALS

3.1.PULSATION DAMPENER

6 new pulsation dampeners were installed to replace the existing.

PULSATION DAMPENERS DETAILS
Manufacturer: Primary Fluid Systems Inc.
Model: Accu-Pulse

3.1.PRESSURE RELIEF VALVES

4 new pressure relief valves were installed to replace the existing valves

PRESSURE RELIEF VALVE DETAILS
Manufacturer: Primary Fluid Systems Inc.
Model: ECO Valve ECO-25

Q-Pulse 1d: TMS215 28/02/2013 107 of 123



Oxley Creek STP ST22 Sludge Treatment (Metal Salts Dosing System OM Manual) General

3. Operation & Maintenance
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Maintenance Instructions

Q-Pulse Id: TMS215 28/02/2013 108 of 123



Oxley Creek STP ST22 Sludge Treatment (Metal Salts Dosing System OM Manual) General

Q-Pulse 1d: TMS215 28/02/2013 109 of 123



Oxley Creek STP ST22 Sludge Treatment (Metal Salts Dosing System OM Manual) General

Q-Pulse 1d: TMS215 28/02/2013 110 of 123



Oxley Creek STP ST22 Sludge Treatment (Metal Salts Dosing System OM Manual) General

Q-Pulse Id: TMS215 28/02/2013 111 of 123



Oxley Creek STP ST22 Sludge Treatment (Metal Salts Dosing System OM Manual) General

3.2.Pressure Relief Valves - Instruction Manual
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