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Qxfaord St North Boayal SPS SP375 Electrical Switchbhoard QM Manual
1 | 2 [ 3 4 5 ] 6 | 7 1 8 + 9 ] 10 11 [ 12 [ 13 14 15 16
e ™\
ITEM| QTY DESCRIPTION MANUFACTURER CATALOGUE No REMARKS ITEM| QTY DESCRIPTION MANUFACTURER CATALOGUE No REMARKS ITEM| QTY DESCRIPTION MANUFACTURER CATALOGUE No REMARKS
t ] 3 | ACTIVELINKS CLPSAL BPI6S/TR 59 | 2 | 12K6 - PUMP THERMISTOR RELAY SPRECHER & SCHUH RTI-E2 123 NOT USED
A 2 {02,03 - MAINCRCUT BREAKERS + T2HS Handle « Shroud | TERASAKI S250PE3125 Set Ir= 0.63 (80A) Char=5 60§ 1 | IKT- PUMP 1EMERGENCY PUNP TINER CARLO GAVAZZI DAA-51-C-M24 126 | 1 | COMMS SWITCH HOXA NPORT 6450/SAA V15 A
2 | 02,03~ MECHANICAL CABLE INTERLOCK TERASAK! T2MW25CA 61 | 1 | 2K7- PUMP 2 EMERGENCY PUMP TIMER CARLO GAVAZZI DAA-S1-C-M24 1 | MULTISMART RTU PUMP CONTROLLER HULTITRODE MSH-auU2
3 1 | 02,03 - INTERLOCK CABLE tm TERASAKI TIMWOO0SA 62 NOT USED 25 [ 1 }HMKEYPAD
NOT USED 63 NOT USED 1 | EXTENSIONI/0
— NOT USED 66 | 2 | 12H1- PUMP RUNNING RED INDICATOR SPRECHER & SCHUH DIP-PL-PN3R 126 NOT USED ]
4 | 1 | GENERATOR INLET PLUG MARECHAL 052 3928011 o/w 3124126 65 | 2 |12F4 - INSULATION RESISTANCE TESTING FUSES WOHHER / FERRAZ SHAWKUT | 31971 ¢/w DCTS-2 5A 1000V FUSE & HOLDER 121 | 1 | SWIPE CARD READER INDALA IN-ASR-610/1 + SPACER (SP-610-80)
5 | 3 |OLD SERVICE FUSES [METERING LINKS! COOPER BUSHANN HSB22BWCL 66 | 2 |PUMP REFLUX VALVE LIMIT SWITCH HONEYWELL BZ-2RW82-A2 c/w support stands 128 NOT USED
s 6 | 1 | MAINNEUTRAL LINK SWBD BULLDER 67 | 2 |12K20 - PUMP RUN FORWARD COMMAND RELAY FINDER 38.51.24V0C 19 NOT USED e
1 1 | MAINEARTH LINK SWBD BUILDER 68 | 2 |12K21- PUMP FAULT RESET RELAY FINDER 46.52.0074 26V0( «97.02 BASE 130 { 1 | WETWELL LEVEL PROBE VEGA - VEGAWELLS? | WLS2-XXALAMDIODIX SET RANGE T0 5.9%8m
8 | 1 [F123 - SURGE DIVERTER CIRCUIT FUSES WOHNER 31113 ¢/ 3 x 31189 324 FUSES & HOLDERS 69 | 2 |12K22- PUMP EMERGENCY MODE INTERRUPT RELAY FINOER 385124V0C 31| 1| WET WELL LEVEL ADJUSTMENT UNIT VEGA - VEGADIS62 | DIS62-XXKMASX
9 | 3 |SD12.3 - SURGE DIVERTER CRITEC TOS1100-25R-271 70 | 2 |12K23- PUMP IRTISOLATION CONTACTOR FINDER 3851.26¥0C 132 NOT USED
— 0 | 1 |F458 - PHASE FALLURE FUSES WOHNER 31113 ¢/w 3 x 31184 6A FUSES & HOLDERS 71 | 2 | 1,2K2 - PUMP RUN REVERSE COMMAND RELAY FINDER 38.51260C 133 NOT USED ]
11 | 1 | PFRE - ENERGEX MAINS PHASE FAILURE RELAY CARLO GAVAZZ! DPB-01-C-M48 72 | 1 |S!- PUMPLOCK OFF PUSHBUTTON SPRECHER & SCHUH DIP-LMT44 + DT-ALP « DT-N3R o/w DT-X10 « DT-X01 136 | 2 | CORROSION INHIBITOR CORTEC VPQI-110
? NOT USED 73 | 2 |S!- PUMPLOCK OFF SAFETY CONTACTS SPRECHER & SCHUH DI-X01S 135 NOT USED
c B | 3 |T123 - ENERGY METER CT's IME TAI 400 150/5A 7 | 1 |S2- AREALIGHTING SELECTOR SWITCH KRAUS & NAIMER CA10 A221-FT2 Fx ENGRAVED 'OFF-ON' 136 NOT USED ¢
| 1 |EMI - ENERGY METER ELECTREX FLASH-D 60H2 c/w D2 /wRSLES 75 | 1 |S5- EMERGENCY PUMPING SELECTOR SWITCH KRAUS & NAIMER CA10 A223-FT2 Fx ENGRAVED "NORMAL-RUN' w | NoT USED
15 [ 1 104 PUMPI CIRCUIT BREAKER + T2HS Handle « Shroud TERASAKI E125N)3063 Setir=08(50A) Im=§ %6 | 1 |H!- POWER AVAILABLE WHITE INDICATOR SPRECHER & SCHUH | DTP-PT-PN3W 1 NOT USED
16 | 1 105 PUMP2 CIRCUIT BREAKER + T2HS Handle + Shroud TERASAKI E125N13063 Set Ir= 0.8 {S0A) Im=6 7| 1 {PAR- POWER AVAILABLE RELAY FINDER 3851.26V0C 139 NOT USED
I 1 NOT USED 78 | 2 | PUMP POWER SOCKET OUTLET « INCLINE SLEEVE MARECHAL DS3 3134013972 « S1CATST 140 NOT USED ]
8 NOT USED 19 | 2 | PUMP POWER INLET PLUG + HANDLE MARECHAL DS3 3138013972 « 3134013 1 1 NOT USED
19 NOT USED 80 NOT USED w2 NOT USED
b 20 | 1 |01 MULTITRODE MULTISHART METERING CRCUIT BREAKER | TERASAKI DTCBE306C o1 NOT USED 13 HOT USED D
2 | 1 [an 15aGro CRCUT BREAKER TERASAKI DTCB6316C ¢/w DSRCM-32-30-3PN 0 NOT USED W [ 1 | 2x300mm TELESCOPIC BATTERY TRAY RAL UES DSCH MD 300mm
2 1 ] Q12 RTULAPTOP GPO CIRCUIT BREAKER TERASAKI DSRCBH-10-30A 83 NOT USED ' SWITCHBOARD TERMINALS
23 [ 1 1B SITELIGHTING CIRCUIT BREAKER TERASAKI DSRCBH-10-30A 84 NOT USED 1640 2 | 10AMNIATURE THERMAL CIRCUIT BREAKER PHOENIX CONTACT TP 10 fom 2314
I~ 2 | 1 |1 DCSUPPLY CIRCUIT BREAKER TERASAKE DTCBE106C 85 NOT USED 1661 17 | 4AMNIATURE THERMAL CIRCUIT BREAKER PHOENIX CONTACT TP 4 {o712259) ]
25 | 1 | 015 GENERATOR ANCILLARY SUPPLY CIRCUIT BREAKER TERASAKI DSRCBH-10-304 8 | 1 |SINGLE POINT PROBES MULTITRODE 1 aff - 020130FSP-Stield Toff - 02/1-%" {1 corel 16621 7 | 2AMINIATURE THERMAL CIRCUIT BREAKER PHOENIX CONTACT (P2 2
2% NOT USED 87 | 1 [SR-SECURITY LIGHTING CONTROL RELAY | FNDER 46,52 26V0C /v 97.02 BASE 1643 ] 26 | TERMINAL MOUNTING BLOCK PHOENIX CONTACT UK6-FSH/C [3118203)
€ n NOT USED 8 | 1 |INSTRUMENT EARTHBAR CLIPSAL L 1664 ] 2 | 10-TERMINAL PLUG-IN BRIDGING BAR PHOENIX CONTACT FBI 10-8 020 3263) €
2 NOT USED 89 NOT USED 16651 69 | 1xDISCONNECT, 1x PHASE, 1x PE TERMNAL PHOENIX CONTACT | PITZS-PE/LALTB 13213957}
1 NOT USED 90 NOT USED 16661 9 | TERMINAL ENO PLATE PHOENIX CONTACT D-PITI/3B (3213976}
30 NOT USED 9 NOT USED %61] & | COMBINATION TERMINAL PHOENIX CONTACT PiT25-TG 1321 1003
"_ 3 NOT USED 92 NOT USED 1648] & | FUSECONNECTOR WTHLED 24 PHOENIX CONTACT P-FU'SX20 LED 24 303 681) "’
32 1 | DIST.BD EARTH LINK DORE ELEC. 165E24 93 NOT USED 69| 6 | 20-TERMNAL PLUG-IN BRIDGING BAR PHOENIX CONTACT FBS 20-5 303 0226
33 | 1 |DIST.BD NEUTRAL LINK DORE ELEC. 165N24 /W E/NFEET 9% NOT USED 16610 &4 | THROUGH TERMINAL PHOENIX CONTACT ninzs 320 9510}
F 34 1 | DIST.BD 15 POLE 3 PHASE BUS BAR TERASAKI (Wit} 9% 1 | PS3 - BACKUP CONTROL POWER SUPPLY WEIDMULLER PRO-M-S5A 89513 40000] a1 & TERMINAL END PLATE PHOENIX CONTACT D-ST25 {303 0417 F
35 | 2 |DIST.BD 3PHASE BUS BAR END (AP TERASAKI ICLEC23 9 | 1 |40- BACKUP CONTROL CRCUIT BREAKER TERASAKI DTCBOCIOLC 16442[ 31 | OISCONNECT TERMINAL PHOENIX CONTACT PIT25-MT 321 0156l
36 | 1 {Xi- 3PHASE SWITCHED OUTLET 20A CUPSAL 560520 91 | 1 |BC- BACKUP CONTROL LEVEL RELAY MULTITRODE SAFE-FSP 24¥DC 16L.53) 11 | TERMINAL END PLATE PHOENIX CORTACT 0-PATZ5-HT 321 10031 g
31 | 1 [X2- 1PHASE DIN-RAIL MOUNTED OUTLET 10A CLPSAL 4PS010 98 | 1 |BACKUP LEVEL PROBE MULTITRODE 3-SEGMENT PROBE T6414] 30 | TERMINAL END BRACKET PHOENIX CORTACT CLIPFIX 35-5 1302 2216) g
I~ 38 | 1 |X3- GENERATOR ANCILLARY POWER OUTLET 10A CLIPSAL 5650310 1PS6 99 | 1 |BOT- BACKUP OFF-DELAY TIMER CARLO GAVAZZI DBB-01-D-M24 t6kis| 2 | TESTPLUG PHOENIX CONTACT PSS 303 0983) 2_
39 | 1 |Xt- GENERATOR CONTROL QUTLET 10A CLPSAL 5650710 P56 100 | 1 |BOTA- BACKUP OFF-DELAY TIMER HOLD RELAY FINDER 55.34.0074 24V0C + 94,04 BASE 16616) 18 | TERMINAL GROUP MARKER PHOENIX CONTACT UBE/D (080 0307) S
40 | 2 |04-1,05-1- PUMP 240VAC CONTROL CRCUIT BREAKER | TERASAKI DT(BET04C W | 5 |E1S- LED SWITCHBOARD LIGHT LUMFA LFIB-C35-2THWW 16447) 18 | CTTEST LINK TERMINALS PHOENIX CONTACT URTK/S t031 1087} %
G 41 | 2 |QD4,005- PUNP 24VDC CONTROL CRCUIT BREAKER TERASAKI DTCBOCHOC 02 | 7 |DSt7- SWITCHBOARD DOOR MICRO SWITCHES CAMSCD SM202 7 0FF N/ 5| 9 | TERMIRALBARRIERS PHOEIX CORTACT TS-RTK g G
42 | 1 |0DT- BATTERY SHORT CCT PROTECTION CIRCUIT BREAKER | TERASAKI DTCBDC210C 103 NOT USED 166 HOT USED %
43 | 2 |PS-P12- PUMP 240VAC-24VDC POWER SUPPLY WEIDMULLER 8951360000 120W SA/24V0C 104 [ 1 |BST- RTUBATTERY SYSTEM TEST RELAY FINDER 38.51.24V0C MISCELLANEOUS g
] 2 | PUMP SOFT STARTER ABB PSELS 05 | 1 |ETR- ELECTRODE TEST RELAY FINDER 5.34.0074 24V0C + 94,04 BASE %711 ENERGEX PADLDCK - &S5mm brass pin tumbler H.A REED LOCKSMITHS { KEY No 24242 & S/ Shackie o/w 1KEY §
45 | 2 |PUMP SOFT STARTER FIELDBUS MDD. ABB PS-FBPA 106 NOT USED 168 | Lot | WET WELL CONDUIT SEALING BUNGS RUBBER TO SUIT CONDUITS Detail "W’ £
46 NOT USED 107 NOT USED 169 | Lot | S/STEEL FITTINGS AS DETAILED FOR PRESSURE TX FITTINGS STAIRLESS STEEL Sheet 17 g
41 | 2 |12F1-3 - SEMI-CONDUCTOR FUSES WOHNER / BUSSMANN | 33217 c/w 3 x 170M1568 125A FUSES & HOLDER 108 | 1 |PS1- MULTISMART POWER SUPPLY POWERBOX PBZS1A-24CM-CC-T 10| 1 | EARTH ROD CONNECTION BOX NESCO ERBI [if cased in slab] PIT-03 lif direct in gnd} 8
H 48 | & |12CT1-3- CURRENT TRANSFORMERS IME TAI BB 15/5A 109 | 2 | BATTERIES - INCLUDING SPILL TRAYS YUASA UXH38-12 11 | 1 | LINE TAP - BONDING TO EARTHING ROD CLIPSAL BP2S S
49 NOT USED 10 | 1 |PS2- RADIO POWER SUPPLY POWERBOX PBIH-2412)-CC m | 1 | EARTHNGROD COPPER ROD 13mm Diameter §
50 NOT USED 1| 1 |RADIO TRIO ERLSO 13 NOT USED %
51 NOT USED M2 | 1 |RAIOCOAX SURGE PROTECTOR POLYPHASER 1S-50-NX-C2 1% NOT USED %
4 [KiK2- PUMP FWD/REV COKTACTOR SPRECHER & SCHUH CAST-430-04C-24V0C 13 | 1 |INTERNAL COAX CABLE {Radio fo Lightning Arrester) TRIO SMAM/NM/TL23 15 KOT USED z
23 2 [K1K2 - REVERSING STARTER SET SPRECHER & SCHUH 1-PWL3 fh | 1| EXTERNAL COAX CABLE (Lightning Arrester to Aerial) RF INDUSTRIES ANDREW - CNT400 116 NOT USED E
2 |KIK2- MECHANICAL INTERLOCK SPRECHER & SCHUH G 15 | 1 |RADIO 2m STANDARD RS232 SMALE/SFEMALE ELECTUS WC-T534 m KOT USED ¢
! 4 |KiK2- PUMP CONTACTOR AUX. SPRECHER & SCHUH CAT-PA-20 16 | 1 |RADIO ANTENNA (15 ELEMENT 13dB ALUM) TRIO ARTY-13-900A + ANTSTRUT9 18 NOT USED § I
" NOT USED 17| 2 |RaDio CoAX PLUG PULSE N-203HS m NOT USED %’
NOT USED 8 [ 1 | RADIO ARTENNA U-CLANP RF INDUSTRIES NV 180 KOT USED ¢
B 55 NOT USED 19 NOT USED h é_
5 | 2 |12 CONTROLRELATS oA 46520074 Z0vDC 9702 BASE 0| 1 | KSUPA ETHERNET ROUTER MAXON EN-TTONUN ( ELECTRICAL AS BUILT CERTIFICATION VJ% J. & P. RICHARDSO S h e et 1 6 5
ST [ 2 | 12Kt~ CONTROLRELAYS FINDER 385124¥0C 121 | 1 | PROFILE DISC ANTENNA MAXON 3LA30-BDITF | REV| COMPANY] ) & P RICHARDSON INDUSTRIES XD 01 T AR A W 00 g
(Lo | 2 ans- ovteoLrears FINDER 385124¥0C 2 NOT USED E :g:;’*;':s “9;_?\‘/’; No. 756 TR ;;OJ;"“C;”;{’:‘ e ‘””;"1’:’; 51“;‘7 ;“"’""‘" AS INSTALLED ) E
4 (e loas] AMENDED EQUIPMENT B.A. |R.B. YDRAFTED L.PEGORARO\ (Original Signed by C.MULLER 09-00-11 Y Y \(33375 f \rIT%TaEUIPMENT SCHEDULE TSHEET No. 16 ) % ’
[+
D {06.12] AS INSTALLED L.P. |R.B. | DRAFTING CHECK | R.BARRETT | DESIGN RP.EQ. No. DATE | MANAGER ENGINEERING SERVICES DATE OUEENSLAND s OXFORD STREET Queensland Urban Utilities DRAWING No. AMEND. g
C |03.12] AS CONSTRUCTED L.L. {R.B. |CADFILE 57-0239set _E | Original Signed by JREADM 7727 09-09-11 Uf'ban Utl“tleS SEWAGE PUMP STATION 486/5/7_0239_01 6 E é
@o DATE AMENDMENT DRN. AF’DJ \B.C.Q FILE No. )\DESIGN CHECK v R.P.E.Q. No. DATE) \CLIENT DELEGATE DATEJk AL AL J &
STD TEMPLATE SP-2-55 Ver2d JADWGCH51572 QUU IPSWICH PS\Oxford St SP37567-0239-016_E.dwg  Last Saved by des_ba on Thursday, 11 Aprit 2013 10:50:29 AM
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J & P Richardson Industries Pty Ltd.
Template Revision 5: 5 November, 2002

J. & P. RICHARDSON INDUSTRIES PTY LTD

TOUCH POTENTIAL/FAULT CURRENT CALCULATIONS
Main Switchboard

Site/Installation Description:

Equivalent Source

SP375 Oxford Street SPS

Caonsumer Mains phase

Equivalent Circuit

Sub-Mains phase Sub-Circuit phase

Main Switchboard

CB-Main Sw CB-SubCct
Impedance =
Zs Zem Zphase-sm Zphase-sc
y Transformer Consumer Mains Sub-Mains Sub-Circuit i Faul To
5 G) Earth
Supply voliage
Caonsumer Mains neutral Sub-haing earth Sub-Circuit earth
Prospectve
o e S Faft Loop
! —_— Currerit
MEM Link
Enter data into grey areas
Transformer * Energex Supply to Point of Connection
Capacity kVA 200 Length of Consumer Mains cable m 138
Impedance * % 4 Size of active conductor mm*_ [MARS 7/3.75 AAC
Prospective Fault Level of Transformer MVA 5 Number of parallel active conductors 1
Prospective Fault Current of Transformer kA 6.95602734 Size of associated earth-return conductor * mm*  [MARS 7/3.75 AAC
Advised or Alternative Fault Current of Transformer * kA Number of parallel earth-return conductors 1
Source Impedance Zsat 230Vac Q 0.034502452 Impedance of single-core of active cable @ 75°C > Q/km 0.5265
Impedance of single-core of earth cable @ 75°C ? Q/km 0.5265
' The transformer calcs neglect any impedance upstream of the transformer Impedance of active conductors Zcy Q 0.0727
2 If left blank a transformer impedance of 5% will be assumed Impedance of earth (neutral) conductors Zgy Q 0.0727
® Leave blank to calculate Z s based on Transformer Capacity & Impedance
* If the MEN is at the switchboard, this is the neutral conductor; if the MEN is at the
transformer, this is the earth conductor.
2 From Table A4 of HB 301 - 2001 |
Consumers Mains from Point of Connection to Energex Metering Consumers Mains from Energex Metering to Switchboard
Length Mains cable m 30 Length of Mains cable m 2
Size of active conductor mm? 16 Size of active conductor mm 25
Number of parallel active conductors 1 Number of parallel active conductors 1
Size of associated earth conductor mm? 16 Size of associated earth conductor mm 25
Number of parallel earth conductors 1 Number of parallel earth conductors 1
Impedance of single-core of active cable @ 75°C * Q/km 1.4057 Impedance of single-core of active cable @ 75°C * Q/km 0.8922
Impedance of single-core of earth cable @ 75°C * Q/km 1.4057 Impedance of single-core of earth cable @ 75°C * Q/km 0.8922
Impedance of active conductors Zppase.su Q 0.0422 Impedance of active conductors Zpyase.sc Q 0.0018
Impedance of earth (neutral) conductors Zgagri.sm Q 0.0422 Impedance of earth conductors Zgagri.sc Q 0.0018
" From Table A4 of HB 301 - 2001 ! From Table A4 of HB 301 - 2001 |
Fault Current & 'll'ouc'h Eotential The circuit breaker protecting the mains cable is a Terasaki S250PE3125, set to Ir=0.63,
Impedance of active circuit Z, Q 0.1511 Characteristic Curve 5 . A fault current of 896A would cause the circuit breaker to open in
Impedance of earth/neutral circuit Zg Q 0.1166 0.2s, therefore operating under Energex Supply this installation complies with fault loop
Fault Current Is¢ (at 240Vac) A 896.43 impedance requirements.
Touch Potential V7 at point of fault Vac 104.54
Total Upstream Impedance Q 0.2677

Examine the time-current curve for the circuit-breaker/fuse which is providing the overcurrent protection to ensure that Isc is high enough to
guarantee operation of the protective device within the specified time.

Use the table "Additional Earth" within this workbook to examine the effect on Isc and V¢ of adding additional earth conductors.
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Oxford St North Booval SPS SP375 Electrical Switchboard OM Manual

J & P Richardson Industries Pty Ltd.
Template Revision 5: 5 November, 2002

J. & P. RICHARDSON INDUSTRIES PTY LTD

TOUCH POTENTIAL/FAULT CURRENT CALCULATIONS
Main Switchboard

Site/Installation Description:

Equivalent Source

SP375 Oxford Street SPS

Caonsumer Mains phase

Equivalent Circuit

Sub-Mains phase Sub-Circuit phase

Generator Supply

ppedanct e I wa - L 1
| I | T
Zs Zem Zphase-sm Zphase-sc
y Transformer Consumer Mains Sub-Mains Sub-Circuit Faul To
5 G) Earth
Supply voliage
Caonsumer Mains neutral Sub-haing earth Sub-Circuit earth
Prospective
Zeh Zearth-sm Zearth-si Fault Loop
. E— ! L —_— Currerit
MEM Link
Enter data into grey areas
Generator * Generator Supply to Connection box
Capacity kVA 145 Length of Consumer Mains cable m B
Impedance * % Size of active conductor mm? 35
Prospective Fault Level of Transformer MVA Number of parallel active conductors 1
Prospective Fault Current of Transformer kA 0 Size of associated earth-return conductor * mm® 35
Advised or Alternative Fault Current of Generator * kA 0.63 Number of parallel earth-return conductors 1
Source Impedance Zsat 230Vac Q 0.380952381 Impedance of single-core of active cable @ 75°C > Q/km 0.6486
Impedance of single-core of earth cable @ 75°C ? Q/km 0.6486
' The transformer calcs neglect any impedance upstream of the transformer Impedance of active conductors Zcy Q 0.0019
2 If left blank a transformer impedance of 5% will be assumed Impedance of earth (neutral) conductors Z¢y Q 0.0019
® Leave blank to calculate Z s based on Transformer Capacity & Impedance
* If the MEN is at the switchboard, this is the neutral conductor; if the MEN is at the
transformer, this is the earth conductor.
2 From Table A4 of HB 301 - 2001
Consumers Mains from Energex Metering to Switchboard
Length Mains cable m 0 Length of Mains cable m 0
Size of active conductor mm? 1 Size of active conductor mm? 1
Number of parallel active conductors 1 Number of parallel active conductors 1
Size of associated earth conductor mm? 1 Size of associated earth conductor mm? 1
Number of parallel earth conductors 1 Number of parallel earth conductors 1
Impedance of single-core of active cable @ 75°C * Q/km 25.8007 Impedance of single-core of active cable @ 75°C * Q/km 25.8007
Impedance of single-core of earth cable @ 75°C * Q/km 25.8007 Impedance of single-core of earth cable @ 75°C * Q/km 25.8007
Impedance of active conductors Zppase.su Q 0.0000 Impedance of active conductors Zpyase.sc Q 0.0000
Impedance of earth (neutral) conductors Zgagri.sm Q 0.0000 Impedance of earth conductors Zgagri.sc Q 0.0000
" From Table A4 of HB 301 - 2001 ! From Table A4 of HB 301 - 2001
Fault Current & 'll'ouc'h Eotential The circuit breaker protecting the generator cable is a Terasaki S250PE3125, set to Ir=0.63,
Impedance of active circuit Z, Q 0.3829 Characteristic Curve 5 . A fault current of 623A would cause the circuit breaker to open in
Impedance of earth/neutral circuit Zg Q 0.0019 5.6s. Due to the touch potential being extremely low, this poses no threat.
Fault Current Isc (at 240Vac) A 623.63
Touch Potential V7 at point of fault Vac 1.21
Total Upstream Impedance Q 0.3848

Examine the time-current curve for the circuit-breaker/fuse which is providing the overcurrent protection to ensure that Isc is high enough to
guarantee operation of the protective device within the specified time.

Use the table "Additional Earth" within this workbook to examine the effect on Isc and V¢ of adding additional earth conductors.
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Oxford St North Booval SPS SP375 Electrical Switchboard OM Manual

Voltage Drop Calculation

Cable Size mm No.In //

Length m Amps| 79.88

Voltage Drop 6.22

Voltage Drop 24/08/2012 4 0f 8
Q-Pulse Id TMS273 Active 05/12/2013 Page 55 of 62



Oxford St North Booval SPS SP375 Electrical Switchboard OM Manual

INDUSTRIAL MAXIMUM DEMAND THREE PHASE CALCULATION

Red Phase ~ White Phase Blue Phase

Lighting Full connected load
2x36W Fluoros 0.00
1x50W
1x70W Security Bulkheads
1x18W 0.00

2x36W Fluoros
Socket Outlets not exceeding 10Amps
PLC Programming

EXT Switchboard Outlet
2.08

0.00

0.00

0.00

Socket Outlets exceeding 10Amps

0.00

0.00

0.00

0.00

0.00

0.00

0.29

2.08

0.00

0.00

0.00

0.00

0.00

0.00

Quantity

1000 Watts for first and 750 Watts for each additional outlet

Quantity
1

1

Highest Rating for first and 75% of full current rating of remainder

Power Voltage

240
240
240
240
240

Power Voltage

500
750
500
750
750
750
750
750
750
750
750
750
750
750
750

Note: - If 3 phase then put calculation valve across all three phases

240
240
240
240
240
240
240
240
240
240
240
240
240
240
240

Quantity Amps Phases
1st Point single phase or 0.00 1
External Fill Point Outlet  1st Point three phase 7.50 7.50 7.50 1 7.5 3
0.00 10 1
0.00 10 1
0.00 10 1
0.00 10 1
0.00 10 1
0.00 10 1
0.00 10 1
0.00 10 1
0.00 0.00 0.00 32 3
Air Conditioning, Ranges and Cooking Appliances Highest Rating for first and 75% of full current rating of remainder
General Load Note: - If 3 phase then put calculation valve across all three phases
Quantity Amps Phases
1st Device single phase or 0.00 0 1
1st Device three phase 0.00 0.00 0.00 0 3
General Loads Additional Devices 0.00 0 1
Storage Heater (HWS) Full load connected
Power Voltage
Hot Water System 0.00 240
Motors Highest Rating for first and 75% of full current rating of second and 50% of full load of remainder
Current  Power Voltage
40.00 40.00 40.00 22000 415
30.00 30.00 30.00 22000 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
0.00 0.00 0.00 415
79.58 77.50 79.88 Amps 44 kW's

*Note: GPO Circuits de-rated to 50% full load current due to infrequency of use.

Industrial Maximum Demand 24/08/2012

Q-Pulse Id TMS273

Active 05/12/2013

Eff.

0.85

0.85
0.85
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Current Carrying Capacity Calculation

Cable Type PVC/PVC
Number of Cores 4C

Cable Size 16 mm?2
Maximum Demand 79.88 amps
Current Carrying Capacity 58 amps

Notes on Calculation:-

:- Enter Mains cable data from Cable Schedule.

:- Determine maximum demand from 'Industrial Maximum Demand'

sheet.

:- Determine Current Carrying Capacity from appropriate tables in AS/NZ

3008.1.1:2009, depending on cable size, type and installation method.
ie. Table 7, 8,13 or 14

:- IF Current Carrying Capacity exceeds maximum demand then the
installation complies.

Current Carrying Capacity 24/08/2012
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Short Circuit Temperature Rise Calculation

Cable Type PVC/PVC

Cable Size 16 mm?2
Assume Initial Temp of Cable 75 Deg.
Value of Short CCT. Current 896 Amps
Trip Time of Protective Device 0.2 Secs
Value of K (temp. constant) 111

Minimum Size Cable Required _mm2

Notes on calculation.

:- Enter Mains cable data from Cable Schedule.

:- Assume maximum initial temperature of cable type.
ie. XLPE/PVC 90 deg, PVC/PVC 75 deg

:- Value of Short CCT Current can be found on Main

Switchboard Sheet.

:- Determine Trip Time of Protective Device from Circuit

Breaker Trip Curve and Settings.

:- Determine Value of K (constant) from AS/NZ

3008.1.1:2009 Tables 52 and 53.

:- If value of 'Minimum Size Of Cable Required' is smaller or

equal to the size of cable installed, then the installation

complies.

Short CCT. Temp. Rise 24/08/2012 7 of 8
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Oxford St North Booval SPS SP375 Electrical Switchboard OM Manual

Cable List

B BC

2

E

£
1 o
2 |Energex Supply Main Switchboard Pump 1 Decontactor SIS 415 22 40 10 2 Building Wire 0 4 846.8 108.3 0.030{ 0.330{471 471 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0/Set Ir=0.8, Im=6
3 |Energex Supply Pump 1 Decontactor Pump 1 SIS 415 22 40 6 15 | 5C+E Submersible 4 6 606.1 111.6 0.030{ 0.330{230 230 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0/Set Ir=0.8, Im=6
4 |Energex Supply Main Switchboard Pump 2 Decontactor SIS 415 22 40 10 2 Building Wire 0 4 846.8 108.3 0.030{ 0.330{471 471 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0/Set Ir=0.8, Im=6
5 |Energex Supply Pump 2 Decontactor Pump 2 SIS 415 22 40 6 15 | 5C+E Submersible 4 6 606.1 111.6 0.030{ 0.330{230 230 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0Set Ir=0.8, Im=6
6 _|Energex Supply Main Switchboard Three Phase Outlet Supply| 415 5] 3 3C & EPVC/PVC 225) 745.8 107.1 0.030{ 0.330(627 634 DTCB10316C/DSRCM-32-30-3P 16 3 10 |Terasaki Din T 10 Din-Safe-M NHP 112.0 119.0
7_|Energex Supply Main Switchboard Single Phase Outlet Supply| 240 225) 2 2C & EPVC/PVC 25) 790.1 106.4 0.030{ 0.330(715 731 DSRCBH1030A 10 1 10 |Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0
8 |Energex Supply Main Switchboard Area Lighting Supply| 240 225) 20 | 2C & EPVC/PVC 25) 382.1 0.030{ 0.330(307 323 DSRCBH1030A 10 1 10 |Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0
9 |Energex Supply Main Switchboard Generator Auxilliary Outlet | Supply| 240 225) 3 2C & EPVC/PVC 25) 745.8 107.1 0.030{ 0.330[671 687 DSRCBH1030A 10 1 10 |Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0
10
11 |Generator Supply Main Switchboard Pump 1 Decontactor SIS 415 22 40 10 2 Building Wire 0 4 599.2 7.9 0.030{ 5.000{223 223 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0/Set Ir=0.8, Im=6
12 |Generator Supply Pump 1 Decontactor Pump 1 SIS 415 22 40 6 15 | 5C+E Submersible 4 6 467.7, 32.5 0.030{ 5.000{92 92 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0Set Ir=0.8, Im=6
13 |Generator Supply Main Switchboard Pump 2 Decontactor SIS 415 22 40 10 2 Building Wire 0 4 599.2 7.9 0.030{ 5.000{223 223 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0/Set Ir=0.8, Im=6
14 |Generator Supply Pump 2 Decontactor Pump 2 SIS 415 22 40 6 15 | 5C+E Submersible 4 6 467.7, 32.5 0.030{ 5.000{92 92 E125NJ363 63 3 25 |Terasaki TemBreak 2 Economy Range Thermal Magnetic NHP 376.0 376.0|Set Ir=0.8, Im=6
15 [Generator Supply Main Switchboard Three Phase Outlet Supply| 415 225) 3 3C & EPVC/PVC 25) 546.8 15.8 0.030{ 5.000{428 435 DTCB10316C/DSRCM-32-30-3P 16 3 10 |Terasaki Din T 10 Din-Safe-M NHP 112.0 119.0
16 [Generator Supply Main Switchboard Single Phase Outlet Supply| 240 225) 2 2C & EPVC/PVC 25) 570.2 11.4 0.030{ 5.000{495 511 DSRCBH1030A 10 1 10 |Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0
17 [Generator Supply Main Switchboard Area Lighting Supply| 240 5] 20 | 2C & EPVC/PVC 25) 322.0 58.7 0.030{ 1.000(247 263 DSRCBH1030A 10 1 10 |Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0
18 |Generator Supply Main Switchboard Generator Auxilliary Outlet | Supply| 240 25 3 2C & E PVC/PVC 25 546.8 15.8 0.030{ 5.000{472 488 DSRCBH1030A 10 1 10 [Terasaki Mini CB Din-Safe MCBs RCBO 30mA NHP 59.0 75.0)
19
20
21
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” @ TERASAKI

Selectivity Analysis Program

Ph No. : Mobile No. : Fax No. : Email :
Project : File : sP375 Oxford Street
Printed : 24 Aug 2012
09:32 am
SUPPLY Circuit: DB-01 (322
TIME/CURRENT CURVE
an b 4§ \
n T 1 |
[(2) E125NJ, 63, 50.4A)]
1h
30m
20m \
10m \
7m
5m
3m
2m
50s
30s
g 20s
Z (1) S250PE, 125, 78.8A
8 8s
o 5s
2 3
= s
= 2s
0.800s
0.500s
0.300s
0.200s
0.080s
0.050s
0.030s
0.020s
0.010s
0.0050s
e g g g g
= g g
Current (A)
@ Up Stream - DB-01 (39) :
Circuit 1.D. : C2 (39)
Circuit Breaker (MCCB) Model :  S250PE MSB (32)
OCR: 125
30 kA
Trip Setting: 79 A 50-125A
Breaking Capacity : 70 kA ‘
Catalogue # : S250PE 3 125 Set 79A
18 kA NHP3
DB-01 (32)
Adjustable Settings:
IR Characteristics
0.63 5
78.8 A
PowerCad Software Pty. Ltd. Australia, Copyright (C) 2008 page 1 TemCurve 6.0.2.2
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@ TERASAKI

Selectivity Analysis Program
Ph No. : Mobile No. : Fax No. :

Project :

Email :

File : sP375 Oxford Street
Printed : 24 Aug 2012
09:32 am

SUPPLY Circuit DB-071 (3eC2
TIME/CURRENT CURVE

@ Down Stream - DB-01 (39) :
Circuit 1.D. : C2 (39)
Circuit Breaker (MCCB) Model : E125NJ
Trip Unit: 63
Trip Setting: 50 A 18 kA 40-63A

Breaking Capacity : 25 kA ‘

DB-01 (30)

Catalogue #: E125NJ 3 63 Set 50A

Adjustable Settings:
Ir Im

0.8 6
504 A 378A

PowerCad Software Pty. Ltd. Australia, Copyright (C) 2008 page 2 TemCurve 6.0.2.2
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” @ TERASAK

Selectivity Analysis Program

Ph No. : Mobile No. : Fax No. : Email :
Project : File : sP375 Oxford Street
Printed : 24 Aug 2012
09:32 am
SUPPLY CirculB-0] (3eC2
SELECTIVITY/CASCADE SETTINGS
30KA MSB (32)
iSO—lZSA
S250PE, 70 kA IR Characteristics
_/_ 0.63 5
788 A
DB-01 (32)
3A
E125NJ, 25 kA Ir Im
0.8 6
25/50 504 A 378A
PowerCad Software Pty. Ltd. Australia, Copyright (C) 2008 page 3 TemCurve 6.0.2.2
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