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INSTRUCTION MANUAL
ACCESSORIES - Vertical installation with suction stand

General

ATTENTION:

HIDROSTAL AG 

1. Mounting of accessories and premounting of the pump to the suction stand

2. Fastening the support to the ground

ATTENTION:

DIRECTION:

3. Final mounting of the pump to the suction stand

lightly
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Konstruktionsänderungen vorbehalten

Subject to change without prior notice

Modifications réservées sans préavis
Drawn by/Bearb. Dat. Vis.:

Approved by/Gepr. Dat. Vis.: No: 97-M5502p

SUCTION STAND
FUSSBOGEN

B0-MOUNTING
BO-AUFSTELLUNG

21.08.12 rd

21.08.12 dgc

h

h
v

SUCTION-

STAND 

FUSSBOGEN
6BB-

HYDRAULIC
HYDRAULIK

WEIGHT

GEWICHT
(B0-)

~kg

A A1 B D d e e1 e2 f H h I L v X Y

D100 
1)

C/D 34 100 100 300 240 16 120 80 160 0 212 12 90 380 0 120 92

100X100 C/D 50 100 100 330 330 20 135 100 210 3 244 120 100 505 0 120 121

100X150 C/D 52 100 150 330 330 20 135 100 210 3 320 168 100 505 0 168 149

E150
 1)

E 53 150 150 400 330 20 160 160 160 0 270 60 90 540 0 160 110

150X150 E 135 150 150 440 460 25 185 160 320 3 311 160 100 660 0 160 148

150X200 E 160 150 200 440 460 25 185 160 320 3 363 190 125 720 0 190 170

200X250
E 180

200 250 545 550 25 230 160 370 3 423 202 150 850 0 230 190
F 220

250X300
F 310

250 300 680 660 42 275 200 420 3 503 260 150 1000 0 260 240
H 360

300X400
H 530

300 400 870 880 42 370 370 640 4 605 320 165 1315 0 320 281
I 630

400X500
I 1160

400 500 1150 1200 50 470 470 885 4 770 370 225 1770 0 370 396
L 1380

500X700 L/M 2080 500 700 1450 1400 50 650 660 740 4 1000 100 250 2135 400 500 496

500X1000 L/M 1850 500 1000 1450 1000 50 650 660 740 4 1300 100 250 1735 700 650 646

700X1000 M 1900 700 1000 1450 1000 50 650 660 740 10 1300 100 250 1735 700 650 640

H

2)
(

)
C

Y
X

D
N
 
A
1

h

f

D N A

L

e1 e2

G1
/2

"

D

B

e
e

I

d1) OBSOLETE TYPES

1) AUSLAUFENDE TYPEN

2) OPTION:

A1  DN200 = possible to be drilled

     PN16 accord. to 'DIN EN 1092'

A1  DN200 = Flanschanschluss PN16
     nach 'DIN EN 1092' möglich

A1,A2  DN150/PN16 DIN EN 1092

       DN200/PN10 DIN EN 1092

IMPORTANT:

additional support may be required; refer to:

08-TU7390 or 05-TU6816

WICHITG:
Eventuell Pumpen-Abstützung notwendig; 
siehe: 08-TU7390 oder 05-TU6816
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\START : 
\PARAMS
Par.Record : Par.Record    02
Meas. Point No. : A:SP016P01
Pipe :
Outer Diameter :    170.5 mm
Wall Thickness :      8.0 mm
Roughness :       0.1 mm
Pipe Material : Carbon Steel
c-Material :    3230.0 m/s
Lining : WITHOUT LINING
Medium : Water
c-Medium     MIN :    1482.0 m/s
c-Medium     MAX :    1482.0 m/s
Kinem.Viscosity :     0.99 mm2/s
Density :      1.00 g/cm3
Medium Temperat. :      20 C
Fluid pressure :    1.00 bar
Trancducer Type : CDM1NZ732358
Sound Path :         2 NUM
Transd. Distance :     82.3 mm
Damping :        10 s
Storage Rate :  00:00:01 SAMPLES
Profile corr. : ON
Physic. Quant. : Volume flow
Unit Of Measure : [l/s]/[l]
Numb.Of Meas.Val. : 149

\DATA
\*DATE_TIME VELOC MEASURE
\# [m/s] [l/s]

10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0 0
10/10/2013 9:45 0.026 0.49
10/10/2013 9:45 0.096 1.8
10/10/2013 9:45 0.19 3.56
10/10/2013 9:45 0.256 4.8
10/10/2013 9:45 0.366 6.86
10/10/2013 9:45 0.441 8.27
10/10/2013 9:45 0.562 10.54
10/10/2013 9:45 0.723 13.55

Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 1

10/10/2013 9:45

\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-
PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[11]
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Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 1
\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-

PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[11]
10/10/2013 9:45 0.804 15.07
10/10/2013 9:45 0.927 17.38
10/10/2013 9:45 1.044 19.57
10/10/2013 9:46 1.164 21.82
10/10/2013 9:46 1.286 24.11
10/10/2013 9:46 1.324 24.82
10/10/2013 9:46 1.326 24.86
10/10/2013 9:46 1.328 24.9
10/10/2013 9:46 1.335 25.03
10/10/2013 9:46 1.339 25.1
10/10/2013 9:46 1.346 25.23
10/10/2013 9:46 1.348 25.27
10/10/2013 9:46 1.352 25.35
10/10/2013 9:46 1.352 25.35
10/10/2013 9:46 1.361 25.52
10/10/2013 9:46 1.36 25.5
10/10/2013 9:46 1.354 25.38
10/10/2013 9:46 1.353 25.37
10/10/2013 9:46 1.349 25.29
10/10/2013 9:46 1.344 25.2
10/10/2013 9:46 1.339 25.1
10/10/2013 9:46 1.338 25.08
10/10/2013 9:46 1.333 24.99
10/10/2013 9:46 1.326 24.86
10/10/2013 9:46 1.322 24.78
10/10/2013 9:46 1.323 24.8
10/10/2013 9:46 1.326 24.86
10/10/2013 9:46 1.328 24.9
10/10/2013 9:46 1.328 24.9
10/10/2013 9:46 1.329 24.92
10/10/2013 9:46 1.328 24.9
10/10/2013 9:46 1.327 24.88
10/10/2013 9:46 1.324 24.82
10/10/2013 9:46 1.324 24.82
10/10/2013 9:46 1.322 24.78
10/10/2013 9:46 1.32 24.75
10/10/2013 9:46 1.314 24.63
10/10/2013 9:46 1.311 24.58
10/10/2013 9:46 1.312 24.6
10/10/2013 9:46 1.312 24.6
10/10/2013 9:46 1.309 24.54
10/10/2013 9:46 1.303 24.43
10/10/2013 9:46 1.272 23.85
10/10/2013 9:46 1.203 22.55
10/10/2013 9:46 1.113 20.87
10/10/2013 9:46 1.04 19.5
10/10/2013 9:46 0.914 17.14
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Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 1
\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-

PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[11]
10/10/2013 9:46 0.842 15.79
10/10/2013 9:46 0.736 13.8
10/10/2013 9:46 0.629 11.79
10/10/2013 9:46 0.593 11.12
10/10/2013 9:46 0.484 9.07
10/10/2013 9:46 0.338 6.34
10/10/2013 9:46 0.266 4.99
10/10/2013 9:46 0.193 3.62
10/10/2013 9:46 0.047 0.88
10/10/2013 9:46 0 0
10/10/2013 9:46 0 0
10/10/2013 9:46 0 0
10/10/2013 9:46 0 0
10/10/2013 9:46 0 0
10/10/2013 9:46 0 0
10/10/2013 9:47 0 0

\END
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\START : 
\PARAMS
Par.Record : Par.Record    02
Meas. Point No. : A:SP016P02
Pipe :
Outer Diameter :    170.5 mm
Wall Thickness :      8.0 mm
Roughness :      0.1 mm
Pipe Material : Carbon Steel
c-Material :   3230.0 m/s
Lining : WITHOUT LINING
Medium : Water
c-Medium     MIN :    1482.0 m/s
c-Medium     MAX :    1482.0 m/s
Kinem.Viscosity :      0.99 mm2/s
Density :      1.00 g/cm3
Medium Temperat. :     20 C
Fluid pressure :     1.00 bar
Trancducer Type : CDM1NZ732358
Sound Path :         2 NUM
Transd. Distance :      82.3 mm
Damping :       10 s
Storage Rate :  00:00:01 SAMPLES
Profile corr. : ON
Physic. Quant. : Volume flow
Unit Of Measure : [l/s]/[l]
Numb.Of Meas.Val. : 145

\DATA
\*DATE_TIME VELOC MEASURE
\# [m/s] [l/s]

10/10/2013 9:50 0 0
10/10/2013 9:50 0 0
10/10/2013 9:50 0 0
10/10/2013 9:50 0 0
10/10/2013 9:50 0 0
10/10/2013 9:50 0.055 1.03
10/10/2013 9:50 0.11 2.06
10/10/2013 9:50 0.262 4.91
10/10/2013 9:50 0.341 6.39
10/10/2013 9:50 0.448 8.4
10/10/2013 9:50 0.537 10.07
10/10/2013 9:50 0.657 12.32
10/10/2013 9:50 0.657 12.32

Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 2
\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-

PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[12]

10/10/2013 9:49
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Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 2
\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-

PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[12]
10/10/2013 9:50 0.753 14.12
10/10/2013 9:50 0.827 15.5
10/10/2013 9:50 0.903 16.93
10/10/2013 9:50 0.953 17.87
10/10/2013 9:50 1.057 19.82
10/10/2013 9:50 1.133 21.24
10/10/2013 9:50 1.182 22.16
10/10/2013 9:50 1.258 23.58
10/10/2013 9:50 1.331 24.95
10/10/2013 9:50 1.33 24.93
10/10/2013 9:50 1.327 24.88
10/10/2013 9:51 1.327 24.88
10/10/2013 9:51 1.325 24.84
10/10/2013 9:51 1.324 24.82
10/10/2013 9:51 1.322 24.78
10/10/2013 9:51 1.324 24.82
10/10/2013 9:51 1.327 24.88
10/10/2013 9:51 1.327 24.88
10/10/2013 9:51 1.328 24.9
10/10/2013 9:51 1.328 24.9
10/10/2013 9:51 1.328 24.9
10/10/2013 9:51 1.327 24.88
10/10/2013 9:51 1.327 24.88
10/10/2013 9:51 1.326 24.86
10/10/2013 9:51 1.328 24.9
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.328 24.9
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.331 24.95
10/10/2013 9:51 1.33 24.93
10/10/2013 9:51 1.331 24.95
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.332 24.97
10/10/2013 9:51 1.329 24.92
10/10/2013 9:51 1.325 24.84
10/10/2013 9:51 1.31 24.56
10/10/2013 9:51 1.252 23.47
10/10/2013 9:51 1.195 22.4
10/10/2013 9:51 1.096 20.55
10/10/2013 9:51 1.019 19.1
10/10/2013 9:51 0.937 17.57
10/10/2013 9:51 0.851 15.95
10/10/2013 9:51 0.746 13.99
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Flow Test Results - SP16 - Gordon Street Hawthorne - Pump 2
\SOURCE=Measuring data set from C:\Users\Alan\Documents\My Dropbox\FLOWSERVICES\Demo\RE-

PUMP\Ferol Street\FLow Test for QUU 10-10-13.FLX[12]
10/10/2013 9:51 0.61 11.44
10/10/2013 9:51 0.565 10.59
10/10/2013 9:51 0.384 7.2
10/10/2013 9:51 0.295 5.53
10/10/2013 9:51 0.205 3.84
10/10/2013 9:51 0.07 1.31
10/10/2013 9:51 0.068 1.27
10/10/2013 9:51 0.059 1.11
10/10/2013 9:51 0.057 1.07
10/10/2013 9:51 0.05 0.94
10/10/2013 9:51 0.045 0.84
10/10/2013 9:51 0.04 0.75
10/10/2013 9:51 0.032 0.6
10/10/2013 9:51 0.027 0.51
10/10/2013 9:51 0 0
10/10/2013 9:51 0 0
10/10/2013 9:51 0 0
10/10/2013 9:51 0 0
10/10/2013 9:51 0 0

\END
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