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File: ZUBEHÖR_ENo:Dat.:

INSTRUCTION MANUAL
ACCESSORIES - Vertical installation with suction stand

General

As a standard we will mount the suction flange of the suction stand (635) and the pressure flange of the
pump casing (400) in the same direction. If another mounting is required you must indicate the direction
of mounting in your order.
The permissible ground load has to be compared with the total weight of the pump. The concrete foundation
must correspond to the guidelines of the strength of foundation and the resistance to pressure.

ATTENTION:
Please consider the exact length of the foundation screws! Please refer to the detailed description below.

HIDROSTAL AG  recommends the use of chemical anchor srews which are secured with a 2 part Epoxy
resin.

1. Mounting of accessories and premounting of the pump to the suction stand

The dimension sheet (97-M5502) shows which pump types need a support (670) between the suction
stand (635) and the pump casing (400). The following description relates to mounting with the support.
Pay attention to the correct position of the pump outlet to the suction stand. The pump can be mounted in
any of the normal 90° positions (some pumps can be mounted at 45° positions). However the support
(670) can only be mounted on the suction stand (635) in one position. Therefore great care must be taken
to ensure that the support (670) is positioned correctly. The correct position can be achieved by aligning
the outer mounting holes of the support (670) with the mounting holes of the suction stand (635). Attach
the support (670) to the suction side of the pump casing (400) with the fastening set (671) using the ring
of tapped holes provided. Insert O-ring (672) into the groove on the upper flange of the suction stand
(670). Fasten suction flange of the pump to the suction stand with fastening set (673).
There is now a resultant clearance between the machined ‘Gauge’ faces on the support (670) and the
suction stand (635). See below for the description for the fitting of the wedge blocks (677, 678).

2. Fastening the support to the ground

See dimension sheet (97-M5502) and data sheet (99-TU6050) for the needed space for the suction stand
and length of the foundation screws. The pump must be aligned and in the correct position!

ATTENTION:
The suction stand has to be supported on all 4 edges. If necessary, differences of dimension could be
compensated by 2–part flow concrete epoxy resin (self leveling epoxy grout)!

Mark and drill the holes for the foundation screws. Place the foundation screws. Pay attention to the
correct length of the threaded rod. Allow the required length of time for the epoxy to harden! Now screw
down the suction stand.

DIRECTION:
Foundation screws have to be tightened with the prescribed torque! Check this torque during operation
occasionally!

3. Final mounting of the pump to the suction stand

Screw down the delivered threaded rods and extension nuts (674) according data sheet (99-TU6050).
Insert wedge blocks (677+678) between the machined gauge surfaces at the threaded rods and tap them
in lightly at all 4 positions with the same expenditure of energy. When the clearance is compensated on
all 4 supporting surfaces, screw down the support to the suction stand with fastening set (674).

24.01.06 99-BA 6052E/a
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Konstruktionsänderungen vorbehalten

Subject to change without prior notice

Modifications réservées sans préavis
Drawn by/Bearb. Dat. Vis.:

Approved by/Gepr. Dat. Vis.: No: 97-M5502p

SUCTION STAND
FUSSBOGEN

B0-MOUNTING
BO-AUFSTELLUNG

21.08.12 rd

21.08.12 dgc

h

h
v

SUCTION-

STAND 

FUSSBOGEN
6BB-

HYDRAULIC
HYDRAULIK

WEIGHT

GEWICHT
(B0-)

~kg

A A1 B D d e e1 e2 f H h I L v X Y

D100 
1)

C/D 34 100 100 300 240 16 120 80 160 0 212 12 90 380 0 120 92

100X100 C/D 50 100 100 330 330 20 135 100 210 3 244 120 100 505 0 120 121

100X150 C/D 52 100 150 330 330 20 135 100 210 3 320 168 100 505 0 168 149

E150
 1)

E 53 150 150 400 330 20 160 160 160 0 270 60 90 540 0 160 110

150X150 E 135 150 150 440 460 25 185 160 320 3 311 160 100 660 0 160 148

150X200 E 160 150 200 440 460 25 185 160 320 3 363 190 125 720 0 190 170

200X250
E 180

200 250 545 550 25 230 160 370 3 423 202 150 850 0 230 190
F 220

250X300
F 310

250 300 680 660 42 275 200 420 3 503 260 150 1000 0 260 240
H 360

300X400
H 530

300 400 870 880 42 370 370 640 4 605 320 165 1315 0 320 281
I 630

400X500
I 1160

400 500 1150 1200 50 470 470 885 4 770 370 225 1770 0 370 396
L 1380

500X700 L/M 2080 500 700 1450 1400 50 650 660 740 4 1000 100 250 2135 400 500 496

500X1000 L/M 1850 500 1000 1450 1000 50 650 660 740 4 1300 100 250 1735 700 650 646

700X1000 M 1900 700 1000 1450 1000 50 650 660 740 10 1300 100 250 1735 700 650 640

H

2)
(

)
C

Y
X

D
N
 
A
1

h

f

D N A

L

e1 e2

G1
/2

"

D

B

e
e

I

d1) OBSOLETE TYPES

1) AUSLAUFENDE TYPEN

2) OPTION:

A1  DN200 = possible to be drilled

     PN16 accord. to 'DIN EN 1092'

A1  DN200 = Flanschanschluss PN16
     nach 'DIN EN 1092' möglich

A1,A2  DN150/PN16 DIN EN 1092

       DN200/PN10 DIN EN 1092

IMPORTANT:

additional support may be required; refer to:

08-TU7390 or 05-TU6816

WICHITG:
Eventuell Pumpen-Abstützung notwendig; 
siehe: 08-TU7390 oder 05-TU6816
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2. Hydrostatic Test 

Certificate 
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3. Variable Speed Drive 
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MAKING MODERN LIVING POSSIBLE

Operating Instructions, 110-400 kW D-Frame
VLT® AQUA Drive FC 200
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Safety

Safety

WARNING
HIGH VOLTAGE!
Frequency converters contain high voltage when
connected to AC mains input power. Installation, start up,
and maintenance should be performed by qualified
personnel only. Failure to perform installation, start up, and
maintenance by qualified personnel could result in death
or serious injury.

High Voltage
Frequency converters are connected to hazardous mains
voltages. Extreme care should be taken to protect against
shock. Only trained personnel familiar with electronic
equipment should install, start, or maintain this equipment.

WARNING
UNINTENDED START!
When the frequency converter is connected to AC mains,
the motor may start at any time. The frequency converter,
motor, and any driven equipment must be in operational
readiness. Failure to be in operational readiness when the
frequency converter is connected to AC mains could result
in death, serious injury, equipment, or property damage.

Unintended Start
When the frequency converter is connected to the AC
mains, the motor may be started by means of an external
switch, a serial bus command, an input reference signal, or
a cleared fault condition. Use appropriate cautions to
guard against an unintended start. 

WARNING
DISCHARGE TIME!
Frequency converters contain DC-link capacitors that can
remain charged even when the frequency converter is not
powered. To avoid electrical hazards, disconnect AC mains,
any permanent magnet type motors, and any remote DC-
link power supplies, including battery backups, UPS and
DC-link connections to other frequency converters. Wait for
the capacitors to fully discharge before performing any
service or repair work. The amount of wait time is listed in
the Discharge Time table. Failure to wait the specified time
after power has been removed before doing service or
repair could result in death or serious injury.

Voltage [V] Power range [kW] Minimum waiting time
[min]

3x400 90-250 20

3x400 110-315 20

3x500 110-315 20

3x500 132-355 20

3x525 75-250 20

3x525 90-315 20

3x690 90-250 20

3x690 110-315 20

Discharge Time

Approvals

Table 1.2
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1 Introduction

1.1 Product Overview

1.1.1 Interior Views
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Illustration 1.1 D1 Interior Components
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Illustration 1.2 Close-up View: LCP and Control Functions

1 LCP (Local Control Panel) 9 Relay 2 (04, 05, 06)

2 RS-485 serial bus connector 10 Lifting ring

3 Digital I/O and 24 V power supply 11 Mounting slot

4 Analog I/O connector 12 Cable clamp (PE)

5 USB connector 13 Earth (ground)

6 Serial bus terminal switch 14 Motor output terminals 96 (U), 97 (V), 98 (W)

7 Analog switches (A53), (A54) 15 Mains input terminals 91 (L1), 92 (L2), 93 (L3)

8 Relay 1 (01, 02, 03) 16 TB5 (IP21/54 only). Terminal block for anti-condensation heater

Table 1.1 

NOTE
For location of TB6 (terminal block for contactor), see
2.4.3.2 Terminal Locations: D5h-D8h.

1.1.2 Extended Options Cabinets

If a frequency converter is ordered with one of the
following options, it is supplied with an options cabinet
that makes it taller.

• Brake chopper

• Mains disconnect

Introduction VLT® AQUA Drive D-Frame
Operating Instructions

4 MG21A202 - VLT® is a registered Danfoss trademark

11

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 140 of 349



• Contactor

• Mains disconnect with contactor

• Circuit breaker

Illustration 1.3 shows an example of a frequency converter
with an options cabinet. Table 1.2 lists the variants for the
frequency converters that include input options.
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39
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1754

[69.1]

Illustration 1.3 D7h Enclosure

Options unit
designations

Extension cabinets Possible options

D5h D1h enclosure with
short extension

Brake, Disconnect

D6h D1h enclosure with tall
extension

Contactor, Contactor
with Disconnect,
Circuit Breaker

D7h D2h enclosure with
short extension

Brake, Disconnect

D8h D2h enclosure with tall
extension

Contactor, Contactor
with Disconnect,
Circuit Breaker

Table 1.2

The D7h and D8h frequency converters (D2h plus options
cabinet), include a 200 mm pedestal for floor mounting.

There is a safety latch on the front cover of the options
cabinet. If the frequency converter is supplied with a mains
disconnect or circuit breaker, the safety latch prevents the
cabinet door from being opened while the frequency
converter is energized. Before opening the door of the
frequency converter, the disconnect or circuit breaker must
be opened (to de-energize the frequency converter) and
the cover of the options cabinet must be removed.

For frequency converters purchased with a disconnect,
contactor or circuit breaker, the name plate label includes
a type code for a replacement that does not include the
option. If there is a problem with the frequency converter,
it is replaced independent of the options.

Refer to 2.7 Optional Equipment for more detailed
descriptions of the input options and other options that
may be added to the frequency converter.

1.2 Purpose of the Manual

This manual is intended to provide detailed information for
the installation and start up of the frequency converter.
2 Installation provides requirements for mechanical and
electrical installation, including input, motor, control and
serial communications wiring and control terminal
functions. 3 Start Up and Commissioning provides detailed
procedures for start up, basic operational programming,
and functional testing. The remaining chapters provide
supplementary details. These details include user interface,
detailed programming, application examples, start-up
troubleshooting, and specifications.

1.3 Additional Resources

Other resources are available to understand advanced
frequency converter functions and programming.
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• The VLT®  Programming Guide provides greater
detail on working with parameters and many
application examples.

• The VLT®  Design Guide is intended to provide
detailed capabilities and functionality to design
motor control systems.

• Supplemental publications and manuals are
available from Danfoss.
See http://www.danfoss.com/BusinessAreas/Drives-
Solutions/Documentations/Technical
+Documentation.htm for listings.

• Optional equipment is available that may change
some of the procedures described. Reference the
instructions supplied with those options for
specific requirements. Contact the local Danfoss
supplier or visit the Danfoss website: http://
www.danfoss.com/BusinessAreas/DrivesSolutions/
Documentations/Technical+Documentation.htm, for
downloads or additional information.

1.4 Product Overview

A frequency converter is an electronic motor controller
that converts AC mains input into a variable AC waveform
output. The frequency and voltage of the output are
regulated to control the motor speed or torque. The
frequency converter can vary the speed of the motor in
response to system feedback, such as position sensors on a
conveyor belt. The frequency converter can also regulate
the motor by responding to remote commands from
external controllers.

In addition, the frequency converter monitors the system
and motor status, issues warnings or alarms for fault
conditions, starts and stops the motor, optimizes energy
efficiency, and offers many more control, monitoring, and
efficiency functions. Operation and monitoring functions
are available as status indications to an outside control
system or serial communication network.

1.5 Internal Controller Functions

Illustration 1.4 is a block diagram of the frequency
converter's internal components. See Table 1.3 for their
functions.

Illustration 1.4 Frequency Converter Block Diagram

Area Title Functions
1 Mains input • Three-phase AC mains power

supply to the frequency
converter

2 Rectifier • The rectifier bridge converts
the AC input to DC current to
supply inverter power

3 DC bus • Intermediate DC-bus circuit
handles the DC current

4 DC reactors • Filter the intermediate DC
circuit voltage

• Prove line transient protection

• Reduce RMS current

• Raise the power factor
reflected back to the line

• Reduce harmonics on the AC
input

5 Capacitor bank • Stores the DC power

• Provides ride-through
protection for short power
losses

6 Inverter • Converts the DC into a
controlled PWM AC waveform
for a controlled variable
output to the motor

7 Output to motor • Regulated three-phase output
power to the motor

8 Control circuitry • Input power, internal
processing, output, and motor
current are monitored to
provide efficient operation
and control

• User interface and external
commands are monitored and
performed

• Status output and control can
be provided

Table 1.3 Frequency Converter Internal Components
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1.6 Frame Sizes and Power Ratings

kW High Overload 75 90 110 132 160 200 250 315 315

kW Normal Overload 90 110 132 160 200 250 315 355 400

400 V  D3h D3h D3h D4h D4h D4h   

500 V   D3h D3h D3h D4h D4h D4h  

525 V D3h D3h D3h D4h D4h D4h D4h   

690 V  D3h D3h D3h D4h D4h D4h  D4h

Table 1.4 kW Rated Frequency Converters

HP High Overload 100 125 150 200 250 300 350 350

HP Normal Overload 125 150 200 250 300 350 400 450

460 V  D3h D3h D3h D4h D4h  D4h

575 V D3h D3h D3h D4h D4h D4h D4h  

Table 1.5 HP Rated Frequency Converters
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2 Installation

2.1 Planning the Installation Site

NOTE
Before performing the installation it is important to plan
the installation of the frequency converter. Neglecting this
may result in extra work during and after installation.

Select the best possible operation site by considering the
following (see details on the following pages and the
respective Design Guides):

• Ambient operating temperature

• Installation method

• How to cool the unit

• Position of the frequency converter

• Cable routing

• Ensure the power source supplies the correct
voltage and necessary current

• Ensure that the motor current rating is within the
maximum current from the frequency converter

• If the frequency converter is without built-in
fuses, ensure that the external fuses are rated
correctly

Voltage [V] Altitude restrictions

380-500 At altitudes above 3 km, contact Danfoss regarding
PELV

525-690 At altitudes above 2 km, contact Danfoss regarding
PELV

Table 2.1 Installation in High Altitudes

2.2 Pre-Installation Check List

• Before unpacking the frequency converter, ensure
the packaging is intact. If any damage has
occurred, immediately contact the shipping
company to claim the damage.

• Before unpacking the frequency converter, locate
it as close as possible to the final installation site

• Compare the model number on the nameplate to
what was ordered to verify the proper equipment

• Ensure each of the following are rated for the
same voltage:

• Mains (power)

• Frequency converter

• Motor

• Ensure that frequency converter output current
rating is equal to or greater than motor full load
current for peak motor performance

• Motor size and frequency converter
power must match for proper overload
protection

• If frequency converter rating is less than
motor, full motor output cannot be
achieved

2.3 Mechanical Installation

2.3.1 Cooling

• Top and bottom clearance for air cooling must be
provided. Generally, 225 mm (9 in) is required.

• Improper mounting can result in over heating
and reduced performance

• Derating for temperatures starting between 45 °C
(113 °F) and 50 °C (122 °F) and elevation 1000 m
(3300 ft) above sea level must be considered. See
VLT®  Design Guide for detailed information.

The high power frequency converters utilise a back-
channel cooling concept that removes heatsink cooling air,
which carries approximately 90% of the heat out of the
back channel of the frequency converters. The back-
channel air can be redirected from the panel or room
using one of the kits below.

Duct cooling
A back-channel cooling kit is available to direct the
heatsink cooling air out of the panel when an IP20/chassis
frequency converters is installed in a Rittal enclosure. Use
of this kit reduces the heat in the panel and smaller door
fans can be specified on the enclosure.

Cooling out the back (top and bottom covers)
The back channel cooling air can be ventilated out of the
room so that the heat from the back channel is not
dissipated into the control room.

A door fan(s) is required on the enclosure to remove the
heat not contained in the backchannel of the frequency
converters and any additional losses generated by other
components inside the enclosure. The total required air
flow must be calculated so that the appropriate fans can
be selected.
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Airflow
The necessary airflow over the heat sink must be secured.
The flow rate is shown in Table 2.2.

The fan runs for the following reasons:

• AMA

• DC Hold

• Pre-Mag

• DC Brake

• 60% of nominal current is exceeded

• Specific heatsink temperature exceeded (power
size dependent)

• Specific Power Card ambient temperature
exceeded (power size dependent)

• Specific Control Card ambient temperature
exceeded

Frame Door fan/top fan Heatsink fan

D1h/D3h 102 m3/hr (60 CFM) 420 m3/hr (250 CFM)

D2h/D4h 204 m3/hr (120 CFM) 840 m3/hr (500 CFM)

Table 2.2 Airflow

2.3.2 Lifting

Always lift the frequency converter using the dedicated
lifting eyes. Use a bar to avoid bending the lifting holes.

CAUTION
The angle from the top of the frequency converter to the
lifting cables should be 60° or greater.

13
0B

C5
25

.1
0

Illustration 2.1 Recommended Lifting Method

2.3.3 Wall Mounting - IP21 (NEMA 1) and
IP54 (NEMA 12) Units

Consider the following before selecting the final instal-
lation site:

• Free space for cooling

• Access to open the door

• Cable entry from the bottom

2.4 Electrical Installation

2.4.1 General Requirements

This section contains detailed instructions for wiring the
frequency converter. The following tasks are described:

• Wiring the motor to the frequency converter
output terminals

• Wiring the AC mains to the frequency converter
input terminals
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• Connecting control and serial communication
wiring

• After power has been applied, checking input
and motor power; programming control terminals
for their intended functions

WARNING
EQUIPMENT HAZARD!
Rotating shafts and electrical equipment can be hazardous.
All electrical work must conform to national and local
electrical codes. It is strongly recommended that instal-
lation, start up, and maintenance be performed only by
trained and qualified personnel. Failure to follow these
guidelines could result in death or serious injury.

CAUTION
WIRING ISOLATION!
Run input power, motor wiring and control wiring in three
separate metallic conduits or use separated shielded cable
for high frequency noise isolation. Failure to isolate power,
motor and control wiring could result in less than
optimum frequency converter and associated equipment
performance.
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Illustration 2.2 Interconnect Diagram
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For your safety, comply with the following requirements

• Electronic controls equipment is connected to
hazardous mains voltage. Extreme care should be
taken to protect against electrical hazards when
applying power to the unit.

• Run motor cables from multiple frequency
converters multiple frequency converters
separately. Induced voltage from output motor
cables run together can charge equipment
capacitors even with the equipment turned off
and locked out.

• Field wiring terminals are not intended to receive
a conductor one size larger.

Overload and Equipment Protection

• An electronically activated function within the
frequency converter provides overload protection
for the motor. The overload calculates the level of
increase to activate timing for the trip (controller
output stop) function. The higher the current
draw, the quicker the trip response. The overload
provides Class 20 motor protection. See 
8 Warnings and Alarms for details on the trip
function.

• Because the motor wiring carries high frequency
current, it is important that wiring for mains,
motor power, and control are run separately. Use
metallic conduit or separated shielded wire. See
Illustration 2.3. Failure to isolate power, motor,
and control wiring could result in less than
optimum equipment performance.

• All frequency converters must be provided with
short-circuit and over-current protection. Input
fusing is required to provide this protection, see
Illustration 2.4. If not factory supplied, fuses must
be provided by the installer as part of installation.
See maximum fuse ratings in 10.3.1 Protection.

MotorLine Power

Stop

Start

Speed

Control

13
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X3
70

.1
0

Illustration 2.3 Example of Proper Electrical Installation Using
Conduit

Installation VLT® AQUA Drive D-Frame
Operating Instructions

12 MG21A202 - VLT® is a registered Danfoss trademark

22

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 148 of 349



• All frequency converters must be provided with
short-circuit and over-current protection. Input
fusing is required to provide this protection, see
Illustration 2.4. If not factory supplied, fuses must
be provided by the installer as part of installation.
See maximum fuse ratings in 10.3.1 Protection.

L1

L1

L2

L2

L3

L3

GND

91 92 93
Fuses

13
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60
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Illustration 2.4 Frequency Converter Fuses

Wire Type and Ratings

• All wiring must comply with local and national
regulations regarding cross-section and ambient
temperature requirements.

• Danfoss recommends that all power connections
be made with a minimum 75 °C rated copper
wire.

2.4.2 Earth (Grounding) Requirements

WARNING
EARTHING (GROUNDING) HAZARD!
For operator safety, it is important to earth (ground) the
frequency converter properly in accordance with national
and local electrical codes as well as instructions contained
within this document. Do not use conduit connected to
the frequency converter as a replacement for proper
grounding. Earth (ground) currents are higher than 3.5 mA.
Failure to earth (ground) the frequency converter properly
could result in death or serious injury.

NOTE
It is the responsibility of the user or certified electrical
installer to ensure correct earthing (grounding) of the
equipment in accordance with national and local electrical
codes and standards.

• Follow all local and national electrical codes to
earth (ground) electrical equipment properly

• Proper protective earthing (grounding) for
equipment with earth (ground) currents higher

than 3.5 mA must be established, see
2.4.2.1 Leakage Current (>3.5 mA)

• A dedicated earth wire (ground wire) is required
for input power, motor power and control wiring

• Use the clamps provided with the equipment for
proper earth connections (ground connections)

• Do not earth (ground) one frequency converter to
another in a “daisy chain” fashion

• Keep the earth (ground) wire connections as
short as possible

• Using high-strand wire to reduce electrical noise
is recommended

• Follow motor manufacturer wiring requirements

2.4.2.1 Leakage Current (>3.5 mA)

Follow national and local codes regarding protective
earthing of equipment with a leakage current >3.5 mA.
Frequency converter technology implies high frequency
switching at high power. This will generate a leakage
current in the earth connection. A fault current in the
frequency converter at the output power terminals might
contain a DC component, which can charge the filter
capacitors and cause a transient earth current. The earth
leakage current depends on various system configurations
including RFI filtering, screened motor cables, and
frequency converter power.

EN/IEC61800-5-1 (Power Drive System Product Standard)
requires special care if the leakage current exceeds 3.5 mA.
Earthing (grounding) must be reinforced in one of the
following ways:

• Earth (ground) wire of at least 10 mm2

• Two separate earth (ground) wires both
complying with the dimensioning rules

See EN 60364-5-54 § 543.7 for further information.

Using RCDs
Where residual current devices (RCDs)–also known as earth
leakage circuit breakers (ELCBs)–are used, comply with the
following: residual current devices (RCDs)

• Use RCDs of type B only, which are capable of
detecting AC and DC currents

• Use RCDs with an inrush delay to prevent faults
due to transient earth currents

• Dimension RCDs according to the system configu-
ration and environmental considerations

Installation VLT® AQUA Drive D-Frame
Operating Instructions

MG21A202 - VLT® is a registered Danfoss trademark 13

2 2

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 149 of 349



2.4.2.2 Earthing (Grounding) IP20
Enclosures

The frequency converter can be earthed (grounded) using
conduit or shielded cable. For earthing (grounding) of the
power connections, use the dedicated earthing
(grounding) points as shown in Illustration 2.6.

13
0B

C
30

3.
10

Illustration 2.5 Earthing (Grounding) Points for IP20 (Chassis)
Enclosures

2.4.2.3 Earthing (Grounding) IP21/54
Enclosures

The frequency converter can be earthed (grounded) using
conduit or shielded cable. For earthing (grounding) of the
power connections, use the dedicated earthing
(grounding) points as shown in Illustration 2.6.

13
0B

C
30

4.
10

Illustration 2.6 Earthing (Grounding) for IP21/54 Enclosures.

2.4.3 Motor Connection

WARNING
INDUCED VOLTAGE!
Run output motor cables from multiple frequency
converters separately. Induced voltage from output motor
cables run together can charge equipment capacitors even
with the equipment turned off and locked out. Failure to
run output motor cables separately could result in death
or serious injury.

• For maximum cable sizes, see 10.1 Power-
dependent Specifications

• Comply with local and national electrical codes
for cable sizes

• Gland plates are provided at the base of IP21/54
and higher (NEMA1/12) units

• Do not install power factor correction capacitors
between the frequency converter and the motor

• Do not wire a starting or pole-changing device
between the frequency converter and the motor

• Connect the 3-phase motor wiring to terminals
96 (U), 97 (V), and 98 (W)

• Earth (ground) the cable in accordance with the
instructions provided

Installation VLT® AQUA Drive D-Frame
Operating Instructions
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• Torque terminals in accordance with the
information provided in 10.3.4 Connection
Tightening Torques

• Follow motor manufacturer wiring requirements

2.4.3.1 Terminal Locations: D1h-D4h

A

A

B

B

33 1.
3

[
]

0 0.
0

[
]

62 2.
4

[
]

10
1 4.
0

[
]

14
0 5.
5

[
]

16
3 6.
4

[
]

18
5 7.
3

[
]

22
4 8.
8

[
]

26
3 10

.4
[

]
29

3 11
.5

[
]

GROUND 88
3.5[ ]

0
0.0[ ]

200
7.9[ ]

94
3.7[ ]

24
4 9.
6

[
]

0 0.
0

[
]

27
2 10

.7
[

]

0 0.
0

[
]

S U W

R T V

3X M8x20 STUD
WITH NUT

SECTION A-A
MAINS TERMINALS

MAINS TERMINAL

SECTION B-B
MOTOR TERMINALS 

MOTOR
TERMINAL

13
0B

C
30

5.
10

Illustration 2.7 Terminal Locations D1h
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Illustration 2.8 Terminal Locations D3h
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Illustration 2.9 Loadshare and Regeneration Terminals, D3h

1 Front view

2 Side view
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Illustration 2.10 Terminal Locations D2h
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Illustration 2.11 Terminal Locations D4h
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Illustration 2.12 Load share and Regeneration Terminals, D4h

1 Front view

2 Side view
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2.4.3.2 Terminal Locations: D5h-D8h
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Illustration 2.13 Terminal Locations, D5h with Disconnect Option
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Illustration 2.14 Terminal Locations, D5h with Brake Option
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Illustration 2.15 Terminal Locations, D6h with Contactor Option
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Illustration 2.22 Terminal Locations, D8h with Circuit Breaker Option

2.4.4 Motor Cable

The motor must be connected to terminals U/T1/96, V/
T2/97, W/T3/98. Earth (ground) to terminal 99. All types of
three-phase asynchronous standard motors can be used
with a frequency converter unit. The factory setting is for
clockwise rotation with the frequency converter output
connected as follows:

Terminal no. Function

96, 97, 98, 99 Mains U/T1, V/T2, W/T3
Earth (ground)

Table 2.5

2.4.5 Motor Rotation Check

The direction of rotation can be changed by switching two
phases in the motor cable or by changing the setting of
4-10 Motor Speed Direction.
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• Terminal U/T1/96 connected
to U-phase

• Terminal V/T2/97 connected
to V-phase

• Terminal W/T3/98
connected to W-phase

96 97

U V

96 97 98

U V W

98

W 13
0H

A
03

6.
10

Table 2.6

A motor rotation check can be performed using1-28 Motor
Rotation Check and following the steps shown in the
display.

2.4.6 AC Mains Connection

• Size wiring is based upon the input current of the
frequency converter

• Comply with local and national electrical codes
for cable sizes

• Connect 3-phase AC input power wiring to
terminals L1, L2, and L3 (see Illustration 2.23)

13
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C
25

4.
10

21

Illustration 2.23 Connecting to AC Mains

1 Mains connection

2 Motor connection

Table 2.7 

• Earth (ground) the cable in accordance with the
instructions provided

• All frequency converters may be used with an
isolated input source as well as with earth
(ground) reference power lines. When supplied
from an isolated mains source (IT mains or
floating delta) or TT/TN-S mains with a grounded
leg (grounded delta), set 14-50 RFI Filter to OFF.
When off, the internal RFI filter capacitors
between the chassis and the intermediate circuit
are isolated to avoid damage to the intermediate
circuit and to reduce earth (ground) capacity
currents in accordance with IEC 61800-3.
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2.5 Control Wiring Connection

• Isolate control wiring from high power
components in the frequency converter

• If the frequency converter is connected to a
thermistor, for PELV isolation, optional thermistor
control wiring must be reinforced/double
insulated. A 24 V DC supply voltage is
recommended.

2.5.1 Access

All terminals to the control cables are located underneath
the LCP on the inside of the frequency converter. To
access, open the door (IP21/54) or remove the front panel
(IP20).

2.5.2 Using Screened Control Cables

Danfoss recommends braided screened/armoured cables to
optimise EMC immunity of the control cables and the EMC
emission from the motor cables.

The ability of a cable to reduce the incoming and
outgoing radiation of electric noise depends on the
transfer impedance (ZT). The screen of a cable is normally
designed to reduce the transfer of electric noise; however,
a screen with a lower transfer impedance (ZT) value is
more effective than a screen with a higher transfer
impedance (ZT).

Transfer impedance (ZT) is rarely stated by cable manufac-
turers but it is often possible to estimate transfer
impedance (ZT) by assessing the physical design of the
cable.

Transfer impedance (ZT) can be assessed on the basis of
the following factors:

• The conductibility of the screen material

• The contact resistance between the individual
screen conductors

• The screen coverage, i.e. the physical area of the
cable covered by the screen - often stated as a
percentage value

• Screen type, i.e. braided or twisted pattern

a. Aluminium-clad with copper wire

b. Twisted copper wire or armoured steel wire cable

c. Single-layer braided copper wire with varying
percentage screen coverage.
This is the typical Danfoss reference cable.

d. Double-layer braided copper wire

e. Twin layer of braided copper wire with a
magnetic, screened/armoured intermediate layer

f. Cable that runs in copper tube or steel tube

g. Lead cable with 1.1 mm wall thickness
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Illustration 2.24

2.5.3 Earthing (Grounding) of Screened
Control Cables

Correct screening
The preferred method in most cases is to secure control
and serial communication cables with screening clamps
provided at both ends to ensure best possible high
frequency cable contact. If the earth (ground) potential
between the frequency converter and the PLC is different,
electric noise may occur that will disturb the entire system.
Solve this problem by fitting an equalizing cable next to
the control cable. Minimum cable cross section: 16 mm2.

1
2
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B9
22

.1
1

PE PE

Illustration 2.25

1 Min. 16 mm2

2 Equalizing cable

Table 2.8
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50/60 Hz earth (ground) loops
With very long control cables, earth loops (ground loops)
may occur. To eliminate earth (ground) loops, connect one
end of the screen-to-earth (ground) with a 100 nF
capacitor (keeping leads short).

100nF

FC

PE
PE

PLC

13
0B

B6
09

.1
1

Illustration 2.26

Avoid EMC noise on serial communication
This terminal is connected to earth (ground) via an internal
RC link. Use twisted-pair cables to reduce interference
between conductors. The recommended method is shown
below:

PE

FC

PE

FC 

13
0B

B9
23

.1
1

PE PE

69
68
61

69
68
61

1
2

Illustration 2.27

1 Min. 16 mm2

2 Equalizing cable

Table 2.9

Alternatively, the connection to terminal 61 can be
omitted:

PE

FC

PE

FC 

13
0B

B9
24

.1
1

PE PE

69
6968
68

1
2

Illustration 2.28

1 Min. 16 mm2

2 Equalizing cable

Table 2.10

2.5.4 Control Terminal Types

Terminal functions and default settings are summarized in
2.5.6 Control Terminal Functions.

1

4

2

3

13
0B

A
01

2.
11

61 68 69

39 42 50 53 54 55

12
13

18
19

27
29

32
33

20
37

Illustration 2.29 Control Terminal Locations

• Connector 1 provides four programmable digital
input terminals, two additional digital terminals
programmable as either input or output, a 24 V
DC terminal supply voltage, and a common for
optional customer supplied 24 V DC voltage

• Connector 2 terminals (+)68 and (-)69 are for an
RS-485 serial communications connection

• Connector 3 provides two analog inputs, one
analog output, 10 V DC supply voltage, and
commons for the inputs and output

• Connector 4 is a USB port available for use with
the MCT 10 Set-up Software

• Also provided are two Form C relay outputs that
are in various locations depending upon the
frequency converter configuration and size

• Some options available for ordering with the unit
may provide additional terminals. See the manual
provided with the equipment option

2.5.5 Wiring to Control Terminals

Terminal plugs can be removed for easy access.
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Illustration 2.30 Removal of Control Terminals

2.5.6 Control Terminal Functions

Frequency converter functions are commanded by
receiving control input signals.

• Each terminal must be programmed for the
function it will be supporting in the parameters
associated with that terminal. See 5 Programming
and 6 Application Examples for terminals and
associated parameters.

• It is important to confirm that the control
terminal is programmed for the correct function.
See 5 Programming for details on accessing
parameters and programming.

• The default terminal programming is intended to
initiate frequency converter functioning in a
typical operational mode

2.5.6.1 Terminal 53 and 54 Switches

• Analog input terminals 53 and 54 can select
either voltage (-10 to 10 V) or current (0/4-20 mA)
input signals

• Remove power to the frequency converter before
changing switch positions

• Set switches A53 and A54 to select the signal
type. U selects voltage, I selects current

• The switches are accessible when the LCP has
been removed (see Illustration 2.31).

NOTE
Some option cards available for the unit may cover these
switches and must be removed to change switch settings.
Always remove power to the unit before removing option
cards.

• Terminal 53 default is for a speed reference signal
in open loop set in 16-61 Terminal 53 Switch
Setting

• Terminal 54 default is for a feedback signal in
closed loop set in 16-63 Terminal 54 Switch Setting

13
0B

T3
10

.1
0

1
2 N

   
O

VLT

BUS TER.
OFF-ON

A53 A54
U- I    U- I

Illustration 2.31 Location of Terminals 53 and 54 Switches and
Bus Termination Switch

2.6 Serial Communication

RS-485 is a two-wire bus interface compatible with multi-
drop network topology, i.e. nodes can be connected as a
bus, or via drop cables from a common trunk line. A total
of 32 nodes can be connected to one network segment.
Repeaters divide network segments. Each repeater
functions as a node within the segment in which it is
installed. Each node connected within a given network
must have a unique node address across all segments.
Terminate each segment at both ends, using either the
termination switch (S801) of the frequency converter or a
biased termination resistor network. Always use screened
twisted pair (STP) cable for bus cabling, and always follow
good common installation practice.
Low-impedance earth (ground) connection of the screen at
every node is important, including at high frequencies.
Thus, connect a large surface of the screen to earth
(ground), for example with a cable clamp or a conductive
cable gland. It may be necessary to apply potential-
equalizing cables to maintain the same earth (ground)
potential throughout the network. Particularly in instal-
lations with long cables.
To prevent impedance mismatch, always use the same
type of cable throughout the entire network. When
connecting a motor to the frequency converter, always use
screened motor cable.
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Cable Screened twisted pair (STP)

Impedance 120 Ω
Max. cable length 1200 m (including drop lines)

500 m station-to-station

Table 2.11

2.7 Optional Equipment

2.7.1 Load Share Terminals

Load share terminals enable the connection of the DC
circuits of several frequency converters. Load share
terminals are available in IP20 frequency converters and
extend out the top of the frequency converter. A terminal
cover, supplied with the frequency converter, must be
installed to maintain the IP20 rating of the enclosure.
Illustration 2.32 shows both the covered and uncovered
terminals.

13
0B

C5
47

.1
0

Illustration 2.32 Load Share or Regeneration Terminal with Cover
(L) and without Cover (R)

2.7.2 Regeneration Terminals

Regen (regeneration) terminals can be supplied for
applications that have a regenerative load. A regenerative
unit, supplied by a third party, connects to the regen
terminals so that power can be regenerated back onto the
mains, resulting in energy savings. Regen terminals are
available in IP20 frequency converters and extend out the
top of the frequency converter. A terminal cover, supplied
with the frequency converter, must be installed to
maintain the IP20 rating of the enclosure. Illustration 2.32
shows both the covered and uncovered terminals.

2.7.3 Anti-condensation Heater

An anti-condensation heater can be installed inside the
frequency converter to prevent condensation from forming
inside the enclosure when the unit is turned off. The
heater is controlled by customer-supplied 230 V AC. For
best results, operate the heater only when the unit is not
running and turn the heater off when the unit is running.

2.7.4 Brake Chopper

A brake chopper can be supplied for applications that
have a regenerative load. The brake chopper connects to a
brake resistor, which consumes the braking energy,
preventing an overvoltage fault on the DC bus. The
braking chopper is automatically activated when the DC
bus voltage exceeds a specified level, depending on the
nominal voltage of the frequency converter.

2.7.5 Mains Shield

The mains shield is a Lexan cover installed inside the
enclosure to provide protection according to VBG-4
accident-prevention requirements.

2.7.6 Mains Disconnect

The disconnect option is available in both varieties of
option cabinets. The position of the disconnect changes
based on the size of the options cabinet and whether or
not other options are present. Table 2.12 provides more
detail about which disconnects are used.

Voltage Frequency converter
model

Disconnect manufacturer
and type

380–500 V N110T5–N160T4 ABB OT400U03

N200T5–N315T4 ABB OT600U03

525–690 V N75KT7–N160T7 ABB OT400U03

N200T7–N400T7 ABB OT600U03

Table 2.12

2.7.7 Contactor

The contactor is powered by a customer-supplied 230 V
AC 50/60 Hz signal.

Voltage Frequency
converter model

Contactor
manufacturer and
type

IEC utilization
category

380-500 V N110T5–N160T4 GE CK95BE311N AC-3

N200T5–N250T4 GE CK11CE311N AC-3

N315T4 GE CK11CE311N AC-1

525-690 V N75KT7–N160T7 GE CK95BE311N AC-3

N200T7–N400T7 GE CK11CE311N AC-3

Table 2.13
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NOTE
In applications requiring UL listing, when the frequency
converter is supplied with a contactor, the customer must
provide external fusing to maintain the UL rating of the
frequency converter and a short circuit current rating of
100,000 A. See 10.1.1 Power-dependent Specifications for
fuse recommendations.

2.7.8 Circuit Breaker

Table 2.14 provides details on the type of circuit breaker
provided as an option with the various units and power
ranges.

Voltage Frequency converter
model

Circuit breaker manufacturer
and type

380–500 V N110T5–N132T5 ABB T5L400TW

N160T5 ABB T5LQ400TW

N200T5 ABB T6L600TW

N250T5 ABB T6LQ600TW

N315T5 ABB T6LQ800TW

525–690 V N75KT7–N160T7 ABB T5L400TW

N200T7–N315T7 ABB T6L600TW

N400T7 ABB T6LQ600TW

Table 2.14
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3 Start Up and Commissioning

3.1 Pre-start

CAUTION
Before applying power to the unit, inspect the entire
installation as detailed in Table 3.1. Check mark those items
when completed.

Inspect for Description ☑
Auxiliary equipment • Look for auxiliary equipment, switches, disconnects, or input fuses/circuit breakers that may reside

on the input power side of the frequency converter or output side to the motor. Ensure that they
are ready for full speed operation.

• Check function and installation of any sensors used for feedback to the frequency converter

• Remove power factor correction caps on motor(s), if present

 

Cable routing • Ensure that input power, motor wiring , and control wiring are separated or in three separate
metallic conduits for high frequency noise isolation

 

Control wiring • Check for broken or damaged wires and loose connections

• Check that control wiring is isolated from power and motor wiring for noise immunity

• Check the voltage source of the signals, if necessary

• The use of shielded cable or twisted pair is recommended. Ensure that the shield is terminated
correctly

 

Cooling clearance • Measure that top and bottom clearance is adequate to ensure proper air flow for cooling  

EMC considerations • Check for proper installation regarding electromagnetic compatibility  

Environmental consider-
ations

• See equipment label for the maximum ambient operating temperature limits

• Humidity levels must be 5-95% non-condensing

 

Fusing and circuit
breakers

• Check for proper fusing or circuit breakers

• Check that all fuses are inserted firmly and in operational condition and that all circuit breakers are
in the open position

 

Earthing (Grounding) • The unit requires an earth wire (ground wire) from its chassis to the building earth (ground)

• Check for good earth connections (ground connections) that are tight and free of oxidation

• Earthing (grounding) to conduit or mounting the back panel to a metal surface is not a suitable
earth (ground)

 

Input and output power
wiring

• Check for loose connections

• Check that motor and mains are in separate conduit or separated screened cables

 

Panel interior • Inspect that the unit interior is free of dirt, metal chips, moisture, and corrosion  

Switches • Ensure that all switch and disconnect settings are in the proper positions  

Vibration • Check that the unit is mounted solidly or that shock mounts are used, as necessary

• Check for an unusual amount of vibration

 

Table 3.1 Start Up Check List
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3.2 Applying Power

WARNING
HIGH VOLTAGE!
Frequency converters contain high voltage when
connected to AC mains. Installation, start-up and
maintenance should be performed by qualified personnel
only. Failure to perform installation, start-up and
maintenance by qualified personnel could result in death
or serious injury.

WARNING
UNINTENDED START!
When the frequency converter is connected to AC mains,
the motor may start at any time. The frequency converter,
motor, and any driven equipment must be in operational
readiness. Failure to be in operational readiness when the
frequency converter is connected to AC mains could result
in death, serious injury, equipment, or property damage.

1. Confirm input voltage is balanced within 3%. If
not, correct input voltage imbalance before
proceeding. Repeat procedure after voltage
correction.

2. Ensure optional equipment wiring, if present,
matches installation application.

3. Ensure that all operator devices are in the OFF
position. Panel doors closed or cover mounted.

4. Apply power to the unit. DO NOT start the
frequency converter at this time. For units with a
disconnect switch, turn to the ON position to
apply power to the frequency converter.

NOTE
If the status line at the bottom of the LCP reads AUTO
REMOTE COAST, this indicates that the unit is ready to
operate but is missing an input signal on terminal 27.

3.3 Basic Operational Programming

Frequency converters require basic operational
programming before running for best performance. Basic
operational programming requires entering motor-
nameplate data for the motor being operated and the
minimum and maximum motor speeds. Parameter settings
recommended are intended for start up and checkout
purposes. Application settings may vary. See 4.1 Local
Control Panel for detailed instructions on entering data
through the LCP.

Enter data with power ON, but before operating the
frequency converter. There are two ways of programming

the frequency converter: either by using the Smart
Application Set-up (SAS) or by using the procedure
described further down. The SAS is a quick wizard for
setting up the most commonly used applications. At first
power-up and after a reset the SAS appears on the LCP.
Follow the instructions that appear on the successive
screens for setting-up the applications listed. SAS can also
be found under the Quick Menu. [Info] can be used
throughout the Smart Set-up to see help information for
various selections, settings, and messages.

NOTE
The start conditions will be ignored while in the wizard.

NOTE
If no action is taken after first power-up or reset, the SAS
screen will automatically disappear after 10 minutes.

When not using the SAS, enter data in accordance with
the following procedure.

1. Press [Main Menu] twice on the LCP.

2. Press the navigation keys to scroll to parameter
group  0-** Operation/Display and press [OK].

13
0B

P0
66

.1
0

1107 RPM

0 - **  Operation/Display

1 - **  Load/Motor

2 - **  Brakes

3 - **  Reference / Ramps

3.84 A 1 (1)

Main menu

Illustration 3.1

3. Press the navigation keys to scroll to parameter
group  0-0* Basic Settings and press [OK].

                          0-**Operation / Display
0.0%

0-0* Basic Settings

0-1* Set-up Opperations

0-2* LCP Display

0-3* LCP Custom Readout

    0.00A                           1(1)
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Illustration 3.2
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4. Press the navigation keys to scroll to
0-03 Regional Settings and press [OK].

                          0-0*Basic Settings
0.0%

0-03 Regional Settings

[0] International

      0.00A                            1(1)
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Illustration 3.3

5. Press the navigation keys to select International
or North America as appropriate and press [OK].
(This changes the default settings for a number
of basic parameters. See 5.5 Parameter Menu
Structure for a complete list.)

6. Press [Quick Menu] on the LCP.

7. Press the navigation keys to scroll to parameter
group Q2 Quick Setup and press [OK].

13
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0

Q1 My Personal Menu

Q2 Quick Setup

Q5 Changes Made

Q6 Loggings

13.7%                                     13.0A                           1(1)

Quick Menus

Illustration 3.4

8. Select language and press [OK]. Then enter the
motor data in 1-20 Motor Power [kW] /1-21 Motor
Power [HP] to 1-25 Motor Nominal Speed. The
information can be found on the motor
nameplate.

• 1-20 Motor Power [kW] or 1-21 Motor
Power [HP]

• 1-22 Motor Voltage

• 1-23 Motor Frequency

• 1-24 Motor Current

• 1-25 Motor Nominal Speed

13
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T7
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.1
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   Q2

0.0 Hz                                 0.00kW                      1(1)

Motor Setup

1 - 21 Motor Power [kW]

           

4.0  kW

Illustration 3.5

9. A jumper wire should be in place between
control terminals 12 and 27. If this is the case,
leave 5-12 Terminal 27 Digital Input at factory
default. Otherwise select No Operation. For
frequency converters with an optional bypass, no
jumper wire is required.

10. 3-02 Minimum Reference

11. 3-03 Maximum Reference

12. 3-41 Ramp 1 Ramp Up Time

13. 3-42 Ramp 1 Ramp Down Time

14. 3-13 Reference Site. Linked to Hand/Auto* Local
Remote.

This concludes the quick set-up procedure. Press [Status]
to return to the operational display.

3.4 Local-control Test

CAUTION
MOTOR START!
Ensure that the motor, system and any attached
equipment are ready for start. It is the responsibility of the
user to ensure safe operation under any condition. Failure
to ensure that the motor, system, and any attached
equipment is ready for start could result in personal injury
or equipment damage.

NOTE
The [Hand On] key provides a local start command to the
frequency converter. The [Off] key provides the stop
function.
When operating in local mode, [▲] and [▼] increase and
decrease the speed output of the frequency converter. [◄]
and [►] move the display cursor in the numeric display.

1. Press [Hand On].

2. Accelerate the frequency converter by pressing
[▲] to full speed. Moving the cursor left of the
decimal point provides quicker input changes.

3. Note any acceleration problems.

4. Press [Off].

5. Note any deceleration problems.

If acceleration problems were encountered

• If warnings or alarms occur, see 8 Warnings and
Alarms

• Check that motor data is entered correctly

• Increase the ramp-up time accel time in
3-41 Ramp 1 Ramp Up Time

• Increase current limit in 4-18 Current Limit

• Increase torque limit in 4-16 Torque Limit Motor
Mode
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If deceleration problems were encountered

• If warnings or alarms occur, see 8 Warnings and
Alarms.

• Check that motor data is entered correctly.

• Increase the ramp-down time decel time in
3-42 Ramp 1 Ramp Down Time.

• Enable overvoltage control in 2-17 Over-voltage
Control.

NOTE
The OVC algorithm does not work when using PM motors.

See 4.1.1 Local Control Panel for resetting the frequency
converter after a trip.

NOTE
3.2 Applying Power to 3.3 Basic Operational Programming
conclude the procedures for applying power to the
frequency converter, basic programming, set-up and
functional testing.

3.5 System Start Up

The procedure in this section requires user-wiring and
application programming to be completed. See
6 Application Examples for application set-up information.
The following procedure is recommended after application
set-up by the user is completed.

CAUTION
MOTOR START!
Ensure that the motor, system, and any attached
equipment is ready for start. It is the responsibility of the
user to ensure safe operation under any condition. Failure
to do so could result in personal injury or equipment
damage.

1. Press [Auto On].

2. Ensure that external control functions are
properly wired to the frequency converter and all
programming is completed.

3. Apply an external run command.

4. Adjust the speed reference throughout the speed
range.

5. Remove the external run command.

6. Note any problem.

If warnings or alarms occur, see 8 Warnings and Alarms.
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4 User Interface

4.1 Local Control Panel

The local control panel (LCP) is the combined display and
keypad on the front of the unit. The LCP is the user
interface to the frequency converter.

The LCP has several user functions.

• Start, stop, and control speed when in local
control

• Display operational data, status, warnings and
cautions

• Programming frequency converter functions

• Manually reset the frequency converter after a
fault when auto-reset is inactive

An optional numeric LCP (NLCP) is also available. The NLCP
operates in a manner similar to the LCP. See the
Programming Guide, for details on use of the NLCP.

4.1.1 LCP Layout

The LCP is divided into four functional groups (see
Illustration 4.1).

Auto
on ResetHand

on
O�

Status
Quick
Menu

Main
Menu

Alarm
Log

Cancel

Info

Status 1(1)
1234rpm

Back

OK

43,5Hz

Run OK

43,5Hz

On

Alarm

Warn.
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a

b

c

d

1.0 A

Illustration 4.1 LCP

a. Display area.

b. Display menu keys for changing the display to
show status options, programming, or error
message history.

c. Navigation keys for programming functions,
moving the display cursor, and speed control in
local operation. Also included are the status
indicator lights.

d. Operational mode keys and reset.
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4.1.2 Setting LCP Display Values

The display area is activated when the frequency converter
receives power from mains voltage, a DC bus terminal, or
an external 24 V DC supply.

The information displayed on the LCP can be customized
for user application.

• Each display readout has a parameter associated
with it

• Options are selected in the quick menu Q3-13
Display Settings

• Display 2 has an alternate larger display option

• The frequency converter status at the bottom line
of the display is generated automatically and is
not selectable

Display Parameter number Default setting

1.1 0-20 Motor RPMs

1.2 0-21 Motor current

1.3 0-22 Motor power (kW)

2 0-23 Motor frequency

3 0-24 Reference in percent

Table 4.1

1.1

2

3 1.3

1.2
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Auto Remote Ramping
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Illustration 4.2
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Illustration 4.3

4.1.3 Display 

Menu keys are used for menu access for parameter set-up,
toggling through status display modes during normal
operation, and viewing fault log data.
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Illustration 4.4

Key Function
Status Shows operational information.

• In Auto mode, press to toggle between
status read-out displays

• Press repeatedly to scroll through each
status display

• Press [Status] plus [▲] or [▼] to adjust the

display brightness

• The symbol in the upper right corner of the
display shows the direction of motor
rotation and which set-up is active. This is
not programmable.

Quick Menu Allows access to programming parameters for
initial set up instructions and many detailed
application instructions.

• Press to access Q2 Quick Setup for
sequenced instructions to program the basic
frequency controller set up

• Follow the sequence of parameters as
presented for the function set up

Main Menu Allows access to all programming parameters.

• Press twice to access top-level index

• Press once to return to the last location
accessed

• Press to enter a parameter number for
direct access to that parameter

Alarm Log Displays a list of current warnings, the last 10
alarms, and the maintenance log.

• For details about the frequency converter
before it entered the alarm mode, select the
alarm number using the navigation keys
and press [OK].

Table 4.2
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4.1.4 Navigation Keys

Navigation keys are used for programming functions and
moving the display cursor. The navigation keys also
provide speed control in local (hand) operation. Three
frequency converter status indicator lights are also located
in this area.
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Alarm

On
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Illustration 4.5

Key Function

Back Reverts to the previous step or list in the menu
structure.

Cancel Cancels the last change or command as long as
the display mode has not changed.

Info Press for a definition of the function being
displayed.

Navigation
Keys

Use the four navigation keys to move between
items in the menu.

OK Use to access parameter groups or to enable a
choice.

Table 4.3

Light Indicator Function

Green ON The ON light activates when the
frequency converter receives
power from mains voltage, a DC
bus terminal, or an external 24 V
supply.

Yellow WARN When warning conditions are met,
the yellow WARN light comes on
and text appears in the display
area identifying the problem.

Red ALARM A fault condition causes the red
alarm light to flash and an alarm
text is displayed.

Table 4.4

4.1.5 Operation Keys

Operation keys are found at the bottom of the LCP.
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Illustration 4.6

Key Function

Hand On Starts the frequency converter in local control.

• Use the navigation keys to control frequency
converter speed

• An external stop signal by control input or
serial communication overrides the local hand
on

Off Stops the motor but does not remove power to
the frequency converter.

Auto On Puts the system in remote operational mode.

• Responds to an external start command by
control terminals or serial communication

• Speed reference is from an external source

Reset Resets the frequency converter manually after a
fault has been cleared.

Table 4.5

4.2 Back Up and Copying Parameter
Settings

Programming data is stored internally in the frequency
converter.

• The data can be uploaded into the LCP memory
as a storage back up

• Once stored in the LCP, the data can be
downloaded back into the frequency converter

• Data can also be downloaded into other
frequency converters by connecting the LCP into
those units and downloading the stored settings.
(This is a quick way to program multiple units
with the same settings).

• Initialisation of the frequency converter to restore
factory default settings does not change data
stored in the LCP memory
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WARNING
UNINTENDED START!
When the frequency converter is connected to AC mains,
the motor may start at any time. The frequency converter,
motor, and any driven equipment must be in operational
readiness. Failure to be in operational readiness when the
frequency converter is connected to AC mains could result
in death, serious injury, or equipment or property damage.

4.2.1 Uploading Data to the LCP

1. Press [Off] to stop the motor before uploading or
downloading data.

2. Go to 0-50 LCP Copy.

3. Press [OK].

4. Select All to LCP.

5. Press [OK]. A progress bar shows the uploading
process.

6. Press [Hand On] or [Auto On] to return to normal
operation.

4.2.2 Downloading Data from the LCP

1. Press [Off] to stop the motor before uploading or
downloading data.

2. Go to 0-50 LCP Copy.

3. Press [OK].

4. Select All from LCP.

5. Press [OK]. A progress bar shows the
downloading process.

6. Press [Hand On] or [Auto On] to return to normal
operation.

4.3 Restoring Default Settings

CAUTION
Initialisation restores the unit to factory default settings.
Any programming, motor data, localization, and
monitoring records will be lost. Uploading data to the LCP
provides a backup before initialisation.

Restoring the frequency converter parameter settings back
to default values is done by initialisation of the frequency
converter. Initialisation can be through 14-22 Operation
Mode or manually.

• Initialisation using 14-22 Operation Mode does not
change frequency converter data such as
operating hours, serial communication selections,

personal menu settings, fault log, alarm log, and
other monitoring functions

• Using 14-22 Operation Mode is generally
recommended

• Manual initialisation erases all motor,
programming, localization, and monitoring data
and restores factory default settings

4.3.1 Recommended Initialisation

1. Press [Main Menu] twice to access parameters.

2. Scroll to 14-22 Operation Mode.

3. Press [OK].

4. Scroll to Initialisation.

5. Press [OK].

6. Remove power to the unit and wait for the
display to turn off.

7. Apply power to the unit.

Default parameter settings are restored during start up.
This may take slightly longer than normal.

8. Alarm 80 is displayed.

9. Press [Reset] to return to operation mode.

4.3.2 Manual Initialisation

1. Remove power to the unit and wait for the
display to turn off.

2. Press and hold [Status], [Main Menu], and [OK] at
the same time and apply power to the unit.

Factory default parameter settings are restored during start
up. This may take slightly longer than normal.

Manual initialisation does not the following frequency
converter information

• 15-00 Operating Hours

• 15-03 Power Up's

• 15-04 Over Temp's

• 15-05 Over Volt's

User Interface VLT® AQUA Drive D-Frame
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5 Programming

5.1 Introduction

The frequency converter is programmed for its application
functions using parameters. Parameters are accessed by
pressing either [Quick Menu] or [Main Menu] on the LCP.
(See 4.1 Local Control Panel for details on using the LCP
function keys). Parameters may also be accessed through a
PC using the MCT 10 Set-up Software (see 5.6.1 Remote
Programming with MCT 10 Set-up Software).

The quick menu is intended for initial start up (Q2-** Quick
Set Up) and detailed instructions for common frequency
converter applications (Q3-** Function Set Up). Step-by-step
instructions are provided. These instructions enable the
user to walk through the parameters used for
programming applications in their proper sequence. Data
entered in a parameter can change the options available in
the parameters following that entry. The quick menu
presents easy guidelines for getting most systems up and
running.

The main menu accesses all parameters and allows for
advanced frequency converter applications.

5.2 Programming Example

Here is an example for programming the frequency
converter for a common application in open loop using
the quick menu.

• This procedure programs the frequency converter
to receive a 0-10 V DC analog control signal on
input terminal 53

• The frequency converter will respond by
providing 20-50 Hz output to the motor propor-
tional to the input signal (0-10 V DC=20-50 Hz)

This is a common pump or fan application.

Press [Quick Menu] and select the following parameters
using the navigation keys to scroll to the titles and press
[OK] after each action.

1. Q3 Function Setups

2. Parameter Data Set

13
0B

T1
12

.1
0

Q1 My Personal Menu

Q2 Quick Setup

Q3 Function Setups

Q5 Changes Made

69.3%                                     5.20A                           1(1)

Quick Menus

Illustration 5.1

3. Q3-2 Open Loop Settings

Q3

13
0B

T7
60

.1
0

Q3-1 General Settings

Q3-2 Open Loop Settings

Q3-3 Closed Loop Settings

Q3-4 Application Settings

28.4%                                     2.05A                           1(1)

Function Setups

Illustration 5.2

4. Q3-21 Analog Reference

Q3-2

13
0B

T7
61

.1
0

Q3-20 Digital Reference

Q3-21 Analog Reference

14.7%                                     0.00A                           1(1)

Open Loop Settings

Illustration 5.3

5. 3-02 Minimum Reference. Set minimum internal
frequency converter reference to 0 Hz. (This sets
the minimum frequency converter speed at 0 Hz).

Q3-21

13
0B

T7
62

.1
0

3-02 Minimum Reference

0.000 Hz

14.7%                                     0.00A                           1(1)

Analog Reference

Illustration 5.4
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6. 3-03 Maximum Reference. Set maximum internal
frequency converter reference to 60 Hz. (This sets
the maximum frequency converter speed at 60
Hz. Note that 50/60 Hz is a regional variation).

Q3-21

13
0B

T7
63

.1
1

3-03 Maximum Reference

50.000 Hz

14.7%                                     0.00A                           1(1)

Analog Reference

Illustration 5.5

7. 6-10 Terminal 53 Low Voltage. Set minimum
external voltage reference on terminal 53 at 0 V.
(This sets the minimum input signal at 0 V).

Q3-21

13
0B

T7
64

.1
0

6-10 Terminal 53 Low

          Voltage

0.00 V

14.7%                                     0.00A                           1(1)

Analog Reference

Illustration 5.6

8. 6-11 Terminal 53 High Voltage. Set maximum
external voltage reference on terminal 53 at 10 V.
(This sets the maximum input signal at 10 V).

Q3-21

13
0B

T7
65

.1
0

6-11 Terminal 53 High

          Voltage

10.00 V

14.7%                                     0.00A                           1(1)

Analog Reference

Illustration 5.7

9. 6-14 Terminal 53 Low Ref./Feedb. Value. Set
minimum speed reference on terminal 53 at 20
Hz. (This tells the frequency converter that the
minimum voltage received on terminal 53 (0 V)
equals 20 Hz output).

13
0B

T7
73

.1
1

Q3-21

14.7 %                                 0.00 A                      1(1)

Analog Reference

6 - 14  Terminal 53 Low
            Ref./Feedb. Value

          

000020.000

Illustration 5.8

10. 6-15 Terminal 53 High Ref./Feedb. Value. Set
maximum speed reference on terminal 53 at 50
Hz. (This tells the frequency converter that the
maximum voltage received on terminal 53 (10 V)
equals 50 Hz output).

13
0B

T7
74

.1
1

Q3-21

14.7 %                                 0.00 A                      1(1)

Analog Reference

6 - 15  Terminal 53 High
            Ref./Feedb. Value

          

50.000

Illustration 5.9

With an external device providing a 0-10 V control signal
connected to frequency converter terminal 53, the system
is now ready for operation.

NOTE
The scroll bar on the right in the last illustration of the
display is at the bottom, indicating the procedure is
complete.

Illustration 5.10 shows the wiring connections used to
enable this set up.

53

55

6-1* +

A53

U - I

13
0B

B4
82

.1
0

0-10V

Illustration 5.10 Wiring Example for External Device Providing
0-10 V Control Signal
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5.3 Control Terminal Programming
Examples

Control terminals can be programmed.

• Each terminal has specified functions it is capable
of performing

• Parameters associated with the terminal enable
the function

• For proper frequency converter functioning, the
control terminals must be

wired properly

programmed for the intended function

receiving a signal

See Table 5.1 for control terminal parameter number and
default setting. (Default setting can change based on the
selection in 0-03 Regional Settings).

The following example shows accessing Terminal 18 to see
the default setting.

1. Press [Main Menu] twice, scroll to parameter
group 5-** Digital In/Out Parameter Data Set and
press [OK].

13
0B

T7
68

.1
0

2-** Brakes

3-** Reference / Ramps

4-** Limits / Warnings

5-** Digital In/Out

14.6%                                     0.00A                           1(1)

Main Menu

Illustration 5.11

2. Scroll to parameter group 5-1* Digital Inputs and
press [OK].

13
0B

T7
69

.1
0

5-0* Digital I/O mode

5-1* Digital Inputs

5-4* Relays

5-5* Pulse Input

14.7%                                     0.00A                           1(1)

Digital In/Out                                                           5-**                                          

Illustration 5.12

3. Scroll to 5-10 Terminal 18 Digital Input. Press [OK]
to access function choices. The default setting
Start is shown.

   5-1*

13
0B

T7
70

.1
0

5-10 Terminal 18 Digital

          Input

[8]]   Start

14.7%                                     0.00A                           1(1)

Digital Inputs

Illustration 5.13

5.4 International/North American Default
Parameter Settings 

Setting 0-03 Regional Settings [0] International or  [1] North
America changes the default settings for some parameters.
Table 5.1 lists those parameters that are affected.

Parameter International
default parameter

value

North American
default parameter

value
0-03 Regional
Settings

International North America

0-71 Date Format DD-MM-YYYY MM/DD/YYYY

0-72 Time Format 24 h 12 h

1-20 Motor Power
[kW]

See Note 1 See Note 1

1-21 Motor Power
[HP]

See Note 2 See Note 2

1-22 Motor Voltage 230 V/400 V/575 V 208 V/460 V/575 V

1-23 Motor
Frequency

50 Hz 60 Hz

3-03 Maximum
Reference

50 Hz 60 Hz

3-04 Reference
Function

Sum External/Preset

4-13 Motor Speed
High Limit [RPM]
See Note 3

1500 RPM 1800 RPM

4-14 Motor Speed
High Limit [Hz]
See Note 4

50 Hz 60 Hz

4-19 Max Output
Frequency

100 Hz 120 Hz

4-53 Warning Speed
High

1500 RPM 1800 RPM

5-12 Terminal 27
Digital Input

Coast inverse External interlock

5-40 Function Relay Alarm No alarm

6-15 Terminal 53
High Ref./Feedb.
Value

50 60

6-50 Terminal 42
Output

Speed 0-HighLim Speed 4-20 mA

14-20 Reset Mode Manual reset Infinite auto reset
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Parameter International
default parameter

value

North American
default parameter

value
22-85 Speed at
Design Point [RPM]
See Note 3

1500 RPM 1800 RPM

22-86 Speed at
Design Point [Hz]

50 Hz 60 Hz

24-04 Fire Mode
Max Reference

50 Hz 60 Hz

Table 5.1 International/North American Default Parameter Settings

5.5 Parameter Menu Structure

Establishing the correct programming for applications
often requires setting functions in several related
parameters. These parameter settings provide the
frequency converter with system details it needs to
operate properly. System details may include such things
as input and output signal types, programming terminals,
minimum and maximum signal ranges, custom displays,
automatic restart, and other features.

• See the LCP display to view detailed parameter
programming and setting options

• Press [Info] in any menu location to view
additional details for that function

• Press and hold [Main Menu] to enter a parameter
number for direct access to that parameter

• Details for common application set ups are
provided in 6 Application Examples
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5.6 Remote Programming with MCT 10 Set-
up Software

Danfoss has a software program available for developing,
storing, and transferring frequency converter
programming. The MCT 10 Set-up Software allows the user
to connect a PC to the frequency converter and perform
live programming rather than using the LCP. Additionally,
all frequency converter programming can be done off-line
and simply downloaded to the frequency converter. Or the
entire frequency converter profile can be loaded onto the
PC for back up storage or analysis.

The USB connector or RS-485 terminal are available for
connecting to the frequency converter.

MCT 10 Set-up Software is available for free download at
www.VLT-software.com. A CD is also available by requesting
part number 130B1000. The Operating Instructions, provide
detailed information on how to programme using the MCT
10 Set-up Software.
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6 Application Examples

6.1 Introduction

NOTE
A jumper wire may be required between terminal 12 (or
13) and terminal 37 for the frequency converter to operate
when using factory default programming values.

The examples in this section are intended as a quick
reference for common applications.

• Parameter settings are the regional default values
unless otherwise indicated (selected in
0-03 Regional Settings)

• Parameters associated with the terminals and
their settings are shown next to the drawings

• Where switch settings for analog terminals A53 or
A54 are required, these are also shown

6.2 Application Examples

CAUTION
Thermistors must use reinforced or double insulation to
meet PELV insulation requirements.

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B9
29

.1
0 Function Setting

  

1-29 Automatic
Motor
Adaptation
(AMA)

[1] Enable
complete
AMA

5-12 Terminal 27
Digital Input

[2]* Coast
inverse

*=Default Value

Notes/comments: Parameter
group 1-2* Motor Data must be
set according to motor

Table 6.1  AMA with T27 Connected

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B9
30

.1
0 Function Setting

  

1-29 Automatic
Motor
Adaptation
(AMA)

[1] Enable
complete
AMA

5-12 Terminal 27
Digital Input

[0] No
operation

*=Default Value

Notes/comments: Parameter
group 1-2* Motor Data must be
set according to motor

Table 6.2  AMA without T27 Connected

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

A53

U - I

-10 - +10V

+

-

13
0B

B9
26

.1
0 Function Setting

  

6-10 Terminal 53
Low Voltage 0.07 V*

6-11 Terminal 53
High Voltage

10 V*

6-14 Terminal 53
Low Ref./Feedb.
Value

0 RPM

6-15 Terminal 53
High Ref./Feedb.
Value

1500 RPM

*=Default Value

Notes/comments:

Table 6.3 Analog Speed Reference (Voltage)
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 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

A53

U - I

4 - 20mA

+

-

13
0B

B9
27

.1
0 Function Setting

  

6-12 Terminal 53
Low Current

4 mA*

6-13 Terminal 53
High Current

20 mA*

6-14 Terminal 53
Low Ref./Feedb.
Value

0 RPM

6-15 Terminal 53
High Ref./Feedb.
Value

1500 RPM

*=Default Value

Notes/comments:

Table 6.4 Analog Speed Reference (Current)

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B8
02

.1
0 Function Setting

  

5-10 Terminal 18
Digital Input

[8] Start*

5-12 Terminal 27
Digital Input

[0] No
operation

5-19 Terminal 37
Digital Input

[1] Safe Stop
Alarm

*=Default Value

Notes/comments:
If 5-12 Terminal 27 Digital Input
is set to [0] No operation,  a
jumper wire to terminal 27 is
not needed.

Table 6.5 Start/Stop Command with Safe Stop

13
0B

B8
05

.1
0

Speed

Start [18]

Illustration 6.1

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B8
03

.1
0 Function Setting

  

5-10 Terminal 18
Digital Input

[9] Latched
Start

5-12 Terminal 27
Digital Input

[6] Stop
Inverse

*=Default Value

Notes/comments:
If 5-12 Terminal 27 Digital Input
is set to [0] No operation,  a
jumper wire to terminal 27 is
not needed.

Table 6.6 Pulse Start/Stop

Speed

13
0B

B8
06

.1
0

Latched Start (18)

Stop Inverse (27)

Illustration 6.2
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 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B9
34

.1
0 Function Setting

  

5-10 Terminal 18
Digital Input

[8] Start

5-11 Terminal 19
Digital Input

[10]
Reversing*

5-12 Terminal 27
Digital Input

[0] No
operation

5-14 Terminal 32
Digital Input

[16] Preset
ref bit 0

5-15 Terminal 33
Digital Input

[17] Preset
ref bit 1

3-10 Preset
Reference

 

Preset ref. 0
Preset ref. 1
Preset ref. 2
Preset ref. 3

25%
50%
75%
100%

*=Default Value

Notes/comments:

Table 6.7 Start/Stop with Reversing and 4 Preset Speeds

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B9
28

.1
0 Function Setting

  

5-11 Terminal 19
Digital Input

[1] Reset

*=Default Value

Notes/comments:

Table 6.8 External Alarm Reset

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

A53

U - I

≈ 5kΩ

13
0B

B6
83

.1
0 Function Setting

  

6-10 Terminal 53
Low Voltage 0.07 V*

6-11 Terminal 53
High Voltage

10 V*

6-14 Terminal 53
Low Ref./Feedb.
Value

0 RPM

6-15 Terminal 53
High Ref./Feedb.
Value

1500 RPM

*=Default Value

Notes/comments:

Table 6.9 Speed Reference (using a Manual Potentiometer)

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

13
0B

B8
04

.1
0 Function Setting

5-10 Terminal 18
Digital Input

[8] Start*

5-12 Terminal 27
Digital Input

[19] Freeze
Reference

5-13 Terminal 29
Digital Input

[21] Speed
Up

5-14 Terminal 32
Digital Input

[22] Speed
Down

*=Default Value

Notes/comments:

Table 6.10 Speed Up/Down
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S t a r t   ( 1 8 ) 

F r e e z e   r e f   ( 2 7 ) 

S p e e d   u p   ( 2 9 ) 

S p e e d   d o w n   ( 3 2 ) 

S p e e d 

R e f e r e n c e 

13
0B

B8
40

.1
0 

Illustration 6.3

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

R1
R2

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

01

02

03

04

05

06

-

61
68
69

RS-485

+

13
0B

B6
85

.1
0 Function Setting

  

8-30 Protocol FC*

8-31 Address 1*

8-32 Baud Rate 9600*

*=Default Value

Notes/comments:
Select protocol, address and
baud rate in the above
mentioned parameters.

Table 6.11 RS-485 Network Connection

 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

A53

U - I

13
0B

B6
86

.1
1 Function Setting

  

1-90 Motor
Thermal
Protection

[2]
Thermistor
trip

1-93 Thermistor
Source

[1] Analog
input 53

*=Default Value

Notes/comments:
If only a warning is desired,
1-90 Motor Thermal Protection
should be set to [1] Thermistor
warning.

Table 6.12 Motor Thermistor
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 Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM

R1
R2

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

01

02

03

04

05

06

13
0B

B8
39

.1
0 Function Setting

4-30 Motor
Feedback Loss
Function [1] Warning

4-31 Motor
Feedback Speed
Error

100 RPM

4-32 Motor
Feedback Loss
Timeout

5 s

7-00 Speed PID
Feedback Source

[2] MCB 102

17-11 Resolution
(PPR)

1024*

13-00 SL
Controller Mode

[1] On

13-01 Start
Event

[19] Warning

13-02 Stop
Event

[44] Reset
key

13-10 Comparat
or Operand

[21] Warning
no.

13-11 Comparat
or Operator

[1] ≈*

13-12 Comparat
or Value

90

13-51 SL
Controller Event

[22]
Comparator 0

13-52 SL
Controller Action

[32] Set
digital out A
low

5-40 Function
Relay

[80] SL digital
output A

*=Default Value

Notes/comments:
If the limit in the feedback
monitor is exceeded, Warning
90 will be issued. The SLC
monitors Warning 90 and in the
case that Warning 90 becomes
TRUE then Relay 1 is triggered.
External equipment may then
indicate that service may be
required. If the feedback error
goes below the limit again
within 5 s then the frequency
converter continues and the
warning disappears. But Relay 1
will still be triggered until
[Reset] on the LCP.

Table 6.13 Using SLC to Set a Relay

 
Parameters

FC

+24 V

+24 V

D IN

D IN

D IN

COM

D IN

D IN

D IN

D IN 

+10 V

A IN 

A IN 

COM

A OUT

COM
R1

R2

12

13

18

19

20

27

29

32

33

37

50

53

54

55

42

39

01

02

03

04

05

06

13
0B

B8
41

.1
0 Function Setting

5-40 Function
Relay

[32] Mech.
brake ctrl.

5-10 Terminal 18
Digital Input

[8] Start*

5-11 Terminal 19
Digital Input

[11] Start
reversing

1-71 Start Delay 0.2

1-72 Start
Function

[5] VVCplus/
FLUX
Clockwise

1-76 Start
Current

Im,n

2-20 Release
Brake Current

App.
dependent

2-21 Activate
Brake Speed
[RPM]

Half of
nominal slip
of the motor

*=Default Value

Notes/comments:

Table 6.14 Mechanical Brake Control

Start (18)

Start 
reversing (19)

Relay output

Speed

Time

Current

1-71 1-712-21 2-21

1-76

Open
Closed

13
0B

B8
42

.1
0

Illustration 6.4
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7 Status Messages

7.1 Status Display

When the frequency converter is in status mode, status
messages are generated automatically from within the
frequency converter and appear in the bottom line of the
display (see Illustration 7.1.)

Status
799RPM                     7.83A                              36.4kW

0.000

  53.2%

1(1)

Auto
Hand
Off

Remote
Local

Ramping
Stop
Running
Jogging
.
.
.
Stand by

13
0B

B0
37

.1
0

a b c

Illustration 7.1 Status Display

a. The first part of the status line indicates where
the stop/start command originates.

b. The second part of the status line indicates where
the speed control originates.

c. The last part of the status line gives the present
frequency converter status. These show the
operational mode the frequency converter is in.

NOTE
In auto/remote mode, the frequency converter requires
external commands to execute functions.

7.2 Status Message Definitions Table

The next three tables define the meaning of the status
message display words.

Off The frequency converter does not react to any
control signal until [Auto On] or [Hand On] is
pressed.

Auto on The frequency converter is controlled from the
control terminals and/or the serial communi-
cation.

Hand on The frequency converter can be controlled by
the navigation keys on the LCP. Stop
commands, reset, reversing, DC brake, and
other signals applied to the control terminals
can override local control.

Table 7.1 Operation Mode

Remote The speed reference is given from external
signals, serial communication, or internal
preset references.

Local The frequency converter uses [Hand On]
control or reference values from the LCP.

Table 7.2 Reference Site

AC Brake AC Brake was selected in 2-10 Brake Function.
The AC brake over-magnetizes the motor to
achieve a controlled slow down.

AMA finish OK Automatic motor adaptation (AMA) was
carried out successfully.

AMA ready AMA is ready to start. Press [Hand On] to start.

AMA running AMA process is in progress.

Braking The brake chopper is in operation. Generative
energy is absorbed by the brake resistor.

Braking max. The brake chopper is in operation. The power
limit for the brake resistor defined in
2-12 Brake Power Limit (kW) is reached.

Coast • Coast inverse was selected as a function
for a digital input (parameter group 5-1*
Digital Inputs). The corresponding terminal
is not connected.

• Coast activated by serial communication
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Ctrl. Ramp-down Control Ramp-down was selected in
14-10 Mains Failure.

• The mains voltage is below the value set
in 14-11 Mains Voltage at Mains Fault at
mains fault

• The frequency converter ramps down the
motor using a controlled ramp down

Current High The frequency converter output current is
above the limit set in 4-51 Warning Current
High.

Current Low The frequency converter output current is
below the limit set in 4-52 Warning Speed Low

DC Hold DC hold is selected in 1-80 Function at Stop
and a stop command is active. The motor is
held by a DC current set in 2-00 DC Hold/
Preheat Current.

DC Stop The motor is held with a DC current (2-01 DC
Brake Current) for a specified time (2-02 DC
Braking Time).

• DC Brake is activated in 2-03 DC Brake Cut
In Speed [RPM] and a Stop command is
active

• DC Brake (inverse) is selected as a function
for a digital input (parameter group 5-1*
Digital Inputs). The corresponding terminal
is not active.

• The DC Brake is activated via serial
communication

Feedback high The sum of all active feedbacks is above the
feedback limit set in 4-57 Warning Feedback
High.

Feedback low The sum of all active feedbacks is below the
feedback limit set in 4-56 Warning Feedback
Low.

Freeze output The remote reference is active, which holds
the present speed.

• Freeze output was selected as a function
for a digital input (parameter group 5-1*
Digital Inputs). The corresponding terminal
is active. Speed control is only possible via
the terminal functions speed up and speed
down.

• Hold ramp is activated via serial communi-
cation

Freeze output
request

A freeze output command has been given,
but the motor will remain stopped until a run
permissive signal is received.

Freeze ref. Freeze Reference was chosen as a function for
a digital input (parameter group 5-1* Digital
Inputs). The corresponding terminal is active.
The frequency converter saves the actual
reference. Changing the reference is now only
possible via terminal functions speed up and
speed down.

Jog request A jog command has been given, but the
motor will be stopped until a run permissive
signal is received via a digital input.

Jogging The motor is running as programmed in
3-19 Jog Speed [RPM].

• Jog was selected as function for a digital
input (parameter group 5-1* Digital Inputs).
The corresponding terminal (e.g. Terminal
29) is active.

• The Jog function is activated via the serial
communication

• The Jog function was selected as a
reaction for a monitoring function (e.g. No
signal). The monitoring function is active

Motor check In 1-80 Function at Stop,  Motor Check was
selected. A stop command is active. To ensure
that a motor is connected to the frequency
converter, a permanent test current is applied
to the motor.

OVC control Overvoltage control was activated in 2-17 Over-
voltage Control.  The connected motor is
supplying the frequency converter with
generative energy. The overvoltage control
adjusts the V/Hz ratio to run the motor in
controlled mode and to prevent the frequency
converter from tripping.

PowerUnit Off (For frequency converters with an external 24
V power supply installed only). Mains supply
to the frequency converter is removed, but
the control card is supplied by the external 24
V.

Protection md Protection mode is active. The unit has
detected a critical status (an overcurrent or
overvoltage).

• To avoid tripping, switching frequency is
reduced to 4 kHz

• If possible, protection mode ends after
approximately 10 s

• Protection mode can be restricted in
14-26 Trip Delay at Inverter Fault

QStop The motor is decelerating using 3-81 Quick
Stop Ramp Time.

• Quick stop inverse was chosen as a function
for a digital input (parameter group 5-1*
Digital Inputs). The corresponding terminal
is not active.

• The quick stop function was activated via
serial communication

Ramping The motor is accelerating/decelerating using
the active Ramp Up/Down. The reference, a
limit value or a standstill is not yet reached.

Ref. high The sum of all active references is above the
reference limit set in 4-55 Warning Reference
High.
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Ref. low The sum of all active references is below the
reference limit set in 4-54 Warning Reference
Low.

Run on ref. The frequency converter is running in the
reference range. The feedback value matches
the setpoint value.

Run request A start command has been given, but the
motor is stopped until a run permissive signal
is received via digital input.

Running The motor is driven by the frequency
converter.

Speed high Motor speed is above the value set in
4-53 Warning Speed High.

Speed low Motor speed is below the value set in
4-52 Warning Speed Low.

Standby In Auto On Auto mode, the frequency
converter will start the motor with a start
signal from a digital input or serial communi-
cation.

Start delay In 1-71 Start Delay,  a delay starting time was
set. A start command is activated and the
motor will start after the start delay time
expires.

Start fwd/rev Start forward and start reverse were selected
as functions for two different digital inputs
(parameter group 5-1* Digital Inputs). The
motor will start in forward or reverse
depending on which corresponding terminal is
activated.

Stop The frequency converter has received a stop
command from the LCP, digital input or serial
communication.

Trip An alarm occurred and the motor is stopped.
Once the cause of the alarm is cleared, the
frequency converter can be reset manually by
pressing [Reset] or remotely by control
terminals or serial communication.

Trip lock An alarm occurred and the motor is stopped.
Once the cause of the alarm is cleared, power
must be cycled to the frequency converter.
The frequency converter can then be reset
manually by pressing [Reset] or remotely by
control terminals or serial communication.

Table 7.3 Operation Status
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8 Warnings and Alarms

8.1 System Monitoring

The frequency converter monitors the condition of its
input power, output, and motor factors as well as other
system performance indicators. A warning or alarm may
not necessarily indicate a problem internal to the
frequency converter itself. In many cases, it indicates failure
conditions from input voltage, motor load or temperature,
external signals, or other areas monitored by the frequency
converter’s internal logic. Be sure to investigate those areas
exterior to the frequency converter as indicated in the
alarm or warning.

8.2 Warning and Alarm Types

8.2.1 Warnings

A warning is issued when an alarm condition is impending
or when an abnormal operating condition is present and
may result in the frequency converter issuing an alarm. A
warning clears by itself when the abnormal condition is
removed.

8.2.2 Alarm Trip

An alarm is issued when the frequency converter is
tripped, that is, the frequency converter suspends
operation to prevent frequency converter or system
damage. The motor will coast to a stop. The frequency
converter logic will continue to operate and monitor the
frequency converter status. After the fault condition is
remedied, the frequency converter can be reset. It will
then be ready to start operation again.

A trip can be reset in any of 4 ways:

• Press [Reset] on the LCP

• Digital reset input command

• Serial communication reset input command

• Auto reset

8.2.3 Alarm Trip-lock

An alarm that causes the frequency converter to trip-lock
requires that input power be cycled. The motor will coast
to a stop. The frequency converter logic will continue to
operate and monitor the frequency converter status.
Remove input power to the frequency converter and
correct the cause of the fault, then restore power. This

action puts the frequency converter into a trip condition as
described above and may be reset in any of those 4 ways.

8.3 Warning and Alarm Displays

13
0B

P0
85

.1
1

Status
0.0Hz                        0.000psi                              0.00A

0.0Hz
1:0 - Off

!Live zero error [W2]
Off Remote Stop

!1(1)

Illustration 8.1

An alarm or trip-lock alarm will flash on display along with
the alarm number.

13
0B
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.1
1

Status
0.0Hz                              0.000kW                        0.00A

0.0Hz
0

Earth Fault [A14]
Auto Remote Trip

1(1)

Illustration 8.2

In addition to the text and alarm code on the frequency
converter display, there are three status indicator lights.

Auto
on Reset

Hand
on Off

Back

Cancel

InfoOKOn

Alarm

Warn.
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Illustration 8.3
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 Warn. LED Alarm LED

Warning ON OFF

Alarm OFF ON (Flashing)

Trip-Lock ON ON (Flashing)

Table 8.1
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8.4 Warning and Alarm Definitions

CAUTION
Before applying power to the unit, inspect the entire
installation as detailed in Table 3.1. Check mark those items
when completed.

Inspect for Description ☑
Auxiliary equipment • Look for auxiliary equipment, switches, disconnects, or input fuses/circuit breakers that may reside

on the input power side of the frequency converter or output side to the motor. Ensure that they
are ready for full speed operation.

• Check function and installation of any sensors used for feedback to the frequency converter

• Remove power factor correction caps on motor(s), if present

 

Cable routing • Ensure that input power, motor wiring , and control wiring are separated or in three separate
metallic conduit s for high frequency noise isolation

 

Control wiring • Check for broken or damaged wires and loose connections

• Check that control wiring is isolated from power and motor wiring for noise immunity

• Check the voltage source of the signals, if necessary

• The use of shielded cable or twisted pair is recommended. Ensure that the shield is terminated
correctly

 

Cooling clearance • Measure that top and bottom clearance is adequate to ensure proper air flow for cooling  

EMC considerations • Check for proper installation regarding electromagnetic compatibility  

Environmental consider-
ations

• See equipment label for the maximum ambient operating temperature limits

• Humidity levels must be 5-95% non-condensing

 

Fusing and circuit
breakers

• Check for proper fusing or circuit breakers

• Check that all fuses are inserted firmly and in operational condition and that all circuit breakers are
in the open position

 

Earthing (Grounding) • The unit requires an earth wire (ground wire) from its chassis to the building earth (ground)

• Check for good earth connections (ground connections) that are tight and free of oxidation

• Earthing (grounding) to conduit or mounting the back panel to a metal surface is not a suitable
earth (ground)

 

Input and output power
wiring

• Check for loose connections

• Check that motor and mains are in separate conduit or separated screened cables

 

Panel interior • Inspect that the unit interior is free of dirt, metal chips, moisture, and corrosion  

Switches • Ensure that all switch and disconnect settings are in the proper positions  

Vibration • Check that the unit is mounted solidly or that shock mounts are used, as necessary

• Check for an unusual amount of vibration

 

Table 8.2 Start Up Check List

8.5 Fault Messages

The warning/alarm information below defines each
warning/alarm condition, provides the probable cause for
the condition, and details a remedy or troubleshooting
procedure.

WARNING 1, 10 Volts low
The control card voltage is below 10 V from terminal 50.

Remove some of the load from terminal 50, as the 10 V
supply is overloaded. Max. 15 mA or minimum 590 Ω.

This condition can be caused by a short in a connected
potentiometer or improper wiring of the potentiometer.

Troubleshooting
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Remove the wiring from terminal 50. If the warning clears,
the problem is with the customer wiring. If the warning
does not clear, replace the control card.

WARNING/ALARM 2, Live zero error
This warning or alarm only appears if programmed by the
user in 6-01 Live Zero Timeout Function. The signal on one
of the analog inputs is less than 50% of the minimum
value programmed for that input. Broken wiring or faulty
device sending the signal can cause this condition.

Troubleshooting

• Check connections on all the analog input
terminals. Control card terminals 53 and 54 for
signals, terminal 55 common. MCB 101 terminals
11 and 12 for signals, terminal 10 common. MCB
109 terminals 1, 3, 5 for signals, terminals 2, 4, 6
common). 

• Check that the frequency converter programming
and switch settings match the analog signal type

• Perform Input Terminal Signal Test

WARNING/ALARM 3, No motor
No motor has been connected to the output of the
frequency converter.

WARNING/ALARM 4, Mains phase loss
A phase is missing on the supply side, or the mains
voltage imbalance is too high. This message also appears
for a fault in the input rectifier on the frequency converter.
Options are programmed at 14-12 Function at Mains
Imbalance. 

Troubleshooting
Check the supply voltage and supply currents to the
frequency converter.

WARNING 5, DC link voltage high
The intermediate circuit voltage (DC) is higher than the
high voltage warning limit. The limit is dependent on the
frequency converter voltage rating. The unit is still active.

WARNING 6, DC link voltage low
The intermediate circuit voltage (DC) is lower than the low
voltage warning limit. The limit is dependent on the
frequency converter voltage rating. The unit is still active.

WARNING/ALARM 7, DC overvoltage
If the intermediate circuit voltage exceeds the limit, the
frequency converter trips after a time.

Troubleshooting

• Connect a brake resistor

• Extend the ramp time

• Change the ramp type

• Activate the functions in 2-10 Brake Function

• Increase 14-26 Trip Delay at Inverter Fault

WARNING/ALARM 8, DC under voltage
If the intermediate circuit voltage (DC link) drops below
the under voltage limit, the frequency converter checks if a
24 V DC backup supply is connected. If no 24 V DC backup

supply is connected, the frequency converter trips after a
fixed time delay. The time delay varies with unit size.

Troubleshooting

• Check that the supply voltage matches the
frequency converter voltage.

• Perform input voltage test.

• Perform soft charge circuit test.

WARNING/ALARM 9, Inverter overload
The frequency converter is about to cut out because of an
overload (too high current for too long). The counter for
electronic, thermal inverter protection gives a warning at
98% and trips at 100%, while giving an alarm. The
frequency converter cannot be reset until the counter is
below 90%.
The fault is that the frequency converter is overloaded by
more than 100% for too long.

Troubleshooting

• Compare the output current shown on the LCP
with the frequency converter rated current

• Compare the output current shown on the LCP
with measured motor current

• Display the Thermal Drive Load on the LCP and
monitor the value. When running above the
frequency converter continuous current rating ,
the counter should increase. When running below
the frequency converter continuous current
rating, the counter should decrease

WARNING/ALARM 10, Motor overload temperature
According to the electronic thermal protection (ETR), the
motor is too hot. Select whether the frequency converter
gives a warning or an alarm when the counter reaches
100% in 1-90 Motor Thermal Protection. The fault occurs
when the motor is overloaded by more than 100% for too
long.

Troubleshooting

• Check for motor overheating

• Check if the motor is mechanically overloaded

• Check that the motor current set in 1-24 Motor
Current is correct

• Ensure that Motor data in parameters 1-20
through 1-25 are set correctly

• If an external fan is in use, check in 1-91 Motor
External Fan that it is selected

• Running AMA in 1-29 Automatic Motor Adaptation
(AMA) tunes the frequency converter to the
motor more accurately and reduces thermal
loading 

WARNING/ALARM 11, Motor thermistor over temp
The thermistor might be disconnected. Select whether the
frequency converter gives a warning or an alarm in
1-90 Motor Thermal Protection.
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Troubleshooting

• Check for motor overheating

• Check if the motor is mechanically overloaded

• Check that the thermistor is connected correctly
between either terminal 53 or 54 (analog voltage
input) and terminal 50 (+10 V supply) and that
the terminal switch for 53 or 54 is set for voltage.
Check 1-93 Thermistor Source selects terminal 53
or 54

• When using digital inputs 18 or 19, check that
the thermistor is connected correctly between
either terminal 18 or 19 (digital input PNP only)
and terminal 50

• If a KTY sensor is used, check for correct
connection between terminals 54 and 55

• If using a thermal switch or thermistor, check that
the programming if 1-93 Thermistor Resource
matches sensor wiring

• If using a KTY sensor, check the programming of
1-95 KTY Sensor Type, 1-96 KTY Thermistor
Resource, and 1-97 KTY Threshold level match
sensor wiring

WARNING/ALARM 12, Torque limit
The torque has exceeded the value in 4-16 Torque Limit
Motor Mode or the value in 4-17 Torque Limit Generator
Mode. 14-25 Trip Delay at Torque Limit can change this from
a warning only condition to a warning followed by an
alarm.

Troubleshooting

• If the motor torque limit is exceeded during ramp
up, extend the ramp up time

• If the generator torque limit is exceeded during
ramp down, extend the ramp down time

• If torque limit occurs while running, possibly
increase the torque limit. Be sure the system can
operate safely at a higher torque

• Check the application for excessive current draw
on the motor

WARNING/ALARM 13, Over current
The inverter peak current limit (approximately 200% of the
rated current) is exceeded. The warning lasts about 1.5
secs., then the frequency converter trips and issues an
alarm. This fault may be caused by shock loading or fast
acceleration with high inertia loads. If extended mechanical
brake control is selected, trip can be reset externally.

Troubleshooting

• Remove power and check if the motor shaft can
be turned

• Check that the motor size matches the frequency
converter

• Check parameters 1-20 to 1-25. for correct motor
data

ALARM 14, Earth (ground) fault
There is current from the output phases to earth, either in
the cable between the frequency converter and the motor
or in the motor itself.

Troubleshooting:

• Remove power to the frequency converter and
repair the earth fault

• Check for earth faults in the motor by measuring
the resistance to ground of the motor leads and
the motor with a megohmmeter

• Perform current sensor test

ALARM 15, Hardware mismatch
A fitted option is not operational with the present control
board hardware or software.

Record the value of the following parameters and contact
the Danfoss supplier:

• 15-40 FC Type

• 15-41 Power Section

• 15-42 Voltage

• 15-43 Software Version

• 15-45 Actual Typecode String

• 15-49 SW ID Control Card

• 15-50 SW ID Power Card

• 15-60 Option Mounted

• 15-61 Option SW Version (for each option slot)

ALARM 16, Short circuit
There is short-circuiting in the motor or motor wiring.

Remove power to the frequency converter and repair the
short circuit. 

WARNING/ALARM 17, Control word timeout
There is no communication to the frequency converter.
The warning will only be active when 8-04 Control Timeout
Function is NOT set to OFF.
If 8-04 Control Timeout Function is set to Stop and Trip, a
warning appears and the frequency converter ramps down
until it trips then displays an alarm.

Troubleshooting:

• Check connections on the serial communication
cable

• Increase 8-03 Control Timeout Time

• Check the operation of the communication
equipment

• Verify a proper installation based on EMC
requirements

WARNING/ALARM 22, Hoist mechanical brake
Report value shows what kind it is.
0 = The torque ref. was not reached before timeout.
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1 = There was no brake feedback before timeout.

WARNING 23, Internal fan fault
The fan warning function is an extra protective function
that checks if the fan is running/mounted. The fan warning
can be disabled in 14-53 Fan Monitor ([0] Disabled).

Troubleshooting

• Check fan resistance

• Check soft charge fuses

WARNING 24, External fan fault
The fan warning function is an extra protective function
that checks if the fan is running/mounted. The fan warning
can be disabled in 14-53 Fan Monitor ([0] Disabled).

Troubleshooting

• Check fan resistance

• Check soft charge fuses

WARNING 25, Brake resistor short circuit
The brake resistor is monitored during operation. If a short
circuit occurs, the brake function is disabled and the
warning appears. The frequency converter is still
operational but without the brake function. Remove power
to the frequency converter and replace the brake resistor
(see 2-15 Brake Check).

WARNING/ALARM 26, Brake resistor power limit
The power transmitted to the brake resistor is calculated as
a mean value over the last 120 s of run time. The
calculation is based on the intermediate circuit voltage and
the brake resistance value set in 2-16 AC brake Max.
Current. The warning is active when the dissipated braking
is higher than 90% of the brake resistance power. If [2] Trip
is selected in 2-13 Brake Power Monitoring, the frequency
converter will trip when the dissipated braking power
reaches 100%.

WARNING
There is a risk of substantial power being transmitted to
the brake resistor if the brake transistor is short-circuited.

WARNING/ALARM 27, Brake chopper fault
The brake transistor is monitored during operation and if a
short circuit occurs, the brake function is disabled and a
warning is issued. The frequency converter is still
operational but, since the brake transistor has short-
circuited, substantial power is transmitted to the brake
resistor, even if it is inactive.
Remove power to the frequency converter and remove the
brake resistor.

This alarm/warning could also occur should the brake
resistor overheat. Terminals 104 and 106 are available as
brake resistors Klixon inuputs, see Brake Resistor
Temperature Switch in the Design Guide.

WARNING/ALARM 28, Brake check failed
The brake resistor is not connected or not working.
Check 2-15 Brake Check.

ALARM 29, Heatsink temp
The maximum temperature of the heatsink has been
exceeded. The temperature fault will not reset until the
temperature falls below a defined heatsink temperature.
The trip and reset points are different based on the
frequency converter power size.

Troubleshooting
Check for the following conditions

• Ambient temperature too high

• Motor cable too long

• Incorrect airflow clearance above and below the
frequency converter

• Blocked airflow around the frequency converter

• Damaged heatsink fan

• Dirty heatsink

This alarm is based on the temperature measured by the
heatsink sensor mounted inside the IGBT modules

Troubleshooting

• Check fan resistance

• Check soft charge fuses

• IGBT thermal sensor

ALARM 30, Motor phase U missing
Motor phase U between the frequency converter and the
motor is missing.

Remove power from the frequency converter and check
motor phase U.

ALARM 31, Motor phase V missing
Motor phase V between the frequency converter and the
motor is missing.

Remove power from the frequency converter and check
motor phase V.

ALARM 32, Motor phase W missing
Motor phase W between the frequency converter and the
motor is missing.

Remove power from the frequency converter and check
motor phase W.

ALARM 33, Inrush fault
Too many power-ups have occurred within a short time
period. Let the unit cool to operating temperature.

WARNING/ALARM 34, Fieldbus communication fault
The fieldbus on the communication option card is not
working.

WARNING/ALARM 36, Mains failure
This warning/alarm is only active if the supply voltage to
the frequency converter is lost and 14-10 Mains Failure is
NOT set to [0] No Function. Check the fuses to the
frequency converter and mains power supply to the unit.

ALARM 38, Internal fault
When an internal fault occurs, a code number defined in
the table below is displayed.
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Troubleshooting

• Cycle power

• Check that the option is properly installed

• Check for loose or missing wiring

It may be necessary to contact the Danfoss supplier or
service department. Note the code number for further
troubleshooting directions.

No. Text
0 Serial port cannot be initialised. Contact

theDanfoss supplier or Danfoss Service
Department.

256-258 Power EEPROM data is defective or too old .

512 Control board EEPROM data is defective or too old.

513 Communication time out reading EEPROM data.

514 Communication time out reading EEPROM data.

515 Application oriented control cannot recognize the
EEPROM data.

516 Cannot write to the EEPROM because a write
command is on progress.

517 Write command is under time out.

518 Failure in the EEPROM.

519 Missing or invalid barcode data in EEPROM.

783 Parameter value outside of min/max limits.

1024-1279 A centelegram that has to be sent couldn't be
sent.

1281 Digital signal processor flash timeout.

1282 Power micro software version mismatch.

1283 Power EEPROM data version mismatch.

1284 Cannot read digital signal processor software
version.

1299 Option SW in slot A is too old.

1300 Option SW in slot B is too old.

1301 Option SW in slot C0 is too old.

1302 Option SW in slot C1 is too old.

1315 Option SW in slot A is not supported (not
allowed).

1316 Option SW in slot B is not supported (not
allowed).

1317 Option SW in slot C0 is not supported (not
allowed).

1318 Option SW in slot C1 is not supported (not
allowed).

1379 Option A did not respond when calculating
platform version.

1380 Option B did not respond when calculating
platform version.

1381 Option C0 did not respond when calculating
platform version.

1382 Option C1 did not respond when calculating
platform version.

1536 An exception in the application oriented control is
registered. Debug information written in LCP.

No. Text
1792 DSP watchdog is active. Debugging of power part

data, motor oriented control data not transferred
correctly.

2049 Power data restarted.

2064-2072 H081x: option in slot x has restarted.

2080-2088 H082x: option in slot x has issued a powerup-wait.

2096-2104 H983x: option in slot x has issued a legal
powerup-wait.

2304 Could not read any data from power EEPROM.

2305 Missing SW version from power unit.

2314 Missing power unit data from power unit.

2315 Missing SW version from power unit.

2316 Missint lo_statepage from power unit.

2324 Power card configuration is determined to be
incorrect at power up.

2325 A power card has stopped communicating while
main power is applied.

2326 Power card configuration is determined to be
incorrect after the delay for power cards to
register.

2327 Too many power card locations have been
registered as present.

2330 Power size information between the power cards
does not match.

2561 No communication from DSP to ATACD.

2562 No communication from ATACD to DSP (state
running).

2816 Stack overflow control board module.

2817 Scheduler slow tasks.

2818 Fast tasks.

2819 Parameter thread.

2820 LCP stack overflow.

2821 Serial port overflow.

2822 USB port overflow.

2836 cfListMempool too small.

3072-5122 Parameter value is outside its limits.

5123 Option in slot A: Hardware incompatible with
control board hardware.

5124 Option in slot B: Hardware incompatible with
Control board hardware.

5125 Option in slot C0: Hardware incompatible with
control board hardware.

5126 Option in slot C1: Hardware incompatible with
control board hardware.

5376-6231 Out of memory.

Table 8.3

ALARM 39, Heatsink sensor
No feedback from the heatsink temperature sensor.

The signal from the IGBT thermal sensor is not available on
the power card. The problem could be on the power card,
on the gate drive card, or the ribbon cable between the
power card and gate drive card.
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WARNING 40, Overload of digital output terminal 27
Check the load connected to terminal 27 or remove short-
circuit connection. Check 5-00 Digital I/O Mode and
5-01 Terminal 27 Mode.

WARNING 41, Overload of digital output terminal 29
Check the load connected to terminal 29 or remove short-
circuit connection. Check 5-00 Digital I/O Mode and
5-02 Terminal 29 Mode.

WARNING 42, Overload of digital output on X30/6 or
overload of digital output on X30/7
For X30/6, check the load connected to X30/6 or remove
the short-circuit connection. Check 5-32 Term X30/6 Digi
Out (MCB 101).

For X30/7, check the load connected to X30/7 or remove
the short-circuit connection. Check 5-33 Term X30/7 Digi
Out (MCB 101).

ALARM 46, Power card supply
The supply on the power card is out of range.

There are three power supplies generated by the switch
mode power supply (SMPS) on the power card: 24 V, 5 V,
±18 V. When powered with 24 V DC with the MCB 107
option, only the 24 V and 5 V supplies are monitored.
When powered with three phase mains voltage, all three
supplies are monitored.

WARNING 47, 24 V supply low
The 24 V DC is measured on the control card. The external
24 V DC backup power supply may be overloaded,
otherwise contact the Danfoss supplier.

WARNING 48, 1.8 V supply low
The 1.8 V DC supply used on the control card is outside of
allowable limits. The power supply is measured on the
control card. Check for a defective control card. If an
option card is present, check for an overvoltage condition.

WARNING 49, Speed limit
When the speed is not within the specified range in
4-11 Motor Speed Low Limit [RPM] and 4-13 Motor Speed
High Limit [RPM], the frequency converter shows a warning.
When the speed is below the specified limit in 1-86 Trip
Speed Low [RPM] (except when starting or stopping) the
frequency converter will trip.

ALARM 50, AMA calibration failed
Contact the Danfoss supplier or Danfoss Service
Department.

ALARM 51, AMA check Unom and Inom

The settings for motor voltage, motor current, and motor
power are wrong. Check the settings in parameters 1-20 to
1-25.

ALARM 52, AMA low Inom

The motor current is too low. Check the settings.

ALARM 53, AMA motor too big
The motor is too big for the AMA to operate.

ALARM 54, AMA motor too small
The motor is too small for the AMA to operate.

ALARM 55, AMA parameter out of range
The parameter values of the motor are outside of the
acceptable range. AMA will not run.

ALARM 56, AMA interrupted by user
The user has interrupted the AMA.

ALARM 57, AMA internal fault
Try to restart AMA again a number of times, until the AMA
is carried out. Note that repeated runs may heat the motor
to a level where the resistance Rs and Rr are increased. In
most cases, however, this is not critical.

ALARM 58, Internal fault
Contact the Danfoss supplier.

WARNING 59, Current limit
The current is higher than the value in 4-18 Current Limit.
Ensure that motor data in parameters 1-20 to 1-25 are set
correctly. Possibly increase the current limit. Be sure that
the system can operate safely at a higher limit.

WARNING 60, External interlock
External interlock has been activated. To resume normal
operation, apply 24 V DC to the terminal programmed for
external interlock and reset the frequency converter (via
serial communication, digital I/O, or by pressing [Reset]).

WARNING/ALARM 61, Tracking error
An error between calculated motor speed and speed
measurement from feedback device. The function Warning/
Alarm/Disable is set in 4-30 Motor Feedback Loss Function.
Accepted error setting in 4-31 Motor Feedback Speed Error
and the allowed time the error occur setting in 4-32 Motor
Feedback Loss Timeout. During a commissioning procedure
the function may be effective.

WARNING 62, Output frequency at maximum limit
The output frequency is higher than the value set in
4-19 Max Output Frequency.

ALARM 64, Voltage Limit
The load and speed combination demands a motor
voltage higher than the actual DC link voltage.

WARNING/ALARM 65, Control card over temperature
The control card has reached its trip temperature of 75 °C.

WARNING 66, Heatsink temperature low
The frequency converter is too cold to operate. This
warning is based on the temperature sensor in the IGBT
module.
Increase the ambient temperature of the unit. Also, a
trickle amount of current can be supplied to the frequency
converter whenever the motor is stopped by setting
2-00 DC Hold/Preheat Current at 5% and 1-80 Function at
Stop

Troubleshooting
The heatsink temperature measured as 0 °C could indicate
that the temperature sensor is defective, causing the fan
speed to increase to the maximum. If the sensor wire
between the IGBT and the gate drive card is disconnected,
this warning would result. Also, check the IGBT thermal
sensor.
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ALARM 67, Option module configuration has changed
One or more options have either been added or removed
since the last power-down. Check that the configuration
change is intentional and reset the unit.

ALARM 68, Safe Stop activated
Safe stop has been activated. To resume normal operation,
apply 24 V DC to terminal 37, then send a reset signal (via
Bus, Digital I/O, or by pressing [Reset]).

ALARM 69, Power card temperature
The temperature sensor on the power card is either too
hot or too cold.

Troubleshooting

• Check the operation of the door fans

• Check that the filters for the door fans are not
blocked

• Check that the gland plate is properly installed
on IP21/IP54 (NEMA 1/12) frequency converters

ALARM 70, Illegal FC configuration
The control card and power card are incompatible. Contact
the supplier with the type code of the unit from the
nameplate and the part numbers of the cards to check
compatibility.

ALARM 71, PTC 1 safe stop
Safe Stop has been activated from the MCB 112 PTC
Thermistor Card (motor too warm). Normal operation can
be resumed when the MCB 112 applies 24 V DC to T37
again (when the motor temperature reaches an acceptable
level) and when the Digital Input from the MCB 112 is
deactivated. When that happens, a reset signal must be is
be sent (via Bus, Digital I/O, or by pressing [Reset]).

NOTE
If automatic restart is enabled, the motor may start when
the fault is cleared.

ALARM 72, Dangerous failure
Safe Stop with Trip Lock. Unexpected signal levels on safe
stop and digital input from the MCB 112 PTC thermistor
card.

WARNING 73, Safe stop auto restart
Safe stopped. With automatic restart enabled, the motor
may start when the fault is cleared.

WARNING 76, Power unit setup
The required number of power units does not match the
detected number of active power units.

Troubleshooting:
When replacing an F-frame module, this will occur if the
power specific data in the module power card does not
match the rest of the frequency converter. Confirm the
spare part and its power card are the correct part number.

WARNING 77, Reduced power mode
This warning indicates that the frequency converter is
operating in reduced power mode (i.e. less than the
allowed number of inverter sections). This warning will be

generated on power cycle when the frequency converter is
set to run with fewer inverters and will remain on.

ALARM 79, Illegal power section configuration
The scaling card is the incorrect part number or not
installed. Also MK102 connector on the power card could
not be installed.

ALARM 80, Drive initialised to default value
Parameter settings are initialised to default settings after a
manual reset. Reset the unit to clear the alarm.

ALARM 81, CSIV corrupt
CSIV file has syntax errors.

ALARM 82, CSIV parameter error
CSIV failed to init a parameter.

ALARM 85, Dang fail PB
Profibus/Profisafe Error.

WARNING/ALARM 104, Mixing fan fault
The fan monitor checks that the fan is spinning at drive
power-up or whenever the mixing fan is turned on. If the
fan is not operating, then the fault is annunciated. The
mixing-fan fault can be configured as a warning or an
alarm trip by 14-53 Fan Monitor.

Troubleshooting
Cycle power to the frequency converter to determine if the
warning/alarm returns.

WARNING 250, New spare part
A component in the frequency converter has been
replaced. Reset the frequency converter for normal
operation.

WARNING 251, New typecode
The power card or other components have been replaced
and the typecode changed. Reset to remove the warning
and resume normal operation.

Warnings and Alarms VLT® AQUA Drive D-Frame
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9 Basic Troubleshooting

9.1 Start Up and Operation

Symptom Possible cause Test Solution

Display dark/No function

Missing input power. See Table 3.1. Check the input power source.

Missing or open fuses or circuit
breaker tripped.

See open fuses and tripped circuit
breaker in this table for possible
causes.

Follow the recommendations
provided.

No power to the LCP. Check the LCP cable for proper
connection or damage.

Replace the faulty LCP or
connection cable.

Shortcut on control voltage
(terminal 12 or 50) or at control
terminals.

Check the 24 V control voltage
supply for terminals 12/13 to 20-39
or 10 V supply for terminals 50 to
55.

Wire the terminals properly.

Wrong LCP (LCP from VLT® 2800
or 5000/6000/8000/ FCD or FCM).

 Use only LCP 101 (P/N 130B1124)
or LCP 102 (P/N 130B1107).

Wrong contrast setting.  Press [Status] + [▲]/[▼] to adjust

the contrast.

Display (LCP) is defective. Test using a different LCP. Replace the faulty LCP or
connection cable.

Internal voltage supply fault or
SMPS is defective.

 Contact supplier.

Intermittent display

Overloaded power supply (SMPS)
due to improper control wiring or
a fault within the frequency
converter.

To rule out a problem in the
control wiring, disconnect all
control wiring by removing the
terminal blocks.

If the display stays lit, then the
problem is in the control wiring.
Check the wiring for shorts or
incorrect connections. If the display
continues to cut out, follow the
procedure for display dark.

Motor not running

Service switch open or missing
motor connection.

Check if the motor is connected
and the connection is not
interrupted (by a service switch or
other device).

Connect the motor and check the
service switch.

No mains power with 24 V DC
option card.

If the display is functioning but no
output, check that mains power is
applied to the frequency converter.

Apply mains power to run the unit.

LCP Stop. Check if [Off] has been pressed. Press [Auto On] or [Hand On]
(depending on operation mode) to
run the motor.

Missing start signal (Standby). Check 5-10 Terminal 18 Digital Input
for correct setting for terminal 18
(use default setting).

Apply a valid start signal to start
the motor.

Motor coast signal active
(Coasting).

Check 5-12 Coast inv. for correct
setting for terminal 27 (use default
setting)..

Apply 24 V on terminal 27 or
program this terminal to No
operation.

Wrong reference signal source. Check reference signal: Local,
remote or bus reference? Preset
reference active? Terminal
connection correct? Scaling of
terminals correct? Reference signal
available?

Program correct settings. Check
3-13 Reference Site. Set preset
reference active in parameter
group 3-1* References. Check for
correct wiring. Check scaling of
terminals. Check reference signal.
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Symptom Possible cause Test Solution

Motor running in wrong
direction

Motor rotation limit. Check that 4-10 Motor Speed
Direction is programmed correctly.

Program correct settings.

Active reversing signal. Check if a reversing command is
programmed for the terminal in
parameter group 5-1* Digital
inputs..

Deactivate reversing signal.

Wrong motor phase connection.  See 2.4.5 Motor Rotation Check in
this manual.

Motor is not reaching
maximum speed

Frequency limits set wrong. Check output limits in 4-13 Motor
Speed High Limit [RPM],  4-14 Motor
Speed High Limit [Hz] and 4-19 Max
Output Frequency.

Program correct limits.

Reference input signal not scaled
correctly.

Check reference input signal
scaling in 6-0* Analog I/O Mode and
parameter group 3-1* References.
Reference limits in parameter
group 3-0* Reference Limit.

Program correct settings.

Motor speed unstable

Possible incorrect parameter
settings.

Check the settings of all motor
parameters, including all motor
compensation settings. For closed
loop operation, check PID settings.

Check settings in parameter group
1-6* Analog I/O mode.  For closed
loop operation, check settings in
parameter group 20-0* Feedback..

Motor runs rough

Possible over-magnetization. Check for incorrect motor settings
in all motor parameters.

Check motor settings in parameter
groups 1-2* Motor Data, 1-3* Adv
Motor Data,  and 1-5* Load Indep.
Setting.

Motor will not brake
Possible incorrect settings in the
brake parameters. Possible too
short ramp down times.

Check brake parameters. Check
ramp time settings.

Check parameter group 2-0* DC
Brake and 3-0* Reference Limits.

Open power fuses or circuit
breaker trip

Phase to phase short. Motor or panel has a short phase
to phase. Check motor and panel
phase for shorts.

Eliminate any shorts detected.

Motor overload. Motor is overloaded for the
application.

Perform startup test and verify
motor current is within specifi-
cations. If motor current is
exceeding nameplate full load
current, motor may run only with
reduced load. Review the specifi-
cations for the application.

Loose connections. Perform pre-startup check for loose
connections.

Tighten loose connections.

Mains current imbalance
greater than 3%

Problem with mains power (See
Alarm 4 Mains phase loss
description).

Rotate input power leads into the
frequency converter one position: A
to B, B to C, C to A.

If imbalanced leg follows the wire,
it is a power problem. Check mains
power supply.

Problem with the frequency
converter.

Rotate input power leads into the
frequency converter one position: A
to B, B to C, C to A.

If imbalance leg stays on same
input terminal, it is a problem with
the unit. Contact the supplier.

Motor current imbalance
greater than 3%

Problem with motor or motor
wiring.

Rotate output motor leads one
position: U to V, V to W, W to U.

If imbalanced leg follows the wire,
the problem is in the motor or
motor wiring. Check motor and
motor wiring.

Problem with the frequency
converters.

Rotate output motor leads one
position: U to V, V to W, W to U.

If imbalance leg stays on same
output terminal, it is a problem
with the unit. Contact the supplier.
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Symptom Possible cause Test Solution

Acoustic noise or vibration
(e.g. a fan blade is making
noise or vibrations at
certain frequencies)

Resonances, e.g. in the motor/fan
system.

Bypass critical frequencies by using
parameters in parameter group
4-6* Speed Bypass.

Check if noise and/or vibration
have been reduced to an
acceptable limit.

Turn off over-modulation in
14-03 Overmodulation.

Change switching pattern and
frequency in parameter group
14-0* Inverter Switching.

Increase Resonance Dampening in
1-64 Resonance Dampening.

Table 9.1

Basic Troubleshooting VLT® AQUA Drive D-Frame
Operating Instructions

68 MG21A202 - VLT® is a registered Danfoss trademark

99

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 204 of 349



10 Specifications

10.1 Power-dependent Specifications

 N110 N132 N160 N200 N250 N315

Normal Load* NO NO NO NO NO NO

Typical Shaft output at 400 V [kW] 110 132 160 200 250 315

Typical Shaft output at 460 V [hp] 150 200 250 300 350 450

Typical Shaft ouptut at 480 V [kW] 132 160 200 250 315 355

Enclosure IP21 D1h D1h D1h D2h D2h D2h

Enclosure IP54 D1h D1h D1h D2h D2h D2h

Enclosure IP20 D3h D3h D3h D4h D4h D4h

Output current

Continuous (at 400 V) [A] 212 260 315 395 480 588

Intermittent (60 s overload) (at 400
V)[A]

233 286 347 435 528 647

Continuous (at 460/500 V) [A] 190 240 302 361 443 535

Intermittent (60 s overload) (at
460/500 V) [kVA]

209 264 332 397 487 588

Continuous kVA (at 400 V) [kVA] 147 180 218 274 333 407

Continuous kVA (at 460 V) [kVA] 151 191 241 288 353 426

Max. Input current

Continuous (at 400 V) [A] 204 251 304  381 381 463 463 567

Continuous (at 460/500 V) [A] 183 231 291  348 348 427 427 516

Max. cable size: mains, motor,
brake and load share mm (AWG)]

2 x95 (2x3/0) 2x185 (2x350)

Max. external mains fuses [A] 315 350 400 550 630 800

Estimated power loss at 400 V [W] 2555 2949 3764 4109 5129 6663

Estimated power loss at 460 V [W] 2257 2719 3622 3561 4558 5703

Weight, enclosure IP21, IP54 kg
(lbs.)

62 (135) 125 (275)

Weight, enclosure IP20 kg (lbs.) 62 (135) 125 (275)

Efficiency 0.98

Output frequency 0-590 Hz

*Normal overload=110% current for 60 s

Table 10.1 Mains Supply 3x380-480 V AC
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 N75K N90K N110 N132 N160 N200

Normal Load* NO NO NO NO NO NO

Typical Shaft output at 550 V [kW] 55 75 90 110 132 160

Typical Shaft output at 575 V [hp] 75 100 125 150 200 250

Typical Shaft ouptut at 690 V [kW] 75 90 110 132 160 200

Enclosure IP21 D1h D1h D1h D1h D1h D2h

Enclosure IP54 D1h D1h D1h D1h D1h D2h

Enclosure IP20 D3h D3h D3h D3h D3h D4h

Output current

Continuous (at 550 V) [A] 90 113 137 162 201 253

Intermittent (60 s overload) (at 550
V)[A]

99 124 151 178 221 278

Continuous (at 575/690 V) [A] 86 108 131 155 192 242

Intermittent (60 s overload) (at
575/690 V) [kVA]

95 119 144 171 211 266

Continuous kVA (at 550 V) [kVA] 86 108 131 154 191 241

Continuous kVA (at 575 V) [kVA] 86 108 130 154 191 241

Continuous kVA (at 690 V) [kVA] 103 129 157 185 229 289

Max. Input current

Continuous (at 550 V) [A] 89 110 130 158 198 245

Continuous (at 575 V) [A] 85 106 124 151 189 234

Continuous (at 690 V) [A] 87 109 128 155 197 240

Max. cable size: mains, motor,
brake and load share [mm (AWG)]

2x95 (2x3/0)
2x185

(2x350 mcm)

Max. external mains fuses [A] 160 315 315 315 350 350

Estimated power loss at 575 V [W] 1161 1426 1739 2099 2646 3071

Estimated power loss at 690 V [W] 1203 1476 1796 2165 2738 3172

Weight, enclosure IP21, IP54 kg
(lbs.)

62 (135) 125 (275)

Weight, enclosure IP20 kg (lbs.) 62 (135) 125 (275)

Efficiency 0.98

Output frequency 0-590 Hz

Heatsink overtemp. trip 110 °C

Power card ambient trip 75 °C

*Normal overload=110% current for 60 s

Table 10.2 Mains Supply 3x525-690 V AC
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 N250 N315 N400

Normal Load* NO NO NO

Typical Shaft output at 550 V [kW] 200 250 315

Typical Shaft output at 575 V [hp] 300 350 400

Typical Shaft ouTput at 690 V [kW] 250 315 400

Enclosure IP21 D2h D2h D2h

Enclosure IP54 D2h D2h D2h

Enclosure IP20 D4h D4h D4h

Output current

Continuous (at 550 V) [A] 303 360 418

Intermittent (60 s overload) (at 550 V)[A] 333 396 460

Continuous (at 575/690 V) [A] 290 344 400

Intermittent (60 s overload) (at 575/690 V) [kVA] 319 378 440

Continuous kVA (at 550 V) [kVA] 289 343 398

Continuous kVA (at 575 V) [kVA] 289 343 398

Continuous kVA (at 690 V) [kVA] 347 411 478

Max. Input current

Continuous (at 550 V) [A] 299 355 408

Continuous (at 575 V) [A] 286 339 390

Continuous (at 690 V) [A] 296 352 400

Max. cable size: mains, motor, brake and load share, mm
(AWG)

2x185 (2x350 mcm)

Max. external mains fuses [A] 400 500 550

Estimated power loss at 575 V [W] 3719 4460 5023

Estimated power loss at 690 V [W] 3848 4610 5150

Weight, enclosure IP21, IP54 kg (lbs.) 125 (275)

Weight, enclosure IP20 kg (lbs.) 125 (275)

Efficiency 0.98

Output frequency 0-590 Hz

Heatsink overtemp. trip 110 °C

Power card ambient trip 75 °C

*Normal overload=110% current for 60 s

Table 10.3 Mains Supply 3x525-690 V AC

The typical power loss is at nominal load conditions and expected to be within ±15% (tolerance relates to variety
in voltage and cable conditions).

The losses are based on the default switching frequency. The losses increase significantly at higher switching
frequencies.

The options cabinet adds weight to the frequency converter. The maximum weights of the D5h–D8h frames is
shown in Table 10.4

Frame size Description Maximum weight [kg] ([lbs.])

D5h D1h ratings+disconnect and/or brake chopper 166 (255)

D6h D1h ratings+contactor and/or circuit breaker 129 (285)

D7h D2h ratings+disconnect and/or brake chopper 200 (440)

D8h D2h ratings+contactor and/or circuit breaker 225 (496)

Table 10.4 D5h–D8h Weights
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10.2 General Technical Data

Mains supply (L1, L2, L3)
Supply voltage 380–480 V ±10%, 525–690 V±10%

Mains voltage low/mains voltage drop-out:
During low mains voltage or a mains drop-out, the frequency converter continues until the intermediate circuit voltage drops
below the minimum stop level, which corresponds typically to 15% below the frequency converter's lowest rated supply voltage.
Power-up and full torque cannot be expected at mains voltage lower than 10% below the frequency converter's lowest rated
supply voltage.

Supply frequency 50/60 Hz ±5%
Max. imbalance temporary between mains phases 3.0% of rated supply voltage
True Power Factor (λ) ≥0.9 nominal at rated load
Displacement Power Factor (cos Φ) near unity (>0.98)
Switching on input supply L1, L2, L3 (power ups) maximum one time/2 min
Environment according to EN60664-1 overvoltage category III/pollution degree 2

The unit is suitable for use on a circuit capable of delivering not more than 100,000 RMS symmetrical Amperes, 480/600 V

Motor Output (U, V, W)
Output voltage 0-100% of supply voltage
Output frequency 0-590 Hz*

Switching on output Unlimited
Ramp times 0.01-3600 s

*  Dependent on voltage and power

Torque Characteristics
Starting torque (Constant torque) maximum 110% for 60 s*

Starting torque maximum 135% up to 0.5 s*
Overload torque (Constant torque) maximum 110% for 60 s*

*)  Percentage relates to the frequency converter's nominal torque

Cable lengths and cross sections
Max. motor cable length, screened/armoured 150 m
Max. motor cable length, unscreened/unarmoured 300 m
Max. cross section to motor, mains, load sharing and brake *

Maximum cross section to control terminals, rigid wire 1.5 mm2/16 AWG (2x0.75 mm2)
Maximum cross section to control terminals, flexible cable 1 mm2/18 AWG
Maximum cross section to control terminals, cable with enclosed core 0.5 mm2/20 AWG
Minimum cross section to control terminals 0.25 mm2

*)  Depending on voltage and power.

Digital inputs
Programmable digital inputs 4 (6)
Terminal number 18, 19, 271), 291), 32, 33
Logic PNP or NPN
Voltage level 0-24 V DC
Voltage level, logic '0' PNP <5 V DC
Voltage level, logic '1' PNP >10 V DC
Voltage level, logic '0' NPN >19 V DC
Voltage level, logic '1' NPN <14V DC
Maximum voltage on input 28 V DC
Input resistance, Ri aprrox. 4 kΩ

All digital inputs are galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.
1) Terminals 27 and 29 can also be programmed as output.
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Analog inputs
Number of analog inputs 2
Terminal number 53, 54
Modes Voltage or current
Mode select Switches A53 and A54
Voltage mode Switch A53/A54=(U)
Voltage level 0 V to 10 V (scaleable)
Input resistance, Ri approx. 10 kΩ
Max. voltage ±20 V
Current mode Switch A53/A54=(I)
Current level 0/4 to 20 mA (scaleable)
Input resistance, Ri approx. 200 Ω
Max. current 30 mA
Resolution for analog inputs 10 bit (+sign)
Accuracy of analog inputs Max. error 0.5% of full scale
Bandwidth 100 Hz

The analog inputs are galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.

Mains

Functional
isolation

PELV isolation

Motor

DC-Bus

High
voltage

Control
+24V

RS485

18

37

13
0B

A
11

7.
10

Illustration 10.1

Pulse inputs
Programmable pulse inputs 2
Terminal number pulse 29, 33
Max. frequency at terminal, 29, 33 110 kHz (Push-pull driven)
Max. frequency at terminal, 29, 33 5 kHz (open collector)
Min. frequency at terminal 29, 33 4 Hz
Voltage level see 10.2.1  Digital Inputs:
Maximum voltage on input 28 V DC
Input resistance, Ri approx. 4 kΩ
Pulse input accuracy (0.1-1 kHz) Max. error: 0.1% of full scale
Analog output
Number of programmable analog outputs 1
Terminal number 42
Current range at analog output 0/4-20 mA
Max. resistor load to common at analog output 500 Ω
Accuracy on analog output Max. error: 0.8 % of full scale
Resolution on analog output 8 bit

The analog output is galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.

Control card, RS-485 serial communication
Terminal number 68 (P,TX+, RX+), 69 (N,TX-, RX-)
Terminal number 61 Common for terminals 68 and 69

The RS-485 serial communication circuit is functionally seated from other central circuits and galvanically isolated from the
supply voltage (PELV).
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Digital output
Programmable digital/pulse outputs 2
Terminal number 27, 29 1)

Voltage level at digital/frequency output 0-24 V
Max. output current (sink or source) 40 mA
Max. load at frequency output 1 kΩ
Max. capacitive load at frequency output 10 nF
Minimum output frequency at frequency output 0 Hz
Maximum output frequency at frequency output 32 kHz
Accuracy of frequency output Max. error: 0.1 % of full scale
Resolution of frequency outputs 12 bit

1)  Terminal 27 and 29 can also be programmed as input.
The digital output is galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.

Control card, 24 V DC output
Terminal number 12, 13
Max. load 200 mA

The 24 V DC supply is galvanically isolated from the supply voltage (PELV), but has the same potential as the analog and digital
inputs and outputs.

Relay outputs
Programmable relay outputs 2
Relay 01 Terminal number 1-3 (break), 1-2 (make)
Max. terminal load (AC-1)1) on 1-2 (NO) (Resistive load)2)3) 400 V AC, 2 A
Max. terminal load (AC-15)1) on 1-2 (NO) (Inductive load @ cosφ 0.4) 240 V AC, 0.2 A
Max. terminal load (DC-1)1) on 1-2 (NO) (Resistive load) 80 V DC, 2 A
Max. terminal load (DC-13)1) on 1-2 (NO) (Inductive load) 24 V DC, 0.1 A
Max. terminal load (AC-1)1) on 1-3 (NC) (Resistive load) 240 V AC, 2 A
Max. terminal load (AC-15)1) on 1-3 (NC) (Inductive load @ cosφ 0.4) 240 V AC, 0.2 A
Max. terminal load (DC-1)1) on 1-3 (NC) (Resistive load) 50 V DC, 2 A
Max. terminal load (DC-13)1) on 1-3 (NC) (Inductive load) 24 V DC, 0.1 A
Min. terminal load on 1-3 (NC), 1-2 (NO) 24 V DC 10 mA, 24V AC 2 mA
Environment according to EN 60664-1 overvoltage category III/pollution degree 2
Relay 02 Terminal number 4-6 (break), 4-5 (make)
Max. terminal load (AC-1)1) on 4-5 (NO) (Resistive load)2)3) 400 V AC, 2 A
Max. terminal load (AC-15)1) on 4-5 (NO) (Inductive load @ cosφ 0.4) 240 V AC, 0.2 A
Max. terminal load (DC-1)1) on 4-5 (NO) (Resistive load) 80 V DC, 2 A
Max. terminal load (DC-13)1) on 4-5 (NO) (Inductive load) 24 V DC, 0.1 A
Max. terminal load (AC-1)1) on 4-6 (NC) (Resistive load) 240 V AC, 2 A
Max. terminal load (AC-15)1) on 4-6 (NC) (Inductive load @ cosφ 0.4) 240 V AC, 0.2 A
Max. terminal load (DC-1)1) on 4-6 (NC) (Resistive load) 50 V DC, 2 A
Max. terminal load (DC-13)1) on 4-6 (NC) (Inductive load) 24 V DC, 0.1 A
Min. terminal load on 4-6 (NC), 4-5 (NO) 24 V DC 10 mA, 24V AC 2 mA
Environment according to EN 60664-1 overvoltage category III/pollution degree 2

1)  IEC 60947 t 4 and 5
The relay contacts are galvanically isolated from the rest of the circuit by reinforced isolation (PELV).
2)  Overvoltage Category II
3)  UL applications 300 V AC 2 A

Control card, 10 V DC output
Terminal number 50
Output voltage 10.5 V ±0.5 V
Max. load 25 mA

The 10 V DC supply is galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.
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Control characteristics
Resolution of output frequency at 0-1000 Hz ± 0.003 Hz
System response time (terminals 18, 19, 27, 29, 32, 33) ≤2 ms
Speed control range (open loop) 1:100 of synchronous speed
Speed accuracy (open loop) 30-4000 rpm: Maximum error of ±8 rpm

All control characteristics are based on a 4-pole asynchronous motor.

Surroundings
Enclosure type D1h/D2h/D5h/D6h/D7h/D8h IP21/Type 1, IP54/Type12
Enclosure type D3h/D4h IP20/Chassis
Vibration test all enclosure types 1.0 g
Relative humidity 5%-95% (IEC 721-3-3; Class 3K3 (non-condensing) during operation
Aggressive environment (IEC 60068-2-43) H2S test class Kd
Test method according to IEC 60068-2-43 H2S (10 days)
Ambient temperature (at 60 AVM switching mode)
- with derating max. 55°C1)

- with full output power of typical EFF2 motors (up to 90% output current) max. 50 °C1)

- at full continuous FC output current max. 45 °C1)

1)  For more information on derating see the Design Guide, section on Special Conditions.

Minimum ambient temperature during full-scale operation 0 °C
Minimum ambient temperature at reduced performance -10 °C
Temperature during storage/transport -25 to +65/70 °C
Maximum altitude above sea level without derating 1000 m
Maximum altitude above sea level with derating 3000 m

1)  For more information on derating see the Design Guide, section on Special Conditions.

EMC standards, Emission EN 61800-3, EN 61000-6-3/4, EN 55011, IEC 61800-3

EMC standards, Immunity
EN 61800-3, EN 61000-6-1/2,

EN 61000-4-2, EN 61000-4-3, EN 61000-4-4, EN 61000-4-5, EN 61000-4-6

See the Design Guide, section on Special Conditions.

Control card performance
Scan interval 5 ms

Control card, USB Serial Communication
USB standard 1.1 (Full speed)
USB plug USB type B “device” plug

CAUTION
Connection to PC is carried out via a standard host/device USB cable.
The USB connection is galvanically isolated from the supply voltage (PELV) and other high-voltage terminals.
The USB connection is not galvanically isolated from protection earth (ground). Use only isolated laptop/PC as connection to
the USB connector on frequency converter or an isolated USB cable/converter.

Protection and Features

• Electronic thermal motor protection against overload.

• Temperature monitoring of the heatsink ensures that the frequency converter trips if the temperature reaches 95
°C±5 °C. An overload temperature cannot be reset until the temperature of the heatsink is below 70 °C±5 °C
(Guideline - these temperatures may vary for different power sizes, enclosures etc.). The frequency converter has
an auto derating function to avoid its heatsink reaching 95 °C.

• The frequency converter is protected against short-circuits on motor terminals U, V, W.

• If a mains phase is missing, the frequency converter trips or issues a warning (depending on the load).
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• Monitoring of the intermediate circuit voltage ensures that the frequency converter trips if the intermediate circuit
voltage is too low or too high.

• The frequency converter is protected against earth (ground) faults on motor terminals U, V, W.

10.3 Fuse Tables

10.3.1 Protection

Branch Circuit Protection
In order to protect the installation against electrical and
fire hazard, all branch circuits in an installation, switch
gear, machines etc., must be short-circuited and over-
current protected according to national/international
regulations.

Short-circuit Protection
The frequency converter must be protected against short-
circuit to avoid electrical or fire hazard. Danfoss
recommends using the fuses mentioned below to protect
service personnel and equipment in case of an internal
failure in the frequency converter. The frequency converter
provides full short-circuit protection in case of a short-
circuit on the motor output.

Over-current Protection
Provide overload protection to avoid fire hazard due to
overheating of the cables in the installation. The frequency
converter is equipped with an internal over-current
protection that can be used for upstream overload

protection (UL-applications excluded). See 4-18 Current
Limit. Moreover, fuses or circuit breakers can be used to
provide the over-current protection in the installation.
Over-current protection must always be carried out
according to national regulations.

10.3.2 Fuse Selection

Danfoss recommends using the following fuses which will
ensure compliance with EN50178. In case of malfunction,
not following the recommendation may result in
unnecessary damage to the frequency converter.

The fuses below are suitable for use on a circuit capable of
delivering 100,000 Arms (symmetrical).

N110-N315 380–500 V type aR

N75K–N400 525–690 V type aR

Table 10.5

Power
Size

Fuse options

Bussman
PN

Littelfuse PN Littelfuse
PN

Bussmann
PN

Siba PN Ferraz-Shawmut
PN

Ferraz-Shawmut PN
(Europe)

Ferraz-Shawmut PN
(North America)

N110 170M2619 LA50QS300-4 L50S-300 FWH-300A 20 610
31.315

A50QS300-4 6,9URD31D08A0315 A070URD31KI0315

N132 170M2620 LA50QS350-4 L50S-350 FWH-350A 20 610
31.350

A50QS350-4 6,9URD31D08A0350 A070URD31KI0350

N160 170M2621 LA50QS400-4 L50S-400 FWH-400A 20 610
31.400

A50QS400-4 6,9URD31D08A0400 A070URD31KI0400

N200 170M4015 LA50QS500-4 L50S-500 FWH-500A 20 610
31.550

A50QS500-4 6,9URD31D08A0550 A070URD31KI0550

N250 170M4016 LA50QS600-4 L50S-600 FWH-600A 20 610
31.630

A50QS600-4 6,9URD31D08A0630 A070URD31KI0630

N315 170M4017 LA50QS800-4 L50S-800 FWH-800A 20 610
31.800

A50QS800-4 6,9URD32D08A0800 A070URD31KI0800

Table 10.6 Fuse Options for 380-480 V Frequency Converters
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OEM Fuse options

VLT Model Bussmann PN Siba PN Ferraz-Shawmut European PN Ferraz-Shawmut North American PN

N75k T7 170M2616 20 610 31.160 6,9URD30D08A0160 A070URD30KI0160

N90k T7 170M2619 20 610 31.315 6,9URD31D08A0315 A070URD31KI0315

N110 T7 170M2619 20 610 31.315 6,9URD31D08A0315 A070URD31KI0315

N132 T7 170M2619 20 610 31.315 6,9URD31D08A0315 A070URD31KI0315

N160 T7 170M2619 20 610 31.315 6,9URD31D08A0315 A070URD31KI0315

N200 T7 170M4015 20 620 31.550 6,9URD32D08A0550 A070URD32KI0550

N250 T7 170M4015 20 620 31.550 6,9URD32D08A0550 A070URD32KI0550

N315 T7 170M4015 20 620 31.550 6,9URD32D08A0550 A070URD32KI0550

N400 T7 170M4015 20 620 31.550 6,9URD32D08A0550 A070URD32KI0550

Table 10.7 Fuse Options for 525-690 V Frequency Converters

For UL compliance, for units supplied without a contactor-
only option, the Bussmann 170M series fuses must be
used. See Table 10.9 for SCCR ratings and UL fuse criteria if
a contactor-only option is supplied with the frequency
converter.

10.3.3 Short Circuit Current Rating (SCCR)

If the frequency converter is not supplied with a mains
disconnect, contactor or circuit breaker, the Short Circuit
Current Rating (SCCR) of the frequency converters is
100,000 amps at all voltages (380–690 V).

If the frequency converter is supplied with a mains
disconnect, the SCCR of the frequency converter is 100,000
amps at all voltages (380–690 V).

If the frequency converter is supplied with a circuit
breaker, the SCCR depends on the voltage, see Table 10.8:

 415 V 480 V 600 V 690 V

D6h frame 100,000 A 100,000 A 65,000 A 70,000 A

D8h frame 100,000 A 100,000 A 42,000 A 30,000 A

Table 10.8

If the frequency converter is supplied with a contactor-only
option and is externally fused according to Table 10.9, the
SCCR of the frequency converter is as follows:

 415 V

IEC1)

480 V

UL2)

600 V

UL2)

690 V

IEC1)

D6h frame 100,000 A 100,000 A 100,000 A 100,000 A

D8h frame (not
including the
N315T4)

100,000 A 100,000 A 100,000 A 100,000 A

D8h frame
(N315T4 only)

100,000 A Consult
factory

Not applicable

Table 10.9

1)  With a Bussmann type LPJ-SP or Gould Shawmut type AJT fuse.
450 A max fuse size for D6h and 900 A max fuse size for D8h.

2)  Must use Class J or L branch fuses for UL approval. 450 A max fuse
size for D6h and 600 A max fuse size for D8h.

10.3.4 Connection Tightening Torques

When tightening all electrical connections it is very
important to tighten with the correct torque. Too low or
too high torque results in a bad electrical connection. Use
a torque wrench to ensure correct torque. Always use a
torque wrench to tighten the bolts.

Frame Size Terminal Torque Bolt size

D1h/D3h/D5h/
D6h

Mains
Motor
Load sharing
Regen

19-40 Nm
(168-354 in-
lbs)

M10

Earth (Ground)
Brake

8.5-20.5 Nm
(75-181 in-lbs)

M8

D2h/D4h/D7h/
D8h

Mains
Motor
Regen
Load sharing
Earth (ground)

19-40 Nm
(168-354 in-
lbs)

M10

Brake 8.5-20.5 Nm
(75-181 in-lbs)

M8

Table 10.10 Torque for Terminals
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Technical Information

Proline Prosonic Flow

90U, 90W, 91W, 93C, 93U, 93W

Ultrasonic Flow Measuring System

Flowrate measurement for standard applications

with drinking water, wastewater and process water

Application

The sensors are perfectly suited for bidirectional

measurement of pure or slightly contaminated liquids, 

regardless of the pressure, temperature, conductivity

and viscosity.

• Applicable for all homogeneous fluids in acoustically 

transmissive pipes, even with lining

• For water/wastewater applications

• Ideal for retrofitting

• Installation without process interruption

Approvals for hazardous area:

• ATEX, FM, CSA

Approvals in the food industry/hygiene sector:

• Drinking water approval for Prosonic Flow C

Connection to process control system:

• HART, PROFIBUS PA, FOUNDATION Fieldbus

Your benefits

Prosonic Flow, the flexible and cost-effective flow 

measuring system, available as a clamp-on, insertion or 

inline unit, offers you a tailor-made solution.

The Proline transmitter concept comprises:

• Modular device and operating concept resulting in a 

higher degree of efficiency

• Diagnostic ability and data back-up for increased

process quality

The tried-and-tested Prosonic Flow sensors offer:

• Easy and safe installation and commissioning 

guarantee precise measurement

• Insensitivity to vibrations

• No pressure loss

• Optionally available as dual-path version for short

inlet runs

• Prosonic Flow C with guaranteed and attestable

accuracy

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 220 of 349



Proline Prosonic Flow 90U, 90W, 91W, 93C, 93U, 93W

2 Endress + Hauser
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Function and system design

Measuring principle Prosonic Flow operates on the principle of transit time difference.

An acoustic (ultrasonic) signal is sent in both directions from one measuring sensor to another.

A transit time difference arises because the signal propagation velocity of the sound waves is greater in the 

direction of flow than against the direction of flow. This difference is directly proportional to the flow velocity.

Prosonic Flow calculates the flow from the pipe cross-sectional area and the measured transit time difference.

A0005961

v ~ ∆t

Q =  v · A

v = Flow velocity

∆t = Transit time difference

v = Volume flow

A = Pipe cross-sectional area

In addition to the volume flow, the system also always measures the sound velocity of the fluid. The sound 

velocity can be used to distinguish different fluids or as a measure of fluid quality. Application-specific 

configuration of the Prosonic Flow can be carried out locally with the aid of the “Quick Setup” menu.

System design 

Measuring system

The Prosonic Flow ultrasonic flow measuring system always consists of a transmitter and the related measuring 

sensors. All components are available in different versions depending on the application requirements.

The transmitter is used to actuate the measuring sensors. The electronics and the software in the transmitter 

are used to prepare, process and evaluate the sensor signals and to convert the measuring signal to the desired 

output variables.

The measuring sensors work bidirectionally as sound transmitters and sound receivers. The electrical signals of 

the transmitter are converted to a pressure signal in the measuring sensors and vice versa.

Depending on the design, the different sensor versions of ultrasonic flow measuring devices offer unique 

possibilities in the application. The properties and benefits of the different versions are explained in detail on 

the following pages.
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System design Clamp-on

sensors

Prosonic Flow W and U

F06-9xWCOxxx-21-05-06-xx-000

Design:

Prosonic Flow clamp-on sensors are mounted on the existing piping from outside.

Possibilities and applications:

• Ideal for retrofitting, installation possible without interrupting process.

• Easy, quick and low-cost mounting.

• Suitable for all acoustically transmissive pipes and all pure and slightly contaminated liquids.

• Very large nominal diameter range DN 15 to 4000.

Sensor arrangement

The transmitter offers a number of options between 1 and 2 traverses for the type of installation.

A0005728

1 1 traverse

2 2 traverses

Recommendations:

Due to their design and properties, the Prosonic Flow sensors are particularly suited to certain nominal 

diameter ranges and pipe wall thicknesses. For this reason, various sensor types are offered for Prosonic Flow W 

and U for these different applications.

Recommendations for sensor installation can be found in the following table.

Note!

• Please note that the signal strength is reduced with each additional reflection point in the pipe.

 (Example: 2 traverses = 1 reflection point).

• The installation of clamp-on sensors is principally recommended in the 2 traverse type of installation. This 

type of installation allows the easiest and most comfortable type of mounting and means that a system can 

also be mounted even if the pipe can only be accessed from one side.

1 2

Sensor type Nominal diameter Type of mounting

Prosonic Flow U DN 15 to 100 2 traverses

Prosonic Flow W DN 50 to 60

DN 80 to 600

DN 650 to 4000

2 (or 1) traverses

2 traverses

1 traverse
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• If the pipe nominal diameter is small (DN 60 and smaller), the sensor spacing with Prosonic Flow W can be 

too small for an installation with 2 traverses. In this case, the 1 traverse type of installation must be used.

In all other instances, the 2 traverse configuration is the preferred method.

• The use of Prosonic Flow W sensors DN 100 to 4000 is principally recommended for plastic pipes with a 

wall thickness > 10 mm, pipes made of composites such as GRP, pipes with lining, even for nominal 

diameters < DN 100. This applies also to applications with media with high acoustic damping. For these 

applications, we principally recommend mounting the W sensors with 1 traverse configuration.

• In the DN 15 to 50 nominal diameter range, Prosonic Flow U is preferred for use on plastic pipes. Both the 

Prosonic Flow W and the Prosonic Flow U sensor types can be used in the DN 50 to 100 nominal diameter 

range. The use of Prosonic Flow W sensors is principally recommended for applications as of DN 60.

• If the measuring device displays an insufficient signal strength, reduce the number of the traverses.

Dual-channel measuring devices

Prosonic Flow 93 has two measuring channels which are independent of one another. In other words, the 

transmitter supports the simultaneous operation of two sensor pairs at two individual measuring channels. In 

doing so, the resources of the transmitter are split evenly between the two channels.

This ability of the transmitter can be used in many different ways:

• For dual-channel measurement

• For dual-path measurement

The transmitter can output the measured values of both channels either individually or arithmetically linked 

(as total, difference or mean).

Dual-channel measurement

In the case of dual-channel measurement, the measured values of two independent measuring points are 

determined and processed by one transmitter.

A0001159

a Cable for power supply

b Signal cable (outputs)

If required, the measured values of measuring channel 1 and measuring channel 2 can be arithmetically linked 

together. The following possibilities for outputting measured values are suitable for dual-channel measurement:

• Individual output of measured values from channel 1 and 2

• Total of measured values from channel 1 and 2

• Difference of measured values from channel 1 and 2

a

b
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The measuring device supports the individual configuration of the measuring channels and the independent 

setting of the display and outputs. As a result, the sensor type and type of installation, for example, can be 

selected and configured separately for both channels.

Note! 

Pay particular attention to the recommendations on installation in the “Mounting location” section, Page 26, 

the “Orientation” section, Page 27, the “Inlet and outlet run” section, Page 30 and the recommendations on 

the type of installation in the “Sensor arrangement” section, Page 4.

Dual-path measurement

In dual-path measurement, the transmitter is used to operate two sensor pairs which are installed on the same 

pipe. Different applications can necessitate different types of installation.

A0001160

a Cable for power supply

b Signal cable (outputs)

Note! 

Observe the recommendations in the “Sensor arrangement” section, Page 4.

The following possibilities for outputting measured values are suitable for dual-path measurement:

• Individual output of measured values from channel 1 and 2

• Arithmetic mean of the measured values from channel 1 and 2 (CH1 + CH2 / 2)

The possibility of obtaining the mean value in dual-path measurement provides the advantage of a more stable 

measured value. A measured value that is generated from two independent measuring signals is generally less 

sensitive to irregularities and faults in the application.

As a result, if conditions are not ideal, for example, the dual-path system means that the different flow 

components within the flow can be better determined thanks to the fact that the measured values are 

determined independently on two levels. Differences are then balanced out when the two measured values are 

a a

b b

A B
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subsequently averaged to form one process variable. This often results in a more stable and more accurate 

measured value than would be the case with single-path measurement.

The measuring device supports the individual configuration of the measuring channels.

Caution! 

Pay particular attention to the recommendations on installation in the “Mounting location” section, Page 26, 

the “Orientation” section, Page 27, the “Inlet and outlet run” section, Page 30 and the recommendations on 

the type of installation in the “Sensor arrangement” section, Page 4.

Accessories for commissioning

If mounting and commissioning a clamp-on measuring point, you require information on the liquid to be 

measured and the pipe material used, as well as the exact pipe dimensions. The data of the most common 

liquids and pipe and lining materials are pre-programmed into the program of the Prosonic Flow 90 and 93 

transmitters.

For liquids:

WATER – SEA WATER – DISTILLED WATER – AMMONIA – ALCOHOL – BENZENE – BROMIDE – 

ETHANOL – GLYCOL – KEROSENE – MILK – METHANOL – TOLUOL – LUBRICATING OIL – FUEL OIL – 

PETROL

For pipe material:

STAINLESS STEEL – SS ANSI 304 – SS ANSI 316 – SS ANSI 347 – SS ANSI 410 – SS ANSI 430 –

ALLOY C – PVC – PE – LDPE – HDPE – GRP – PVDF – PA – PP – PTFE – GLASS PYREX – ASBESTOS 

CEMENT – CARBON STEEL – DUCTILE IRON

Lining:

CEMENT – RUBBER – TAR EPOXY

Additional accessories

If your liquid or pipe material is not included in the pre-programmed options, and if these data are not known, 

they can be determined with the aid of the sound velocity measuring sensors DDU 18 and the wall thickness 

measuring sensor DDU 19. These are only available for Prosonic Flow 93 transmitters.

DDU 18

Sound velocity measuring sensors

F06-9xDDU18x-21-05-06-xx-001

• Sound velocity measuring sensors for Prosonic Flow 93

• Sensor pair for measuring the sound velocity of the fluid.

Only required for commissioning the clamp-on version unless the 

sound velocity in the fluid is known.

• DN 50 to 3000 (2" to 120")

• Temperature range –40 to +80 °C

• Degree of protection IP 68

• Sensor holder made of stainless steel

DDU 19

Wall thickness measuring sensors

F06-9xDDU19x-21-05-06-xx-001

• Wall thickness measuring sensor for Prosonic Flow 93

• Sensor for measuring the pipe wall thickness. Only required for 

commissioning the clamp-on version.

• Wall thickness measuring range:

2 to 50 mm for steel pipes

4 to 15 mm for plastic pipes (suited to a certain extent for use on 

PTFE or PE pipes)

• Temperature range 0 to +60 °C

• Degree of protection IP 67

• Sensor holder made of stainless steel
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System design

Insertion sensors

Prosonic Flow W Insertion

F06-9xWINxxx-21-05-06-xx-000

Design:

Prosonic Flow W Insertion sensors are mounted on the existing piping with the aid of welding sockets. One or 

two measuring paths can be implemented in the pipe.

Possibilities and applications:

• Can be used for applications with water and wastewater

• Simple mounting, specially suited for retrofitting on all weldable pipes with or without lining.

• Dual-path measurement with 2 sensor pairs makes it possible to reduce the necessary inlet runs.

Sensor arrangement

The Prosonic Flow W Insertion sensors are mounted on the existing piping with the aid of welding sockets. For 

this, boreholes are required in the pipe into which the supports for the flowrate measuring sensors are welded. 

In a second step, the flowrate measuring sensors are screwed into the sensor supports.

Prosonic Flow W Insertion is available as a single-path or dual-path version (only for Prosonic Flow 93 

transmitters). Two sensor pairs are mounted in the pipe in the dual-path version. The dual-path version is 

available for pipes in the nominal diameter range DN 400 to 4000. It offers the following advantages over the 

single-path version:

• Short inlet run of only 10 x nominal diameter.

• Increased tolerance towards turbulence (swirl).

• Improved linearity of measurement.

Please refer also to the “Installation” and “Technical data” sections.

Single-path measurement DN 200 to 4000 Dual-path measurement DN 400 to 4000

F06-9xWIxxxx-16-05-xx-xx-001 F06-9xWIxxxx-16-05-xx-xx-000
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System design

Inline sensors

Prosonic Flow C Inline

F06-9xCxxxxx-21-05-06-xx-000

Design:

The Prosonic Flow C Inline sensor consists of a measuring pipe which is integrated into the pipe system of the 

application by means of process flanges.

Prosonic Flow C is a dual-path system and has two pairs of W insertion sensors.

Possibilities and applications:

• High accuracy

• Traceably calibrated

• Suitable for applications with water and wastewater.

The measuring pipe is not an active part of the measuring system and is therefore not required for the measuring 

function. However, in contrast to the clamp-on and Insertion systems, which are installed on site, it allows the 

calibration to be transferred from the factory to the place of use. This has the advantage that a 93 C Inline 

measuring system measures with guaranteed and verifiable accuracy. Prosonic Flow C Inline makes it possible 

to achieve high accuracy of the ultrasonic flow measuring system and also offers traceable calibration.

The C Inline sensor is available specific to the application in two versions with different linings:

• For drinking water: epoxy coating with approval for drinking water

• For wastewater: epoxy coating for wastewater

The Prosonic Flow 93 C Inline measuring system always consists of a combination of a Prosonic Flow 93 

transmitter in a wall-mount housing and an optimized version of the Prosonic Flow W Insertion sensors 

integrated in the measuring pipe. Prosonic Flow 93 C Inline is only available as a remote version with 2 sensor 

pairs. This dual-path version offers the following advantages over the single-path version:a

• Short inlet run of only 10 x DN.

• Increased tolerance towards turbulence (swirl).

• Improved linearity of measurement.

Please refer also to the “Installation” and “Technical data” sections.
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Measuring system The measuring system consists of the following transmitters and measuring sensors. 

Transmitter

Prosonic Flow 91

A0006022

• For mounting in non-hazardous areas.

• Two-line LCD display

• Configuration with keys

• Sensor setup

• All outputs are galvanically isolated from the power supply, measuring circuit 

and each other.

• Volume measurement

• Designed for single-channel measurement as standard

• Degree of protection IP 67

Prosonic Flow 90

F06-x0xxxxxx-21-03-06-xx-002

• For mounting in non-hazardous areas.

• Two-line LCD display

• Configuration with keys

• Quick Setup

• All outputs are galvanically isolated from the power supply, measuring circuit 

and each other.

• Volume and sound velocity measurement

• Designed for single-channel measurement as standard

• Degree of protection IP 67

Prosonic Flow 93

F06-x3xxxxxx-21-03-06-xx-002

• For mounting in non-hazardous areas and in Ex Zone II.

• Four-line LCD display

• Configuration with Touch Control

• Application-specific Quick Setup

• All outputs are galvanically isolated from the power supply, measuring circuit 

and each other.

• Volume and sound velocity measurement

• Designed for wall thickness measurement as standard.

• Designed for dual-channel measurement at one or two different measuring 

points as standard.

• Degree of protection IP 67

Esc
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Measuring sensors

Prosonic Flow U

“Clamp-on” version

F06-9xUxxxxx-21-05-06-xx-001

• Clamp-on flowrate measuring sensors for small pipe nominal diameters

• Sensor pair for measuring the flow and the sound velocity of the fluid during 

operation.

• 1 sensor type for DN 15 to 100 (1/2" to 4")

• Temperature range –20 to +80 °C

• Degree of protection IP 54

• Sensor unit made of plastic, stainless cast steel and aluminum

Prosonic Flow W

“Clamp-on” version

F06-9xWCOxxx-21-05-06-xx-000

• Clamp-on flowrate measuring sensors

• Sensor pair for measuring the flow and the sound velocity of the fluid during 

operation.

• 2 sensor types for DN 50 to 4000 (2" to 156")

• Temperature range –20 to +80 °C (optional 0 to +130 °C)

• Degree of protection IP 67, IP 68 optional

• Sensor holder made of stainless steel

Prosonic Flow W

“Insertion” version

F06-9xWINxxx-21-05-06-xx-000

• Insertion flowrate measuring sensors

• Sensor pair for measuring the flow and the sound velocity of the fluid during 

operation.

• DN 200 to 4000

• Temperature range –40 to +80 °C

• 2 sensor holder types

single-channel (DN 200 to 4000) or dual-channel (DN 400 to 4000)

• Degree of protection IP 68

• Sensor holder made of stainless steel

Prosonic Flow C Inline

A0001149

• Calibrated measuring pipe with flowrate measuring sensors

• 2 sensor pairs for measuring the flow and the sound velocity of the fluid 

during operation.

• 1 sensor type for DN 300 to 2000

• Measuring pipe for nominal diameter range DN 300 to 2000

• Temperature range –10 to +60 °C

• Degree of protection IP 68

• Measuring pipe in ST 37.2 epoxy coated

• Measuring sensors made of stainless steel
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System overview

Ranges of application:

Warm and cold water and similar liquids

Input

Measured variable Flow velocity (transit time difference proportional to flow velocity)

Measuring range Typically v = 0 to 15 m/s with the specified measuring accuracy for Prosonic Flow W

Typically v = 0 to 10 m/s with the specified measuring accuracy for Prosonic Flow U and C

Operable flow range Over 150 : 1

Input signal Prosonic Flow 90/93

Status input (auxiliary input):

U = 3 to 30 V DC, Ri = 5 kΩ, galvanically isolated.

Configurable for: totalizer(s) reset, positive zero return, error message reset.

Prosonic Flow 91

None

Output

Output signal Prosonic Flow 90

Current output:

Active/passive selectable, galvanically isolated, time constant selectable (0.05 to 100 s), full scale value 

adjustable, temperature coefficient: typ. 0.005% o.r./°C; resolution: 0.5 µA.

• Active: 0/4 to 20 mA, RL < 700 Ω (for HART: RL ≥ 250 Ω)

• Passive: 4 to 20 mA, supply voltage 18 to 30 V DC, RL < 700 Ω

Pulse/frequency output:

Passive, open collector, 30 V DC, 250 mA, galvanically isolated.

• Frequency output:  full scale frequency 2 to 1000 Hz (fmax = 1250 Hz), on/off ratio 1:1,

pulse width max. 10 s

• Pulse output: pulse value and pulse polarity selectable, max. pulse width adjustable (0.5 to 2000 ms),

max. pulse frequency selectable

Possible combinations of transmitters and sensors

Prosonic Flow 90

Transmitter

Prosonic Flow 91

Transmitter

Prosonic Flow 93

Transmitter

Prosonic Flow W

Clamp-on version

✔ ✔ ✔

Prosonic Flow U

Clamp-on version

✔ – ✔

Prosonic Flow W

Insertion version

✔ – ✔

Prosonic Flow C Inline

Calibrated measuring pipe 

with Prosonic Flow W 

sensors

– – ✔
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PROFIBUS PA interface:

• PROFIBUS PA in accordance with EN 50170 Volume 2, IEC 61158-2 (MBP), galvanically isolated

• Current consumption: 11 mA

• Error current FDE (Fault Disconnection Electronic): 0 mA

• Data transmission rate, supported baudrate: 31.25 kBit/s

• Signal encoding: Manchester II

• Function blocks: 3 x Analog Input (AI), 1 x Totalizer

• Output data: volume flow, sound velocity, flow velocity

• Input data: positive zero return (ON/OFF), operation control, totalizer control, zero point adjustment 

control, display value

• Bus address can be set via DIP switch on device

Prosonic Flow 91

Current output:

• Galvanically isolated

• Active: 4 to 20 mA, RL < 700 Ω (for HART: RL ≥ 250 Ω)

• Full scale value adjustable

• Temperature coefficient: typ. 2 µA/°C, resolution: 1.5 µA

Pulse/status output:

• Galvanically isolated

• Passive: 30 V DC/250 mA

• Open collector

• Optionally configurable as:

– Pulse output: pulse value and pulse polarity selectable, max. pulse width adjustable (5 to 2000 ms), 

max. pulse frequency 100 Hz

– Status output: configurable e.g. for error messages, empty pipe detection, flow direction detection, 

limit value

Prosonic Flow 93

Current output:

Active/passive selectable, galvanically isolated, time constant selectable (0.05 to 100 s), full scale value 

adjustable, temperature coefficient: typ. 0.005% o.r./°C; resolution: 0.5 µA

• Active: 0/4 to 20 mA, RL < 700 Ω (for HART: RL ≥ 250 Ω)

• Passive: 4 to 20 mA, max. 30 V DC, Ri ≤ 150 Ω

Pulse/frequency output:

Active/passive selectable, galvanically isolated

• Active: 24 V DC, 25 mA (max. 250 mA during 20 ms), RL > 100 Ω
• Passive: open collector, 30 V DC, 250 mA

• Frequency output: full scale frequency 2 to 10000 Hz (fmax = 12500 Hz), 2 to 5000 Hz for EEx ia,

on/off ratio 1:1, pulse width max. 10 s

• Pulse output: pulse value and pulse polarity selectable, max. pulse width adjustable (0.05 to 2000 ms), the 

on/off ratio is 1:1 as of a frequency of 1 / (2 x pulse width)

Note! 

The following values of the communication interfaces only apply to Prosonic Flow W (clamp-on and

Insertion) and to Prosonic Flow U (clamp-on)!

PROFIBUS PA interface for Prosonic Flow W and U:

• PROFIBUS PA in accordance with EN 50170 Volume 2, IEC 61158-2 (MBP), galvanically isolated

• Data transmission rate, supported baudrate: 31.25 kBit/s

• Current consumption: 11 mA

• Error current FDE (Fault Disconnection Electronic): 0 mA

• Signal encoding: Manchester II

• Function blocks: 8 x Analog Input (AI), 3 x Totalizer

• Output data: volume flow channel 1 or channel 2, sound velocity channel 1 or channel 2, flow velocity 

channel 1 or channel 2, average volume flow, average sound velocity, average flow velocity, volume flow 

sum, volume flow difference, totalizer 1 to 3

• Input data: positive zero return (ON/OFF), operation control, totalizer control, zero point adjustment 

control, display value

• Bus address can be set via DIP switch on device
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FOUNDATION Fieldbus interface for Prosonic Flow W and U:

• FOUNDATION Fieldbus H1, IEC 61158-2, galvanically isolated

• Data transmission rate, supported baudrate: 31.25 kBit/s

• Current consumption: 12 mA

• Error current FDE (Fault Disconnection Electronic): 0 mA

• Signal encoding: Manchester II

• Function blocks: 8 x Analog Input (AI), 1 x Discrete Output, 1 x PID

• Output data: volume flow channel 1 or channel 2, sound velocity channel 1 or channel 2, flow velocity 

channel 1 or channel 2, signal strength channel 1 or 2, average volume flow, average sound velocity, 

average flow velocity, volume flow sum, volume flow difference, totalizer 1 to 3

• Input data: positive zero return (ON/OFF), reset totalizer, zero point adjustment control

• Link Master function (LAS) is supported

Note! 

The following values of the communication interfaces only apply to Prosonic Flow C Inline!

PROFIBUS PA interface for Prosonic Flow C:

• PROFIBUS PA in accordance with EN 50170 Volume 2, IEC 61158-2 (MBP), galvanically isolated

• Data transmission rate, supported baudrate: 31.25 kBit/s

• Current consumption: 11 mA

• Error current FDE (Fault Disconnection Electronic): 0 mA

• Signal encoding: Manchester II

• Function blocks: 8 x Analog Input (AI), 3 x Totalizer

• Output data: average volume flow, average sound velocity, average flow velocity

• Input data: positive zero return (ON/OFF), operation control, totalizer control, zero point adjustment 

control, display value

• Bus address can be set via DIP switch on device

FOUNDATION Fieldbus interface for Prosonic Flow C:

• FOUNDATION Fieldbus H1, IEC 61158-2, galvanically isolated

• Data transmission rate, supported baudrate: 31.25 kBit/s

• Current consumption: 12 mA

• Error current FDE (Fault Disconnection Electronic): 0 mA

• Signal encoding: Manchester II

• Function blocks: 8 x Analog Input (AI), 1 x Discrete Output, 1 x PID

• Output data: average volume flow, average sound velocity, average flow velocity, totalizer 1 to 3

• Input data: positive zero return (ON/OFF), reset totalizer, zero point adjustment control

• Link Master function (LAS) is supported

Signal on alarm • Current output → failsafe mode selectable

• Pulse/frequency output → failsafe mode selectable

• Status output (Prosonic Flow 90/91) → “nonconductive” in event of error or power supply failure

• Relay output (Prosonic Flow 93)  → “voltage-free” in event of error or power supply failure

Load See “output signal”

Switching output Status output (Prosonic Flow 90/91):

Open collector, max. 30 V DC / 250 mA, galvanically isolated.

Configurable for: error messages, flow direction, limit values.

Relay output (Prosonic Flow 93):

Normally closed (NC) or normally open (NO) contacts available (factory setting: relay 1 = NO contact,

relay 2 = NC contact), max. 30 V / 0.5 A AC; 60 V / 0.1 A DC, galvanically isolated.

Configurable for: error messages, flow direction, limit values.

Low flow cut off Switching point for the creepage freely selectable

Galvanic isolation All circuits for inputs, outputs and power supply are galvanically isolated from each other.
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Power supply

Electrical connection 

measuring unit for

Prosonic Flow 90/93

(standard version)

Connecting power supply and signal cables in the connection compartment

A0001135

Connecting the transmitter (wall-mount housing). Cable cross-section: max. 2.5 mm2

a Cable for power supply: 85 to 260 V AC, 20 to 55 V AC, 16 to 62 V DC; power consumption: 18 VA / 10 W

Terminal No. 1: L1 for AC, L+ for DC

Terminal No. 2: N for AC, L- for DC

b Terminals No. 20-27: signal cable

c Ground terminal for protective earth

d Ground terminal for signal cable shield

e Service connector

f Bolts on connection compartment housing

1 2

c d

e

aa bb

f

+
22

–
23

+
20

–
21

+
24

–
25

+
26

–
27

L1 (L+)
N (L-)
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Terminal assignment Prosonic Flow 90

Terminal assignment Prosonic Flow 93

Depending on the version ordered, the inputs/outputs on the communication board can be either permanently 

assigned (fixed) or variable (flexible) (see Table). Plug-in point modules which are faulty or need to be replaced 

can be ordered as accessories.

Order version Terminal No. (inputs/outputs)

20 (+) / 21 (–) 22 (+) / 23 (–) 24 (+) / 25 (–) 26 (+) / 27 (–)

90***-***********W – – – HART current 

output

90***-***********A – – Frequency output HART current 

output

90***-***********D Status input Status input Frequency output HART current 

output

90***-***********H – – – PROFIBUS PA

Order version Terminal No. (inputs/outputs)

20 (+) / 21 (–) 22 (+) / 23 (–) 24 (+) / 25 (–) 26 (+) / 27 (–)

Fixed communication boards (fixed assignment)

93***-***********A – – Frequency output HART current 

output

93***-***********B Relay output Relay output Frequency output HART current 

output

93***-***********H – – – PROFIBUS PA

93***-***********K – – – FOUNDATION 

Fieldbus

Flexible communication boards

93***-***********C Relay output Relay output Frequency output HART current 

output

93***-***********4 Frequency output Frequency output Current output HART current 

output

93***-***********D Status input Relay output Frequency output HART current 

output

93***-***********6 Relay output Relay output Current output HART current 

output

93***-***********L Status input Relay output Relay output HART current 

output

93***-***********M Status input Frequency output Frequency output HART current 

output

93***-***********W Relay output Current output Current output HART current 

output

93***-***********2 Relay output Current output Frequency output HART current 

output
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Electrical connection 

measuring unit

Prosonic Flow 91

(standard version)

A0005838

Connecting the transmitter (aluminum field housing), max. cable cross-section 2.5 mm2

a Electronics compartment cover

b Cable for power supply: 85 to 250 V AC, 11 to 40 V DC, 20 to 28 V AC

c Ground terminal for power supply cable

d Terminal connector for power supply: No. 1–2  (terminal assignment)

e Signal cable

f Ground terminal for signal cable

g Terminal connector for signal cable: No. 24–27 (terminal assignment)

h Service connector

i Ground terminal for potential matching

Terminal assignment Prosonic Flow 91

e b

2127
–

25
–

26
+

24
+ L1

(L+)
N

(L-)

e

g

b

d

h

cf

b

a

e

i

Order version Terminal No. (inputs/outputs)

24 (+) / 25 (–) 26 (+) / 27 (–) 1 (L1/L+) / 2 (N/L–)

91***-***********A Pulse output HART current output Power supply

Functional values See “output signal” see “Supply voltage”
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Electrical connection 

measuring unit for

Prosonic Flow 90

(PROFIBUS PA)

Connecting power supply and bus cables in the connection compartment

A0001316

Connecting the transmitter (wall-mount housing), max. cable cross-section 2.5 mm2

a Cable for power supply: 85 to 260 V AC, 20 to 55 V AC, 16 to 62 V DC

Terminal No. 1: L1 for AC, L+ for DC

Terminal No. 2: N for AC, L− for DC

b PROFIBUS PA line:

Terminal No. 26: PA+

Terminal No. 27: PA-

c Ground terminal for protective earth

d Ground terminal for signal cable shield

e Service connector for connecting service interface FXA193 (Fieldcheck, ToF Tool - Fieldtool Package)

f Connection compartment cover

Terminal assignment Prosonic Flow 90 PROFIBUS PA

1 2

c d

e

aa bb

222320 21 2425 26 27

f

PA (+)
PA (–)

L1 (L+)
N (L–)

Order version Terminal No. (inputs/outputs)

26: PA+

27: PA–

90***-***********H PROFIBUS PA (non Ex)

Connection values PROFIBUS PA

PROFIBUS PA:

Power supply: 9 to 32 V DC

Current consumption: 11 mA
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Electrical connection 

measuring unit for

Prosonic Flow 93

(PROFIBUS PA)

Connecting power supply and bus cables in the connection compartment

A0006061

Connecting the transmitter (wall-mount housing), max. cable cross-section 2.5 mm2

a Cable for power supply: 85 to 260 V AC, 20 to 55 V AC, 16 to 62 V DC

Terminal No. 1: L1 for AC, L+ for DC

Terminal No. 2: N for AC, L− for DC

b PROFIBUS PA line:

Terminal No. 26: PA+

Terminal No. 27: PA −
c Ground terminal for protective earth

d Ground terminal for signal cable shield

e Service connector for connecting service interface FXA193 (Fieldcheck, ToF Tool - Fieldtool Package)

f Connection compartment cover

g Cable for external termination: 

Terminal No. 24: DGND

Terminal No. 25: +5V 

Terminal assignment Prosonic Flow 93 PROFIBUS/PA

PA (–)
PA (+)

1 2

c d

e

aa bbg

222320 21 2425 26 27

f

(DGND)
(+5 V)

g

L1 (L+)
N (L–)

Order version Terminal No. (inputs/outputs)

26: PA+

27: PA–

93***-***********H PROFIBUS PA

Connection values PROFIBUS PA

PROFIBUS PA:

Power supply: 9 to 32 V DC

Current consumption: 11 mA
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Electrical connection 

measuring unit for

Prosonic Flow 93

(FOUNDATION Fieldbus)

Connecting power supply and bus cables in the connection compartment

A0006030

Connecting the transmitter (wall-mount housing), max. cable cross-section 2.5 mm2

a Cable for power supply: 85 to 260 V AC, 20 to 55 V AC, 16 to 62 V DC

Terminal No. 1: L1 for AC, L+ for DC

Terminal No. 2: N for AC, L− for DC

b Fieldbus cable:

Terminal No. 26: FF+ (with integrated reverse polarity protection)

Terminal No. 27: FF– (with integrated reverse polarity protection)

c Ground terminal for protective earth

d Ground terminal for fieldbus cable shield

e Service connector for connecting service interface FXA193 (Fieldcheck, ToF Tool - Fieldtool Package)

f Connection compartment cover

Terminal assignment Prosonic Flow 93 FOUNDATION Fieldbus

1 2

c d

e

aa bb

222320 21 2425 26 27

f

L1 (L+)
N (L–)

FF+
FF–

Order version Terminal No. (inputs/outputs)

26: FF+

27: FF–

93***-***********K FOUNDATION Fieldbus

Connection values FOUNDATION Fieldbus

FOUNDATION Fieldbus:

Power supply: 9 to 32 V DC

Current consumption: 12 mA
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Electrical connection

sensor connecting cable

Prosonic Flow 90/93

Connecting power sensor cables in the connection compartment

F06-9xxxxxxx-04-06-06-xx-000

A = View A (wall-mount housing; non-hazardous areas, Ex Zone 2)

1 Channel 1 upstream

2 Channel 1 downstream

3 Channel 2 upstream

4 Channel 2 downstream

A

1 2 3 4

A
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Electrical connection

sensor connecting cable

Prosonic Flow 91

Connecting power sensor cables in the connection compartment

A0005843

Connecting the measuring system 

a, b Sensor connecting cables

c Cover of cable gland

d Rubber seal

e Cable retaining sleeves

f Ground disk

g Cable gland holder

h Seal

i Cable holder

Supply voltage (power supply) Transmitter:

• 85 to 260 V AC, 45 to 65 Hz

• 20 to 55 V AC, 45 to 65 Hz

• 16 to 62 V DC

Measuring sensors:

• Powered by the transmitter

Cable entry Power supply and signal cables (inputs/outputs):

• Cable entry M20 x 1.5 (8 to 12 mm)

or

• Cable gland for cables with ∅  6 to 12 mm

• Threaded adapter ½" NPT, G ½"

Sensor connecting cable:

A special cable gland allows you to insert both sensor cables (per channel) into the connection compartment 

simultaneously.

• Cable gland M20 x 1.5 for 2 x ∅  4 mm

or

• Threaded adapter ½" NPT, G ½"

a

b

a b

h

a

b

A

c

d

e

f

g

i
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F06-9xxxxxxx-17-11-06-xx-000

Special cable gland of sensor connecting cables on transmitter side

Cable specifications Sensor cable:

• Use the ready-to-use cables supplied by Endress+Hauser with each sensor pair.

• The cables are available in lengths of 5 m, 10 m, 15 m, 30 m, 60 m and 100 m.

• You can choose between PTFE and PVC cable material.

Operation in zones of severe electrical interference:

The measuring system meets the general safety requirements as per EN 61010 and the EMC requirements as 

per EN 61326/A1 (IEC 1326) “Emission as per requirements for class A” as well as NAMUR recommendation 

NE 21.

Signal and power cable:

Caution! 

Grounding is by means of the ground terminals provided for this purpose inside the connection housing. Keep 

the stripped and twisted lengths of cable shield to the terminals as short as possible.

Power consumption Prosonic Flow 90/93

AC: <18 VA (incl. sensor)

DC: <10 W (incl. sensor)

Prosonic Flow 91

85 to 250 V AC: <12 VA (incl. sensor)

20 to 28 V AC: <7 VA (incl. sensor)

11 to 40 V DC: <5 W (incl. sensor)

Power supply failure Bridging of min. 1 cycle frequency: EEPROM (Prosonic Flow 90) or HistoROM/T-DAT (Prosonic Flow 91 

and 93) save measuring system data if power supply fails

Potential equalization For potential equalization, no special measures are necessary.

Note! 

For instruments for use in hazardous areas, observe the corresponding guidelines in the specific 

Ex documentation.
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Performance characteristics

Reference operating 

conditions

• Medium temperature range: +28 °C ± 2 K

• Ambient temperature range: +22 °C ± 2 K

• Warm-up period: 30 minutes

Installation:

• Inlet run >10 x DN

• Outlet run > 5 x DN

• Measuring sensors and transmitter are grounded.

• The measuring sensors are properly mounted.

Maximum measured error For flow velocities of > 0.3 m/s and a Reynolds number of >10000, the system accuracy is:

(1) The basic accuracy of the measuring system is 0.5%.

The dry calibration represents additional uncertainty due to mounting and actual pipe properties.

This additional uncertainty is better than 1.5% typically.

(2) Accuracy verification is carried out on a DN 50 or DN 100 pipe for the clamp-on version,

on a DN 250 pipe for the Insertion version (single-path version) and on a DN 400 pipe for the

Insertion version (dual-path version). The verification applies under reference operating conditions.

(3) Maximum full scale value: 15 m/s

(4) Maximum full scale value: 10 m/s

(5) Only when used on plastic pipes

Version Guaranteed error limits Report

Prosonic Flow W and U:

– Clamp-on

– Insertion

< DN 50 (5)

DN 50 to 

200

> DN 200

± 2.0% o.r. plus ± 0.1% o.f.s (4)

± 2.0% o.r. plus ± 0.05% o.f.s (3)

± 2.0% o.r. plus ± 0.02% o.f.s (3)

See note (1)

A report is not issued. The value 

given are typical values.

Prosonic Flow W and U:

– Clamp-on

U

W

± 0.5% o.r. plus ± 0.1% o.f.s (4)

± 0.5% o.r. plus ± 0.05% o.f.s (3)

Verification of accuracy (2)

Prosonic Flow W:

– Insertion

± 0.5% o.r. plus ± 0.02% o.f.s (3) Verification of accuracy (2)

Prosonic Flow C Inline ± 1.5% o.r. plus ± 0.02% o.f.s (4) Calibration confirmation

Prosonic Flow C Inline ± 0.5% o.r. plus ± 0.02% o.f.s (4) Calibration report

o.r. = of reading

o.f.s. = of full scale value
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Max. measured error for dry calibration in % of reading

A0003718-en

a Pipe diameter > DN 200

b Pipe diameter > DN 50 < DN 200

c Pipe diameter < DN 50

Max. measured error for wet calibration and verification of accuracy in % of reading

A0003720-en

a Pipe diameter > DN 200

b Pipe diameter > DN 50 < DN 200

c Pipe diameter < DN 50

Repeatability ± 0.3% for flow velocities > 0.3 m/s

a
b
c

m/s

0 2 4 6 8 10 12 14

0.0

0.5

1.0

1.5

2.0

2.5

3.0

3.5

4.0

%

0

0.0

0.5

1.0

1.5

2.0

2.5

3.0

3.5

4.0

%

m/s

a
b
c

2 4 6 8 10 12 14
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Operating conditions: Installation

Installation instructions Mounting location

Correct measuring is possible only if the pipe is full. Avoid the following mounting locations:

• Highest point of a pipeline. Risk of air accumulating!

• Directly upstream from a free pipe outlet in a down pipe.

A0001103

(Applies to all sensor versions)

Down pipes

Notwithstanding the above, the installation proposal below permits installation in an open down pipe. Pipe 

constrictions or the use of an orifice plate with a smaller cross-section than the nominal diameter prevent the 

pipe from running empty while measurement is in progress.

A0001104

Installation in a down pipe (applies to all sensor versions)

1 Storage tank

2 Measuring sensors

3 Orifice plate, pipe constriction

4 Valve

5 Filling tank

1

2

3

4

5
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Orientation

Vertical

Recommended orientation with upward direction of flow (View A). Entrained solids sink down. Gases rise 

away from the measuring sensor when fluid is not flowing. The piping can be completely drained and protected 

against build-up.

Horizontal

In the recommended installation range in a horizontal installation position (View B), gas and air accumulation 

at the pipe cover and problematic build-ups at the bottom of the pipe have a minor influence on the 

measurement.

A0001105

C = Recommended installation range max. 120° (applies to all sensor versions)

Vibrations

Secure the piping and the Prosonic Flow C Inline sensor if vibration is severe.

Information on resistance to vibration and shock can be found on Page 31

A0006103-en

A

B

C C

> 10 m
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Foundations, supports

For all nominal diameters, mount the sensor on a foundation of adequate load-bearing strength. The 

foundation/supports must work on the pipe flanges and not on the measuring pipe flanges of Prosonic Flow C.

F06-9xCxxxxx-11-05-00-xx-006

Coupling fluid

A coupling fluid is required to ensure the acoustic link between the sensor (clamp-on version) and the piping. 

This is applied to the sensor surface during commissioning. Periodic replacement of the coupling fluid is usually 

not required.

As part of the “Advanced diagnostics” software package, Prosonic Flow 93 offers a coupling fluid monitoring 

function in which the signal strength can be output as a limit value.

A0001144

1 Coupling fluid

2 Sensor surface Prosonic Flow W (clamp-on)

3 Sensor surface Prosonic Flow U

2

3

1
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Sensor replacement, Prosonic Flow W Insertion

The active part of the sensor can be replaced without interrupting the process.

A0001144

1 Sensor connector

2 Small circlip

3 Sensor cover

4 Spring

5 Large circlip

6 Sensor neck

7 Sensor element

8 Sensor holder

Sensor replacement, Prosonic Flow C Inline

The active part of the sensor can be replaced without interrupting the process.

Prosonic Flow C Inline has 2 pairs of Prosonic Flow W Insertion sensors.

F06-9xWxxxxx-11-05-06-xx-000

1 Sensor connector

2 Sensor neck

3 O-ring

4 Sensor element

5 Sensor holder

6 Sensor support in measuring pipe Prosonic Flow C

1 2 3 4 5 6 7 8

1 2 3 4 5 6
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Inlet and outlet run If possible, install the sensor well clear of fittings such as valves, T-pieces, elbows, etc. Compliance with the 

following requirements for the inlet and outlet runs is recommended to ensure measuring accuracy:

F06-9xxxxxxx-11-05-00-xx-010

A Prosonic Flow W and U (clamp-on versions)

B Prosonic Flow W (insertion version) and Prosonic Flow C Inline

(dimensions above the dimensioning line = single-path version;

dimensions under the dimensioning line = dual-path version and Prosonic Flow C)

1 Valve

2 Pump

3 Two pipe bends in different directions

Length of connecting cable Shielded cables are offered in the following lengths:

5 m, 10 m, 15 m, 30 m, 60 m and 100 m (applies to all sensor versions)

Comply with the following instructions when mounting in order to achieve correct measuring results:

Route the cable well clear of electrical machines and switching elements.

≥ 15 x DN

≥ 40 x DN

≥ 20 x DN

≥ 40 x DN

≥ 5 x DN

1

2

3

≥ 15 x DN
≥ 10 x DN

≥ 40 x DN
≥ 40 x DN

≥ 20 x DN
≥ 15 x DN

≥ 40 x DN
≥ 20 x DN

≥ 5 x DN
≥ 5 x DN

1

2

3

A B
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Operating conditions: Environment

Ambient temperature range • Transmitter Prosonic Flow 90/91/93:

–20 to +60 °C

• Flowrate measuring sensors Prosonic Flow W (clamp-on):

–20 to +80 °C

• Flowrate measuring sensors Prosonic Flow U (clamp-on):

–20 to +60 °C

• Flowrate measuring sensors Prosonic Flow W (Insertion):

–40 to +80 °C

• Prosonic Flow C Inline:

Measuring pipe: –10 to +60 °C

Flowrate measuring sensors Prosonic Flow W (Inline): –40 to +80 °C

• Sound velocity measuring sensors DDU 18:

–40 to +80 °C

• Wall thickness measuring sensor DDU 19:

0 to +60 °C

• Sensor cable PTFE –40 to +170 °C; sensor cable PVC –20 to +70 °C

• In heated piping or piping conveying cold fluids, it is always permissible to insulate the piping completely 

with the mounted ultrasonic sensors.

• Install the transmitter at a shady location. Avoid direct sunlight, particularly in warm climatic regions.

Storage temperature The storage temperature corresponds to the ambient temperature range of the measuring transmitter and the 

relevant measuring sensors and the corresponding sensor cables (see above).

Degree of protection • Transmitter Prosonic Flow 90/91/93:

IP 67 (NEMA 4X)

• Flowrate measuring sensors Prosonic Flow W (clamp-on):

IP 67 (NEMA 4X), optional IP 68 (NEMA 6P)

• Flowrate measuring sensors Prosonic Flow U (clamp-on):

IP 54

• Flowrate measuring sensors Prosonic Flow W (Insertion):

IP 68 (NEMA 6P)

• Flowrate measuring sensors Prosonic Flow W (Inline):

IP 68 (NEMA 6P)

• Sound velocity measuring sensors DDU 18:

IP 68 (NEMA 6P)

• Wall thickness measuring sensor DDU 19:

IP 67 (NEMA 4X)

Shock and vibration resistance In accordance with IEC 68-2-6

Electromagnetic compatibility 

(EMC)

Electromagnetic compatibility (EMC requirements) according to EN 61326/A1 (IEC 1326)

“Emission to class A requirements” and NAMUR Recommendation NE 21/43
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Operating conditions: Process

Medium temperature range • Flowrate measuring sensors Prosonic Flow W (clamp-on):

–20 to +80 °C (optional 0 to +130 °C)

• Flowrate measuring sensors Prosonic Flow U (clamp-on):

–20 to +80 °C

• Flowrate measuring sensors Prosonic Flow W (Insertion):

–40 to +80 °C

• Prosonic Flow C Inline:

Measuring pipe: –10 to +60 °C (epoxy coated)

Flowrate measuring sensors Prosonic Flow W (Inline): –40 to +80 °C

• Sound velocity measuring sensors DDU 18:

–40 to +80 °C

• Wall thickness measuring sensor DDU 19:

0 to +60 °C

Medium pressure range 

(nominal pressure)

• Perfect measurement requires that the static fluid pressure is higher than vapor pressure.

• Max. nominal pressure Prosonic Flow W (insertion): PN 16 (232 psi).

Pressure loss There is no pressure loss.
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Mechanical construction

Design, dimensions Dimensions of wall-mount housing, Prosonic Flow 90/93

A0001150

Metric units [mm]

Installing the wall-mount housing

Caution! 

• Ensure that the ambient temperature does not exceed or undershoot the permitted range of –20 °C to 

+60 °C or optionally –40 °C to +60 °C. Install the device at a shady location. Avoid direct sunlight.

• Always install the wall-mount housing in such a way that the cable entries point downwards.

A B C D E F G H J K L M N O P Q R

215 250 90.5 159.5 135 90 45 >50 81 53 95 53 102 81.5 11.5 192 8xM5

Esc

E- +

D
C

B

A

F

E

G

KJ

Q

N
LO

R

H J

M

P P
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Mounted directly on the wall

A0001130-en

a Wall-mount housing

b Retaining bolts (M6): max. Ø 6.5 mm; bolt head: max. Ø 10.5 mm

c Assembly holes in the housing

Pipe mounting and panel mounting

A0005256-en

A Pipe mounting the wall-mount housing

B Installation of the wall-mount housing in a control panel

Caution! 

If a pipe which is heated under normal conditions is used for installation you must ensure that the housing 

temperature does not exceed the max. permitted value of +60 °C.

a

b
c c

90

35

192

8
1

.5

A B

245

+0.5
-0.5

210

+0.5
-0.5

Ø 20...70

~110

~155
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Dimensions of field housing, Prosonic Flow 91

A0006063-en

Dimensions of pipe mounting, Prosonic Flow 91

A0005819-en

Esc

E- +

190

178

~150

113

=
=

80

100

5
2

Ø
8

.6
(M

8
)

2
0
01
5
0

5
0

Ø 129

Esc

E- +

&185 � Ø 75
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Prosonic Flow W (clamp-on version)

A0001151-en

a Sensor spacing can be determined using Quick Setup

b Pipe outer diameter (defined by the application)

Prosonic Flow U (clamp-on version for small nominal diameters)

A0001152-en

a Sensor spacing can be determined using Quick Setup

b Pipe outer diameter (defined by the application)
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Prosonic Flow W (Insertion version)

Single-path version

A0001153-en

A View A

a Pipe outer diameter (defined by the application)

b Sensor spacing can be determined using Quick Setup

c Path length can be determined using Quick Setup

Dual-path version

A0001219-en

B View B

a Pipe outer diameter (defined by the application)

b Sensor spacing can be determined using Quick Setup

c Path length can be determined using Quick Setup

Arc length:  
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A

A

c

b 25
°

a ~ 150

Ø
58

65

A

A

c

b 25
°

a ~ 150

Ø
58

65

Ø
58

80

x

La

a

a

B

B

25
°

b

c

La
Π d α⋅ ⋅

360°
--------------------=

)

x d αsin⋅
2

-------------------=

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 256 of 349



Proline Prosonic Flow 90U, 90W, 91W, 93C, 93U, 93W
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Prosonic Flow C Inline

Calibrated measuring pipe with flowrate measuring sensors W

F06-9xCxxxxx-06-05-xx-xx-000

DN A B C L K

EN

(DIN)

PN 6

[mm]

EN

(DIN)

PN 10

[mm]

EN

(DIN)

PN 16

[mm]

ANSI/

AWWA

[inch] [mm] [mm] [mm] [mm] [mm]

– 300 – – 520 317.5 165.1 500 445

– – 300 – 517 313.9 163.2 500 460

– – – 12" 517 313.9 163.2 500 482.6

– 350 – – 548 350 182 550 505

– – 350 – 546 348 181 550 520

– – – 14" 544 346 179.9 550 533.4

– 400 – – 590 400 208 600 565

– – 400 – 589 398 207 600 580

– – – 16" 587 396 205.9 600 596.9

– – – 18" 629 445 231.4 650 635

– 500 – – 676 500 260 650 670

– – 500 – 674 498 259 650 715

– – – 20" 672 496 257.9 650 699

– 600 – – 763 602 313 780 780

– – 600 – 760 598 311 780 840

– – – 24" 756 594 308.9 780 813

– 700 – – 848 701 364.5 910 895

– – 700 – 842 695 361.4 910 910

– – – 28" 846 699 363.5 910 927.1

– – – 30" 889 750 390 975 984.25

– 800 – – 935 803 417.6 1040 1015

– – 800 – 930 797 414.4 1040 1025

– – – 32" 933 801 416.5 1040 1060.45

– 900 – – 1019 902 469 1170 1115

K

C

B

L

A
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Weight

– – 900 – 1012 894 464.9 1170 1125

– – – 36" 1016 898 467 1170 1168.4

– 1000 – – 1106 1004 522.1 1300 1230

– – 1000 – 1100 996 517.9 1300 1255

– – – 40" 1103 1000 520 1300 1289.05

– – – 42" 1147 1051 546.5 1365 1346.2

1200 – – – 1282 1210 629.2 1560 1405

– 1200 – – 1277 1204 626.1 1560 1455

– – 1200 – 1270 1196 621.9 1560 1485

– – – 48" 1274 1200 624 1560 1511.3

– – – 54" 1399 1347 700.4 1755 1682.75

1400 – – – 1453 1410 733.2 1820 1630

– 1400 – – 1448 1404 730.1 1820 1675

– – 1400 – 1441 1396 725.9 1820 1685

– – – 60" 1530 1500 780 1950 1854.2

1600 – – – 1622 1608 836.2 2080 1830

– 1600 – – 1615 1600 832 2080 1915

– – 1600 – 1607 1590 826.8 2080 1930

– – – 66" 1655 1646 855.9 2145 2032

1800 – – – 1793 1808 940.2 2340 2045

– 1800 – – 1786 1800 936 2340 2115

– – 1800 – 1776 1788 929.8 2340 2130

– – – 72" 1778 1790 930.8 2340 2197.1

2000 – – – 1961 2004 1042.1 2600 2265

– 2000 – – 1954 1996 1037.9 2600 2325

– – 2000 – 1943 1984 1031.7 2600 2345

– – – 80" 1949 1990 1034.8 2600 2362.2

The fitting length (L) is always the same per nominal diameter, regardless of the pressure rating selected.

DN A B C L K

EN

(DIN)

PN 6

[mm]

EN

(DIN)

PN 10

[mm]

EN

(DIN)

PN 16

[mm]

ANSI/

AWWA

[inch] [mm] [mm] [mm] [mm] [mm]

Transmitter:

• Wall-mount housing Prosonic Flow 90/93 6.0 kg

• Wall-mount housing Prosonic Flow 91 2.4 kg

Measuring sensors:

• Prosonic Flow W (clamp-on) incl. tensioning bands 2.8 kg

• Prosonic Flow U (clamp-on) incl. tensioning bands 1 kg

• Prosonic Flow W (Insertion / single-path version) 4.5 kg

• Prosonic Flow W (Insertion / dual-path version) 12.0 kg

• Sound velocity measuring sensors DDU 18 incl. tensioning bands 2.4 kg

• Wall thickness measuring sensor DDU 19 incl. tensioning band 1.5 kg
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40 Endress + Hauser

Material Transmitter Prosonic Flow 90/91/93:

• Wall-mounted housing: powder coated die-cast aluminum

Prosonic Flow W (clamp-on):

• Sensor housing: 1.4301/DIN 17440 (304/AISI)

• Sensor holder (cast steel): 1.4308/DIN 17440 (CF-8/AISI)

• Sensor contact surfaces: chemically resistant plastic

• Tensioning bands: 1.4301/DIN 17440 (304/AISI)

Prosonic Flow U (clamp-on):

• Sensor housing: plastic

• Frame ends (cast steel): 1.4308/DIN 17440 (CF-8/AISI)

• Sensor securing rail (aluminum alloy): EN AW-6063/DIN EN 573-3 (AA 6063/UNS)

• Sensor contact surfaces: chemically resistant plastic

• Tensioning bands: 1.4301/DIN 17440 (304/AISI)

Prosonic Flow W (Insertion):

• Sensor housing: 1.4404/DIN 17440 (316L/AISI)

• Weld-in parts: 1.4301/DIN 17440 (304/AISI)

Prosonic Flow C (Inline)

• Sensor housing: 1.4404/DIN 17440 (316L/AISI)

• Weld-in parts: 1.4404/DIN 17440 (316L/AISI)

• Measuring pipe: ST 37.2 (carbon steel)

Prosonic Flow DDU 18 and DDU 19:

• Sensor housing: 1.4301/DIN 17440 (304/AISI)

Standard sensor cable:

• Cable connector (nickled brass): 2.0401/DIN 17660 (C38500/UNS)

• Cable sheath: PVC

Prosonic Flow C (Inline)

Nominal diameter Measuring pipe incl. measuring sensors in kg

[mm] [inch] EN (DIN)

PN 6

EN (DIN)

PN 10

EN (DIN)

PN 16

ANSI

Class 150

AWWA

Class D

300 12" – 41.8 59.6 77.2 –

350 14" – 54.7 70.1 111.2 –

400 16" – 66.4 90.3 139.6 –

– 18" – – – 162.7 –

500 20" – 96.8 145.9 197.8 –

600 24" – 120.4 196.6 287.9 –

700 28" – 183.6 251.3 – 229.9

– 30" – – – – 265.1

800 32" – 245.0 327.0 – 323.9

900 36" – 313.7 456.3 – 455.6

1000 40" – 379.0 587.3 – 552.6

– 42" – – – – 626.1

1200 48" 434.6 678.6 941.7 – 894.7

– 54" – – – – 1280.2

1400 – 569.2 907.6 1267.6 – –

– 60" – – – – 1584.5

1600 – 818.7 1381.4 2012.0 – –

– 66" – – – – 2268.0

1800 72" 993.5 1726.7 2608.2 – 2707.0

2000 80" 1508.2 2393.6 3601.3 – 3073.9

(Weight data valid for standard pressure ratings and without packaging material)
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High temperature sensor cable:

• Cable connector (stainless steel): 1.4301/DIN 17440 (304/AISI)

• Cable sheath: PTFE

Human interface

Display elements • Liquid crystal display: 

Prosonic Flow 90/91: illuminated, two lines, each with 16 characters

Prosonic Flow 93: illuminated, four lines, each with 16 characters

• Custom configurations for presenting different measured values and status variables

• Totalizers:

Prosonic Flow 90/91: 1 totalizer

Prosonic Flow 93: 3 totalizers

Operating elements Uniform operating concept for both transmitter types:

Prosonic Flow 90:

• Local operation via three operating keys (S, O, F)

• Quick Setup menu for quick commissioning

Prosonic Flow 91:

• Local operation via three operating keys (S, O, F)

• Quick Setup menu for quick commissioning

Prosonic Flow 93:

• Local operation with three optical sensor keys (S, O, F)

• Application-specific Quick Setup menus for quick commissioning

Remote operation Prosonic Flow 90:

• Operation via HART, PROFIBUS PA

Prosonic Flow 91:

• Operation via HART

Prosonic Flow 93:

• Operation via HART, PROFIBUS PA, FOUNDATION Fieldbus

Language group Prosonic Flow 90/93:

Language groups available for operation in different countries:

• Western Europe and America (WEA):

English, German, Spanish, Italian, French, Dutch and Portuguese

• Eastern Europe and Scandinavia (EES):

English, Russian, Polish, Norwegian, Finnish, Swedish and Czech

• South and east Asia (SEA):

English, Japanese, Indonesian

• China (CIN):

English, Chinese

You can change the language group via the operating program “ToF Tool - Fieldtool Package.”

Prosonic Flow 91:

• English, German, Spanish, Italian, French
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Certificates and approvals

CE mark The measuring system is in conformity with the statutory requirements of the EC Directives.

Endress+Hauser confirms successful testing of the device by affixing to it the CE mark.

C-Tick mark The measuring system complies with the EMC requirements stipulated by the “Australian Communication and 

Media Authority (ACMA)”.

Ex approval Prosonic Flow 90/93:

The transmitter housing (wall-mount housing) is suitable for use in ATEX II3G (Ex Zone 2).

Information about currently available Ex versions (ATEX, FM, CSA, etc.) can be supplied by your 

Endress+Hauser Sales Center on request. All explosion protection data are given 

in a separate documentation which is available upon request.

PROFIBUS PA certification The flow device has successfully passed all the test procedures carried out and is certified and registered by the 

PNO (PROFIBUS User Organization). The device thus meets all the requirements of the following 

specifications:

• Certified to PROFIBUS PA, profile version 3.0 (device certification number: on request)

• The device can also be operated with certified devices of other manufacturers (interoperability)

FOUNDATION Fieldbus

certification

The flow device has successfully passed all the test procedures carried out and is certified and registered by the 

Fieldbus Foundation. The device thus meets all the requirements of the following specifications:

• Certified to FOUNDATION Fieldbus Specification

• The device meets all the specifications of the FOUNDATION Fieldbus H1.

• Interoperability Test Kit (ITK), revision status 4.0 (device certification number: on request)

• The device can also be operated with certified devices of other manufacturers

• Physical Layer Conformance Test of the Fieldbus Foundation

Other standards and

guidelines

• EN 60529:

Degrees of protection by housing (IP code)

• EN 61010:

Protection Measures for Electrical Equipment for Measurement, Control, Regulation and

Laboratory Procedures.

• EN 61326 (IEC 61326):

“Emission as per requirements for class A”.

Electromagnetic compatibility (EMC requirements)

• ANSI/ISA-61010-1 (82.02.01):

Safety Standard for Electrical and Electronic Test, Measuring, Controlling and related Equipment - General 

Requirements. Pollution degree 2.

• CSA C22.2 (No. 1010.1)

Safety requirements for Electrical Equipment for Measurement and Control and Laboratory Use.

Pollution degree 2.

• NAMUR NE 21:

Electromagnetic compatibility (EMC) of industrial process and laboratory control equipment.

• NAMUR NE 53:

Standardization of the signal level for the breakdown information of digital transmitters with analog output 

signal.

Ordering information

The Endress+Hauser service organization can provide detailed ordering information and information on 

specific order codes on request.
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Accessories

Measuring sensors:

• DDU 18 (sound velocity measuring sensors)

• DDU 19 (wall thickness measuring sensor)

Pipe mounting kit for transmitter:

• Wall-mount housing

Mounting material for clamp-on versions:

• Coupling fluid –40 to +80 °C

• Coupling fluid 0 to 170 °C

Prosonic Flow W:

• Tensioning bands for DN 50 to 200

• Tensioning bands for DN 200 to 600

• Tensioning bands for DN 600 to 2000

• Tensioning bands for DN 2000 to 4000

Prosonic Flow U:

• Tensioning bands for DN 15 to 40

• Tensioning bands for DN 32 to 65

• Tensioning bands for DN 50 to 100

More detailed information can be obtained from your Endress+Hauser service organization.

Documentation

• Flow measuring technology (FA005D/06/en)

• Technical Information Prosonic Flow 90P, 93P (TI056D/06/en)

• Operating Instructions Prosonic Flow 90 (BA068D/06/en and BA069D/06/en)

• Operating Instructions Prosonic Flow 91 (BA100D/06/en)

• Operating Instructions Prosonic Flow 90 PROFIBUS PA (BA074D/06/en and BA075D/06/en)

• Operating Instructions Prosonic Flow 93 (BA070D/06/en and BA071D/06/en)

• Operating Instructions Prosonic Flow 93 PROFIBUS DP/PA (BA076D/06/en and BA077D/06/en)

• Operating Instructions Prosonic Flow 93 FOUNDATION Fieldbus (BA078D/06/en and BA079D/06/en)

• Operating Instructions Prosonic Flow 93 C Inline (BA087D/06/en and BA088D/06/en)

• Operating Instructions Prosonic Flow 93 C Inline PROFIBUS PA (BA089D/06/en and BA090D/06/en)

• Operating Instructions Prosonic Flow 93 C Inline FOUNDATION Fieldbus (BA091D/06/en and

BA092D/06/en)

You can order the documents from your Endress+Hauser service organization or download them from the 

Internet addresses given on the last page.

Registered trademarks

HART ®

Registered trademark of HART Communication Foundation, Austin, USA

PROFIBUS®

Registered trademark of the PROFIBUS User Organization, Karlsruhe, Germany

FOUNDATION™ Fieldbus

Registered trademark of the Fieldbus Foundation, Austin, USA

HistoROM™, T-DAT™, F-CHIP®, ToF Tool - Fieldtool® Package, Fieldcheck®

Registered or registration-pending trademarks of Endress+Hauser Flowtec AG, Reinach, CH
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International Headquarters

Endress+Hauser

GmbH+Co. KG

Instruments International

Colmarer Str. 6

79576 Weil am Rhein

Deutschland

Tel. +49 76 21 9 75 02

Fax +49 76 21 9 75 34 5

www.endress.com

info@ii.endress.com

TI057D/06/en/04.06

71026244

FM+SGML6.0 ProMoDo
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5. Electrical Test Results 
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6. Flow Test Results 
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

MEASURED VARIABL

SYSTEM UNITS/CONFIGURATION

UNIT VOLUME FLOW        l/s

UNIT VOLUME m³

MEASURED VARIABL

SYSTEM UNITS/ADDITIONAL CONF.

UNIT TEMPERATURE °C (CELSIUS)

UNIT VISCOSITY mm2/s

UNIT LENGTH MILLIMETER

UNIT VELOCITY m/s

FORMAT DATE/TIME DD.MM.YY 24H

MEASURED VARIABL

SPECIAL-UNITS/ARBITRARY UNIT

TEXT ARB.VOLUME ----

FCTOR ARB.VOLUME 1.000000 ----/l

QUICK SETUP

SETUP SENSOR NO

QS-COMMISSION NO

QS-PULS.FLOW NO

T-DAT SAVE/LOAD CANCEL

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

1/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

USER INTERFACE

CONTROL/BASIC CONFIG.

LANGUAGE ENGLISH

DISPLAY DAMPING    1 s

CONTRAST LCD   50 %

BACKLIGHT   50 %

XLINE CALC.M.VAL (CH1 + CH2) / 2

USER INTERFACE

CONTROL/UN-/LOCKING

ACCESS CODE    0  

STATUS ACCESS LOCKED

ACCESS CODE CNTR       3  

USER INTERFACE

CONTROL/OPERATION

TEST DISPLAY OFF

USER INTERFACE

MAIN LINE/CONFIGURATION

* ASSIGN VOLUME FLOW  CH1

* FORMAT  xxxx.x

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

2/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

USER INTERFACE

MAIN LINE/MULTIPLEX

ASSIGN OFF

USER INTERFACE

ADDITION LINE/CONFIGURATION

* ASSIGN VOLUME FLOW  CH2

* FORMAT  xxxx.x

USER INTERFACE

ADDITION LINE/MULTIPLEX

ASSIGN OFF

USER INTERFACE

INFORMATION LINE/CONFIGURATION

* ASSIGN TOTALIZER 3

* FORMAT  xxxxx.

USER INTERFACE

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

3/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

INFORMATION LINE/MULTIPLEX

ASSIGN OFF

TOTALIZERS

TOTALIZER 1/CONFIGURATION

ASSIGN VOLUME FLOW  CH1

UNIT TOTALIZER m³

TOTALIZER MODE BALANCE

TOTALIZERS

TOTALIZER 2/CONFIGURATION

ASSIGN VOLUME FLOW  CH2

UNIT TOTALIZER m³

TOTALIZER MODE FORWARD

TOTALIZERS

TOTALIZER 3/CONFIGURATION

ASSIGN VOLUME FLOW SUM

UNIT TOTALIZER m³

TOTALIZER MODE FORWARD

TOTALIZERS

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

4/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

HANDLING TOTAL.

FAILSAFE ALL TOT STOP

OUTPUTS

CURRENT OUTPUT 1/CONFIGURATION

ASSIGN CURRENT VOLUME FLOW SUM

CURRENT SPAN 4-20mA HART NAM.

VALUE 0_4mA 0.0000 l/s

* VALUE 20mA 500.0000 l/s

MEASURING MODE STANDARD

TIME CONSTANT  1.00 s

FAILSAFE MODE MIN. CURRENT

OUTPUTS

CURRENT OUTPUT 1/OPERATION

SIMULATION CURR. OFF

CURRENT ADJUST OFF

OUTPUTS

CURRENT OUTPUT 1/INFORMATION

TERMINAL NO. 26(+) / 27(-)

OUTPUTS

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

5/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

CURRENT OUTPUT 2/CONFIGURATION

ASSIGN CURRENT VOLUME FLOW  CH1

* CURRENT SPAN 4-20mA

VALUE 0_4mA 0.0000 l/s

* VALUE 20mA 500.0000 l/s

MEASURING MODE STANDARD

TIME CONSTANT  1.00 s

FAILSAFE MODE MIN. CURRENT

OUTPUTS

CURRENT OUTPUT 2/OPERATION

SIMULATION CURR. OFF

CURRENT ADJUST OFF

OUTPUTS

CURRENT OUTPUT 2/INFORMATION

TERMINAL NO. 24(+) / 25(-)

OUTPUTS

CURRENT OUTPUT 3/CONFIGURATION

* ASSIGN CURRENT VOLUME FLOW SUM

CURRENT SPAN 4-20mA NAMUR

VALUE 0_4mA 0.0000 l/s

* VALUE 20mA 500.0000 l/s

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

6/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

MEASURING MODE STANDARD

TIME CONSTANT  1.00 s

FAILSAFE MODE MIN. CURRENT

OUTPUTS

CURRENT OUTPUT 3/OPERATION

SIMULATION CURR. OFF

CURRENT ADJUST OFF

OUTPUTS

CURRENT OUTPUT 3/INFORMATION

TERMINAL NO. 22(+) / 23(-)

OUTPUTS

RELAY OUTPUT   1/CONFIGURATION

ASSIGN RELAY FAULT & NOTICE

OUTPUTS

RELAY OUTPUT   1/OPERATION

SIM.SWITCH POINT OFF

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

7/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

OUTPUTS

RELAY OUTPUT   1/INFORMATION

TERMINAL NO. 20(+) / 21(-)

BASIC FUNCTION

HART/CONFIGURATION

TAG NAME --------

TAG DESCRIPTION ----------------

FIELDBUS ADDRESS     0  

HART PROTOCOL ON

WRITE PROTECT OFF

BASIC FUNCTION

HART/INFORMATION

MANUFACT ID ENDRESS+HAUSER

DEVICE ID 59 (hex)

DEVICE REVISION        8

BASIC FUNCTION

PROCESS.PARA.CH1/CONFIGURATION

ASSIGN LF-CUTOFF VOLUME FLOW

* ON-VAL.LF-CUTOFF 5.0000 l/s

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

8/25
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

OFFVAL.LF-CUTOFF   50 %

PRESS.SHOCK SUPP  0.00 s

PHAT NEX OFF

BASIC FUNCTION

PROCESS.PARA.CH1/PIPE DATA

PIPE STANDARD OTHERS

PIPE MATERIAL CARBON STEEL

SOUND VEL.PIPE  3230 m/s

CIRCUMFERENCE 1303.76 mm

* PIPE DIAMETER 415.00 mm

WALL THICKNESS 5.000 mm

LINER MATERIAL LINER NONE

BASIC FUNCTION

PROCESS.PARA.CH1/LIQUID DATA

LIQUID WATER

TEMPERATURE 25.0000 °C

SOUND VEL.LIQ.  1502 m/s

VISCOSITY 0.9460 mm2/s

S.VEL.NEG. 500.00 m/s

S.VEL.POS. 300.00 m/s

BASIC FUNCTION

PROCESS.PARA.CH2/CONFIGURATION

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

ASSIGN LF-CUTOFF VOLUME FLOW

* ON-VAL.LF-CUTOFF 5.0000 l/s

OFFVAL.LF-CUTOFF   50 %

PRESS.SHOCK SUPP  0.00 s

PHAT NEX OFF

BASIC FUNCTION

PROCESS.PARA.CH2/PIPE DATA

PIPE STANDARD OTHERS

PIPE MATERIAL CARBON STEEL

SOUND VEL.PIPE  3230 m/s

CIRCUMFERENCE 1303.76 mm

PIPE DIAMETER 415.00 mm

WALL THICKNESS 5.000 mm

LINER MATERIAL LINER NONE

BASIC FUNCTION

PROCESS.PARA.CH2/LIQUID DATA

LIQUID WATER

TEMPERATURE 25.0000 °C

SOUND VEL.LIQ.  1502 m/s

VISCOSITY 0.9460 mm2/s

S.VEL.NEG. 500.00 m/s

S.VEL.POS. 300.00 m/s

BASIC FUNCTION

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

SYSTEM PARA. CH1/CONFIGURATION

INSTL.DIR.SENSOR NORMAL (FORWARD)

FLOW DAMPING  0.00 s

POS. ZERO RETURN OFF

BASIC FUNCTION

SYSTEM PARA. CH2/CONFIGURATION

INSTL.DIR.SENSOR NORMAL (FORWARD)

FLOW DAMPING  0.00 s

POS. ZERO RETURN OFF

BASIC FUNCTION

SENSOR DATA  CH1/CONFIGURATION

CALIBRATION DATE 00.00.00 00:00

CAL.FACTOR 1.0000  

ZEROPOINT  0.00  

BASIC FUNCTION

SENSOR DATA  CH1/SENSOR PARAMETER

MEASUREMENT CLAMP ON

SENSOR TYPE W-CL-1F-L-C

SENSOR CONFIG. NO. TRAVERSE: 2

* CABLE LENGTH LEN.30m/90 feet

POS.SENSOR  ----

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

SENSOR DISTANCE 471.25 mm

BASIC FUNCTION

SENSOR DATA  CH1/CALIBR.DATA  CH1

P-FACTOR 0.0000  

ZEROPOINT  0.00 ns

CORR.FACTOR 1.0000  

BASIC FUNCTION

SENSOR DATA  CH1/CALIBR. HISTORY

DATE HISTORY 1 00.00.00 00:00

DATE HISTORY 2 00.00.00 00:00

DATE HISTORY 3 00.00.00 00:00

DATE HISTORY 4 00.00.00 00:00

DATE HISTORY 5 00.00.00 00:00

DATE HISTORY 6 00.00.00 00:00

DATE HISTORY 7 00.00.00 00:00

DATE HISTORY 8 00.00.00 00:00

DATE HISTORY 9 00.00.00 00:00

DATE HISTORY 10 00.00.00 00:00

CAL.FACTOR HIST1 0.000000

CAL.FACTOR HIST2 0.000000

CAL.FACTOR HIST3 0.000000

CAL.FACTOR HIST4 0.000000

CAL.FACTOR HIST5 0.000000

CAL.FACTOR HIST6 0.000000

CAL.FACTOR HIST7 0.000000

CAL.FACTOR HIST8 0.000000

CAL.FACTOR HIST9 0.000000

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

CAL.FACTOR HIST10 0.000000

BASIC FUNCTION

SENSOR DATA  CH1/ORIG.FACT.CALIBR

CALIBRATION DATE 00.00.00 00:00

BASIC FUNCTION

SENSOR DATA  CH2/CONFIGURATION

CALIBRATION DATE 00.00.00 00:00

CAL.FACTOR 1.0000  

ZEROPOINT  0.00  

BASIC FUNCTION

SENSOR DATA  CH2/SENSOR PARAMETER

MEASUREMENT CLAMP ON

SENSOR TYPE W-CL-1F-L-C

SENSOR CONFIG. NO. TRAVERSE: 2

CABLE LENGTH LEN.30m/90 feet

POS.SENSOR  ----

SENSOR DISTANCE 471.25 mm

BASIC FUNCTION

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

SENSOR DATA  CH2/CALIBR.DATA  CH2

P-FACTOR 0.0000  

ZEROPOINT  0.00 ns

CORR.FACTOR 1.0000  

BASIC FUNCTION

SENSOR DATA  CH2/CALIBR. HISTORY

DATE HISTORY 1 00.00.00 00:00

DATE HISTORY 2 00.00.00 00:00

DATE HISTORY 3 00.00.00 00:00

DATE HISTORY 4 00.00.00 00:00

DATE HISTORY 5 00.00.00 00:00

DATE HISTORY 6 00.00.00 00:00

DATE HISTORY 7 00.00.00 00:00

DATE HISTORY 8 00.00.00 00:00

DATE HISTORY 9 00.00.00 00:00

DATE HISTORY 10 00.00.00 00:00

CAL.FACTOR HIST1 0.000000

CAL.FACTOR HIST2 0.000000

CAL.FACTOR HIST3 0.000000

CAL.FACTOR HIST4 0.000000

CAL.FACTOR HIST5 0.000000

CAL.FACTOR HIST6 0.000000

CAL.FACTOR HIST7 0.000000

CAL.FACTOR HIST8 0.000000

CAL.FACTOR HIST9 0.000000

CAL.FACTOR HIST10 0.000000

BASIC FUNCTION

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

SENSOR DATA  CH2/ORIG.FACT.CALIBR

CALIBRATION DATE 00.00.00 00:00

SUPERVISION

SYSTEM/CONFIGURATION

ASSIGN SYS.ERROR CANCEL

ASSIGN PROC.ERR. CANCEL

ACKNOWL. FAULTS OFF

ALARM DELAY     0 s

PERMANENT STORAG ON

SUPERVISION

SYSTEM/OPERATION

SIM.FAILSAFEMODE OFF

SIM. MEASURAND OFF

TROUBLESHOOTING CANCEL

SUPERVISION

SYSTEM       CH2/OPERATION

SIM.FAILSAFEMODE OFF

SIM. MEASURAND OFF

SUPERVISION
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

VERSION-INFO/DEVICE

DEVICE SOFTWARE V2.03.00c

SUPERVISION

VERSION-INFO/SENSOR

SERIAL NUMBER H7058320000

SUPERVISION

VERSION-INFO/AMPLIFIER

HW-REV. AMP. V2.00.00

HW-IDENT. AMP. 71073414

SW-REV. AMP. V2.03.01

SW-IDENT. AMP. 71137714

PROD-NO. AMP. 0082749149

SW-REV. T-DAT V2.03.01

LANGUAGE GROUP WEST EU / USA

SUPERVISION

VERSION-INFO/F-CHIP

STATUS F-CHIP NO F-CHIP HW

SYSTEM OPTION NO ENTRY

HW-REV. F-CHIP V?.??.??

HW-IDENT. F-CHIP 50??????

SW-REV. F-CHIP V?.??.??

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

SW-IDENT. F-CHIP 50??????

PROD-NO. F-CHIP ???????????

SUPERVISION

VERSION-INFO/I/O MODULE

I/O TYPE I/O X3

HW-REV. I/O V1.00.00

HW-IDENT. I/O 71114508

SW-REV. I/O V1.05.03

SW-IDENT. I/O 71111463

PROD-NO. I/O 0085933736

SUPERVISION

VERSION-INFO/I/O SUB MODULE 1

SUB-I/O TYPE  CURRENT OUTPUT  

HW-REV. SUB-I/O V1.00.00

HW-IDENT.SUB-I/O 71114508

SW-REV. SUB-I/O V1.05.03

SW-IDENT.SUB-I/O 71111463

PROD-NO.SUB-I/O 0085933736

SUPERVISION

VERSION-INFO/I/O SUB MODULE 2

SUB-I/O TYPE  CURRENT OUTPUT  

HW-REV. SUB-I/O V1.00.00

05.12.2013 15:35:43
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

HW-IDENT.SUB-I/O 71114515

SW-REV. SUB-I/O V1.00.00

SW-IDENT.SUB-I/O 50096657A

PROD-NO.SUB-I/O 72792513

SUPERVISION

VERSION-INFO/I/O SUB MODULE 3

SUB-I/O TYPE  CURRENT OUTPUT  

HW-REV. SUB-I/O V1.00.00

HW-IDENT.SUB-I/O 71114515

SW-REV. SUB-I/O V1.00.00

SW-IDENT.SUB-I/O 50096657A

PROD-NO.SUB-I/O 72937655

SUPERVISION

VERSION-INFO/I/O SUB MODULE 4

SUB-I/O TYPE  STATUS/REL.OUT. 

HW-REV. SUB-I/O V1.00.00

HW-IDENT.SUB-I/O 71040568

SW-REV. SUB-I/O V1.00.00

SW-IDENT.SUB-I/O 50096654A

PROD-NO.SUB-I/O 85681231

SERVICE&ANALYSIS

TIME MEASUR. CH1

05.12.2013 15:35:43
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Configuration

NOM.TRANSIT TIME 597.07 us

TIME.FLIGHT MIN. 518.33 us

TIME.FLIGHT MAX. 849.60 us

SERVICE&ANALYSIS

TIME MEASUR. CH2

NOM.TRANSIT TIME 597.07 us

TIME.FLIGHT MIN. 518.33 us

TIME.FLIGHT MAX. 849.60 us

SERVICE&ANALYSIS

DIAGNOSIS    CH1

SNR UP   0.0 dB

SNR DOWN   0.0 dB

CROSS COR.FACTOR 0.000  

SERVICE&ANALYSIS

DIAGNOSIS    CH2

SNR UP   0.0 dB

SNR DOWN   0.0 dB

CROSS COR.FACTOR 0.000  

05.12.2013 15:35:43
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Process values

MEASURED VARIABL

MEASURING VALUES/MAIN VALUES  CH1

VOLUME FLOW  CH1 0.0000 l/s

SOUND VELOC. CH1 1489.7275 m/s

FLOW VELOC.  CH1 0.0000 m/s

SIG.STRENGTH CH1  49.5  

MEASURED VARIABL

MEASURING VALUES/MAIN VALUES  CH2

VOLUME FLOW  CH2 0.0000 l/s

SOUND VELOC. CH2 1501.0439 m/s

FLOW VELOC.  CH2 0.0000 m/s

SIG.STRENGTH CH2  64.6  

MEASURED VARIABL

MEASURING VALUES/CALC.MAIN.VALUES

VOLUME FLOW  AVG 0.0000 l/s

VOLUME FLOW SUM 0.0000 l/s

VOLUME FLOW DIFF 0.0000 l/s

SOUND VELOC. AVG 1503.1902 m/s

FLOW VELOC. AVG 0.0000 m/s

TOTALIZERS

05.12.2013 15:35:43
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Process values

TOTALIZER 1/OPERATION

SUM  64.8948 m³

OVERFLOW       0 E7 m³

TOTALIZERS

TOTALIZER 2/OPERATION

SUM  91.3149 m³

OVERFLOW       0 E7 m³

TOTALIZERS

TOTALIZER 3/OPERATION

SUM  154.8511 m³

OVERFLOW       0 E7 m³

TOTALIZERS

INVENTORY

SUM INVENTORY 70.1593 m³

OVERFL. INVENT.       0 E7 m³

OUTPUTS

CURRENT OUTPUT 1/OPERATION
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! = out of range
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* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Process values

ACTUAL CURRENT  4.00 mA

OUTPUTS

CURRENT OUTPUT 2/OPERATION

ACTUAL CURRENT  4.00 mA

OUTPUTS

CURRENT OUTPUT 3/OPERATION

ACTUAL CURRENT  4.00 mA

OUTPUTS

RELAY OUTPUT   1/OPERATION

ACT.STATUS RELAY MAKE CONT.CLOSED

BASIC FUNCTION

SENSOR DATA  CH1/SENSOR PARAMETER

DELTA SEN.POS. 1.106 mm

BASIC FUNCTION

05.12.2013 15:35:43
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# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Process values

SENSOR DATA  CH1/CALIBR.DATA  CH1

REYNOLDS NO. LOG 3.7293  

BASIC FUNCTION

SENSOR DATA  CH2/SENSOR PARAMETER

DELTA SEN.POS. 0.509 mm

BASIC FUNCTION

SENSOR DATA  CH2/CALIBR.DATA  CH2

REYNOLDS NO. LOG 2.8933  

SUPERVISION

SYSTEM/OPERATION

OPERATION HOURS 0721:21

HRS. SINCE RESET 1:13:17

SERVICE&ANALYSIS

TIME MEASUR. CH1

DELTA T  1.36 ns

ACT.TRANSIT TIME 601.83 us

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Process values

SERVICE&ANALYSIS

TIME MEASUR. CH2

DELTA T  0.71 ns

ACT.TRANSIT TIME 597.35 us

SERVICE&ANALYSIS

AMP OPERAT. CH 1

BURST FREQUENCY 1078869.0000 Hz

RCV. FREQUENCY 1064896.7500 Hz

RESON. FREQUENCY 552969.3125 Hz

BURST VOLTAGE 50.0000 V

GAIN AMPLIFIER 5397.9932  

STATUS AMPLIFIER  0.0000  

SERVICE&ANALYSIS

AMP OPERAT. CH 2

BURST FREQUENCY 1006944.5000 Hz

RCV. FREQUENCY 967056.8750 Hz

RESON. FREQUENCY 552969.3125 Hz

BURST VOLTAGE 50.0000 V

GAIN AMPLIFIER 977.9003  

STATUS AMPLIFIER  0.0000  

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed
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TAG: --------

PROSONIC FLOW 93

FieldServ S/N: H7058320000

Diagnostics

SUPERVISION

SYSTEM/OPERATION

ACTUAL SYS.COND SYSTEM OK

PREV.SYS.COND  #353 RANGE CUR.OUT3

PREV.SYS.COND  #353 RANGE CUR.OUT3

PREV.SYS.COND  #592 INIT. RUN CH1

PREV.SYS.COND  #082 SENS. DOWN CH1

PREV.SYS.COND  #392 SIGNAL LOW CH1

PREV.SYS.COND  #592 INIT. RUN CH1

PREV.SYS.COND  #085 SENSOR UP  CH1

PREV.SYS.COND  #082 SENS. DOWN CH1

PREV.SYS.COND  #392 SIGNAL LOW CH1

PREV.SYS.COND  #592 INIT. RUN CH1

PREV.SYS.COND  #085 SENSOR UP  CH1

PREV.SYS.COND  #082 SENS. DOWN CH1

PREV.SYS.COND  #392 SIGNAL LOW CH1

PREV.SYS.COND  #593 INIT. RUN CH2

PREV.SYS.COND  #592 INIT. RUN CH1

PREV.SYS.COND  #086 SENSOR UP  CH2

05.12.2013 15:35:43
! = out of range
# = not read or communication error
* = parameter changed

25/25

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 297 of 349



 
 

 
 

Commissioning Report 
Endress+Hauser Aust. Pty. Ltd. 
16 Giffnock Ave 
Macquarie Park NSW 2113 
Phone +61 2 8877 7000 
Fax +61 2 8877 7099 
E-Mail: service@au.endress.com 

 
 
 
 

 

Instrument Details: 
Tag Number  Application  

Manufacturer  Instrument Order ode  

Instrument  
Description 
 
 
 
  
  

 Serial No  

Power Supply 
  

 Termination Details 
(Sig+Pwr) 

 

Range  Date  

Loop Details 
 

  

 

Commissioning Details: 
Calibration Requirements Manufacturers Cal Ok?  Range Set As Above?  

Calibration Details: 
 
 
Loop Checking Note:- 
Other Elements In Loop May Be 
Simultaneously Checked And 
Calibrated. 
 
Complete Separate Sheets For 
Each Tag Location. 
 

Input Output Display 
   

Calibration Equipment: Manufacturer / Model Serial Number 
  

Mechanical Integrity: Terminations Secure?  Seals Lubricated?  
Covers Secure?  Cable Glanding Secure?  
Mounting Secure?  Process Input Secure?  

Notes: 
 
Include Where Applicable 
x Loop Checking & 

Calibration  Methodology,  
x Where Special Methods 

Are Adopted,  
x Remedial Work Carried 

Out, 
x Remedial Work Still 

Required, 
x Any Other Pertinent 

Information. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Work Completed By: Name:  Signed:  

Reference No.: E+H Service Order:  Customer Ref.:  

 

Figtree Pocket Flow Measurement on pump1 & 2

Endress & Hauser 93WA2AB2B00ACAAAW
93W Ultrasonic Flowmeter H7058320000
240Vac Sig 22+ 23- Pwr 1+ 2-
0 - 500 l/s 05-Dec-13

Ma reading taken from Analog output 3 which is programmed for Volume Flow Sum of pump 1&2.

Sensors Factory 
calibrated.

N/A N/A

Fluke789 Process Meter. Calibration 
verification ID:1025390

N/A

Channel 1 represents Pump1 Flow . 
With VSD Drive running @ 38Hz , the avg reading on Prosonic93 
display = 122 l/s.  mA Output 3 : 122l/s = 7.902 mA

Channel 2 represents Pump 2 Flow . 
With VSD Drive running @ 38Hz , the avg reading on Prosonic93 
display = 122 l/s.  mA Output 3 : 122l/s = 7.902 mA

Both Analog outputs 1&2 are not in use.

T.Williams

YES YES

YES Choose an item.
YES YES
YES YES

Jesmond Road Fig Tree Pocket SPS SP174 Operation and Instruction Manual for Replacement Pumps

Q-Pulse Id: TMS591 Active: 08/01/2014 Page 298 of 349



7. Mechanical 

Commissioning 
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8. Electrical 

Commissioning 
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9. Certificate of 

Compliance 
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10. Drawings 
Mechanical 
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