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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

1 INTRODUCTION 
This specification has been developed for SP143 Links Ave Sth #3 as part of the "Sewage Pump 
Station Reliability Improvement Project" and the 2011 flood recovery project. The Project will 
replace the existing switchboard with the new standard design. All civil and mechanical 
installation will remain the same. 

This specification contains the site specific details and describes the non standard functional 
requirements for control, monitoring and telemetry at the station. The functional requirements 
described in the document are in addition to the standard functionality detailed in "SSM084 
Standard Sewage Pump Station - Functional Specification x-xx)" I which was developed for the 
Sewage Pump Station Reliability Improvement Project. The functionality for this site adheres to 
both standards unless specifically stated otherwise in this document. 

All standard design options that are applicable are detailed in this specification along with all the 
site specific values required for the correct operation of this station. 

1.1 Site Location 
SP143 Links Ave Sth #3 is a submersible station containing 2 pumps with fixed speed drives and 
is located on Links Ave Sth, Eagle Farm. 
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Figure 1: Location Map 
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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

1.2 Standard Design Options 
The standard design options checked in the table below have been included in the design for 
SP143 Links Ave Sth #3. The functional detail of each option is fully specified in the standard 
specification, "SSM084 Standard Sewage Pump Station - Functional Specification" and the 
options have also been incorporated into the electrical schematics for this site (See Appendix A 
Drawing List). 

Table 1: Standard Options for a Sewerage Pumping Station 

Option Required Description 
A - Individual pump moisture in oil (MIO) sensor and fault relay. 

B - 
Individual pump moisture in stator (MIS) sensor and fault relay and/or 
bearing temperature fault sensor and fault relay 

C - Individual pump reflux valve micro switch. 

D1 - Upstream Manhole Surcharge Imminent Probe 

D2 - Upstream manhole surcharge imminent - Electrode 

E - Station dry well sump pump and level indication sensors and relays. 

F - Station permanent generator (ATS and control connections). 

G - Emergency Storage Level Sensor & Dewatering Pump 

H - Station delivery flow meter. 

I GSM Backup Communication Options. 

J De-Con 

Pump Connection Method (Direct / De-Con / Field / IDC) 

(Direct/De-Contactor/Field Disconnect/Integrated Disconnection 
Cubicle) 

K - Cathodic Protection. 

L YES Motor Thermistor. 

M - Odour Control 

N Current Transformer (CT) metering. 

01 - Pumps Fully interlocked 

02 - Pumps Interlock with Genset Only 

P - Wet Well Washer 

Q - Valve Pit Sump Pump and Level 

R LOW Telemetry Radio (High / Low / No) 

S - Wet Well Secondary Level Sensor (Radar) 

T YES Wet Well Primary Level Sensor (Hydrostatic) 

U YES Delivery Pressure Transmitter 

V - Chemical Dosing 

W - Variable Speed Drives 

X - Third Pump 

Y - Power Meter 

For a full list of equipment installed on site refer to the equipment list in the site electrical 
drawings. 
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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

1.3 Site Details 
The station has the following pump details as per the contingency 2002 data (AMENDED: 
14/02/2002) and the existing RTU code. 

1.3.1 Network Details 

Sewer Scheme S1 - Luggage Point 

Macro Catchment 

ADWF 0.4 L/s 

1.3.2 Pump Details 

Pumps Size 2 x 4.6 kW 

Dry Weather Hrs : 3.92 hrs/wk 

Avg Pump Cycle : 1.95min on, 71.24 min off 

Design Duty Point 15 1/s 

1.3.3 Generator 

Generator Size 

Number of Pumps that can run 2 
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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

1.3.4 Site Control Levels 

Wet Well 

Description 

Pre- 
Upgrade 

Levels 

Proposed 
Changeover 

Levels 

Proposed 
Final 
Levels Units 

Range 3.000 3.000 3.000 M 

Surcharge occurring level 2.039 2.039 2.039 mAHD 

Surcharge imminent level 1.734 1.739 1.739 mAHD 

Inhibit mode start level 1.539 1.539 mAHD 

Inhibit mode stop level - 1.339 1.339 mAHD 

Emergency Storage Inlet Level - - mAHD 

High alarm level 0.444 0.444 0.444 mAHD 

Duty B pump start level 0.094 0.044 0.044 mAHD 

Duty A pump start level 0.044 -0.006 -0.006 mAHD 

Duty B pump stop level -0.556 -0.556 -0.556 mAHD 

Duty A pump stop level -0.606 -0.606 -0.606 mAHD 

Low alarm level - -0.756 -0.756 mAHD 

Wet well empty level (4mA of Probe) -0.806 -0.806 -0.806 mAHD 

Flow Meter 
Description Level Units 

Range - Us 

Minimum Value (4mA) - I/s 

Flow high alarm limit - 1/s 

Flow low alarm limit I/s 

Pressure Gauge 
Description Level Units 

Range 20.000 m 

Minimum Value or elevation (4mA) 2.941 mAHD 

Pressure high alarm limit tba mAHD 

Pressure low alarm limit tba mAHD 

Sewer Pum 
Description Pump 1 Pump 2 Units 

Current high alarm limit t.b.a. t.b.a. A 

Current low alarm limit t.b.a. t.b.a. A 

Power high alarm limit t.b.a. t.b.a. kW 

Power low alarm limit t.b.a. t.b.a. kW 

Pump blocked alarm limit - - Fs 
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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

2 NON STANDARD DESIGN 
The following sections will define any not standard requirements for the site. 

2.1 Equipment and Physical I0 
This site is standard with the standard design options implemented as detailed in Section 1.2: 
Standard Design Options. (Refer to site-specific physical I0 list developed for this site). 

2.2 Control Functions 
This site has standard control functions as per the standard specifications 

2.3 Monitoring and Alarms 
This site has standard monitoring and alarm points as per the standard specifications 

2.4 Calculations 
This site has standard calculations as per the standard specifications. 

2.5 On Site Display Screen 
This site has standard on site display screen as per the standard specifications 

2.6 UUTS Alarm Instructions 
This site has standard alarm instructions as per the standard specifications 

2.7 UUTS Picture 
This site has a standard BWTS picture as per the standard specifications 
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3 SEWER NETWORK OVERVIEW 
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SP Reliability Improvement Project Functional Specification: SP143 Links Ave Sth #3 

Appendix A: DRAWING LIST 
To determine the latest revision of each drawing, refer to the drawing index - SHEET 00. 

Electrical Drawing List 
Sheet # Drawing # Title 
00 486/5/7-0297-000 Site Cover Sheet 

01 486/5/7-0297-001 Power Distribution Schematic Diagram 

02 486/5/7-0297-002 Pump 01 Schematic Diagram 

03 486/5/7-0297-003 Pump 02 Schematic Diagram 
-4(29--,,,,; Ii1:.SERI 1:1)1( )1: .'',:i.1,- IL? ,S,,,,,,:,,.:., 

..- - 0,,,,,- 1,; RE.57.10 rl, roF .,-,-, H ( i! .c.hwri: A ! ,;, `,..,,. 'I.:, 1,L .. : ', .., 

AV-SERI !II' 10P (,,;;/,,i 1, ,n :1,;? 

07 486/5/7-0297-007 Common Control Schematic Diagram 
08 486/5/7-0297-008 Common RTU I/O Schematic Diagram 
09 486/5/7-0297-009 RTU Power Distribution Schematic Diagram 
10 486/5/7-0297-010 RTU Digital Inputs Termination Diagram - Sheet I of 3 

II 486/5/7-0297-011 RTU Digital Inputs Termination Diagram - Sheet 2 of 3 

12 486/5/7-0297-012 RTU Digital Inputs Termination Diagram - Sheet 3 of 3 

13 486/5/7-0297-013 RTU Digital Outputs Termination Diagram - Sheet I of 2 

14 486/5/7-0297-014 RTU Digital Outputs Termination Diagram - Sheet 2 of 2 

15 486/5/7-0297-015 RTU Analog Inputs Termination Diagram 
16 486/5/7-0297-016 RTU Analog Outputs Termination Diagram 
17 486/5/7-0297-017 Common Controls Termination Diagram 
18 486/5/7-0297-018 Equipment List 
19 486/5/7-0297-019 Cable Schedule 
20 486/5/7-0297-020 Switchboard Label Schedule 
21 486/5/7-0297-021 Switchboard Construction Details - Sheet I of 3 

22 486/5/7-0297-022 Switchboard Construction Details - Sheet 2 of 3 

23 486/5/7-0297-023 Switchboard Construction Details - Sheet 3 of 3 

24 486/5/7-0297-024 Field Instrumentation - Installation Details 
i,;(, ' --02Y.-11.5 leESERI-ED ['(El ( (41,.,b,. PI oh : .,oh / ,',, 

PLSiP1.11)/ ( ,/,' I is Id I), ,,/?;!,, f,: I-;. 

27 486/5/7-0297-027 SWBD General Arrangement Elevations 
28 486/5/7-0297-028 SWBD General Arrangement Sections 
_-/- -ISO 5 --10)--11'y RESERVE1)FM C,L.m_ra;,-,1 1711,.n1,11 (,,r,;(,11,,,, .6,, 
30 486/5/7-0297-030 Switchboard Slab - Locality and Site Plans 

31 486/5/7-0297-031 Switchboard Slab and Conduit Details 
32 486/5/7-0297-032 Switchboard Slab and Electrical Conduit Layout 

# Drawing sheet numbers are reserved and have not been created 
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Appendix B: PHYSICAL I/O LIST 
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joi Urban 

REVISION CONTROL 
SP143 Links Ave Sth #3 
Physical I.O. Spreadsheet 

Version Date Author Comment 
3-10 01-09-2012 Alex Witthoft Initial Version Developed from Template Version 3-10 
3-11 11-09-2012 Alex Witthoft Merged Slot 7 & 8 with Mixed I0 card - reduced rack size from 8 slots to 7 

STANDARD 
SPARE IO CHANNELL 

A - Individual pump moisture in oil (MIO) sensor and fault relay. 
B Individual pump moisture in stator (MIS) sensor and fault relay and/or bearing temperature fault sensor and fault relay 
C Individual pump reflux valve micro switch. 
D - Upstream Manhole Surcharge Imminent Probe 
E Station dry well sump pump and level indication sensors and relays. 
F - Station permanent generator (ATS and control connections). 
G Station emergency storage level sensor and dewatering pump 
H Station delivery flow meter. 
I GSM 

De-Con 
Backup Communication Options. 
Purn Connection Method Dire ' -Contactor Field Disconnect J 

K Cathodic Protection. 
L Y Motor Thermistor. 
M Odour Control 
N - Current Transformer (CT) metering. -11111/11"MEW 0 None Pump Interlocking (Full/Gen Only/None). 
P Wet Well Washer 
Q Valve Pit Sump Pump and Level 
R LOW telemetry Radio (High / Low / No) 
S Secondary Wet Well Level Sensor (Ultrasonic) 
T Y Primary Wet Well Level Sensor (Hydrostatic) 
U Y Delivery Pressure Transmitter 
V Chemical Dosing 
W Variable Speed Drives 
X Third Pump 
Y Power Meter 

XA Third Pump with option A - MIO 
XB Third Pump with option B - MIS 
XC - Third Pump with option C - Reflux 
XW - Third Pump with option W - VSD 
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611) Clif6Ti Utilities SP143 Links Ave Sth #3 

- wall mount r1"rk 
RACK - 8 I/O Slot - V108 

Slot 00 Slot 01 Slot 02 Slot 03 Slot 04 Slot 05 Slot 06 Slot 07 Slot 08 

V251 V446 V265 V265 V265 V265 V616 V616 V562 

ACE 3600 ACE 3640 Digital Input Digital Input Digital Input Digital Input Digital Output Digital Output Mixed 10 Card 

POWER CPU CARD 16 Channel 16 Channel 16 Channel 16 Channel 16 Channel 16 Channel 4A0 / 8AI 

SUPPLY 
(18-72 VDC) 16 DI Fast 24V 16 DI Fast 24V 16 DI Fast 24V 16 DI Fast 24V 16 DO EE Relay 2A 16 DO EE Relay 2A ±20 mA 

A00-A03 
DI01-D116 D117-D132 D133-D148 D149-D164 D001-D016 D017-D032 A10 - A17 

Motorola ACE Parts List 
Qty Item Descriptions 

1 F7509 ACE 3600 Basic Model (no radio) 
1 V446 ACE CPU3640 
1 V184 Plug-in RS-232 Port 
1 V212 Plug-in Ethernet 10/100M Port 
1 V107 7 I/O slots - PS , CPU and 7 I/O modules, wall mount or 19" rack 

3 (4) V265 Digital Input Modules - 16 DI FAST 24V DC (Only 3 when 3rd pump option is not needed) 
2 V616 Relay Output Modules -16 DO EE relay 2A 
1 V562 Mmixed 10 Card - 4A0 / 8AI +/- 20 MA MODULE 
1 V251 DC PS 18-72V 
1 V283 Software License (RTU Options) - DNP3+ License 

1 (0) V20 Blank I/O module (For Slot 04 when 3rd pump option is not needed). 
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SP143 Links Ave Sth #3 
0111) urban tikes 

Physical I.O. Spreadsheet Digital Input Card 1 

, 101 

erm 
. Term.# Wire # Schem 0 Comment , 

1 pmplmainsPower Pump control power available Off 7 D101 Sheet 02 Sheet 10 

0102 2 pmpllocalStart 
pmpllocalStop 

Pump local start pushbutton 
Pump local stop pushbutton 

Not Pressed 
Not Pressed 

Pressed 
Pressed 

9 
11 

D102 

D103 

Sheet 02 
Sheet 02 

Sheet 10 

Sheet 10 - 0103 3 

0104 4 pmpleStop Pump emergency stop pushbutton Fault Healthy 13 D104 Sheet 02 Sheet 10 

D105 5 pmpllocalReset Pump local reset pushbutton Not Pressed Pressed 15 D105 Sheet 02 Sheet 10 - 

D106 6 pmplrunning Pump running Not Running Running 17 D106 Sheet 02 Sheet 10 

0107 7 pmplfault Pump starter fault Healthy Fault 19 0107 Sheet 02 Sheet 10 - Either SS or VFD 

0108 8 21 D108 Sheet 02 Sheet 10 A 

0109 9 23 0109 Sheet 02 Sheet 10 B 

DI10 10 25 0110 Sheet 02 Sheet 10 C 
D111 11 28 DI11 Sheet 08 Sheet 10 D 

D112 12 stnlenergexPower Station energex mains power Off On 30 DI12 Sheet 08 Sheet 10 - 

D113 13 stnlmainsPower Station mains power Off On 32 DI13 Sheet 08 Sheet 10 - 

DI14 14 stn surgeD vOK Station surge dh/erter heathy Fault Healthy 34 DI14 Sheet 08 Sheet 10 - 

0115 15 stnllocalRemote Station local remote switch Local Remote 36 DI15 Sheet 08 Sheet 10 - 

DI16 16 wwIlsurchImm Wet well surcharge Imminent Healthy Surcharge Imm 38 DI16 Sheet 08 Sheet 10 - 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
WOViiiiiutilities Physical I.O. Spreadsheet Digital Input Card 2 

DesciAllbn .ate ,Eimmel Wires Schem TerniiMMIXemallnik, FAT 41M1 
0101 1 pmp2mainsPower Pump control power available Off On 7 0117 Sheet 03 Sheet 11 - 

0102 2 pm.2localStart Pump local start pushbutton Not Pressed Pressed 9 DI18 Sheet 03 Sheet 11 - 

0103 3 pmp2localStop Pump local stop pushbutton 
Pump emergency stop pushbutton 

Not Pressed 
Fault 

Pressed 
Healthy 

11 

13 

DI19 
0120 

Sheet 03 
Sheet 03 

Sheet 11 

Sheet 11 

- 

- D104 4 pmp2eStop 

D105 5 pmp2localReset Pump local reset pushbutton Not Pressed Pressed 15 DI21 Sheet 03 Sheet 11 

D106 6 pmp2running Pump running Not Running Running 17 D122 Sheet 03 Sheet 11 - 

0107 7 pmp2fault Pump starter fault Healthy Fault 19 0123 Sheet 03 Sheet 11 - Elther SS or VFD 
0108 8 21 0124 Sheet 03 Sheet 11 A 

0109 9 23 0125 Sheet 03 Sheet 11 B 

DI10 10 25 0126 Sheet 03 Sheet 11 C 
DI11 11 wwllsurchImmOK Wet well surcharge imminent signal healthy Fault Healthy 28 0127 Sheet 08 Sheet 11 - Added in version 3-10 
Dh2 12 rtulBattSystem RTU battery system OK Fault Healthy 30 0128 Sheet 08 Sheet 11 - 

0113 13 rtulmainsPower RTU control power Off On 32 0129 Sheet 08 Sheet 11 - 

DI14 14 st nlemergPmpMode Station emergency pumping mode Not Active Active 34 0130 Sheet 08 Sheet 11 - 

D115 15 wwllhigh Wet well high level Healthy High 36 DI31 Sheet 08 Sheet 11 - 

Dh6 16 stn1DoorStatus Station security alarm (Doorswitch) Alarm Healthy 38 DI32 Sheet 07 Sheet 11 - 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
,i. Urban !:aides Physical I.O. Spreadsheet Digital Input Card 3 

i/o # Term Description Off State On State Term. # Wire # Schem Term 0 Comment FAT SAT 
D101 1 s n1TSGstatus Station transfer switch generator status Not Generator Generator 7 DI33 Sheet 06 Sheet t 

0102 2 9 0134 Sheet 06 Sheet 11 F 

0103 3 11 DI35 Sheet 06 Sheet 11 F 

0104 4 13 DI36 Sheet 06 Sheet 11 F 

0105 5 15 DI37 Sheet 06 Sheet 11 F 

0106 6 17 DI38 Sheet 06 Sheet 11 F 

0107 7 19 DI39 Sheet 06 Sheet 11 F 

0108 8 21 0140 Sheet 06 Sheet 11 F 

0109 9 23 DI41 Sheet 06 Sheet 11 F 

DI10 10 25 DI42 Sheet 06 Sheet 11 F I 

DI11 11 28 0143 Sheet 08 Sheet 11 Q 
DI12 12 30 0144 Sheet 08 Sheet 11 K 

DI13 13 32 DI45 Sheet 05 Sheet 11 E 

DI14 14 34 DI46 Sheet 05 Sheet 11 E 

DI15 15 36 DI47 Sheet 05 Sheet 11 E 

DI16 16 38 0148 Sheet 05 Sheet 11 E 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
OifIciritt,'Ittes Physical I.O. Spreadsheet Digital Input Card 4 

DM1 1 

"111Ur- Wire # 
D149 

Schem 
Sheet04 

Term 
Sheet 12 

0 
X 7 

D102 2 9 0150 Sheet04 Sheet12 X 

DM 3 11 D151 Sheet 04 Sheet 12 X 

D104 4 13 D152 Sheet 04 Sheet 12 X 

DKM 5 15 D153 Sheet04 Sheet 12 X 

DM6 6 17 DM4 Sheet04 Sheet 12 X - 
D107 7 19 D155 Sheet 04 Sheet 12 X EltherSSorVFD 

0108 8 21 D156 Sheet 04 Sheet 12 XA 
0109 9 23 0157 Sheet04 Sheet 12 XB 

0110 10 25 DM8 Sheet 04 Sheet 12 XC 
DWI 11 28 D159 Sheet 12 " 

D112 12 30 D60 - Sheet 12 A 

0113 13 32 DM1 - Sheet 12 A 

0114 14 34 D162 Sheet 12 A 

D115 15 36 D163 - Sheet 12 A 

0116 16 38 DIM - Sheet 12 A 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
urbciiiuti Ries Physical I.O. Spreadsheet Digital Output Card 1 

0001 1 & 2 pmploperate Pump run command 
State 

Off 

On State 
Run 

Term. # 
4,5 

Wt 
D001 

T re 
Sheet 02 

WWI 

Sheet 13 - 

D002 3 & 4 pmplresetCmd Pump fault reset Off Reset 7,8 D002 Sheet 02 Sheet 13 - 0 
D003 5 & 6 pmplinterupt Pump emergency mode Interrupt Off Interupt 10,11 D003 Sheet 02 Sheet 13 - D 

D004 7 & 8 13,14 D004 Sheet 02 Sheet 13 W 

0005 9 & 10 wwllsignaltest Wet well signal test Off On 16,17 0005 Sheet 08 Sheet 13 - 0 0 
0006 11 & 12 19,20 D006 Sheet 08 Sheet 13 P 
0007 14 8 15 23,24 D007 Sheet 08 Sheet 13 E 

D008 17 8 18 27,28 D008 Sheet 08 Sheet 13 M 

D009 21 & 22 31,32 D009 Sheet 04 Sheet 13 X 

D010 23 8 24 34,35 0010 Sheet 04 Sheet 13 X 

D011 25 & 26 37,38 D011 Sheet 04 Sheet 13 X 

D012 27 & 28 40,41 0012 Sheet 04 Sheet 13 XW 
D013 29 & 30 43,44 D013 - Sheet 13 " 

0014 31 & 32 46,47 D014 - Sheet 13 ^ 

D015 34 & 35 50,51 D015 - Sheet 13 ^ 

D016 37 & 38 54,55 0016 - Sheet 13 " 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
,,)0;:6-cin"'t -1,,,, 

Physical I.O. Spreadsheet Digital Output Card 2 

# Term D= State Term. # Wire # Schem Term , ' Comment 
0017 1 & 2 pmp2operate 

pmp2re set Cmd 

Pump run command 
Pump fault reset 
Pump emergency mode Interrupt 

Off 
Off 

Run 
Reset 
Interupt 

4,5 
7,8 

10,11 

D017 
D018 
D019 

Sheet 03 

Sheet 03 
Sheet 03 

Sheet 14 

Sheet 14 
Sheet 14 

- 

- 

- 

D018 3 & 4 
D019 5 & 6 pmp2int erupt o 
D020 7 & 8 13,14 D020 Sheet 03 Sheet 14 W 

D021 9 & 10 16,17 0021 Sheet 06 Sheet 14 F 
0022 11 & 12 19,20 D022 Sheet 14 K 

D023 14 & 15 23,24 D023 - Sheet 14 K 

D024 17 & 18 27,28 0024 Sheet 05 Sheet 14 G 

D025 21 822 31,32 0025 Sheet 14 ^ 

D026 23 8 24 34,35 0026 Sheet 14 ^ 

D027 25 & 26 37,38 D027 Sheet 14 ^ 

D028 27 828 40,41 0028 Sheet 14 ^ 

D029 29 & 30 43,44 0029 - Sheet 14 " 

D030 31 & 32 46,47 0030 Sheet 14 ^ 

D031 34 & 35 50,51 D031 - Sheet 14 4 

D032 37 & 38 54,55 0032 Sheet 14 " 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP143 Links Ave Sth #3 
Physical I.O. Spreadsheet Analog Input Card 1 

I/O # Term Description 4mA 20mA Term. # Wire # Schem Term 0 Comment FAT SAT 
A101 1 & 2 ww1lrawSignal Primary Wet well level raw signal 9,10 A101+,A101- Sheet 08 Sheet 15 

A102 3 & 4 prelrawSignal Delivery pressure raw signal 11,12 A102+,A102- Sheet 08 Sheet 15 U 

A103 5 & 6 13,14 A103+,A103- Sheet 08 Sheet 15 G 
A104 7 & 8 15,16 A104+,A104- Sheet 08 Sheet 15 ^ 

A105 11 & 12 21,22 A105+,A105- Sheet 08 Sheet 15 F 

A106 13 & 14 23,24 A106+,A106- Sheet 08 Sheet 15 S 
A107 15 & 16 25,26 A107+,A107- Sheet 08 Sheet 15 K 
A108 17 & 18 27,28 A108+,A108- Sheet 08 Sheet 15 H 

Term 0 Comment FAT SAT 
0 2 & 3 2,3 A001+,A001- beet 02 Sheet 16 W 
1 7 & 8 7,8 A002+,A002- Sheet 03 Sheet 16 W 
2 12 & 13 12,13 A003+,A003- ' Sheet 04 Sheet 16 XW 
3 17 & 18 17,18 A004+,A004- Sheet 08 Sheet 16 V 

FACTORY ACCEPTANCE TESTED BY Date / / 

SITE ACCEPTANCE TESTED BY Date / / 
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SP Reliability Improvement Project SP143 Links Ave Sth #3 

Appendix C: CONTINGENCY 2002 DATA 
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LINKS AV. STH #1. PUMPING STATION SP143 
NOTE : ALL LEVELS IN mAHD 

SCHEME Si 

WET WELL 
Dia = 1.830m 
Depth = 4.120 m 
Vol BWL-0/F= 45.7 m3 
Vol TWL-0/F= 44 m3 
Vol Hi Alarm - 0/F= 37.9m3 

Inlet Sewer IL =0.030 m 

STATION LEVELS 
Surcharge = 2.039 m (94.8%) 
Hi Alarm = 0.444m (41.7%) 
TWL = 0.044 m (28.3%) 
BWL = -0.606 m (6.7%) 
ILWW = -1.152 m 

ADWF = 0.4L/s 

AMENDED :14/02/2002 

MACRO CATCHMENT 5 

STATION DETAILS 
Drwg : 3016/24444 
Type : Submersible 
Pumps : 7.5Kw @ 2 
Dry Weather Hrs : 3.92 hrs/wk 
Avg Pump Cycle : 1.95min on, 

71.24 min off 
Design Duty Point = 15L/s 

RISING MAIN 
Dia 100mm, Length = 209 m, Volume = 1.641m3, Material = CI , Depth 0.74-0.94 m, Drwg No: 3016/24444 

33:36:00 

28:48.00 

107 24:00:00 
E 

19:12:00 

8 14:24:00 

in 

2 9:36:00 

4:48:00 

0.00.00 

Time till Overflow for Time of Power Failure 

- 0.4 

0 
P P 

8 8 8 8 8 8 0 
Time of Day for power failure 124hr] 

-Hours Till overflow when Water Level @ Hi-Alarm Number of 10000L Tankers 

BEST SHORT TERM FLOW CONTROL STABILISATION OPTION Tankering 

TANKERING INFO Tanker Size 10,000 L (Refer Graph for Tanker Numbers) 
Discharge MH for tanker Luggage Point WWTP (Main Beach Rd, Pinkenba). Contact 

WWTP operators to arrange discharge (340 32426) 

BYPASS PUMPING INFO Pump Size 50 mm, ADWF = 0.4 L/s, Suction Head = 3 m at Inlet IL, Hose 
Length = 300 m, Delivery MH 24594, Delivery MH SL = 2.935 m, Delivery MH DSIL = 1.353 m 

SPECIAL NOTES Advise Luggage Point Control Room as soon as possible on tanker procedure (340 
32426 or 340 32410) 

STATION OVERFLOWS TO 

GENERATOR SIZE 28 kVA 

TANKER CONVERSION : No 25,000 L tankers = No 10,000 L tankers X 0.67. 
No 10,000 L tankers = No 25,000 L tankers X 1.5 

O 
8 

0.3 

0.3 el 

0 

0.2 IS. 

C 

C 
0.2 g 

"6 

0.1 E 

2 

0.1 

0.0 
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SP Reliability Improvement Project SP143 Links Ave Sth #3 

Appendix D: PUMP STATION DATA 

SP143 Links Ave Sth #3 - Site Specific Func Spec 1-00 Page 14 
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WITTHOFT ENGINEERING 
POWER SYS Ervi ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

1 INTRODUCTION 

Queensland Urban Utilities has commissioned Cardno to carry out detail design of its 27 sewage pump 

stations. 

As part of the detail design of sewage pump stations' new switchboards, this power system analysis and 

protection coordination study has been carried out to provide details of the fault levels for the new 

switchboards, to provide protective devices settings to achieve the protection coordination for each site and 

to check design compliance with requirements of AS3000:2007 on earth fault loop impedances and touch 

voltages. 

The PTW - Power Tools software program has been used for these studies that comprise of: 

DAPPER program is used for power system analysis and fault studies; 

CAPTER program is used to prepare Time Current Curves (TCC) using results of short circuit fault 
studies carried out by DAPPER. 

For each sewage pump station site a comprehensive system topology has been prepared with details of 

major equipment. Using the input data, a load flow and voltage drop study was carried out to determine 

maximum demand and voltage drop. The results of Load Flow and Voltage Drop study was used to carry out 

the short circuit fault currents then these results were used to carry out the protection coordination study. 

Page 3 of 12 
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WITTHOFT ENGINEERING 
PoVvER sYSIEM ANALYSIS AND PRO I EC 'ION COORDINATION REPORT I-0R: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

2 METHODOLOGY 

The power system analysis and protection systems coordination study involves the following steps in order 

to ensure compliance with the requirements of AS3000:2007: 

1. Step 1: A power system topology in the form of a one line diagram is prepared and all available 
input data such as motor sizes, cable lengths, type of cable way runs, type of starters, Supply 
Authority Network's fault levels and impedances at the connection point, local generator unit 
capacity and impedances, etc is entered into the one-line diagram; 

2. Step 2: Equipment sizing study will not be performed as full detail design has already been 

completed and all equipment have been sized. 

3. Step 3: Load Flow and Voltage Drop calculations gets carried out to comply with 5% (Max.) voltage 
drop requirements of AS3000 to double check selected cable sizes; 

4. Step 4: Short Circuit Fault Current Studies for 3 phase (3Ph) and Single Phase to Ground (SLG) gets 
calculated to: 

Determine Fault Level rating of the switchboards and confirm suitability of already rated 
switchboard. 

Obtain the Earth Fault Loop-Impedance (Zs) at every circuit on the network; 

5. Step 5: Protection system coordination study gets carried out by using the calculated fault levels in 

Step 4 to plot time/current curves for protective devices in the network for full coordination of all 

protective devices for cascading and then the pick-up time for each device is determined (la). After 
determining the value of la and having calculated the value of Zs, then we will calculate Uo to 
check compliance with Clause 5.7.4 of AS3000 which is given below: 

5.7.4 Impedance 
The earthing system impedance and characteristics of protective devices 
shall be such that. if a fault of negligible impedance occurs anywhere in the 
electrical installation between an active conductor and an exposed 
conductive part or protective earthing conductor. automatic disconnection of 
the supply will occur within the specified time 
The following condition fulfils this requirement: 

Zs x /. < U0 5.2 

the impedance of the earth fault-loop comprising the source, 
the active conductor up to the point of the fault and the return 
conductor between the point of the fault and the source 
the current required to cause the automatic operation of the 
disconnecting protective device within the required 
disconnection time 

Where 
Z, = 

/. = 

Ur; = the nominal a.c. r.m.s. voltage to earth (230 V) 

6. Step 6: if the design meets AS3000:2007, then full protection devices parameter settings will be 

provided for on-site commissioning team to enter into the circuit breakers and relays before 
energising the switchboards. 

7. Step 7: recommendations will be made for any identified issues during the course of this study. 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3 SP143 LINKS AVENUE SOUTH #3 - POWER SYSTEM ANALYSIS 

3.1 One Line Diagrams 
One Line Diagram of the SP143 Links Avenue South #3 new Switchboard is shown below and next page 

with the input data and load flow/voltage drop calculations (Note: Energex network fault level for this 

pump station has been provided as 3phase= 2 MVA and 30% of this value has been assumed for single 

phase to ground at the 415V connection point: 

SP1 43 LINKS AVE SOUTH #3 - SEWAGE PUMP STATION ONE -LINE DIAGRAM 

SP143 SWBD 

415.0 V 

Energex 415 Mains Supply 

J ( I ) Sue 16 mm2 
Mains Cable Copper 4 Wire4Gmd 

PVC, XLPE 
12.0 Meters 

Ise 3P 2.0 MVA 
lsc SLG 0.6 MVA 

SBA FUSE 

) 250/125A Main SW. 

i) Pump I CB Pump 2 CB 

PU2 Cable 
(1)Se4 mm2 Misc. Cable 
Copper 3 Wire+Gmd (I) Size 4 mtn2 

(1)Size 4 mm2 PVC Copper 3 Wire+Gmt 

PU1 Cable Copper 3 Wire+Gmd 15.0 Meters PVC 
E PVC Ampacity 58.0 A Meters 3.0 Mets 

15.0 Meters Ampacity 58.0 A 

Ampacity 58.0 A DB 

PU1 TBX PU2 TBX 415.0 V 

415.0 V 415.0 V 

DB WADS 
2 Amps 

PUMPI 4.6kW 
4.600 kW (Input) 
Load Factor 1.00 
X"d 0.10 pu 

PUMP2 4.6kW 
4.600 kW (Input) 
Load Factor 1.00 
X"d 0.10 pu 

Figure 1- One Line with Input Data 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

SP143 LINKS AVE SOUTH #3 - SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex 415 Mains Supply 

Mains Cable 

SP143 SWBD 

415.0 V 
1.48 % VD 

PUI Cable 

PU1 TBX 
415.0 V 
1.71 % VD 

24.0 kW 
18.0 kVAR 

SIBA FUSE 

.1/ 24.0 kW 
\i/ 18.0 kVAR 

PctVD 0.4 % 
LF 42 A 

) 250/125A Main SW. 

1-) 

Pump 1 CB Pump 2 CB 

\l/ 4.6 kW / 3.5 kVAR 
PctVD 0.2 % 
LF 8 A 

PUMPI 4.6kW 
4.600 kW (Input) 

PU2 Cable 
.1/4.6 kW 
\l/ 3.5 kVAR 

PctVD 0.2% 
LF 8 A 

PU2 TBX 
415.0 V 
1.71 % VD 

PUMP2 4.6kW 
4.600 kW (Input) 

Figure 2 - One Line with Load Flow and Voltage Drop 

Misc. Cable 
1/ 14.7 kW 
1., 11.0 kVAR 

PctVD 0.1 % 
LF 26 A 

DB 

415.0 V 
1.62 % VD 

DB WADS 
25.500 Amps 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.2 power System Analysis 
Given the above listed equipment input data to the Power Tools DAPPER Software Program, the 

following one-line diagram depicts fault levels on the Main Switchboard: 

SP143 LINKS AVE SOUTH #3 - SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex 415 Mains Supply 

Mains Cable 

SPI43 SWBD 

Ise 3P 2351 A 
Ise SLG 1915 A 

Ise 3P 2782 A 
Ise SLG 2495 A 

SIBA FUSE 

'1` Ise 3P 157 A 
11` Ise SLG 92 A 
\l/ Ise 3P 2192 A 
\t/ Ise SLG 1829 A 

) 250/125A Main SW. 

Pump I CB .L) 

E 

Pump 2 CB 

PU2 Cable 
T Ise 3P 80 A 
1\ i sc SLG 43 A 

Misc. Cable 
\l/ Ise 3P 2236 A 

1' Ise 3P 80 A \i/ Ise 3P 1599 A J., Ise SLG 1824 A 

PU1 Cable Ise SLG 43 A Ise SLG 1323 A 

Ise 3P 1599 A 
t Ise SLG 1323 A 

DB 

PU1 TBX PU2 TBX lsc 3P 2236 A 

Ise 3P 1661 A_ Ise 3P 1661 A Ise SLG 1824 A 

Ise SLG 1356 A Ise SLG 1356 A DB WADS 

PUMPI 4.6kW PUMP2 4.6kW 
Ise 3P 80 A Ise 3P 80 A 

Ise SLG 44 A Ise SLG 44 A 

Figure 1 One Line %l id) Short Circuit Fault Currents 

Shown on the above one-line diagram are the 3 phase (3P) and single phase to ground (SLG) short 

circuit fault currents on the SP143 Links Avenue South #3 Main Switchboard (MSB) and field 

equipment. 

Shown on the following diagram is the Time Current Curves (TCC) for the major protection devices at 

the Pump Station that provide protection to the: Largest drive in the MSB and its Busbars. These 

Protection Devices settings are provided in the following pages in order to achieve the protection co- 

ordination shown on the TCC diagram. 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

CAPTOR (Computer Aided Plotting for Time Over current Reporting) Software has been used for this 

Protection Coordination Study with the following output report. 

1000 

100 

10 

1 

0.10 

PUMP1 4.6104 

Pump 1 CB 

CURRENT IN AMPERES 

158 A 

TERASAKI 
S125-GJ 
S125-GJ 
Trip 20.0 A 
Settings Phase 

Ir. (0.63-1 x T) 0.63 (12.6A) 
li, (6-13) 6 (120A) 

250/125A Main S 

TERASAKI 
S250-PE 
S250PE 
Trip 125.0 A 
Settings Phase 

Ir 0.5 (62.5A) 
tR 11.0 
Isd 2.5 (312.5A) 
Tsd 0.1 
INST 14.0 (875A) 

0.01 
0.5 1 

SIBA FUSE 
SIEA 
Nil , 
NH S. 

PU1 Cable 

ains Cable 

51 A 

10 100 1K 10K 

tcc9.tcc Ref. Voltage: 415V Current in Amps x 1 tcc9.drw 

I I :1 

100K 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.2.1 Device Setting Parameters 

The following CAPTOR Report provides protection device settings shown on the Time Current Curves in 

previous sections of this report: 

Project Name: SP143 Links Ave 
TCC Name: tcc9.tcc 
Reference Voltage: 415 V 
Current Scale: X 10^0 
TCC Notes: 
TCC Comment: 
Fault Duty Option: Study Result - Bus Fault Current 

Device Name: 
Bus Name: 

PUMP1 4.6kW 
PU1 TBX 

Time Multiplier: 1 

Description: Motor Starting Curve 
Rated Size: 4.6kW (1 of 1 Plotted) 
Power Factor: 0.8 

Efficiency: 0.80 

TCC Name: tcc9.tcc 
Bus Voltage: 415.0V 
Curve Multiplier: 1 

Time Adder: 0 

Inrush: 3.2 (25.6A) 
FLA+Load Adder: 8.0A + 0.0A 
Starting Time: 10.00s 
Full Voltage (Square Transient) 

Device Name: 
Bus Name: 

PU1 Cable 
SP143 SWBD 

Time Multiplier: 1 

Description: Cable Damage Curve 
Size: 4 

Material: Copper 

TCC Name: tcc9.tcc 
Bus Voltage: 415.0V 
Curve Multiplier: 1 

Time Adder: 0 

Qty/Ph: 1 

Cont. Temp: 90 deg C. 

Damage Temp: 250 deg C. 

Device Name: Pump 1 CB 

Bus Name: SP143 SWBD 
Function Name: Phase 
Manufacturer: TERASAKI 
Description: TemBreak MCCB 
Type: S125-GJ 
AIC Rating: 65kA 
Frame: S125-GJ 415V 125A 
Time Multiplier: 1 

Trip: 20A 
Setting: 1) Ir, (0.63-1 x T) 

2) Ii, (6-13) 

0.63 (12.6A) 
6 (120A) 

TCC Name: 
Bus Voltage: 

tcc9.tcc 
415.0V 

Fault Duty: 2350.6A 
Curve Multiplier: 1 

Time Adder: 0 

0.63 
13. 

8 
I 

13 

/R (Mn) OdIM 

1. IR is the thermal element adjustment dial and is used to set the rated current to 
match the conductor rating. 

IR can be set between 0.63 and 1.0 times In. 

2. is the magnetic element adjustment dial and is used to set the short circuit 
tripping threshold to suit the application. 

Device Name: 
Bus Name: 
Function Name: 
Manufacturer: 
Description: 
Type: 
AIC Rating: 
Frame: 
Time Multiplier 
Sensor: 
Plug: 

250/125A Main SW. 

SP143 SWBD 
Phase 
TERASAKI 
TemBreak 
S250-PE 
70 kA 
S250PE 415V 250A 

: 1 

125A 

TCC Name: 
Bus Voltage: 

tcc9.tcc 
415.0V 

Fault Duty: 2350.6A 
Curve Multiplier: 1 

Time Adder: 0 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

Setting: 1) Ir 0.5 (62.5A) 

2) tR 11.0 
3) Isd 2.5 (312.5A) 
4) Tsd 0.1 
5) INST 14.0 (875A) 

Parameter settings for the Main Switch S250-PE will be selected from the table below to 
determine the Characteristic setting of the cure which has been plotted on the TCC diagram: 

LTD Pick -u current In 

Standard 

0-aracienst,:s 

-LTD IN (s) 
11 21 21 5 10 19 

at 200% x ht at 600% x in 

. STD fed x fp 2.5 I 5 10 
tsd (s) 01 I 0.2 

INST. 1, x44 14(Max: 13 x /n) Note (1) 

From the above table Ir setting will be 0.5 and the selected Characteristics Curve will be No.l. 

Device Name: 
Bus Name: 

Mains Cable 
BUS-0015 

Time Multiplier: 1 

Description: Cable Damage Curve 
Size: 16 

Material: Copper 

TCC Name: tcc9.tcc 
Bus Voltage: 415.0V 
Curve Multiplier: 1 

Time Adder: 0 

Qty/Ph: 1 

Cont. Temp: 90 deg C. 
Damage Temp: 250 deg C. 

Device Name: SIBA FUSE 
Bus Name: BUS-0015 
Function Name: Phase 
Manufacturer: SIBA 
Description: 16-800A, Sizes 000-4a, IEC 
Type: NH, Class gG 

TCC Name: 
Bus Voltage: 

tcc9.tcc 
415.0V 

AIC Rating: 120kA Fault Duty: 2939.4A 
Cartridge: NH, Size 1 690V 125A Curve Multiplier: 1 

Time Multiplier: 1 Time Adder: 0 

Size: 125A 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.2.2 AS3000: 2007 - Compliance Check 

The AS3000:2007 requirement for automatic disconnection of supply to the 230/400V sub-mains and 
final sub-circuits in Clause 1.5.5.3 Item (ii) is 5 seconds. 

As shown on the device settings above - the 4.6kW pump with a Full Load Current of 10 Amps is 

protected by a Terasaki "S125Gj" Moulded Case Circuit Breaker (MCCB) with its Long Time Pickup 
Current (Ir) set at 12.6 Amps and its Short Time Pick up setting of 6xln set at 120 Amps which trips at 

0.1 seconds which is less than 5 seconds. Therefore it meets the requirements of the relevant AS3000 

Clause 1.5.5.3. 

For MSB, the Short Time Pickup Current "Isd" has been set at 312.5A which triggers disconnection of 
supply (la) at 0.1 seconds. Therefore it meets the requirements of the relevant AS3000 Clause 1.5.5.3. 

After determining the value of la, we need to calculate the value of Zs, and then we will calculate Uo to 

check compliance with Clause 5.7.4 of AS3000. 

Shown in Figure 5 below are the Positive, Negative and the Earth Fault Loop Impedances on 100MA Per 

Unit bases. 

SP 143 LINKS AVE SOUTH #3 - SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex 415 Mails Supply 

Mains Cable 

SPI43 SWBD 

Z1 59.1843 pu 
Z2 59 1843 pu 
Zo 99.5425 pu 

POLE # X2837 
Z147.3290 pu 
Z2 47.3290 pu 
Zo 66.6666 pu 

S1BA FUSE 

) 250/I25A Mail SW. 

1.) 

P Ul Cable 

Pump 1 CB Pump 2 CB 

PLR Cable 

Misc. Cable 

DB 
PU1 TBX PLR TBX Z1 62.2141 pu 
Z1 83.7470 pu_ Z1 83.7467 pu Z2 62.2141 pu 
Z2 83.7470 pu Z2 83.7467 pu DB LOADSZo 104.3636 pu 
Zo 140.1979 pu Zo 140.1977 pu 

I 

PUMPI 4.6kW PLMP2 4.6kW 
Figure 5 - One Line Diagram with Bus Bar Impedances 
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WITTHOFT ENGINEERING 
POWER SY. 1E1\6 ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

The Earth Fault Loop Impedance on the Pumps Terminal Box is Zo = 140.19 Per Unit (pu) on 100MVA 

base. In order to calculate the Ohmic value of Zs the following Per Unit Calculation Formula will be 

used: 

Base Impedance (Ohm) = Base Voltage (kV)2 /Base MVA 

Base Impedance (Ohm) = 0.4152/100 

Zb =0.00170 

Actual Impedance Zs = Per Unit Impedance X Base Impedance 

Zs= 140.19x0.0017 

Zs = 0.2380 (Earth Fault Loop Impedance in the field) 

Having calculated Zs = 0.238 and la=120Amps at the pump's terminal box, then compliance with Clause 

5.7.4 of AS3000 is verified as follows: 

Zs /a 5 Ue 
i.e. 0.238x120=28.5 Volts which is below 230V required as the maximum value of 

touch potential on the field equipment in Clause 5.7.4 of AS3000:2007. Therefore no issue is found on 

compliance for field equipment. 

The Earth Fault Loop Impedance on the MSB Busbars Zo = 99.54 Per Unit (pu) on 100MVA base. Using 

the above formulae the ohmic value is: Zs= 0.169 '0 (Earth Fault Loop Impedance) 

Having calculated Zs = 0.169 and la=312.5 Amps at the MSB bus bars, then compliance with Clause 

5.7.4 of AS3000 is verified as follows: 

i.e. 0.169x312.5=52 Volts which is below 230V required as the maximum value of touch potential on 

the MSB in Clause 5.7.4 of AS3000:2007. Therefore no issue is found on compliance for MSB. 

Conclusion: 

Detail design, equipment selection and protection systems selected for SP143 Links Ave South #3 

Sewage Pump Station is in compliance with AS3000:2007. 
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CONCRETE NOTES: 
1. CONTRACTOR TO LOCATE EASEMENT AND PROPERTY BOUNDARIES 

PRIOR TO CONSTRUCTION OF NEW SWITCHBOARD CONCRETE SLAB. THE 

NEW CONCRETE BASE SLAB SHALL BE POURED TO PROVIDE A STABLE, 
LEVEL PLATFORM FOR THE NEW SWITCHBOARD. 
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AUTHORITY BY-LAWS. 
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PSE-S5S002 
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AREA BY REMOVING THE OLD SWITCHBOARD AND SLAB. 
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RADIUS BENDS, MINIMUM DEPTH 500mm. ALL CONDUIT STUBS FITTED 

WITH END CAPS TO PREVENT INGRESS OF MOISTURE AND SOIL. 
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CONDUIT NOTES. 
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INSTALLATION NOTES 
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1.0) OUEENSLAND 

UrbanUtilities 
ABN 72 002 765 795 

SP143 LINKS AVE SOUTH #3 
SEWAGE PUMPING STATION 

SITE COVER SHEET 
. 

ELECTRICAL DRAWINGS INDEX 

DWG N°. TITLE SHEET REVISIONS 
486/5/7-0297-000 SITE COVER SHEET 00 0 

486/5/7-0297-001 POWER DISTRIBUTION SCHEMATIC DIAGRAM 01 0 

486/5/7-0297-002 PUMP 01 SCHEMATIC DIAGRAM 02 0 

486/5/7-0297-003 PUMP 02 SCHEMATIC DIAGRAM 03 0 

486/5/7-0297-004 RESERVED FOR PUMP 03 SCHEMATIC DIAGRAM 04 

486/5/7-0297-005 RESERVED (DRY WELL SUMP t EM STORAGE DEWA Tails PUMP) 05 

486/5/7-0297-006 RESERVED (GENERATOR CONTROL) 06 

486/5/7-0297-007 COMMON CONTROLS SCHEMATIC DIAGRAM 07 0 

486/5/7-0297-008 COMMON RTU I/O SCHEMATIC DIAGRAM 08 0 

486/5/7-0297-009 RTU POWER DISTRIBUTION SCHEMATIC DIAGRAM 09 0 

486/5/7-0297-010 RTU DIGITAL INPUTS TERMINATION DIAGRAM - SHEET 1 OF 3 10 0 

486/5/7-0297-011 RTU DIGITAL INPUTS TERMINATION DIAGRAM - SHEET 2 OF 3 11 0 

486/5/7-0297-012 RTU DIGITAL INPUTS TERMINATION DIAGRAM - SHEET 3 OF 3 12 0 

486/5/7-0297-013 RTU DIGITAL OUTPUTS TERMINATION DIAGRAM - SHEET 1 OF 2 13 0 

486/5/7-0297-014 RTU DIGITAL OUTPUTS TERMINATION DIAGRAM - SHEET 2 OF 2 14 0 

486/5/7-0297-015 RTU ANALOG INPUTS TERMINATION DIAGRAM 15 0 

486/5/7-0297-016 RTU ANALOG OUTPUTS TERMINATION DIAGRAM 16 0 

486/5/7-0297-017 COMMON CONTROLS TERMINATION DIAGRAM 17 0 

486/5/7-0297-018 EQUIPMENT LIST 18 0 

486/5/7-0297-019 CABLE SCHEDULE 19 0 

486/5/7-0297-020 SWITCHBOARD LABEL SCHEDULE 20 0 

486/5/7-0297-021 SWITCHBOARD CONSTRUCTION DETAILS - SHEET 1 of 3 21 0 

486/5/7-0297-022 SWITCHBOARD CONSTRUCTION DETAILS - SHEET 2 of 3 22 0 

486/5/7-0297-023 SWITCHBOARD CONSTRUCTION DETAILS - SHEET 3 of 3 23 0 

486/5/7-0297-024 FIELD INSTRUMENTATION - INSTALLATION DETAILS 24 0 

486/5/7-0297-025 RESERVED (CATHODIC PROTECTION UNIT) 25 

486/5/7-0297-026 RESERVED (FIELD DISCONNECTioN BOX) 26 

486/5/7-0297-027 SWBD GENERAL ARRANGEMENT ELEVATIONS 27 0 

486/5/7-0297-028 SWBD GENERAL ARRANGEMENT SECTIONS 28 0 

486/5/7-0297-029 RESERVED (GENERATOR EXTERNAL CONNECTION BOX) 29 

486/5/7-0297-030 SWITCHBOARD SLAB - LOCALITY AND SITE PLANS - SHEET 1 of 3 30 0 

486/5/7-0297-031 SWITCHBOARD SLAB AND CONDUIT DETAILS - SHEET 2 of 3 31 0 

.. 486/5/7-0297-032 SWITCHBOARD AND ELECTRICAL CONDUIT LAYOUT - SHEET 3 of 3 32 0 . 
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STANDARD VARIABLES 
1 

DESCRIPTION VALUES 
CT METERING ISOLATOR NOT APPLICABLE 

NORMAL SUPPLY MAIN SWITCH 125A 5250PE/125 

GENERATOR SUPPLY MAIN SWITCH 125A S250PE/125 

PUMP1 CIRCUIT BREAKER 20A S12561/20 

PUMP2 CIRCUIT BREAKER 20A S125GJ/20 

DRY WELL SUMP PUMP CIRCUIT BREAKER NOT APPLICABLE 

EM STORAGE OEWATERING PUMP CCT BREAKER NOT APPLICABLE 

PUMP SOFT STARTER SIZE MCD5-0021B . 17 

PUMP RATING 4.6kW 10A 

PUMP LINE CONTACTOR CA7-30 

DRY WELL SUMP PUMP RATING NOT APPLICABLE 

DRY WELL SUMP PUMP CONTACTOR & TOL NOT APPLICABLE 

PUMP SOCKET OUTLET . INCLINE SLEEVE 051 3114013972 . 51BA058 

PUMP INLET PLUG . HANDLE 051 3118013972 , 311A013 

WET WELL LEVEL TRANSMITTER W1.52)0(A4ALID1CD1X km 

EMERGENCY STORAGE WELL LEVEL TRANSMITTER NOT APPLICABLE 

EM. STORAGE DEWATERIN6 PUMP RATING NOT APPLICABLE 

EM. STORAGE DEWATERING PUMP CONTR & TOL NOT APPLICABLE 

FLOWMETER RANGE NOT APPLICABLE 

WET WELL ULTRASONIC LEVEL SENSOR NOT APPLICABLE 

DELIVERY PRESSURE TRANSMITTER BR52XXCA1EHPMAS L.12 20m 

RADIO DR900-07A02-00 

EMERGENCY PUMPING TIME 0 7 2sec 

No of SINGLE POINT PROBES 2 

INCOMING MAINS SUPPLY CABLE 16mml 

MAIN EARTHING CABLE 6mm' 

INCOMING GENERATOR SUPPLY CABLE NOT APPLICABLE 

SOFT STARTER 3 PHASE SUPPLY 6mm' 
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SP143 
LINKS AVE SOUTH #3 
SEWAGE PUMP STATION 

STANDARD DESIGN OPTIONS 
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OPTION DESCRIPTION FITTED 

A INDIVIDUAL PUMP MOISTURE IN OIL (MID) SENSOR AND FAULT RELAY TEE NO 

B INDIVIDUAL PUMP MOTOR AUX PROTECTION SENSORS AND FAULT RELA YS MS NO 

C INDIVIDUAL PUMP REFLUX VALVE POSITION SWITCH MS NO 

D STATION MANHOLE SURCHARGE IMMINENT ICES NO 

E STATION DRY WELL SUMP PUMP AND LEVEL INDICATION SENSORS AND RELAYS ICES NO 
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G STATION EMERGENCY STORAGE LEVEL SENSOR & DEWA TERING PUMP CBS NO 

H STATION DELIVERY FLOWNE TER MS NO 

I BACKUP COMMUNICATION - GSM YES MC 

J PUMP CONNECTION (Via De-contactors) YES MO 

K CATHODIC PROTECTION MIES NO 

L MOTOR THERMISTORS (Via De-contactors) YES CEBS 

M ODOUR CONTROL MES NO 

N DIRECT CONNECTED METERING YES OEM 

0 PUMPS ELECTRICAL INTERLOCK 11233 NO 

P WET WELL WASHER MES NO 

Q AUX PIT SUMP PUMP AND LEVEL PROBE NES NO 

R TELEMETRY RADIO YES alm 

S WET WELL SECONDARY LEVEL SENSOR MES NO 

T WET WELL PRIMARY LEVEL SENSOR (Direct Connected) YES Me 
U DELIVERY PRESSURE TRANSMITTER (Direct Connected) YES CZEIS 

V CHEMICAL DOSING TES NO 

W PUMP START METHOD - SOFT STARTER YES CM 

X 3rd PUMP INSTALLED MES NO 

Y POWER METER TO NO 
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FAULT 

REFER SHEET 09:C1 

--C..-- 

--Cm.- 

ROS2 
I 16- 

ROS2 
ROS2- SUBMERSIBLE PUMP 

..e° 
Not 

M 4.6kW 10AMPS 
N3 

: 

3 2 1 
2A 4/ 

ROS2- C OM 

CONTROL POWER 

START PUSHBUTTON 

STOP PUSHBUTTON 

E.STOP RELAY HEALTHY 

RESET PUSHBUTTON 

RUNNING 

STARTER FAULT 

SPARE 

SPARE 

SPARE 

I 

a 
5 10 

12(.5_ 20A 
11,0.631725AI 
Imo 61120A1 
Note 1 

...1.0 "-<'- x 
J 0101 tDj_ 

0101 )- 
130 

Cam- 
__4714./ 

6 7 1 

0101. 
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CONSTRUCTION - EXTERNAL SWITCHBOARD 

Cubicle construction 3mm Marine grade Aluminium 152511. 

Plinth construction 200x60 channel 6061 T6 Grade Aluminium. 

Folded, 'Pulse MIG- L "TIG welded with all visible seams and joints fully welded, free from 

splatter and ground smooth where needed. 

External doors and covers fitted with Emka 1011-207 self grip seal. 

Stainless Steel 1:1" Handles fitted where indicated on the drawings. 

M6 Earth studs fixed to the interior of all doors and hinged escutcheons and on adjacent cubicle 

interior surfaces. Fit dedicated earth stud adjacent main earth bar for switchboard earth. 

Door stiffeners, door stays, cable straps, and document holders etc fitted where shown on the 

drawings. 

Door stay arms to be S/Steel and of sufficent strength to prevent being deformed when 

subjected to reasonable loads. Minimum 3mm S/Steel. 

Lift-off covers and mounting panels fixed with MB studs & stainless steel dome nuts. 

Gland plates manufactured from 3mm aluminium, unless otherwise shown. 

Inspection/Access plates manufactured from 3mm aluminium. 

Gland/Inspect/Access plate openings fitted with M6x1.0 flat head closed end rivet nuts. (Detail Fl 

Cable glands to be fitted with compression side Installed within cubicle. (Detail GI 

Gland/Inspection/Access plates to be fitted with seals attached to cubicle. 

Gland/Inspection/Access plate fixings at 100mm. 

Gland/Inspection/Access plates to maintain a 50mm clearance from section dividers. 

Gland/Inspection/Access plates are NOT to be split. 

Inspection/Access plates are NOT to be earthed. 

Provide Shrouding to all live parts to IP20 where required. 

Hinges (external) Selectrix HIB650ss-316. Stainless steel. 

Star washers fitted under all hinge screws. 

Hinged escutcheons fixed with Emka 1/4 turn 1000-U142 

All equipment to be removable via front access. 

Install switchboard with non-hydroscopic material between plinth and concrete slab. (Detail Ell 

All escutcheons to open a minimum of 90 
All sheet metal edging to be de-burred. 

Locks Doors 1 - 9 & /1 

DORE ELECTRICS - Swing Handle SHKSS Universal Locking - 92268 

DORE ELECTRICS - 3 point loch rod set - TLR24 

Half Profile Cylinder 

Key Codes RC496A, RC4%AB, RC496ABC refer to each door for clarification. 

Locks Door 12 

DORE ELECTRICS - Swing Handle SHKSS Universal Locking - 92268 

DORE ELECTRICS - 3 point lock rod set - TLR22SS lull S /Steel) 

Lockwood Barrel Lock, Key Code RC496AB 

Locks Door 10 

DORE ELECTRICS - Swing Handle SHPSS Padlockable - 316 

DORE ELECTRICS - 3 point lock rod set - TLR24 

ENERGEX padlock, S/Steel Shackle, 45nrn brass pin tumbler. 

Energize Key *325. c/w 2 keys. 

OPERATING PARAMETERS 

Standard 

Current & Frequency 

Rated Operational Voltage Ue 

Rated Insulation Voltage Ui 

Rated Auxiliary Voltage 
Rated Current (Main Busl 

Short Circuit Current Inc 

Duration of Is( 

Degree of Protection 
Measure of Protection by barriers 
and enclosures. 

Service Conditions 
Mass 

Forms of Segregation 

AS 3439.1 

AC 50Hz 

415 VAC 

660 V 

240 VAC / 24 VDC 

300 AMPS 

20 kA 

.2 sec 

IP 56 to AS 1939 

Outdoors 
Not exceedng 2000kg 

Form 3 

WIRING 

All wiring to be PVC V90 NT 0.6 /1Kv Grade with tinned conductor. 

Control and instrumentation wiring has flexible copper conductors, and is colour coded 

as detailed below, each individual wire shall be numbered each end, and terminated by 

the use of appropriate pre-insulated crimp lugs or pins. 

Separate lugs or pins shall be used for each conductor. A proprietary double pin lug 

may be used to terminate two conductors. 

Use proprietary bridging links when required to common up terminals. 

Not more than two wires shall be connected to any terminal. 

Not more than one wire shall be connected on one side of any tunnel type terminal. 
Where multiple connections are required on tunnel terminals, proprietary terminal link 

bars shall be used. 

Power wiring to be minimum 2.5sqmm stranded copper conductors, phase colour coded 

as detailed below. 

Control wiring to be minimum 1.0sqmm flexible copper conductors, colour coded as 

detailed below. 

Low level control signals to be minimum 0.5sqmm flexible copper conductors. colour 

coded as detailed below. 

Wiring between RTU terminals & RTU disconnect plugs to be multicore cable with 

0.5sqnm flexible copper conductors. 

4-20mA analog signals (internal L external) wired in shielded pair minimum size 

0.5sqnm, and earthed at one end only. (Switchboard end for external signals) 

All 240VAC wiring in the RTU or PLC sections shall be double insulated and all terminals 

shall be shouded and labelled- ' Danger 240VAC' 

Earth cables minimum 2.5sqmn flexible. 

Doors and hinged escutcheons bonded with flexible tinned copper braiding. 

Disconnection zone door to be bonded with flexible copper B/Wire. Heat shrink at lugs. 

Switchboard to have dedicated earthing cable bonding directly to main earth bar. 

Ensure minimum clearance of 100mm is maintained between cable ducting L gland plates. 
Wire numbering will be equal to Grafoplast 512000 system. 

Terminal strips to be mounted 30mm off equipment panel to aid termination. 

Wire numbers are readable left to right,bottom to top as shown. 

U 
2 111 

Supply spare 'RTU fuse terminal' fuses seperately 2x10A, 2x5A 4x2A, 6x.5A 

All cable glands to be Stainless Steel type. 

COLOUR CODE 

Phase wiring (A,B LCl 

Potential Meterng1240/415 VAC( 

Current Meterng (Secondary) 

240 VAC Control Active 

240 VAC Neutral 

Extra Low VDC Positive supplies 

Extra low VDC Negative supplies 

General Extra Low VDC WMing 

RTU L PLC Wiring 

Electrode Wiring 

Intrinsically safe wirivg 

Earth 

Door L Escutcheon Earth Bonds 

Red, White, Blue 2.5scprin 

Red, White, Blue, Black 1Ssqmm 

Red, White, Blue, Grey 2.5sqnrn 

Red 1.0sqmm 

Black 1.0sqmm 

Orange 1.0squen 

Violet 1.0sqrtra 

Grey 1.0sqrnm 

Grey 0.5scprim 

Salmon 1.05qmm 

Light Blue 15sqrrm 

Green/Yellow 2.5scprirn 

Green/Yellow l sdnol 

PAINTINQ 

Aluminium Surface Preparation. 

Finish smooth all exposed welds, clean, descale, and degrease all surfaces. 

Surfaces pretreatment in accordance with AS 1580 & AS 3715 using NOVO% LF acid etch 

cleaner, Novacoat 12 conversion coating, L clean water rinses. 

Apply DULUX ALPHATECH 3000 powder coat to manufacturer's recommendations. 

CUBICLE L EXTERNAL COMPONENTS :- DULUX Mist Green 1366481 matt finish. 

INTERIOR ITEMS (mounting panels, escutcheons, etc.) :- DULUX Bright White 1321661 

Minimum Dry Film Thickness all surfaces 50 microns. 

(3, (3, 

S S 
as 
BB 

S 

IBM C. 
! C 

NON-FILTERED SUPPLY ARRANGEMENT 

DETAIL M 

SUB-DISTRIBUTION BOARD ARRAMIMENT 

FLTERED SUPPLY ARRANGEPENT 

Sheet 21 

FOR REVIEW 

LABELS 

Internal labels W/B engraved ABS PLASTIC to label schedule. 
Warning labels RN engraved ABS PLASTIC to label schedule. 
E/Stop labels Y/B engraved ABS PLASTIC to label schedule. 

Fist letter = Background colour, Second letter = Lettering colour. 

Main switch label 

Pump CB labels 

Compartment labels 

E/Stop labels 

WarNng labels 

MAIN SWITCH 

400A 

PUMP Not 
250A 

RTU 

lOrren 

4rrim 

6mri 

Nran 

lOmm 

EMERGENCY STOP Mm 

DANGER 615V 
7mm 

ISOLATE ELSE WHERE r Sm 

Material ABS PLASTIC 
Colour B/W 

Material ABS PLASTIC 
Colour W/B 

Material Stainless Steel 

meurrial (IBA PLASTIC 

Material ABS PLASTIC 
Colour FUN 

Internal labels secured by M3 chrome plated metal threads. 

CB's to be identified with individual labels as per label schedule_ 

Labels obstructed by switchboard wiring are relocated to adjacent duct lid and secured 

by M3 nylon threads. LW to be secured by a single cable tie at one corner. 

External labels 1mm thick 316 grade s/steel secured by M3 316 s/steel metal threads. 

All Internal and external labels are to have bevelled edges. 
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1- 30nm x 6.3mm C Busbar per Phase N LE 
3 - 12mm Dia holes per Phase. N & E for cable connections 

To Main Switch 
(lower 12mm hole for external generator connection) 

To Generator 
Plugs 

2 - 60sa 
Insulators 

0 
ESCUTCHEON LAYOUT DETAIL W 

0 
ESCUTCHEON LAYOUT DETAIL V 

ESCUTCHEON 

LAYOUT 
DETAIL X 

For Portable 
Generator Connection 

DETAIL I 

(GENERATOR BOLTED CONNECTION( 

(FIT SHROUD AND LABEL) 

cables to 
Wet well 

DETAIL W 

(WET WELL CONDUIT SEALING DETALI 

3m stainless steel and plate 
Drilod cat and split to match 
rubber cable bond. 
Each half Fixed to bung 
with 3140m s/s screws. 

Allow 55mm min clearance for comms 
connections between display and 
other items and duct support 

DUPLICATE FOR PUMPS 1 & 2 

0 
ESCUTCHEON LAYOUT DETAIL T 

NOTE: 
ALL ESCUTCHEONS 
TO OPEN 90° min. 

ENSURE ALL EOUIPPENT CLEARS MULLION 

WHEN HIKED PANEL IS FULLY OPEN 

Shroud behind 

Allow minimum 

distance for 
all equipment 
to clear nullion 

Shroud behind 

0 
ESCUTCHEON LAYOUT DETAIL R Sheet 22 
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GJBELE 

DOOR 

Dew Seal 
Eaka 1211-201EPOM Sell Cr, Seel 

Bead tic door seals with Mae to prevent water 
Incress die to (*len act., 

Glue bottom dos seals te prevent Inadvertent 
chIctopent *nig accru ey eintenarce personal 

DETAIL A 

DOOR SEAL 
EXTERNAL SWITCHBOARD 

1.1111C.M.Indahrrp 

Woo 
we 

Woo CO Blom 

UMW in Maim droll 
Loglh to wit goo to wit* 
veld watt 

Ins Aluminum San %id 
Sin slidd comers rake RE 

30 

oral rAvlid. 
Hex 25 3% 5/steel Raton Head 
Socket Sans c/a 
316 S/steel spring Hat waster 

Securely weld boss Mt* position 

Notes: Screws are not to penetrate cubicle metalwork. 
Boss for sunshields to be 30mm, 

DETAIL B 

(SUN SHIELD MOLNT1NG TO ENDS, REAR AND DOCRSI 

KWH 

Ssltthbord Glade 

Neoprene Gasket 

60ne wick x l ttik. all rand 

Pleith200r60x9r6 
Alamein Channel (Pe No 6061 TII 

511,60 
welded 

16 

41 

emcee 

rani to plash 

Had down bracket 

Meares plinth base coated with 
Dituaatt *OM Coal Tr Epoxy or 

other egad, 1:0 bit, skrtaci 
teleran, waterproof pretecttve coal* 

3e Along Sus Roof 
accag free hunt to rerr 

DETAIL El 

MOLTING DOWN FACIUTES OETAL) 

(EXTERNAL BRACKET) 

SET UP CUBICLE TO BE LEVEL & PLUMB BEFORE BOLTING TO 

CONCRETE PLINTH USING M12 S/STEEL CHEMICAL ANCHORS. 

MINIMUM ANCHORAGE 110mm. USE 40x40x3mm WASHERS 

FILL WITH NON-SHRINK GROUT WHERE REQUIRED. 

DETAIL N 

(AERIAL SIPPORT BRACKET DETAIL) 

1% x 20 316 S/sPeel Pan Had Motel Threads 
316S/steel flat washer 

\seckalig plate at Elea Intents. 

II II /0.1311E 

- 
igrrnWpItne 

IV 

Thin Sheet Rivet Mut 
P16 x1.0 316 S/steel 
Flat Head - Closed End 

Vispetibn/ard plate 3ra 

DETAIL F 

IGLAM)/NSPECTION PLATE FIXING DETAIL) 

filly wild Is adds 

Imo oh At Pew* motel 
Rol PI conto.Ohocl 
=de Ern, 

D4 6I e itet3 3s sided 
bane Nei WO eras 

wean 

la le Woad water stes 

Stillness Steel 
(tie glands Wined 

soon nq plate 
(shvgla sliel swkdbords xri 
Wade Wed satditioards 271 

025 Naar,' boss 
central Internal thread MB 

036 

Weld boss btu position 

Note. Screws are not to penetrate abide metalwork 

DETAIL C 

(SUN ROOF FIXING DETALI 

MK 120 3% S/steel Button Head 

Sodet Screws dr Hearne waster 
to prevent Ingress of Inter 

40mm Clearer(' 
hole In sunroof 

Use 6 Off - Ml 3* 
S/Steel Alan key 
countersunk 
socket screws 

Neoprene 
Mounting 
Gasket 

25nm Alum. Pipe 

Ithreaded 
Internally 

to skit 20mm pvc cable gland 

20mm PVC 
Cable Gland 

SUNROOF 

SWITCHBOARD 

Generator 
appliance Hat 

conrectSse 

PUN 111 

AU cable glands Installed vitt 
mr,essielonctsket located 

DETAIL G 

(CABLE GLAND NSTALLATION DETAIU 
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DETAIL X 
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*port shelf h 
lowered position 

35 x 40 thnajlicprns 
central ht 
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40mm Clearance 
hole In sunroof 

MI6 S/S 

Weld plate 
to pan 

N% S/S J Breezeway 

Brass 0.63 
tour 

Label 
(See Dena 

Claret 

full ATM bar bOwS 

op welded to cons 

DETAIL V 

(BREEZEWAY LATCH INSTALLATION DETAL) 

2Smm Alum. Pipe 
threaded Internally 
to suit 20mm plugs 

Seal by fully 
weld hg 

DETAIL X 

SUNROOF 

SWITCHBOARD 

20mm PVC 
plug C/w 
weatherproof seal 

(SMART METERING ANTENNA PLUG DETAIL) 
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DOOR CLEARANCES 
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ALLOW SUFFICIENT LENGTH ON CABLE TO ALLOW 
FOR REMOVAL OF PROBE AND CONDUIT ASSEMBLY.' 
EXCESS LENGTH TO BE STORED IN ELECTRODE BOX. 

NORTH SURVEY MARKER No.340 
mAHD z 2.941 

FLANGE TO FIT IN EXISTING ELECTRODE BOX. 
TYPICAL WIDTH OF ELECTRODE BOX IS 120mm. 

S/STEEL 
CABLE GLANDS 
ITo Suit) 

HANGING 
HOOK 
Note 1 

ELECTRODE 
BOX 

6mm 5/5 FLANGE FIXED WITH 
APPROPRIATE ANCHORS FOR / FUTURE RADAR TX 

IL of LEVEL PROBE BOX 
mAHD . 2.694 

100mm CORED HOLE FLANGE 

(RADAR TX FLANGE NOONTNG DETAU 

SURCHARGE LEVEL 
mAHO . 2.039 

0.955 mtrs 
I Note 5 

CABLE CLAMP 
SUSPENSION EYELET 

EXISTING CONDUIT 
TO SWITCHBOARD 

SURCHARGE IMMINENT 
LEVEL 
mAHO . 1.139 

RAG TUBE - BELLED OVER PROBE 
032 CONDUIT 300 LONG C/W CAP 8, PVC GLAND 

MEASUREMENT POINT -1=1 
SURCHARGE IMMINENT 1 
LEVEL PROBE 

2.250 mtrs 
Note 5 

25mm NYLON 
CABLE GLAND 
Note 4 

END CAP 

INo Gluel 

SECONDARY LEVEL TRANSMITTER INSTALLATION NOTES 

IP611 RATED "VEGABAR 52 " PRESSURE SENSOR WITH 
"2" TRI-CLOVER" FITTING. MODEL TO SUIT PRESSURE 
RANGE AND CABLE LENGTH FOR EACH NOIVIDUAL SITE. 
EXAMPLE MODEL "BR52XXCAIDIPMAS' 

PRESSURE RANGE --I 
HIGH LEVEL 
mAHD 0.444 

MEASUREMENT PO NT -7.. 
HIGH LEVEL 
PROBE 

40mm PVC CONDUIT 

"TRI-CLOVER" STAINLESS STEEL 
CLAM, TO BE SUPPLIED WITH 
PRESSURE SENSOR 

STARLESS STEEL 'VEGA ADAPTOR V MATING 
PIECE FOR JONING "TRI-CLOVER" FITTING WITH 
DN25 ill BSP MALE END. TO BE SUPPLIED WITH 
PRESSURE SENSOR. 

PUMP A START 
mAHD 0.044 

CABLE TO REMOTE 
DISPLAY/CAUBRATION UNIT 
IN PUMP STATION SWITCHBOARD 

DN25119 BSP STAINLESS 
STEEL SOCKET 

3.500 mtrs 
Note 5 1.310 mtrs 

DRILLED 6mm HOLES AT 
300mm INTERVALS ALONG 
THE LENGTH OF THE CONDUIT 

Note 2 

DETAILS OF NON PREFERRED INSTALLATION 
TO BE USED WHERE SPACE IS LIMITED 

PUMP A STOP 
mAHO . -0.506 

ISee Note 61 

DNB STAINLESS STEEL UMON WITH DNB Ill BSP 
FEMALE ENOS ANO INSTALLED WITH FEMALE 
SECTION OF UNION ADJACENT TO VALVE 

ON25 11I BSP STAINLESS 
STEEL NIPPLE. 

ON25 In BSP STAHLESS STEEL 
90' EQUAL MALE BEND. 

Note 3 

LEVEL PROBE 
reAHD . -0.806 

HYDROSTATIC LEVEL 
PROBE 

RANGE . tot 

REDUCE TO SUIT . 
EXISTING PRESSURE 
POINT STOP COCK 

DETAILS OF PREFERRED INSTALLATION 

MEASUREMENT POINT 

Electrical contractor to supply 
and fit all fitting necessary to 
plumb pressure transducer into 
existing isolation valve. 

NOTE. ADDITIONAL FITTINGS MAY BE REQUIRED 

QTY MATERIALS LIST 

1 1 LENGTH OF HEAVY DUTY 
ORANGE PVC CONDUIT 40mm 

2 1 CONDUIT END CAP 

3 2 25mm NYLON CABLE GLAND 

4 3 CABLE CLAMP SUSPENSION EYELET 

PRIMARY LEVEL PROBE INSTALLATION NOTES 

1. Install stainless steel hanging hook for 
the suspension of the hydrostatic probe. 

2. Drill to x bmm holes, 150mm from each end and every 300mm 
of the cut length, prior to installation. 

3. Install so that the conduit rests on the shoulder of the probe. 
Do not glue the conduit to the end cap. 

4. Install a 25mm nylon cable gland. Apply no compression to cable. 

5. Measurements are to be taken from bottom of the 
Level Probe box to 'measurement points' on probes 

6. Pump stop level shown on this drawing is 100mm above actual IDTS value. 
This allows for ramp down of soft starter/VSD 

A-A 
EXISTING ON 
SITE PRESSURE TRANSMITTER INSTALLATION NOTES 

0N25 FULL BORE STAINLESS STEEL 
BALL VALVE WITH 
ON25 BSP THREADED FEMALE 
ENDS 

TAPPING BAND N.T.5 

1. Material: All stainless steel 
fittings to be grade 316. 

2. Galling: All stainless steel 
threads to be lubricated with 
approved anti galling grease 
and thread tape where applicable. 

3. Install as per "prefered" detail 
unless space limitations prevents 
this method. 
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