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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

1 INTRODUCTION 
This specification has been developed for SP279 Gympie Rd as part of the "Sewage Pump Station 
Reliability Improvement Project" and the 2011 flood recovery project. The Project will replace 
the existing switchboard with the new standard design. All civil and mechanical installation will 
remain the same. 

This specification contains the site specific details and describes the non standard functional 
requirements for control, monitoring and telemetry at the station. The functional requirements 
described in the document are in addition to the standard functionality detailed in "SSM084 
Standard Sewage Pump Station - Functional Specification x-xx)" ' which was developed for the 
Sewage Pump Station Reliability Improvement Project. The functionality for this site adheres to 
both standards unless specifically stated otherwise in this document. 

All standard design options that are applicable are detailed in this specification along with all the 
site specific values required for the correct operation of this station. 

1.1 Site Location 
SP279 Gympie Rd is a submersible station containing 2 pumps with fixed speed drives and is 
located on Gympie Rd, Bald Hills. 
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Figure 1: Location Map 
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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

1.2 Standard Design Options 
The standard design options checked in the table below have been included in the design for 
SP279 Gympie Rd. The functional detail of each option is fully specified in the standard 

specification, "SSM084 Standard Sewage Pump Station - Functional Specification" and the 

options have also been incorporated into the electrical schematics for this site (See Appendix A 
Drawing List). 

Table 1: Standard Options for a Sewerage Pumping Station 

Option Required Description 

A - Individual pump moisture in oil (MIO) sensor and fault relay. 

B - 
Individual pump moisture in stator (MIS) sensor and fault relay and/or 
bearing temperature fault sensor and fault relay 

C - Individual pump reflux valve micro switch. 

DI - Upstream Manhole Surcharge Imminent Probe 

D2 - Upstream manhole surcharge imminent - Electrode 

E Station dry well sump pump and level indication sensors and relays. 

F - Station permanent generator (ATS and control connections). 

G - Emergency Storage Level Sensor & Dewatering Pump 

H - Station delivery flow meter. 

I GSM Backup Communication Options. 

3 De-Con 

Pump Connection Method (Direct / De-Con / Field / IDC) 

(Direct/De-Contactor/Field Disconnect/Integrated Disconnection 
Cubicle) 

K YES Cathodic Protection. 

L YES Motor Thermistor. 

M - Odour Control 

N - Current Transformer (CT) metering. 

01 - Pumps Fully interlocked 

02 - Pumps Interlock with Genset Only 

P - Wet Well Washer 

Q Valve Pit Sump Pump and Level 

R LOW Telemetry Radio (High / Low / No) 

S - Wet Well Secondary Level Sensor (Radar) 

T YES Wet Well Primary Level Sensor (Hydrostatic) 

U YES Delivery Pressure Transmitter 

V - Chemical Dosing 

W - Variable Speed Drives 

X - Third Pump 

Y - Power Meter 

For a full list of equipment installed on site refer to the equipment list in the site electrical 
drawings. 
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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

1.3 Site Details 
The station has the following pump details as per the contingency 2002 data (AMENDED: 
14/02/2002) and the existing RTU code. 

1.3.1 Network Details 

Sewer Scheme S5 

Macro Catchment 53 

ADWF 1.6L/s 

1.3.2 Pump Details 

Pumps Size 2 x 3.1 kW 

Dry Weather Hrs : 9.58 hrs/wk 

Avg Pump Cycle : 2.07min on / 34.10 min off 

Design Duty Point 28L/s 

1.3.3 Generator 

Generator Size 

Number of Pumps that can run 2 
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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

1.3.4 Site Control Levels 

Wet Well 

Description 

Pre- 
Upgrade 

Levels 

Proposed 
Changeover 

Levels 

Proposed 
Final 
Levels Units 

Range 5.500 5.500 5.500 NI 

Surcharge occurring level 9.786 9.786 9.786 mAHD 

Surcharge imminent level 9.396 9.396 9.486 mAHD 

Inhibit mode start level - 9.286 9.286 mAHD 

Inhibit mode stop level - 9.086 9.086 mAHD 

Emergency Storage Inlet Level - - - mAHD 

High alarm level 6.096 6.096 6.096 mAHD 

Duty B pump start level 5.746 5.746 5.746 mAHD 

Duty A pump start level 5.696 5.696 5.696 mAHD 

Duty B pump stop level 5.046 5.046 5.046 mAHD 

Duty A pump stop level 4.996 4.996 4.996 mAHD 

Low alarm level - 4.796 4.796 mAHD 

Wet well empty level (4mA of Probe) 4.696 4.696 4.696 mAHD 

Flow Meter 
Description Level Units 

Range lis 

Minimum Value (4mA) Vs 

Flow high alarm limit - lis 

Flow low alarm limit - lis 

Pressure Gauge 
Description Level Units 

Range 10.000 m 

Minimum Value or elevation (4mA) 11.691 mAHD 

Pressure high alarm limit tba mAHD 

Pressure low alarm limit tba mAHD 

Sewer Punt 
Description Pump 1 Pump 2 Units 

Current high alarm limit t.b.a. t.b.a. A 

Current low alarm limit t.b.a. t.b.a. A 

Power high alarm limit t.b.a. t.b.a. kW 

Power low alarm limit t.b.a. t.b.a. kW 

Pump blocked alarm limit - - lis 
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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

2 NON STANDARD DESIGN 
The following sections will define any not standard requirements for the site. 

2.1 Equipment and Physical I0 
This site is standard with the standard design options implemented as detailed in Section 1.2: 

Standard Design Options. (Refer to site-specific physical 10 list developed for this site). 

2.2 Control Functions 
This site has standard control functions as per the standard specifications 

2.3 Monitoring and Alarms 
This site has standard monitoring and alarm points as per the standard specifications 

2.4 Calculations 
This site has standard calculations as per the standard specifications. 

2.5 On Site Display Screen 
This site has standard on site display screen as per the standard specifications 

2.6 UUTS Alarm Instructions 
This site has standard alarm instructions as per the standard specifications 

2.7 UUTS Picture 
This site has a standard BWTS picture as per the standard specifications 

SP279 Gympie Rd - Site Specific Func Spec 1-00 Page 9 

SP279 Gympie Road Bald Hills SPS Reliability Improvement Project Functional Specification

Q-Pulse Id TMS947 Active 10/12/2014 Page 9 of 70



SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

3 SEWER NETWORK OVERVIEW 
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Figure 2: Network Overview 
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SP Reliability Improvement Project Functional Specification: SP279 Gympie Rd 

Appendix A: DRAWING LIST 
To determine the latest revision of each drawing, refer to the drawing index - SHEET 00. 

Electrical Drawing List 
Sheet # Drawing # Title 
00 486/5/7-0313-000 Site Cover Sheet 

01 486/5/7-0313-001 Power Distribution Schematic Diagram 

02 486/5/7-0313-002 Pump 01 Schematic Diagram 
03 486/5/7-0313-003 Pump 02 Schematic Diagram 
rl 1.. .1`i() :` --f,i I 1,11 1,..V _ R I El) r(j/i Pth, ,' I .),.;.11;!11 IC i 1, U.:, (1:,: 

1): ' i 7; c -.(i.; i ;_i105 1,>1:Sy. R I If) 1 t )1? I), l',.. ",!;;I) A TIP S.,,.!, / ', ..oit wit: PHII:; 
(JO% ,,,,,, 6 ; -.,,.;!::-/ilk) ki_SI.R I L i ) [HI? (,,,,, , !,,, ( 

07 486/5/7-0313-007 Common Control Schematic Diagram 
08 486/5/7-0313-008 Common RTU I/O Schematic Diagram 
09 486/5/7-0313-009 RTU Power Distribution Schematic Diagram 
10 486/5/7-0313-010 RTU Digital Inputs Termination Diagram - Sheet I of 3 

11 486/5/7-0313-011 RTU Digital Inputs Termination Diagram - Sheet 2 of 3 

12 486/5/7-0313-012 RTU Digital Inputs Termination Diagram - Sheet 3 of 3 

13 486/5/7-0313-0 I 3 RTU Digital Outputs Termination Diagram - Sheet I of 2 

14 486/5/7-0313-014 RTU Digital Outputs Termination Diagram - Sheet 2 of 2 

15 486/5/7-0313-015 RTU Analog Inputs Termination Diagram 
16 486/5/7-0313-016 RTU Analog Outputs Termination Diagram 
17 486/5/7-0313-017 Common Controls Termination Diagram 
18 486/5/7-0313-0 I 8 Equipment List 
19 486/5/7-0313-019 Cable Schedule 
20 486/5/7-0313-020 Switchboard Label Schedule 
21 486/5/7-0313-021 Switchboard Construction Details - Sheet 1 of 3 

72 486/5/7-0313-022 Switchboard Construction Details - Sheet 2 of 3 

23 486/5/7-0313-023 Switchboard Construction Details - Sheet 3 of 3 

24 486/5/7-0313-024 Field Instrumentation - Installation Details 
.0:6 S --o1/3-/C5 REST:10 ED FOR ( (ilhodic I 'i ,,! ci,.,in 1 m. 

M: -,CV., 5 7-0:?/3. 0 50 RLSLRIEL) 1 ( IR rho 1-,,,ilin,, nun 8,, , 

27 486/5/7-0313-027 SWBD General Arrangement Elevations 
28 486/5/7-0313-028 SWBD General Arrangement Sections 

2v, -J.V, ..i. --0313-(I2,) REsTRI 'El) FOR Go:t., wo, Eh, u/ ( Orin,t ihm tr;o 
30 486/5/7-0313-030 Switchboard Slab - Locality and Site Plans 

31 486/5/7-0313-031 Switchboard Slab and Conduit Details 
32 486/5/7-0313-032 Switchboard Slab and Electrical Conduit Layout 

# Drawing sheet numbers are reserved and have not been created 
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Appendix B: PHYSICAL I/O LIST 
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3 Urban 

REVISION CONTROL 
SP279 Gympie Rd 
Physical 1.0. Spreadsheet 

Version Date Author Comment 
3-10 01-09-2012 Alex Witthoft Initial Version Developed from Template Version 3-10 
3-11 11-09-2012 Alex Witthoft Merged Slot 7 & 8 with Mixed I0 card - reduced rack size from 8 slots to 7 

A - Individual pump moisture in oil (MIO) sensor and fault relay. 
B - Individual pump moisture in stator (MIS) sensor and fault relay and/or bearing temperature fault sensor and fault relay 
C - Individual pump reflux valve micro switch. 
D - Upstream Manhole Surcharge Imminent Probe 
E - Station dry well sump pump and level indication sensors and relays. 
F - Station permanent generator (ATS and control connections). 
G - Station emergency storage level sensor and dewatering pump 
H - Station deliver flow meter. 
r 
7 . 

K 

L 

M 

N 

-Con 
Y 

r 

Backu. Communication ons. 
Pum Connection Method ' ontactor Field Disconnect 

-7Arr- -710,11111.113%ir 

' 

____. ._. 

Cathodic Protection. 
Motor Thermistor. 
Odour Control 

0 
P - Wet Well Washer 
Q Valve Pit Sump Pump and Level 
R LOW Telemetry Radio (Rfgh / Low / No) 
S Secondary Wet Well Level Sensor (Ultrasonic) 
T Y Primary Wet Well Level Sensor (Hydrostatic) 
U Y Delivery Pressure Transmitter 
V Chemical Dosing 
W Variable Speed Drives 
X - Third Pump 
Y Power Meter 

XA Third Pump with option A - MIO 
XB - Third Pump with option B - MIS 
XC - Third Pump with option C - Reflux 
XW Third Pump with option W - VSD 
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tibanutiliti es SP279 Gympie Rd 

7 I/O slots - PS , CPU and 7 I/O modules, wall mount or 19" rack 
RACK - 8 I/O Slot - V108 

Slot 00 Slot 01 Slot 02 Slot 03 Slot 04 Slot 05 Slot 06 Slot 07 Slot 08 

V251 V446 V265 V265 V265 V265 V616 V616 V562 

ACE 3600 ACE 3640 Digital Input Digital Input Digital Input Digital Input Digital Output Digital Output Mixed 10 Card 
POWER CPU CARD 16 Channel 16 Channel 16 Channel 16 Channel 16 Channel 16 Channel 4AO / 8A1 

SUPPLY 
(18-72 VDC) 16 DI Fast 24V 16 DI Fast 24V 16 DI Fast 24V 16 DI Fast 24V 16 DO EE Relay 2A 16 DO EE Relay 2A ±20 mA 

A00-A03 
DI01-D116 D117-D132 D133-D148 D149-D164 D001-D016 D017-D032 A10 - A17 

Motorola ACE Parts List 
Qty Item Descriptions 

1 F7509 ACE 3600 Basic Model (no radio) 
1 V446 ACE CPU3640 
1 V184 Plug-in RS-232 Port 
1 V212 Plug-in Ethernet 10/100M Port 
1 V107 7 I/O slots - PS , CPU and 7 I/O modules, wall mount or 19" rack 

3 (4) V265 Digital Input Modules - 16 DI FAST 24V DC (Only 3 when 3rd pump option is not needed) 
2 V616 Relay Output Modules -16 DO EE relay 2A 
1 V562 Mmixed 10 Card - 4AO / 8A1 +/- 20 MA MODULE 
1 V251 DC PS 18-72V 

1 V283 Software License (RTU Options) - DNP3+ License 
1 (0) V20 Blank I/O module (For Slot 04 when 3rd pump option is not needed). 
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ipie Rd SP279 Gympie Rd i Urban Physical I.O. Spreadsheet Digital Input Card 1 

vo # T 111111111111Pn 

-4141/111.te 
On State Term. # Wire # Schem Term 0 Comment , SAT 

DO1 1 pmplmainsPower Pump control power available On 7 D101 Sheet 02 Sheet 10 

D102 2 pmpllocalStart Pump local start pushbutton Not Pressed Pressed 9 0102 Sheet 02 Sheet 10 - r:1 

0103 3 pmpllocalStop Pump local stop pushbutton Not Pressed Pressed 11 D103 Sheet 02 Sheet 10 

0104 4 pmpleStop Pump emergency stop pushbutton Fault Healthy 13 D104 Sheet 02 Sheet 10 

0105 5 pmpllocalReset Pump local reset pushbutton Not Pressed Pressed 15 0105 Sheet 02 Sheet 10 - 

0106 6 pmplrunning -Pump running Not Running Running 17 D106 Sheet 02 Sheet 10 - 

D107 7 pmplfault Pump starter fault Healthy Fault 19 D107 Sheet 02 Sheet 10 - Either SS or VFD 

0108 8 21 0108 Sheet 02 Sheet 10 

D109 9 23 D109 Sheet 02 Sheet 10 B 

DI10 10 25 DI10 Sheet 02 Sheet 10 C 
D111 11 28 D111 Sheet 08 Sheet 10 D 

D112 12 stnlenergexPower Station energex mains power Off On 30 0112 Sheet 08 Sheet 10 - 

DI13 13 stnlmainsPower Station mains power Off On 32 DI13 Sheet 08 Sheet 10 - 

DI14 14 stnlsurgeDivOK Station surge dlverter heathy Fault Healthy 34 0114 Sheet 08 Sheet 10 

DI15 15 stnllocalRemote Station local remote switch Local Remote 36 0115 Sheet 08 Sheet 10 - 

DI16 16 wwIlsurchImm Wet well surcharge imminent Healthy Surcharge Imm 38 0116 Sheet 08 Sheet 10 - 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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W 

0101 

Ci66"n'ttihtipc 

1 

pie Rd 

pmp2mainsPower 

SP279 Gympie Rd 
Physical 1.0. Spreadsheet 

Descript - 

Digital Input Card 2 

On m arm 
Pump control power available Off On 7 DI17 Sheet 03 Sheet 11 - 

0102 2 pmp2localStart Pump local start pushbutton Not Pressed Pressed 9 DI18 Sheet 03 Sheet 11 - 

D103 3 pmp2localStop Pump local stop pushbutton Not Pressed Pressed 11 DI19 Sheet 03 Sheet 11 

D104 4 pmp2eSt op Pump emergency stop pushbutton Fault Healthy 13 0120 Sheet 03 Sheet 11 - 

0105 5 pmp2localReset Pump local reset pushbutton Not Pressed Pressed 15 DI21 Sheet 03 Sheet 11 - 

0106 6 pmp2running Pump running Not Running Running 17 DI22 Sheet 03 Sheet 11 - 

0107 7 pmp2fault Pump starter fault -Healthy Fault 19 DI23 Sheet 03 Sheet 11 - Either SS or VFD 
0108 8 21 DI24 Sheet 03 Sheet 11 A 
0109 9 23 DI25 Sheet 03 Sheet 11 B 

DI10 10 25 DI26 Sheet 03 Sheet 11 C 
DI11 11 wwllsurchlmmOK Wet well surcharge imminent signal healthy Fault Healthy 28 0127 Sheet 08 Sheet 11 Added in version 3 -10 
DI12 12 rtulBattSystem RTU battery system OK Fault Healthy 30 DI28 Sheet 08 Sheet 11 - 

DI13 13 rtulmainsPower RTU control power Off On 32 DI29 Sheet 08 Sheet 11 - 

D114 14 stnlemergPmpMode Station emergency pumping mode Not Active Active 34 0130 Sheet 08 Sheet 11 - 

0115 15 wwlihiqh Wet well high level Healthy High 36 DI31 Sheet 08 Sheet 11 - 

DI16 16 stn1DoorStatus Station security alarm (Doorsvirtch) Alarm Healthy 38 DI32 Sheet 07 Sheet 11 - 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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ipie Rd SP279 Gympie Rd 
,4' Urban Physical I.O. Spreadsheet Digital Input Card 3 

I/O # Term Tag -ilat. Description Off State On State Term. # Wire # Schem Term 0 Comment FAT SAT 
D101 1 Station transfer switch - generator status Not Generator Generator 7 DI33 Sheet 06 Sheet 11 

0102 2 9 D134 Sheet 06 Sheet 11 F 

0103 3 11 0135 Sheet 06 Sheet 11 F 

0104 4 13 0136 Sheet 06 Sheet 11 F 

0105 5 15 0137 Sheet 06 Sheet 11 F 

DI06 6 17 0138 Sheet 06 Sheet 11 F 
D107 7 19 0139 Sheet 06 Sheet 11 F 

0108 8 21 0140 Sheet 06 Sheet 11 F 

0109 9 23 DI41 Sheet 06 Sheet 11 F 

DI10 10 25 0142 Sheet 06 Sheet 11 F 

D111 11 28 0143 Sheet 08 Sheet 11 0 
D112 12 cprllocalReset Cathodic protection local reset Not Pressed Pressed 30 DI44 Sheet 08 Sheet 11 K 0 
0113 13 32 DI45 Sheet 05 Sheet 11 E 

DI14 14 34 0146 Sheet 05 Sheet 11 E 

0115 15 36 0147 Sheet 05 Sheet 11 E 

DI16 16 38 D148 Sheet 05 Sheet 11 E 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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Tie Rd SP279 Gympie Rd 
irlto) Urban Physical I.O. Spreadsheet Digital Input Card 4 

D101 1 7 

!Wire # 
DI49 

Schem 
Sheet 04 

Term 
Sheet 12 

0 
X 

X 

Comment FAT SAT 

D102 2 9 DI50 Sheet 04 Sheet 12 

0103 3 11 DI51 Sheet 04 Sheet 12 X 

D104 4 13 DI52 Sheet 04 Sheet 12 X 

D105 5 15 DI53 Sheet 04 Sheet 12 X 

D106 6 17 DIM Sheet 04 Sheet 12 X 

DI07 7 19 DI55 Sheet 04 Sheet 12 X Ether SS or VFD 
0108 8 21 D156 Sheet 04 Sheet 12 XA 
D109 9 23 DI57 Sheet 04 Sheet 12 XS 
DI10 10 25 DI58 Sheet 04 Sheet 12 XC 
D111 11 28 DI59 Sheet 12 ^ 

0112 12 30 DI60 - Sheet 12 

D113 13 32 0161 - Sheet 12 ^ 

D114 14 34 DI62 - Sheet 12 ^ 

D115 15 36 DI63 - Sheet 12 1' 

D116 16 38 DI64 - Sheet 12 ^ 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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ipie Rd SP279 Gympie Rd 
1 Urban Physical I.O. Spreadsheet Digital Output Card 1 

D001 1 & 2 

De 
Off 

On Sta 
Run 4,5 0001 Sheet 02 Sheet 13 - 

Comment T SAT 
pmploperate Pump run command 

0002 3 & 4 pmplresetCmd Pump fault reset Off Reset 7,8 D002 Sheet 02 Sheet 13 - 

0003 5 & 6 pmplinterupt Pump emergency mode Interrupt Off Interupt 10,11 D003 Sheet 02 Sheet 13 - 

D004 7 & 8 13,14 0004 Sheet 02 Sheet 13 W 
0005 9 & 10 undlsignalTest Wet well signal test Off On 16,17 0005 Sheet 08 Sheet 13 - 

0006 11 & 12 19,20 D006 Sheet 08 Sheet 13 P 

D007 14 & 15 23,24 0007 Sheet 08 Sheet 13 E 

D008 17 & 18 27,28 0008 Sheet 08 Sheet 13 M 

D009 21 & 22 31,32 0009 Sheet 04 Sheet 13 X 

D010 23 & 24 34,35 0010 Sheet 04 Sheet 13 X 

0011 25 & 26 37,38 D011 Sheet 04 Sheet 13 X 

D012 27 & 28 40,41 0012 Sheet 04 Sheet 13 XW 
D013 29 & 30 43,44 0013 Sheet 13 A 

D014 31 & 32 46,47 0014 - Sheet 13 A 

D015 34 & 35 50,51 0015 - Sheet 13 A 

D016 37 8 38 54,55 0016 Sheet 13 A 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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pie Rd SP279 Gympie Rd 
Urban tilities Physical I.O. Spreadsheet Digital Output Card 2 

vo# 
D017 1 & 2 pm 2operate 

__ _ 
D 

Pump run command Off 

On 
Run 

Term. # 
4,5 

Wire # Schem Term 
Sheet 14 - 

r omment 
D017 Sheet 03 

D018 3 & 4 pmp2resetCmd Pump fault reset 
- 

Off Reset 7,8 0018 Sheet 03 Sheet 14 - 0 
D019 5 & 6 pmp2interupt Pump emergency mode Interrupt Off Interupt 10,11 D019 Sheet 03 Sheet 14 - 0 
0020 7 & 8 13,14 D020 Sheet 03 Sheet 14 W 

D021 9 & 10 16,17 0021 Sheet 06 Sheet 14 F 
D022 11 & 12 cprldeenergise Cathodic protection de-energise rectifier Off On 19,20 D022 Sheet 14 K 0 
0023 14 & 15 cprlfault Ind Cathodic protection fault Indication Off On 23,24 D023 - Sheet 14 K 0 
D024 17 & 18 27,28 0024 Sheet 05 Sheet 14 G 

D025 21 & 22 31,32 D025 - Sheet 14 " 

D026 23 & 24 34,35 D026 - Sheet 14 ^ 

D027 25 & 26 37,38 0027 Sheet 14 ^ 

D028 27 & 28 40,41 D028 Sheet 14 ^ 

0029 29 & 30 43,44 D029 - Sheet 14 A 

D030 31 & 32 46,47 0030 - Sheet 14 A 

D031 34 & 35 50,51 D031 - Sheet 14 A 

D032 37 & 38 54,55 0032 Sheet 14 A 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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04 Urban 
ipie Rd SP279 Gympie Rd 

Physical I.O. Spreadsheet Analog Input Card 1 

I/O # Term Tag Description 4mA 20mA Term. # Wire # Schem Term 0 Comment FAT SAT 
A101 1 & 2 wwl lrawSigna, Primary Wet well level raw signal 9,10 A101+,A101 Sheet 08 Sheet 15 

A102 3 & 4 prelrawSignal Delivery pressure raw signal 11,12 A102+,A102- Sheet 08 Sheet 15 U 

A103 5 & 6 13,14 A103+,A103- Sheet 08 Sheet 15 G 
A104 7 & 8 15,16 A104+,A104- Sheet 08 Sheet 15 " 

A105 11 & 12 21,22 A105-1-,A105- Sheet 08 Sheet 15 F 
A106 13 & 14 23,24 A106+,A106- Sheet 08 Sheet 15 S 
A107 15 & 16 cprlcurrent Cathodic protection rectifier current 25,26 A107+,A107- Sheet 08 Sheet 15 K 

A108 17 & 18 27,28 A108+,A108- Sheet 08 Sheet 15 H 

C ,. I 

IMINEELI 
120m erm. # 

2,3 

Ire # 
A001,,,A001- 

Franmourb: ment E2=11=1 Li FA SAT 

1 7 & 8 7,8 A002+,A002- Sheet 03 Emara 
2 12 & 13 12,13 A003+,A003- Sheet 04 Sheet 16 XW 
3 17 & 18 17,18 A004+,A004- Sheet 08 Sheet 16 V 

FACTORY ACCEPTANCE TESTED BY: Date / / 

SITE ACCEPTANCE TESTED BY: Date / / 
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SP Reliability Improvement Project SP279 Gympie Rd 

Appendix C: CONTINGENCY 2002 DATA 

SP279 Gympie Rd - Site Specific Func Spec 1-00 Page 13 
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GYMPIE RD PUMPING STATION SP279 
NOTE : ALL LEVELS IN mAHD 

SCHEME S5 

WET WELL 
Dia = 2.440m 
Depth = ?? m 
Vol BWL-0/F= 22.5 m3 
Vol TWL -O /F= 19.3 m3 
Vol Hi Alarm - 0/F= 17.4m3 

Inlet Sewer IL =?? m 

STATION LEVELS 
Surcharge = 9.786 m (92.5%) 
Hi Alarm = 6.096m (25.5%) 
TWL = 5.696 m (18.2%) 
BWL = 4.996 m (5.5%) 
ILWW = 3.700 m 

ADWF = 1.6L/s 

AMENDED :14/02/2002 

MACRO CATCHMENT 53 

STATION DETAILS 
Drwg : 

Type : Submersible 
Pumps : 3.1Kw @ 2 

Dry Weather Hrs : 9.58 hrs/wk 
Avg Pump Cycle : 2.07min on, 

34.10 min off 
Design Duty Point = 28L/s 

RISING MAIN 
Dia 100mm, Length = 477 m, Volume = 3.746m3, Material = HDPE , Depth ?? m, Drwg No: 3016/75021-4 

7:12:00 

6:00:00 

C 

E 4:48:00 
E 

E 3:36:00 

O 

1.2 2:24:00 

X 

1:12:00 

0:00:00 

Time till Overflow for Time of Power Failure 

O O O O O O O 
O 
O O O O 

CD 

O 
N) N.) N) 0 N.) 

() 
S. VI 0) 4 CO CD 0 - 

8 8 8 8 8 8 8 8 8 8 8 8 
pN pN W 

Time of Day for power failure [24hr] 

Hours Till overflow when Water Level @ Hi-Alarm Number of 25000L Tankers 

BEST SHORT TERM FLOW CONTROL STABILISATION OPTION Tankering 

0.7 

0.6 

0.5 0 

0.4 

ac 
C 

0.3 As 

0.2 E 

0.1 

0.0 
O 
O 

TANKERING INFO Tanker Size 25,000 L (Refer Graph for Tanker Numbers) 
Discharge MH for tanker MH188428, Discharge MH SL = 18.385 m, Discharge MH 

DSIL = 15.390 m, Discharge Sewer Dia = 300 mm. Outside 1846 Gympie Rd (note Gympie Rd is one way - MH 
must be approached from the south) 

BYPASS PUMPING INFO Not Practical 

SPECIAL NOTES 

STATION OVERFLOWS TO 

GENERATOR SIZE 11 kVA 

TANKER CONVERSION : No 25,000 L tankers = No 10,000 L tankers X 0.67. 
No 10,000 L tankers = No 25,000 L tankers X 1.5 
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SP Reliability Improvement Project SP279 Gympie Rd 

Appendix D: PUMP STATION DATA 

SP279 Gympie Rd - Site Specific Func Spec 1-00 Page 14 
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SP Reliability Improvement Project SP279 Gympie Rd 

4 REFERENCES 

TITLE SSM084 Standard Sewage Pump Station - Functional Specification 
Document ID 0055403 

Version 3.10 

Author Alex Witthoft 

Document owner Malcolm Barrett 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

1 INTRODUCTION 

Queensland Urban Utilities has commissioned Cardno to carry out detail design of its 27 sewage pump 

stations. 

As part of the detail design of sewage pump stations' new switchboards, this power system analysis and 

protection coordination study has been carried out to provide details of the fault levels for the new 

switchboards, to provide protective devices settings to achieve the protection coordination for each site and 

to check design compliance with requirements of AS3000:2007 on earth fault loop impedances and touch 

voltages. 

The PTW - Power Tools software program has been used for these studies that comprise of: 

DAPPER program is used for power system analysis and fault studies; 
CAPTER program is used to prepare Time Current Curves (TCC) using results of short circuit fault 
studies carried out by DAPPER. 

For each sewage pump station site a comprehensive system topology has been prepared with details of 

major equipment. Using the input data, a load flow and voltage drop study was carried out to determine 

maximum demand and voltage drop. The results of Load Flow and Voltage Drop study was used to carry out 

the short circuit fault currents then these results were used to carry out the protection coordination study. 

Page 3 of 13 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES SEWAGE PUMP STATIONS 

2 METHODOLOGY 

The power system analysis and protection systems coordination study involves the following steps in order 

to ensure compliance with the requirements of AS3000:2007: 

1. Step 1: A power system topology in the form of a one line diagram is prepared and all available 
input data such as motor sizes, cable lengths, type of cable way runs, type of starters, Supply 
Authority Network's fault levels and impedances at the connection point, local generator unit 
capacity and impedances, etc is entered into the one-line diagram; 

2. Step 2: Equipment sizing study will not be performed as full detail design has already been 

completed and all equipment have been sized. 

3. Step 3: Load Flow and Voltage Drop calculations gets carried out to comply with 5% (Max.) voltage 
drop requirements of AS3000 to double check selected cable sizes; 

4. Step 4: Short Circuit Fault Current Studies for 3 phase (3Ph) and Single Phase to Ground (SLG) gets 

calculated to: 

Determine Fault Level rating of the switchboards and confirm suitability of already rated 
switchboard. 

Obtain the Earth Fault Loop-Impedance (Zs) at every circuit on the network; 

5. Step 5: Protection system coordination study gets carried out by using the calculated fault levels in 

Step 4 to plot time/current curves for protective devices in the network for full coordination of all 

protective devices for cascading and then the pick-up time for each device is determined (la). After 
determining the value of la and having calculated the value of Zs, then we will calculate Uo to 
check compliance with Clause 5.7.4 of AS3000 which is given below: 

5.7.4 Impedance 
The earthing system impedance and characteristics of protective devices 
shall be such that. if a fault of negligible impedance occurs anywhere in the 
electrical installation between an active conductor and an exposed 
conductive part or protective earthing conductor, automatic disconnection of 
the supply will occur within the specified time 
The following condition fulfils this requirement: 

Zs x /a 5 Uo 5.2 

Where 
ZS = the impedance of the earth fault-loop comprising the source, 

the active conductor up to the point of the fault and the return 
conductor between the point of the fault and the source 

la = the current required to cause the automatic operation of the 
disconnecting protective device within the required 
disconnection time 

U. the nominal a.c. r.m.s. voltage to earth (230 V) 

6. Step 6: if the design meets AS3000:2007, then full protection devices parameter settings will be 

provided for on-site commissioning team to enter into the circuit breakers and relays before 
energising the switchboards. 

7. Step 7: recommendations will be made for any identified issues during the course of this study. 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION ECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES -SEWAGE PUMP STATIONS 

3 SP279 GYMPIE ROAD - POWER SYSTEM ANALYSIS 

3.1 Energex Data 
The following data has been provided by Energex regarding mains power supply to the SP279 Gympie 

Road. 

SITE POWER PARAMETERS SP279 

Gympie Rd 

Pole No. N/A 

Pillar No. U480389 

Meter No. 

Transformer No. SC480388 

Transformer Rating (kV.A) 1,000 

Transformer Address 
1917A 

Gympie Rd 

HV Feeder ID BHL2A 

HV Fault Level (amps): 

3-Phase 

Single Phase to Ground 

3,414 

1,269 

Approx Distance to QUU 

Site (m) 
60 

3.2 One Line Diagrams 
One Line Diagram of the SP279 Gympie Road new Switchboard is shown below and next page with the 

input data and load flow/voltage drop calculations: 

Page 5 of 13 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

sp279 GYMPIE ROAD SEWAGE PUMP STATION ONE -LINE DIAGRAM 

Eaergex 11 kV 111112A 

Barges OH 061c 
(I) Size 120 arm2 
Oappa 3-(1/() 
PVC, XLPE 
60.0 Attars 
Ampacity 175.0 A 

S1BA FUSE 

Mains (Vie 
SP279 SWIID 

415.0V 

Ise 3P 3414.0Amps 
Ise SLG 1269.0 Arms 

TX-SCI80388 
Size 1000.00 WA 
Pri Della 
Sec Wye-Gamed 
XZ 4.5001 X 
X/R 

PILLAR # 17480389 

415.0 V 

(1) Size 25 min2 
Capper 4 Wire+Gmd 
PVC, WE 
10.0 Meters 

250/125A Main SW 

Pill adde 

PU1 TBX 
415.0 V 

(1) Sim 16 mug 
Copper 3 Wre+Gmd 
PVC 
15.0 Meters 
Ampacity 116.0 A 

PUMP1 17kW 
17.000 kW (Dept) 
Lead Factor 100 
Xd0.03 pit 

Pimp 2 CB 

1712 Othic 
(1) Size 16 mm2 
Copper 3 VireiGmd 
PVC 
15.0 Meters 
Ampaeity 116.0 A 

PU2 TBX 
415.0 V 

PI.X4P2 171W 
17.000 kW (hp° 
Load Facia 1 .00 
Xd0.03 pa 

Figure I - One Line with Input Data 

4- Mac Cable 
(1) Sim 4 meg 
Cqpprr 3 Wireithod 

3.0 Mass 
Amparly 58.0 A 

BB 
4110V 

Ill WADS 
26 Amps 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

SP279 GYMPIE ROAD SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex 1 IkV Eil-ll2A 

Energex OH Cable 
49.2 kW 

.1, 36.8 kVAR 
PctVD 0.4 % 
LF 86 A 

49.2 kW 
37.0 kVAR 

ors 

SIBA FUSE 

Mains Cable 
SP279 SWBD 

415.0 V 
1.12 % VD 

TX- SC480388 
.1/49.2 kW 
\l/ 37.0 kVAR 

PctVD 0.2% 

PILLAR # U480389 
415.0 V 
0.68 % VD 

.1./ 49.0 kW 
\l/ 36.7 kVAR 

PctVD 0.4% 
LF 86 A 

250/125A Main SW. 

2 Pump 1 CB 
) Pump 2 CB 

PU2 Cable 
.1/17.1 kW Misc. Cable 
\l/ 12.8 kVAR \l/ 14.7 kW 

4/17.1 kW PctVD 0.2% 11.0 kVAR 

PU1 Cable \l/ 12.8 kVAR LF 30 A PctVD 0.1% 
PctVD 0.2% LF 26 A 

LF 30 A 

;\1/ 

DB 

PUI TBX PU2 TBX 415.0 V 

415.0 V 415.0 V 1.26 % VD 

1.34 % VD 1.34 % VD DB WADS 
25.500 Amps 

PUMP! 17kW PUMP2 17kW 

17.000 kW (Input) 17.000 kW (Input) 

Figure 2 - One Line with Load Flow and Voltage Drop 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.3 Power System Analysis 
Given the above listed equipment input data to the Power Tools DAPPER Software Program, the 

following one-line diagram depicts fault levels on the Main Switchboard: 

SP279 GYMPIE ROAD SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex IlkV BEIL2A 

Energex OH Cable 
I' Ise 3P 1747 A 
1` Ise SLG 1248 A 
\l/ Isc 3P 12337 A '' Ise SLG 10854 A 

i 
ri 

SIBA FUSE 

Mails Cable 
SP279 SWBD 

Ise 3P 9259 A 
Isc SLG 6696 A 

Isc 3P 3414 A 
Isc SLG 1260 A 

TX-SC480388 
rh Ise 3P Pri 62 A 
I' Ise SLG Pri 15 A 
\l/ Isc 3P 23043 A 
\l/ Isc SLG 25294 A 

PILLAR # U480389 
Isc 3P 14002 A 
Ise SLG 11794 A 

'I` Isc 3P 1845 A 
/1` Isc SLG 1036 A 
\l/ Isc 3P 7401 A 

I\I/ Isc SLG 5793 A 

) 250/125A Main SW. 

1 

PUI Cable 

PU1 TBX 
Isc 3P 6042 A_ 
Ise SLG 4486 A 

1) Pump 1 CB 
) 
1Pump 2 CB 

PU2 Cable 

/1` Ise SLG 490 A 
.I, Isc 3P 5330 A 
\l/ Isc SLG 4126 A 

TIsc 3P 1017 A 

PU2 TBX 
Ise 3P 6042 A 
Ise SLG 4486 A 

'1` Isc 3P 1017 A 
/1" Isc SLG 490 A 
4/ Isc 3P 5330 A 
4/ Ise SLG 4126 A 

PUMPI 17kW 
Isc 3P 1036 A 
Ise SLG 513 A 

PUMP2 17kW 
Ise 3P 1036 A 
Isc SLG 513 A 

Figure 3 - One Line with Short Circuit Fault Currents 

Misc. Cable 
\l/ Isc 3P 6338 A 

Isc SLG 4800 A 

DB 

Ise 3P 6338 A 
Isc SLG 4800 A 

DB LOADS 

Shown on the above one-line diagram are the 3 phase (3P) and single phase to ground (SLG) short 

circuit fault currents on the SP279 Gympie Rd Main Switchboard (MSB) and field equipment. 

Page 8 of 13 

SP279 Gympie Road Bald Hills SPS Reliability Improvement Project Functional Specification

Q-Pulse Id TMS947 Active 10/12/2014 Page 34 of 70



WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

Shown on the following diagram is the Time Current Curves (TCC) for the major protection devices at 

the Pump Station that provide protection to the: Largest drive in the MSB and its Busbars. These 

Protection Devices settings are provided in the following pages in order to achieve the protection co- 

ordination shown on the TCC diagram. 

CAPTOR (Computer Aided Plotting for Time Over current Reporting) Software has been used for this 

Protection Coordination Study with the following output report. 

1000 

100 

10 

1 

0.10 

PUMP1 17kW 

Pump 1 C 

TERASAKI 
S125-GJ 
S125-GJ 
Trip 50.0 A 
Settings Phase 

Ir. (0.63-1 x T) 1 (50A) 
Ii. (6-13) 6 (300A) 

CURRENT IN AMPERES 

Mains Cable 

PU1 Cable 

250/125A Main SW. 
TERASAKI 
S250-PE 
S250PE 
Trip 125.0 A 
Settings Phase 

Ir 0.8 (100A) 
tR 21.0 
Isd 5.0 (625A) 
Tsd 0.1 
INST 14.0 (1400A) 

0.01 
0.5 1 10 100 1K 10K 100K 

tcc8.tcc Ref. Voltage: 415V Current in Amps x 1 tcc8.drw 

Figure 4 - Time Current Curves 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.3.1 Device Setting Parameters 

The following CAPTOR Report provides protection device settings shown on the Time Current Curves in 

previous sections of this report: 

Project Name: SP279 Gympie Rd 
TCC Name: tcc8.tcc 
Reference Voltage: 415 V 
Current Scale: X IVO 
TCC Notes: 
TCC Comment: 
Fault Duty Option: Study Result - Bus Fault Current 

Device Name: 
Bus Name: 

PUMP1 17kW 
PU1 TBX 

Time Multiplier: 1 

Description: Motor Starting Curve 
Rated Size: 17kW (1 of 1 Plotted) 
Power Factor: 0.8 
Efficiency: 0.80 

TCC Name: tcc8.tcc 
Bus Voltage: 415.0V 
Curve Multiplier: 1 

Time Adder: 0 

Inrush: 3.2 (94.6A) 
FLA+Load Adder: 29.6A + 0.0A 
Starting Time: 10.00s 
Full Voltage (Square Transient) 

Device Name: 
Bus Name: 

Time Multiplier: 
Description: 
Size: 
Material: 

PU1 Cable 
SP279 SWBD 

1 

Cable Damage Curve 
16 

Copper 

TCC Name: 
Bus Voltage: 
Curve Multiplier: 
Time Adder: 
Qty/Ph: 
Cont. Temp: 
Damage Temp: 

tcc8.tcc 
415.0V 
1 

0 

1 

90 deg C. 

250 deg C. 

Device Name: 
Bus Name: 
Function Name: 
Manufacturer: 
Description: 
Type: 
AIC Rating: 
Frame: 
Time Multiplier: 
Trip: 
Setting: 1) Ir, 

2) Ii, 

AausImerlD 

Pump 1 CB 

SP279 SWBD 
Phase 
TERASAKI 
TemBreak MCCB 
S125-GJ 
65kA 
S125-GJ 415V 
1 

50A 

(0.63-1 x T) 1 

(6-13) 6 

TCC Name: 
Bus Voltage: 

tcc8.tcc 
415.0V 

Fault Duty: 9258.8A 
125A Curve Multiplier: 1 

Time Adder: 0 

(50A) 

(300A) 

0.83 
6 

610 C. 
ht (MO I (x1n) 

1 /R is the thermal element adjustment dial and is used to set the rated current to 
match the conductor rating. 

/R can be set between 0.63 and 1.0 times In. 

2. is the magnetic element adjustment dial and is used to set the short circuit 
tripping threshold to suit the application. 

Device Name: 
Bus Name: 
Function Name: 
Manufacturer: 
Description: 
Type: 
AIC Rating: 
Frame: 
Time Multiplier: 
Sensor: 
Plug: 

250/125A Main SW. 
SP279 SWBD 
Phase 
TERASAKI 
TemBreak 
S250-PE 
70kA 
S250PE 415V 250A 
1 

125A 

TCC Name: 
Bus Voltage: 

tcc8.tcc 
415.0V 

Fault Duty: 9258.8A 
Curve Multiplier: 1 

Time Adder: 0 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

Setting: 1) Ir 0.8 (100A) 

2) tR 21.0 
3) Isd 5.0 (625A) 
4) Tsd 0.1 
5) INST 14.0 (1400A) 

Parameter settings for the Main Switch S250-PE will be selected from the table below to 
determine the Characteristic setting of the cure which has been plotted on the TCC diagram: 

LTD Pick-up current in 

Characteristics 

LTD ri, (s) 

1 

11 

2 3 

21 

4 5 6 - 7 

5 10 19 

Standard 
at 200% x 4; at 600% x in 

STD 
isd xis 2.5 5 10 

r, (s) 01 0.2 

INST X ip 14(Max. 13 x /n) Note (1) 

From the above table Ir setting will be 0.5 and the selected Characteristics Curve will be No.3. 

Device Name: Mains Cable 
Bus Name: PILLAR # U480389 

Time Multiplier: 1 

Description: Cable Damage Curve 
Size: 25 
Material: Copper 

TCC Name: tcc8.tcc 
Bus Voltage: 415.OV 
Curve Multiplier: 1 

Time Adder: 0 

Qty/Ph: 1 

Cont. Temp: 90 deg C. 

Damage Temp: 250 deg C. 

Device Name: SIBA FUSE TCC Name: tcc8.tcc 
Bus Name: PILLAR # U480389 Bus Voltage: 415.OV 
Function Name: Phase 
Manufacturer: SIBA 
Description: 16-800A, Sizes 000-4a, IEC 

Type: NH, Class gG 
AIC Rating: 120kA Fault Duty: 14001.8A 
Cartridge: NH, Size 1 690V 160A Curve Multiplier: 1 

Time Multiplier: 1 Time Adder: 0 

Size: 160A 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

3.3.2 AS3000: 2007 - Compliance Check 

The AS3000:2007 requirement for automatic disconnection of supply to the 230/400V sub-mains and 
final sub-circuits in Clause 1.5.5.3 Item (ii) is 5 seconds. 

As shown on the device settings above - the 17kW pump with a Full Load Current of 30 Amps is 

protected by a Terasaki "S125Gj" Moulded Case Circuit Breaker (MCCB) with its Long Time Pickup 

Current (Ir) set at 50 Amps and its Short Time Pick up setting of 6xlr set at 300 Amps which trips at 0.1 

seconds which is less than 5 seconds. Therefore it meets the requirements of the relevant AS3000 

Clause 1.5.5.3. 

For MSB, the Short Time Pickup Current "Isd" has been set at 625A which triggers disconnection of 
supply (la) at 0.1 seconds. Therefore it meets the requirements of the relevant AS3000 Clause 1.5.5.3. 

After determining the value of la, we need to calculate the value of Zs, and then we will calculate Uo to 

check compliance with Clause 5.7.4 of AS3000. 

Shown in Figure 5 below are the Positive, Negative and the Earth Fault Loop Impedances on 100MA Per 

Unit bases. 

SP279 GYMPIE ROAD SEWAGE PUMP STATION ONE-LINE DIAGRAM 

Energex I IkV E4L2A 

Energex OH Cable 

SIBAFUSE 

Mains Cable 
SP279 SWBD 

Z 1 15.0257 pu 
Z2 15 0257 pu 
Zo 32.2825 pu 

° 
TX-SC480388 

PILLAR # U480389 
ZI 9.9359 pu 
Z2 9.9359 pu 
Zo 15.5961 pu 

250/125AMais SW. 

ump I CB Pump 2 CB 

PU2 Cable 

PLII Cable 

Z2 23.0255 pu 
, 

Z2 23.0255 pu 
Zo 47.0173 pu 

PU1 TBX PU2 TBX 
Z123.0255 pu Z I 23.0255 pu 

Zo 47.0173 pu 

Misc. Cable 

DB 
ZI 21.9496 pu 
Z2 21.9496 pu 

DB DDADsZo 43.0984 pu 

PLMPI 17kW PUMF2 17kW 

Figure 5 - One Line Diagram with Bus Bar Impedances 
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WITTHOFT ENGINEERING 
POWER SYSTEM ANALYSIS AND PROTECTION COORDINATION REPORT FOR: 

QUEENSLAND URBAN UTILITES - SEWAGE PUMP STATIONS 

The Earth Fault Loop Impedance on the Pumps Terminal Box is Zo = 47 Per Unit (pu) on 100MVA base. 

In order to calculate the Ohmic value of Zs the following Per Unit Calculation Formula will be used: 

Base Impedance (Ohm) = Base Voltage (kV)2 /Base MVA 

Base Impedance (Ohm) = 0.4152/100 

Zb .0.00170 
Actual Impedance Zs = Per Unit Impedance X Base Impedance 

Zs= 47x0.0017 

Zs = 0.080 (Earth Fault Loop Impedance in the field) 

Having calculated Zs = 0.08 and Ia =300 Amps at the pump's terminal box, then compliance with Clause 

5.7.4 of AS3000 is verified as follows: 

Zs x /a Uo 
i.e. 0.08x300=24 Volts which is below 230V required as the maximum value of 

touch potential on the field equipment in Clause 5.7.4 of AS3000:2007. Therefore no issue is found on 

compliance for field equipment. 

The Earth Fault Loop Impedance on the MSB Busbars Zo = 32.28 Per Unit (pu) on 100MVA base. Using 

the above formulae the ohmic value is: Zs= 0.0540 (Earth Fault Loop Impedance) 

Having calculated Zs = 0.101 and Ia =625 Amps at the MSB bus bars, then compliance with Clause 5.7.4 

of AS3000 is verified as follows: 

i.e. 0.054x625=33.75 Volts which is below 230V required as the maximum value of touch potential on 

the MSB in Clause 5.7.4 of AS3000:2007. Therefore no issue is found on compliance for MSB. 

Conclusion: 

Detail design, equipment selection and protection systems selected for SP279 Gympie Rd Sewage 

Pump Station is in compliance with AS3000:2007. 
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URBAN UTILITIES. 
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CONTROL ROOM PRIOR TO COMMENCEMENT OF WORK ON SITE. THIS PERMIT GIVES PERMISSION 
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INFRASTRUCTURE. A MINIMUM PERIOD OF TEN WORKING DAYS IS REQUIRED FOR THE ISSUING OF 
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Email: ptwoe@urbanutilities.com.au 
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NETWORK. 
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3 PHASE 415VAC SUPPLY FEED FROM 
PILLAR No U480389 SERVICE FUSE 160A 

14kA 25mm' 

FAULT LEVEL AT 
SWITCHBOARD 9.26kA 

S01,2,3 
610 

SUPPLY 
AUTHORITY 

DIRECT 

I COMPARTMENT 

METERING 

611 

612 

80kA 63A 
NI 

(1) 

CD 

0 

El 

MEN 
LINK 

SWITCHBOARD RATING 125A 
MAX DEMAND 88A 

ENERGEX MAINS 
POWER FAILURE RELAY 
REF 00:A2 

07 601 

602 

603 

6A N1 

NORMAL SUPPLY 
MAIN SWITCH 
125A 1NOTE:1.21 

Irn0.1311001 
Char. 3 

02 '6r 

(In Switchboard) 

I GENERATOR 
CONNECTION SOCKET (NOTE RI 

RWBNE 

BOLTED 
CONNECTIONS 
(SHROUDED) 

GEN SUPPLY 
MAIN SWITCH 
125A (NOTE:1.21 

Irr0.0 11001 

Char. 3 

a A 

_ MANUAL TRANSFER SWITCH 

GEN/N GEN/N 

E N L1 L2 L3 

CONT'D ON SHEET 02 

Q9 

w4..o 

63A 
SUB-DISTRIBUTION 

BOARD CB Ir=0.9 165A1 
(NOTE 1, 21 I m n 6 1300A1 

011 630 

N-011 N4 

- 16A 

STATION MAINS 
POWER FAILURE RELAY 
REF 08112 

C 15A GPO 

012 631 

µC112 JL o N5 
LAPTOP GPO - TWIN 

- 10A 

013 
SPARE 

N-013 -LI- 
- 6A 

014 

-II- 
SPARE 

N-014 
- 10A 

.015 634 
GENERATOR ANCILLARY SUPPLY NB 

N-015 If 0 10A SOCKET 

N-C116 

= 10A CNOTE RI 

016 635 Sll 
_IC °I 0- - EXTERNAL AREA LIGHTING - 

- 6A 

017 640 

10A N10 

111- 

ale 650 

6A 
N11 

N-C120 

019 636 

SURGE 
FILTER 
SRF 

N1OA 

PROTECTED 
NEUTRAL 

0 Na 
6A 

021 
SPARE 

6A 

NOTES 

1. INCOMING MAIN, GENSET, PUMP & DB CIRCUIT BREAKERS 
SHALL BE LINE SIDE SHROUDED. 

2. M.E.N. LINK TO BE PROVIDED AS PER AS:3000,2007 
SECTION 7. 

3. SURGE PROTECTION DEVICE TO BE AS CLOSE TO THE 

INCOMER AS POSSIBLE. 

CONDUCTORS SHALL BE A MINIMUM 6mm' AT A MAXIMUM 
LENGTH OF 600mm TO BE USED OVER THE SHORTEST AND 
MOST DIRECT PATH WITH NO LOOPS CONNECTED TO 

NEUTRAL. 

4. ALL CIRCUIT BREAKERS TO BE PADLOCKABLE. LOCKING 

IS TO BE INDEPENDENT OF 

ESCUTCHEON. 

S. CIRCUIT BREAKER RATINGS TO SUIT FAULT LEVEL & 

LOAD TO ENSURE TYPE 2 

CO-ORDINATION WITH CONTACTORS AND OVERLOADS TO 

AS3947-4-1. 

6. ALL LIGHT AND POWER CIRCUITS SHALL BE FITTED WITH 
RCD PROTECTION, SET AT 30mA 

7. ALL WIRES & CABLE CORES ARE FERRULED WITH 
GRAFOPLAST S12000 COMPATIBLE LABELLING. 

8. CABLING TO GENERATOR CONNECTION SOCKET AND 
AUXILIARY SUPPLY SOCKET TO BE DOUBLE INSULATED. 
CABLING TO BE FULLY SEALED TO OTHER COMPARTMENTS 

POWER CABLING ARRANGEMENT 

641 01.00 641 

CONTROL SYSTEM REF 09112 
4A SM POWER SUPPLY 

64 1 CI 31 643 

SURGE FILTER REF 07,F10 
4A Stil ALARM RELAY 

641 032 

4A 

641 Q33 

4A 

SPARE 

SPARE 

EMERGENCY PUMP CONTROL POWER SUPPLY & 
SURCHARGE IMMINENT RELAY REF 07:A2 

CATHODIC PROTECTION REF 016F10 

POWER SUPPLY 

3 PHASE 
10 AMP 
OUTLET 
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CONT'D FROM SHEET 01 

E NR W B DE-CONTACTORS . 24VDC POWER SUPPLY - RTU DIGITAL INPUTS 

E 

F 

04 1K1 DANFOSS 
MU MCD5-0043B .. T111 

MODBUS 

L2 Rated I T2 
Medium Duty 

L3 37A T3 II- 
SOFT PE 

STARTER 
2W 5 

6 

II RUN 

B16 COMMON 

RESET Er\-/--) 
16 

A5 A6 11-100- 
FAULT 

REFER SHEET 09:C7 

--.C.- 
.--<.- 
--(-- 

ROS2 ROS2 
SUBMERSIBLE PUMP Not - 

./6. I .16- ROS2- <0 - M 
rs...3 H 

3 2 I. IA 4/ 
R051- COM - ' 5 

a 
18 

CONTROL POWER 

START PUSHBUTTON 

STOP PUSHBUTTON 

E.STOP RELAY HEALTHY 

RESET PUSHBUTTON 

RUNNING 

STARTER FAULT 

SPARE 

SPARE 

SPARE 

50A 
trot° 1501 
Imo 6 13001 
Note 1 

3.... 

J 
D0A71011. 

130 

D101 )-- 
7 1 

:: 

--/C 
..)- \ 04-1 

ION b 4A 
--C;67 MOTOR THERM1STORS 

J 

AUX PLUG 

.....ro().151 
0102 

131 OW. 

II 1K6 113 10 
10 ----4) 

/2 

1K21 

0/04. 11(1.......!o__<LII04 004 
DIO 4 )- 

I E I N I L I 

PUMP 1 

12 13 4 

KEYPAD 
0105. 1S4,905 mo5 

PS P1 

5A 24VDC 

... 
14 

POWER -J -,--11L411125 
SUPPLY 

-1015 

15 5 

0106. 0,......0_0_y061K2 
0106 

I I . I 

16 17 6 

.)- 
Di"' 1:))-17 

00- /00 
,.15 0--f--)1 --R--(°7 0107 .)- 

1 

\ 004 V/ 

0 19 7 

0/ 0 
0108 

01fil_< )--- 
b 10A 

VI 
1K3 

109 STARTER FAULT RELAY 
REF 02:Ct2 

20 21 e 

101 DI9 4 D109 )--. C'22-2 
104 

121 ...--0- 24 

OPERATE 1K1 

22 23 9 

0//00_04 0110 )__, 

153 
RESET 

10/11...0 102 1S4 104 

104 

.13 ...,,,,0- 140 
RUN 

34 

-112 . 
1K2 

Ill . 

LINE CONTACTOR 26 25 10 

REF 02:A3 0 ROS2- 

STARTER RUNNING RELAY 
26 

REF 02:0 21 

HOURS RUN METER RTU DIGITAL OUTPUTS 24VDC POWER SUPPLY 

133 .....0- . 
HRM1 

IN" 
MODBUS MODULE 

B6 B8 87 0 

R5485. FROM 
Set terminating 
switch to 'OFF' 

g 
A 

. - 
REFER SHEET 09:C7 

ROSE ROS6 
ROSE. - R056- RTU 

REF 09:F12 

TO SOFT 
STARTER 2 

CRa1,541:1516- 

I 

A 115489A 

2A 
2 1 3 

11(20 0001. 0001 0001 D001- 1 ii" R5489a- 

E/STOP 
1-4' 

1K4 

Cable 17 
REF 03:E7 ' 0001 RUN COMMAND __I 

104 
1K4 

5 2 C 160 4 
1K21 

6 REF 02:14 

0001 0001 0001 0002- FAULT RESET .-........0 
1T1 

0002 
8 4 C 3 NO 7 9 

11(22 
REF 02:C3 

0003. 0003 0003 D003- If 
101 101 

1T1 

E.STOP RELAY 0003 EMERGENCY MODE INTERRUPT 
REF 02:E4, F3, 013 11 6 C S NO 10 12 REF 07: B3 

0004 0004 SPARE 
AI 

MEC 

A: POWER ON RESET TIMER 0004 
REF 02:E4 TIMING DIAGRAM 14 8 C 7 NO 13 

1S5 EM.START 

wi 1K4 OFF ON 
01 0- Ti COIL --I, ii I- TIMER ENERGISED 

11 J ON PULSE 110, 
......."° II 

1K20 WI 1K6 CONTACT 

RUN RELAY RESET EM 

STOP RELAY 
REF 02:05 

CONTROL CCT 'POWER ON' RELAY 
REF 02:012 

EMERGENCY PUMP MODE SELECTED 

NOTES 

/°-* 
EMG1 

REF 07E15 

101 101 
185 . 

V/ OF F ON t 
0 

A._. i 
; 
3. 

8 G 

5- 

8 
8 H 

0 
0 

I SO iikib.- 
155 EM.START 

100- 

1. INCOMING GENSET, MAIN, PUMP & 01ST. BOARD 

LEGEND: CIRCUIT BREAKERS SHALL BE LINE SIDE SHROUDED. 

2. CIRCUIT BREAKER RATINGS TO SUIT FAULT LEVEL & 
LOAD ENSURE MIN TYPE 1 CO-ORDINATION WITH 
CONTACTORS & OVERLOADS TO IEC 947-4-1. 

3. ALL WIRES & CABLE CORES ARE FERRULED WITH 
GRAFOPLAST 512000 COMPATIBLE LABELLING. 

4. FAULT LEVEL OF 20kA AT 415V FOR 0.2sec. 

OP RN MARSH. CCT BREAKER TERM 

0 RTU MARSH. LINK TERMINAL 

0 SWITCHBOARD CONTROL TERM. 

O SWITCHBOARD GENERATOR TERM. 

x FIELO TERMINAL 

g RR/ TERMINAL 

SS TERMINAL 0 DIGITAL INPUT 

Don > DIGITAL OUTPUT 

um ANALOG INPUT 

El um I ANALOG OUTPUT 

Sheet 02 .- 
.,,. 

FOR REVIEW :s 
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CONT'D FROM SHEET 02 

E N R W B DE-CONTACTORS . 24VDC POWER SUPPLY - RTU DIGITAL INPUTS 

c 

F 

A 

05 2K1 DANFOSS 
IlLi MC05-00438 Il 

KOBUS 
1.2 Rated I T2 

Medium Duty 

13 37A T3 

SOFT PE 
STARTER 

2U1 
5 

6 ID 

17 RUN 

2 I18 COMMON 

RESET Gi-c) 
P16 

VA5 A6 11-200- 
FAULT 

REFER SHEET 09:C1 

-C- 
-Cm.-- 

-C.-- 

ROSS 36. I .I6- 
ROS3 

R053- 
SUBMERSIBLE PUMP 

!..e° 
I N o2 - - M 

rs., 3 

ct 

: 

3 2 I 
2A. 4? 

do ROS3- COM 

, 

'1r° ca 
5 18 

CONTROL POWER 

START PUSHBUTTON 

STOP PUSHBUTTON 

ESTOP RELAY HEALTHY 

RESET PUSHBUTTON 

RUNNING 

STARTER FAULT 

SPARE 

SPARE 

SPARE 

50A 
21-.1.01501 
Im. 61300) 

), 
J Di". DI17 

230 

- ,2.1.5°If3--0--IL-M--iii--(.7 ...)- 
6 7 1 

-X-- 
X-- 

DI18. w9ni8 
0116 Note 1 \ 05-1 

20N lo 4A 
- - --cl-1 MOTOR THERMISTORS 

_I 

AUX PLUG 

.2.110 )-- 
a 9 2 

231 DI19. 
0119 

2K6 263 

12.0------2--0--PA--0--(9 ..)- 
111- 

10 11 3 

20 -_,..--'0 210........0__13_<nm, m7.0 0120+ -'" --" 0120 )--- 

PUMP 2 

POWER 

12 13 4 

'BINH 
PS-P2 

5A 24VDC 

2K21 -I. --,-4.425 
KEYPAD 

oat. 2.1 col)i_in_{ 
0121 )--- 

14 15 5 

222Dl22 
SUPPLY 

-.15 
DIN. 0122 

0122 ..)-- 

I I . I 

16 17 6 22(2Q123 D123. 0123 
0123 )-- 

00- 1200 

0 
to 19 7 

\ 005 1211 0124 )- 0--12-(1 
b 10A 

201 20 8 

201 STARTER FAULT RELAY 
REF 03:(12 

o Di---2-i--01-( 0125 )- 
20/ V21 ...,..,0- 26 9-1122-1112K3 

OPERATE 
2/0 

2K1 

22 23 9 

204 

(,26 0126 

2S3 
RESET 

201 202 2S,,4 204 

204 

13 ..,.....0- 14 . 
R UN 2K2 

211 

LINE CONTACTOR 24 25 

0 ROS3- 
10 

REF 03443 

STARTER RUNNING RELAY 
26 

REF 03:03 

HOURS RUN METER RTU DIGITAL OUTPUTS 
24VDC POWER SUPPLY 

Set terminating Set 
to 

33 34 . 1 
HRM2 

8 220- 
MODBUS MODULE 

B6 B8 87 

054814. FROM SOFT 'ON' t r " 

- 
SHEET 090 

0057. R057 36- ROS7- 
ROS7 

switch 
RS485A- STARTER 1 

REF 02:E7 
1II 

L._ i Cable 17 2 1 
2A 

3 

2K20 

204 
.2K4 

OD 17. D017 0017 DM 
5 RUN COMMAND 0017 et 

E/STOP 
-1- 
21(4 

2 C 160 4 
21(21 

6 REF 03:F4 

0018 00/8 0018 0018- FAULT RESET ,.......0 
271 

D018 
s 4 c 3 NO 7 9 

2K22 
REF 03:C3 

0019. 0019 am 0019- 
EMERGENCY MODE INTERRUPT 

IL ° 
201 201 271 

ESTOP RELAY C1019 
REF 07: C3 REF 03:E 4, F3, B13 11 6 ( 5 NO 10 

0020. 0020 SPARE 
AI 

MC 
A2 

POWER ON RESET TIMER 0020 
REF 0314 TIMING DIAGRAM 14 8 C 7 NO 13 

2S5 EM.START 

201 2K4 OFF ON 
0 I 

Ti COIL I- TIMER ENERGISED 1 ti 

T1 ON PULSE 00, 
..---"° /0- 

2K20 207 2K6 CONTACT 

RUN RELAY RESET EM 

STOP RELAY 
REF 03:85 

CONTROL CCT 'POWER ON' RELAY 
REF 03512 

EMERGENCY PUMP MODE SELECTED 

NOTES 

./^() 
EMS 

REF 07:85 

201 201 021(5 

OFF ON 208 ,2, H5 201 

- 

e, G 

..C., 

g 

W- 

9 
8 H 

i 
3 

, 
z 5- 

01 s o 
2S5 EM.START 

200- 

t. INCOMING GENSET, MAIN, PUMP & DIST. BOARD 

LEGEND: CIRCUIT BREAKERS SHALL BE LINE SIDE SHROUDED. 

2. CIRCUIT BREAKER RATINGS TO SUIT FAULT LEVEL & 
LOAD ENSURE MIN TYPE 1 CO-ORDINATION WITH 
CONTACTORS & OVERLOADS TO IEC 947-4-1. 

3. ALL WIRES & CABLE CORES ARE FERRULED WITH 
GRAFOPLAST SI2000 COMPATIBLE LABELLING. 

4. FAULT LEVEL OF 20kA AT 415V FOR 0.2sec. 

® RTU MARSH. (CT BREAKER TERM 

0 RTU MARSH. LINK TERMINAL 

0 SWITCHBOARD CONTROL TERM. 

o SWITCHBOARD GENERATOR TERM. 

0( FIELD TERMINAL 

131 RTU TERMINAL 

SS TERMINAL 

( 01 ) DIGITAL INPUT 

< tom > DIGITAL OUTPUT 

opi ANALOG INPUT 

ANALOG OUTPUT 4011 I 

Sheet 03 - 
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10 5 16 

240VAC 
FILTERED 
SUPPLY 018 
REF 01113 

5A 24VDC 

650 

N11 

0018 

5A 

651 

650. 7 

PS3 

651 

SIR-1 

COMMON CONTROL SECTION 

EMERGENCY PUMPING MODE (24VDC) 

osz 

651 

651 

650- 

EMGDT 

SIDT 

AT Al 
26SIC 

EMGDT 

Ise p 60% of RTU ISTJA 
pulping the/ 

654 2 0." 

SIDI 653 

SIDT 

EMGOTA 1K22 
052 

REF 02:814 

2K22 
658 

REF 03:E14 

EMGDTA 

EMG1 

EMG2 

AT 

Al 0521 

EMGDT - SETTINGS 

MODE RANGE 
TIME SET 

0 0 

SURCHARGE IMMINENT 
ON DELAY TIMER 
REF 07.114, 08.B2 

EMERGENCY PUMPING MODE 
OFF DELAY TIMER 
REF 07:C2 

EMERGENCY PUMPING MODE AUX RELAY 
REF 07:C2, 08:02 

EMERGENCY PUMPING MODE PUMP 1 

REF 02:F4 

650- EMERGENCY PUMPING MODE PUMP 2 

ON DELAY TIMER 
REF 03:F4 

651 

SIDT SIDT CONTACT 1 

SIDT CONTACT 2 

EMGDT TRIGGER 161 

EMGDT CONTACT 

EMG1/EMG2 

EMG2 CONTACTS 

TIMING DIAGRAM 

SIR 
SURCHARGE IMMINENT 
LEVEL RELAY 

SIR-1 
REF 07:62 

SIR-2 
REF 08:C2 

650- 

MIT 2 

651 

651 

OW. 

0127 

DC. FAILSAFE 1 

GND ALARM 2 

Multitrode 
Model 

SAFE-FS 
24VOC 

DO2A \ SIR-1 

00213 

001A \) SIR-2 

D018 

SURCHARGE IMMINENT ACTIVE 

ON DELAY OD, ACTIVATE EM. PUMPING MODE 

INSTANTANEOUS, ACTIVATE PLC INPUT 

EMERGENCY PUMPleG MODE ACTIVE 

DL PUMP MODE STARTED, DELAY OFF (12) IS PUMP RUN ON TIME. 
72. BOX OF SURCHARGE PUIPUNG TIME DEFINED IN THE RTU CODE - INITIATE, PUMP 1 START & PUMP 2 DELAYED START - ON DELAY (131, START PUP' 2 

COMMON CONTROL SECTION 

LEVEL MONITORING 

SIR -E1 

SIR -E1 

siftE3 ETR 

REF 08:64 

062 

S'efft1185 

51 

52 
53 
SE 

55 
56 
57 
58 

CFf ON 

MI 

115 

24VOC SUPPLY 
REF 06.(7 

602 

601° gi600 LR3 
REF 0102 

lea Dahl 

LEVEL PROBE 

DR AFT ED 

LR3 
WET WELL HIGH 
LEVEL RELAY 

J7- 

0131. 

0131 

.VE HI 

VE LO 

Multitrode 
Model 
MTR-5 
24VOC 

25 v 

28 b 

lA 

L R3 -C1 

LR3-£3 ETR LR3-E1 

LIREF 011:G4 

II 

NOTE 2 

8011 2 SEIRTHES 

51 

52 
S3 
5E 
55 
56 

P HAGUE P.HAGUE 

DRAFTING CHECK A.WITTHOFT 

Of f ON 

604 603 

166.9011E 

LEVEL PROBE 

P053. 

COMMON CONTROL SECTION 

SWITCHBOARD INTERNAL LIGHTING AND SECURITY 

RO53 0131 SLCR D59 DS10 ast, 0510 0 ..00.° 01.° 05110 
37 L30 L31 L32 L33 

DS12, D132 0132 

4 L35 L36 36 16 

J9. 

LI 

J9A 

J9A 

L4 

VGANDERSON 

DESIGN R.P.E.O. No. DATE 
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CLIENT DELEGATE DATE 

5 

SLCR 

Prox. Switch 
Fitted To 
'Disconnect 
Zone' Door 

24VDC POWER SUPPLY - 
REF 09:E7 

ALL COOK SWOOP 5 SHOWN 1011100015 C*131 

051 053 053 DSO Ds, DSO ass d DS6 056 0 DSO 057 0, 

ATS SECTION 

SURGE PROTECTION 

240VAC 643 
FILTERED 
SUPPLY 031 SW 
REF 01:C12 

SURGE REDUCTION 
FILTER 

SRF 

al 
CL 

ROS3- 

0132 

J9- 

)_ ] DOOR 
SECURITY 
STATUS 

SLCR 
0L2 

HITCHBOARD 

REF 07:C10, 07:A10 

D..,:" 11 :)---5-0-11 8 
LE 

19- CI. 01 GNTTR1 NOG 

L RELAY 

CL 3 

CL4 

CL 5 

1211 a6 
CL7 

L18 

INTERNAL 
L.E.D. 

FITTINGS 

L23 CL8 

SURGE DIVERTERS 
REF 01:0 

SD1 SD2 503 

SURGE FILTER 
ALARM RELAY 

52/ SF- 

SURGE r 
DIVERTERS 
& FILTER OK D114 

REF 08:62 

(r UrbanUtilities 

SFAR E 
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SO1 SD3 I 

V SITE 
SP279 
GYMPIE ROAD 
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A DIVISION Of 11,1 BIRDAPE cm' 00u/rob 

TITLE 

COMMON CONTROLS 
SCHEMATIC DIAGRAM 

122 

NOTES 
1. ALL WIRES 8, CABLE CORES ARE 
FERRULED WITH GRAFOPLAST 512000 
COMPATIBLE LABELLING. 

2. RUN SEPARATE DEDICATED EARTH 
CONDUCTOR TO EARTH BAR. 

LEGEND: 

RTU MARSH. CCT BREAKER TERM 

0 RTU MARSH. LINK TERMINAL 

O SWITCHBOARD CONTROL TERM. 

O SWITCHBOARD GENERATOR TERM. 

FIELO TERMINAL 

O RTU TERMINAL 

III 55 TERMINAL 

DIGITAL INPUT 
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1. THE CONTRACTOR IS RESPONSIBLE IN 3. ALLOW SUFFICIENT LENGTH ON CABLE TO 

DETERMINING THE ACTUAL CABLE LENGTHS ALLOW FOR REMOVAL OF PROBE AND CONDUIT. 

REQUIRED ON SITE. EXCESS LENGTH TO BE STORED IN ELECTRODE 
BOX 

2. PROTECT THE MAINS CABLE USING PVC 
SHEATHED FLEXIBLE METAL CONDUIT SUCH 
AS 'ADAPTAFLEX' FROM 150mm Min WITHIN 
THE PVC MAINS CONDUIT CAST IN THE SLAB 
UP TO THE GLAND PLATE. TERMINATE USING 
PROPRIETARY GLAND. SEAL AROUND CABLE 
AT EXIT POINT OF CONDUIT TO PREVENT 
INGRESS OF VERMIN. 
PROVIDE ADEQUATE EXCESS FOR 
RE-TERMINATION. ,, 
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CONSTRUCTION - EXTERNAL SWITCHBOARD 

Cubicle construction 3mm Marine grade Aluminium (5250. 

Plinth construction 200x60 channel 6061 T6 Grade Aluminium. 

Folded, "Pulse MI6' L -TIG welded with all visible seams and joints fully welded, free from 

splatter and ground smooth where needed. 

External doors and covers fitted with Emka 1011-207 self grip seal. 

Stainless Steel ''D" Handles fitted where indicated on the drawings. 

M6 Earth studs fixed to the interior of all doors and hinged escutcheons and on adjacent cubicle 

interior surfaces. Fit dedicated earth stud adjacent main earth bar for switchboard earth. 

Door stiffeners, door stays, cable straps, and document holders etc fitted where shown on the 

drawings. 

Door stay arms to be S/Steel and of sufficent strength to prevent being deformed when 

subjected to reasonable loads. Minimum 3mm S/Steel. 

Lift-off covers and mounting panels fixed with M8 studs & stainless steel dome nuts. 

Gland plates manufactured from 3mm aluminium, unless otherwise shown. 

Inspection/Access plates manufactured from 3mm aluninium. 

Gland/Inspect/Access plate openings fitted with M6x1.0 flat head closed end rivet nuts. (Detail Fl 

Cable glands to be fitted with compression side Installed within cubicle. (Detail GI 

Gland/Inspection/Access plates to be fitted with seals attached to cubicle. 

Gland/Inspection/Access plate fixings at 100mm. 

Gland/Inspection/Access plates to maintain a 50mm clearance from section dividers. 

Gland /Inspection /Access plates are NOT to be split. 

Inspection/Access plates are NOT to be earthed. 

Provide Shrouding to all live parts to IP20 where required. 

Hinges (external) Selectrix HIB650ss-316. Stainless steel. 

Star washers fitted under all hinge screws. 

Hinged escutcheons fixed with Emka 1/4 turn 1000-11142 

All equipment to be removable via front access. 

Install switchboard with non-hydroscopic material between plinth and concrete slab. (Detail El) 

All escutcheons to open a minimum of 90* 

All sheet metal edging to be de-burred. 

Locks Doors 1- 9 & 11. 

DORE ELECTRICS - Swing Handle SHKSS Universal Locking - 92268 

DORE ELECTRICS - 3 point lock rod set - TLR24 

Half Profile Cylinder 

Key Codes RC496A, RC4%AB, RC496ABC refer to each door for clarification. 

Locks Door 12 

DORE ELECTRICS - Swing Handle SHKSS Universal Locking - 92268 

DORE ELECTRICS - 3 point lock rod set - TLR22SS fall S /Steel) 

Lockwood Barrel Lock, Key Code RC496AB 

Locks Door 10 

DORE ELECTRICS - Swing Handle SHPSS Padlockable - 316 

DORE ELECTRICS - 3 point lock rod set - TLR24 

ENERGEX padlock, S/Steel Shackle, 45mm brass pin tumbler. 

Energex Key No325. c/w 2 keys. 

OPERATING PARAMETERS 

Standard 

Current & Frequency 

Rated Operational Voltage Ue 

Rated insulation Voltage Ui 

Rated Auxiliary Voltage 

Rated Current (Main Bus) 

Short Circuit Current Isc 

Duration of 1st 

Degree of Protection 
Measure of Protection by barriers 
and enclosures. 

Service Conditions 
Mass 

Forms of Segregation 

AS 3439.1 

AC 50Hz 

415 VAC 

660 V 

240 VAC / 24 VDC 

300 AMPS 

20 kA 

.2 sec 

IP 56 to AS 1939 

Outdoors 
Not exceeding 2000kg 

Form 3 

WIRING 

All wiring to be PVC V90 HT 0.6/1Kv Grade with tinned conductor. 

Control and instrumentation wiring has flexible copper conductors, and is colour coded 

as detailed below, each individual wire shall be numbered each end, and terminated by 

the use of appropriate pre-insulated crimp lugs or pins. 

Separate lugs or pins shall be used for each conductor. A proprietary double pin lug 

may be used to terminate two conductors. 
Use proprietary bridging links when required to common up terminals. 

Not more than two wires shall be connected to any terminal. 

Not more than one wire shall be connected on one side of any tunnel type terminal. 

Where multiple connections are required on tunnel terminals, proprietary terminal link 

bars shall be used. 

Power wiring to be minimum 2.5sqmm stranded copper conductors, phase colour coded 

as detailed below. 

Control wiring to be minimum 1.0sqmm flexible copper conductors, colour coded as 

detailed below. 

Low level control signals to be minimum 0.5sqmm flexible copper conductors. colour 

coded as detailed below. 

Wiring between RTU terminals I. RTU disconnect plugs to be multicore cable with 

0.5scom flexible copper conductors. 

4-20mA analog signals (internal L external) wired in shielded pair minimum size 

0.5sgrun, and earthed at one end only. (Switchboard end for external signals) 

All 240VAC wiring in the RTU section shall be double insulated and all terminals shall 

be shouded and labelled- ' Danger 240VAC' 

Earth cables minimum 2.5sqmre flexible. 

Doors and hinged escutcheons bonded with flexible tinned copper braiding. 

Disconnection zone door to be bonded with flexible copper 8/Wire. Heat shrink at lugs. 

Switchboard to have dedicated earthing cable bonding directly to main earth bar. 

Ensure minimum clearance of 100en is maintained between cable ducting & gland plates. 

Wire numbering will be equal to Grafoplast S12000 system. 

Terminal strips to be mounted 30mm off equipment panel to aid termination. 

Wire numbers are readable left to right,bottom to top as shown. 

2 111 

Supply spare 'RTU fuse terminal' fuses seperately 2x10A, 2x5A 4x2A, 6x.5A 

All cable glands to be Stainless Steel type. 

COLOUR (COE 

Phase wiring (A,B LC) 

Potential HeterMg1240/415 HAG 

Current Meteril (Secondary) 

240 VAC Control Active 

240 VAC Neutral 

Extra Low VDC Positive supplies 

Extra Low VDC Negative supplies 

General Extra Low VD( Wring 

Rill& PLC Wiring 

Electrode Wiring 

Intrinsically safe wireig 

Earth 

Door & Escutcheon Earth Bonds 

Red, White, Blue 2.5scyrim (nn) 

Red, White, Blue, Black 15sqmrn 

Red, White, Blue, Grey 2.5sqnm 

Red 1.0sqrmn 

Black 1.0squim 

Orange 1.0sqmm 

Violet 1.0sqmm 

Grey 1.0sqrrm 

Grey 0.5gcrim 

Salmon 1.0qm 
Light Blue 15sqrnm 

Green/Yellow 2.5srprim Intel 

Green/Yellow 4 Wm 

PAINTINQ 

Aluminium Surface Preparation. 

Finish smooth all exposed welds, clean, descale, and degrease all surfaces. 

Surfaces pretreatment in accordance with AS 1580 & AS 3715 using Novox LF acid etch 

cleaner, Novacoat 12 conversion coating, L clean water rinses. 

Apply DULUX ALPHATECH 3000 powder coat to manufacturer's recommendations. 

CUBICLE & EXTERNAL COMPONENTS DULUX Mist Green (36648) matt finish. 

INTERIOR ITEMS (mounting panels, escutcheons, etc.) DULUX Bright White 132166) 

Minimum Dry Film Thickness all surfaces 50 microns. 

LABELS 

Internal labels W/B engraved ABS PLASTIC to label schedule. 
Warning labels R/W engraved ABS PLASTIC to label schedule. 
E/Stop labels Y/8 engraved ABS PLASTIC to label schedule. 
F'rst letter = Background colour, Second letter = Lettering colour. 

Main switch label 

Pump CB labels 

Comportment labels 

E/Stop labels 

WarNng labels 

MAIN SWITCH 
400A 

PUMP No1 

250A 

RTU 
lOrnm 

EMERGENCY STOP 4111m 

DANGER 415V 
'fro 

ISOLATE as WHERE 4.- Srro 

Material ABS PLASTIC 
Colour B/W 

Material PLASTIC 
Colour W /6 

Material Stainless Steel 

ttolt:urrial M PLASTIC 

Material ABS PLASTIC 
Colour R/W 

Internal labels secured by 113 chrome plated metal threads. 

CB's to be identified with incividual labels as per label schedule. 

Labels obstructed by switchboard wiring are relocated to adjacent duct lid and secured 

by M3 nylon threads. Lid to be secured by a single cable tie at one corner. 

External labels 1mm thick 316 grade s/steel secured by M3 316 s/steel metal threads. 

All infernal and external labels are to have bevelled edges. 
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ADJACENT DOOR FROM BENG CIMINO) CA CLOSED. 

DETAIL K 

DOOR SUN SHIELD DEAL) 

Ensure adequate clearances to 
allow doors to locoweed whit 
adjacent deo b fully open. 

98 

DOOR CLEARANCES 

IRt kem neoprene gasket between pliith 1 flange) 

(Raings 316 %/steel bolts, nuts, flat 1 spring washers) 

DETAIL P 

AERIAL & AREA UENTING RANGE MOUNTING DETAIL 

(CCeltLETE MIKA/KM FLAN IF NO AERIAL FITTED) 
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10 3 4 

NORTH SURVEY MARKER No.460 
mAHD = 15.540 

CHASING \ TO SWITCHBOARD 

TOP OF LEVEL 
PROBE BRACKET 
mAHO = 12.496 

HANGING 
HOOK 

Note 1, 6 

CABLE 
TIES 

ALLOW SUFFICIENT LENGTH ON CABLE TO ALLOW 
FOR REMOVAL OF PROBE AND CONDUIT ASSEMBLY. 
EXCESS LENGTH TO BE STORED IN ELECTRODE BOX. 

o d 

a 

a 

a. a 

a 

Temporary hanging 
length 3.100 mtrs 

SURCHARGE LEVEL 
mAHD = 9.186 

3.010 mtrs 
Note 5 

SURCHARGE IMMINENT 
LEVEL 
mAHD = 9.486 

MEASUREMENT POINT 

SURCHARGE IMMINENT 1 
LEVEL PROBE 

The surcharge Imminent probe is to 
be hung at a temporary value, of 
3.100mtrs until site testing proves 
actual levels of overflow. 
This is level of 9.396mAHD 

PUMP A START 
mAHD = 5.696 

PUMP A STOP 
mAHD = 5.096 

ISee Note 7I 

6.400 mtrs 
Note 5 

HIGH LEVEL 
mAHO = 6.096 

MEASUREMENT POINT 

HIGH LEVEL 
PROBE 

25mm NYLON 
CABLE GLAND 
Note 4 

CABLE CLAMP 
SUSPENSION EYELET 

200 

LEVEL PROBE 
mAHO = 4.696 

7.800 mtrs 
Note 5 

1.460 mtrs 

QTY MATERIALS LIST 

1 1 LENGTH OF HEAVY DUTY 
ORANGE PVC CONDUIT 40mm 

2 1 CONDUIT END CAP 

3 2 25mm NYLON CABLE GLAND 

4 3 CABLE CLAMP SUSPENSION EYELET 

P.HAGUE 

Note 3 

RAG TUBE - BELLED OVER PROBE 
032 CONDUIT 300 LONG C/W CAP & PVC GLAND 

25mm NYLON 
CABLE GLAND 
Note 4 

END CAP 

INo Gluel 

40mm PVC CONDUIT 

DRILLED 6mm HOLES AT 
300mm INTERVALS ALONG 
THE LENGTH OF THE CONDUIT 
Note 2 

HYDROSTATIC LEVEL 
PROBE 

RANGE =55m 

MEASUREMENT POINT 

PRIMARY LEVEL PROBE INSTALLATION NOTES 

1. Install stainless steel hanging hooks for the suspension 
of the hydrostatic probe, high level & surcharge probes. 

2. Drill 4 x 6mm holes, 150mm from each end and every 300mm 
of the cut length, prior to installation. 

3. Install so that the conduit rests on the shoulder of the probe. 
Do Not glue the conduit to the end cap. 

4. Install a 25mm nylon cable gland. Apply no compression to cable. 

5. Measurements are to be taken from top of the 
Level Probe Bracket to 'measurement points' on probes 

6. Install hanging hooks to ensure the greatest seperation between 
probes can be achieved. 

7. Pump stop level shown on this drawing is 100mm above actual IDTS value. 
This allows for ramp down of soft starter/VSD 
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SECONDARY LEVEL TRANSMITTER 

MOUNTING BRACKET INSTALLATION DETAILS 

IP6B RATED 'VEGABAR 52 " PRESSURE SENSOR WITH 
TRI-CLOVER" FITTING. PIXEL TO SUR PRESSURE 

RANGE AND CABLE LENGTH FOR EACH NOIVIDUAL SITE. /- EXAMPLE MODEL 'BR52XXCAVIPPIAS" 

PRESSURE RANGE -I 

CABLE TO REMOTE 
DISPLAY /CALIBRATION UNIT 
IN PUMP STATION SWITCHBOARD 

'TRI-CLOVER' STAINLESS STEEL 
CLAW TO BE SUPPLIED WITH 
PRESSURE SENSOR 

STAINLESS STEEL 'VEGA ADAPTOR 4" MATING 
PIECE FOR JOINING "TRI-CLOVER" FITTING WITH 
OW5111 BSP MALE END. TO BE SUPPLIED WITH 
PRESSURE SENSOR. 

O925111 BSP STAINLESS //- STEEL SOCKET 

DETAILS OF NON PREFERRED INSTALLATION 

TO BE USED WHERE SPACE IS LIMITED 

0N25 STAINLESS STEEL UMON WITH 0925 BSP 
FEMALE ENDS AND INSTALLED WITH FEMALE 
SECTION OF UNION ADJACENT TO VALVE 

ON2511') BSP STAINLESS 
STEEL NIPPLE. 

ON25 III BSP STAPILESS STEEL 
90e EQUAL MALE BEND. 

REDUCE TO SUIT 
EXISTING PRESSURE 
POINT STOP COCK 

A-A 
EXISTING ON 
SITE 

B-B 
TO BE INSTALLED 
ON SITE 
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DETAILS OF PREFERRED INSTALLATIO 

Electrical contractor to supply 
and fit all fitting necessary to 
plumb pressure transducer into 
existing isolation valve. 

NOTE, ADDITIONAL FITTINGS MAY BE REQUIRED. 

PRESSURE TRANSMITTER INSTALLATION NOTES 

1. Material: All stainless steel 
fittings to be grade 316. 

2. Galling: All stainless steel 
threads to be lubricated with 
approved anti galling grease 
and thread tape where applicable. 

3. Install as per 'prefered' detail 
unless space limitations prevents 
this method. 
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